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NPDES PART VIII STANDARD CONDITIONS
(April 26, 2018)

A. GENERAL REQUIREMENTS

1. Duty to Comply

The Permittee must comply with all conditions of this permit. Any permit noncompliance
constitutes a violation of the Clean Water Act (CWA or Act) and is grounds for enforcement
action; for permit termination, revocation and reissuance, or modification; or denial of a permit
renewal application.

a. The Permittee shall comply with effluent standards or prohibitions established under
Section 307(a) of the Clean Water Act for toxic pollutants and with standards for sewage
sludge use or disposal established under Section 405(d) of the CWA within the time
provided in the regulations that establish these standards or prohibitions, or standards for
sewage sludge use or disposal, even if the permit has not yet been modified to
incorporate the requirement.

b. Penalties for Violations of Permit Conditions: The Director will adjust the civil and
administrative penalties listed below in accordance with the Civil Monetary Penalty
Inflation Adjustment Rule (83 Fed. Reg. 1190-1194 (January 10, 2018) and the 2015
amendments to the Federal Civil Penalties Inflation Adjustment Act of 1990, 28 U.S.C. §
2461 note. See Pub. L..114-74, Section 701 (Nov. 2, 2015)). These requirements help
ensure that EPA penalties keep pace with inflation. Under the above-cited 2015
amendments to inflationary adjustment law, EPA must review its statutory civil penalties
each year and adjust them as necessary.

(1) Criminal Penalties

(a) Negligent Violations. The CWA provides that any person who
negligently violates permit conditions implementing Sections 301, 302,
306, 307, 308, 318, or 405 of the Act is subject to criminal penalties of
not less than $2,500 nor more than $25,000 per day of violation, or
imprisonment of not more than 1 year, or both. In the case of a second
or subsequent conviction for a negligent violation, a person shall be
subject to criminal penalties of not more than $50,000 per day of
violation or by imprisonment of not more than 2 years, or both.

(b) Knowing Violations. The CWA provides that any person who
knowingly violates permit conditions implementing Sections 301, 302,
306, 307, 308, 318, or 405 of the Act is subject to a fine of not less than
$5,000 nor more than $50,000 per day of violation, or by imprisonment
for not more than 3 years, or both. In the case of a second or subsequent
conviction for a knowing violation, a person shall be subject to criminal
penalties of not more than $100,000 per day of violation, or
imprisonment of not more than 6 years, or both.

(c) Knowing Endangerment. The CWA provides that any person who
knowingly violates permit conditions implementing Sections 301, 302,
303, 306, 307, 308, 318, or 405 of the Act and who knows at that time
that he or she is placing another person in imminent danger of death or
serious bodily injury shall upon conviction be subject to a fine of not
more than $250,000 or by imprisonment of not more than 15 years, or
both. In the case of a second or subsequent conviction for a knowing
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endangerment violation, a person shall be subject to a fine of not more
than $500,000 or by imprisonment of not more than 30 years, or both.
An organization, as defined in Section 309(c)(3)(B)(iii) of the Act,
shall, upon conviction of violating the imminent danger provision, be
subject to a fine of not more than $1,000,000 and can be fined up to
$2,000,000 for second or subsequent convictions.

False Statement. The CWA provides that any person who falsifies,
tampers with, or knowingly renders inaccurate any monitoring device or
method required to be maintained under this permit shall, upon
conviction, be punished by a fine of not more than $10,000, or by
imprisonment for not more than 2 years, or both. If a conviction of a
person is for a violation committed after a first conviction of such
person under this paragraph, punishment is a fine of not more than
$20,000 per day of violation, or by imprisonment of not more than 4
years, or both. The Act further provides that any person who knowingly
makes any false statement, representation, or certification in any record
or other document submitted or required to be maintained under this
permit, including monitoring reports or reports of compliance or non-
compliance shall, upon conviction, be punished by a fine of not more
than $10,000 per violation, or by imprisonment for not more than 6
months per violation, or by both.

(2) Civil Penalties. The CWA provides that any person who violates a permit
condition implementing Sections 301, 302, 306, 307, 308, 318, or 405 of the
Act is subject to a civil penalty not to exceed the maximum amounts
authorized by Section 309(d) of the Act, the 2015 amendments to the Federal
Civil Penalties Inflation Adjustment Act of 1990, 28 U.S.C. § 2461 note, and
40 C.F.R. Part 19. See Pub. L.114-74, Section 701 (Nov. 2, 2015); 83 Fed.
Reg. 1190 (January 10, 2018).

(3) Administrative Penalties. The CWA provides that any person who violates a
permit condition implementing Sections 301, 302, 306, 307, 308, 318, or 405
of the Act is subject to an administrative penalty as follows:

Permit Actions

(a)

(b)

Class | Penalty. Not to exceed the maximum amounts authorized by
Section 309(g)(2)(A) of the Act, the 2015 amendments to the Federal
Civil Penalties Inflation Adjustment Act of 1990, 28 U.S.C. § 2461
note, and 40 C.F.R. Part 19. See Pub. L.114-74, Section 701 (Nov. 2,
2015); 83 Fed. Reg. 1190 (January 10, 2018).

Class Il Penalty. Not to exceed the maximum amounts authorized by
Section 309(g)(2)(B) of the Act the 2015 amendments to the Federal
Civil Penalties Inflation Adjustment Act of 1990, 28 U.S.C. § 2461
note, and 40 C.F.R. Part 19. See Pub. L.114-74, Section 701 (Nov. 2,
2015); 83 Fed. Reg. 1190 (January 10, 2018).

This permit may be modified, revoked and reissued, or terminated for cause. The filing of a
request by the Permittee for a permit modification, revocation and reissuance, or termination,
or a notification of planned changes or anticipated noncompliance does not stay any permit
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condition.

Duty to Provide Information

The Permittee shall furnish to the Director, within a reasonable time, any information which the
Director may request to determine whether cause exists for modifying, revoking and reissuing,
or terminating this permit, or to determine compliance with this permit. The Permittee shall also
furnish to the Director, upon request, copies of records required to be kept by this permit.

Oil and Hazardous Substance Liability

Nothing in this permit shall be construed to preclude the institution of any legal action or relieve
the Permittee from responsibilities, liabilities or penalties to which the Permittee is or may be
subject under Section 311 of the CWA, or Section 106 of the Comprehensive Environmental
Response, Compensation and Liability Act of 1980 (CERCLA).

Property Rights

This permit does not convey any property rights of any sort, or any exclusive privilege.

Confidentiality of Information

a. Inaccordance with 40 C.F.R. Part 2, any information submitted to EPA pursuant to
these regulations may be claimed as confidential by the submitter. Any such claim must
be asserted at the time of submission in the manner prescribed on the application form
or instructions or, in the case of other submissions, by stamping the words “confidential
business information” on each page containing such information. If no claim is made at
the time of submission, EPA may make the information available to the public without
further notice. If a claim is asserted, the information will be treated in accordance with
the procedures in 40 C.F.R. Part 2 (Public Information).

b. Claims of confidentiality for the following information will be denied:

(1) The name and address of any permit applicant or Permittee;
(2) Permit applications, permits, and effluent data.

c. Information required by NPDES application forms provided by the Director under 40
C.F.R. § 122.21 may not be claimed confidential. This includes information submitted
on the forms themselves and any attachments used to supply information required by
the forms.

Duty to Reapply

If the Permittee wishes to continue an activity regulated by this permit after the expiration date
of this permit, the Permittee must apply for and obtain a new permit. The Permittee shall
submit a new application at least 180 days before the expiration date of the existing permit,
unless permission for a later date has been granted by the Director. (The Director shall not grant
permission for applications to be submitted later than the expiration date of the existing permit.)

State Authorities

Nothing in Parts 122, 123, or 124 precludes more stringent State regulation of any activity
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covered by the regulations in 40 C.F.R. Parts 122, 123, and 124, whether or not under an
approved State program.

Other Laws

The issuance of a permit does not authorize any injury to persons or property or invasion of other
private rights, or any infringement of State or local law or regulations.

B. OPERATION AND MAINTENANCE OF POLLUTION CONTROLS

1.

Proper Operation and Maintenance

The Permittee shall at all times properly operate and maintain all facilities and systems of
treatment and control (and related appurtenances) which are installed or used by the Permittee to
achieve compliance with the conditions of this permit. Proper operation and maintenance also
includes adequate laboratory controls and appropriate quality assurance procedures. This
provision requires the operation of back-up or auxiliary facilities or similar systems which are
installed by a Permittee only when the operation is necessary to achieve compliance with the
conditions of the permit.

Need to Halt or Reduce Not a Defense

It shall not be a defense for a Permittee in an enforcement action that it would have been
necessary to halt or reduce the permitted activity in order to maintain compliance with the
conditions of this permit.

Duty to Mitigate

The Permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use
or disposal in violation of this permit which has a reasonable likelihood of adversely affecting
human health or the environment.

Bypass
a. Definitions

(1) Bypass means the intentional diversion of waste streams from any portion of a
treatment facility.

(2) Severe property damage means substantial physical damage to property,
damage to the treatment facilities which causes them to become inoperable, or
substantial and permanent loss of natural resources which can reasonably be
expected to occur in the absence of a bypass. Severe property damage does not
mean economic loss caused by delays in production.

b. Bypass not exceeding limitations. The Permittee may allow any bypass to occur which
does not cause effluent limitations to be exceeded, but only if it also is for essential
maintenance to assure efficient operation. These bypasses are not subject to the provisions
of paragraphs (c) and (d) of this Section.

¢. Notice
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Anticipated bypass. If the Permittee knows in advance of the need for a
bypass, it shall submit prior notice, if possible at least ten days before the date
of the bypass. As of December 21, 2020 all notices submitted in compliance
with this Section must be submitted electronically by the Permittee to the
Director or initial recipient, as defined in 40 C.F.R. § 127.2(b), in compliance
with this Section and 40 C.F.R. Part 3 (including, in all cases, Subpart D to
Part 3), § 122.22, and 40 C.F.R. Part 127. Part 127 is not intended to undo
existing requirements for electronic reporting. Prior to this date, and
independent of Part 127, Permittees may be required to report electronically if
specified by a particular permit or if required to do so by state law.

Unanticipated bypass. The Permittee shall submit notice of an unanticipated
bypass as required in paragraph D.1.e. of this part (24-hour notice). As of
December 21, 2020 all notices submitted in compliance with this Section
must be submitted electronically by the Permittee to the Director or initial
recipient, as defined in 40 C.F.R. § 127.2(b), in compliance with this Section
and 40 C.F.R. Part 3 (including, in all cases, Subpart D to Part 3), § 122.22,
and 40 C.F.R. Part 127. Part 127 is not intended to undo existing requirements
for electronic reporting. Prior to this date, and independent of Part 127,
Permittees may be required to report electronically if specified by a particular
permit or required to do so by law.

d. Prohibition of bypass.

Upset

a.

(M

2

Bypass is prohibited, and the Director may take enforcement action
against a Permittee for bypass, unless:

(a) Bypass was unavoidable to prevent loss of life, personal injury, or
severe property damage;

(b) There were no feasible alternatives to the bypass, such as the use
of auxiliary treatment facilities, retention of untreated wastes, or
maintenance during normal periods of equipment downtime. This
condition is not satisfied if adequate back-up equipment should
have been installed in the exercise of reasonable engineering
judgment to prevent a bypass which occurred during normal
periods of equipment downtime or preventative maintenance; and

(c) The Permittee submitted notices as required under paragraph 4.c
of this Section.

The Director may approve an anticipated bypass, after considering its adverse
effects, if the Director determines that it will meet the three conditions listed
above in paragraph 4.d of this Section.

Definition. Upset means an exceptional incident in which there is an unintentional and
temporary noncompliance with technology based permit effluent limitations because of
factors beyond the reasonable control of the Permittee. An upset does not include
noncompliance to the extent caused by operational error, improperly designed treatment
facilities, inadequate treatment facilities, lack of preventive maintenance, or careless or
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improper operation.

Effect of an upset. An upset constitutes an affirmative defense to an action brought for
noncompliance with such technology based permit effluent limitations if the
requirements of paragraph B.5.c. of this Section are met. No determination made
during administrative review of claims that noncompliance was caused by upset, and
before an action for noncompliance, is final administrative action subject to judicial
review.

Conditions necessary for a demonstration of upset. A Permittee who wishes to establish
the affirmative defense of upset shall demonstrate, through properly signed,
contemporaneous operating logs, or other relevant evidence that:

(1) Anupset occurred and that the Permittee can identify the cause(s) of the upset;

(2) The permitted facility was at the time being properly operated; and

(3) The Permittee submitted notice of the upset as required in paragraph D.1.e.2.b.
(24-hour notice).

(4) The Permittee complied with any remedial measures required under B.3. above.

Burden of proof. In any enforcement proceeding the Permittee seeking to establish the
occurrence of an upset has the burden of proof.

C. MONITORING REQUIREMENTS

1. Monitoring and Records

a.

Samples and measurements taken for the purpose of monitoring shall be representative of
the monitored activity.

Except for records of monitoring information required by this permit related to the
Permittee’s sewage sludge use and disposal activities, which shall be retained for a
period of at least 5 years (or longer as required by 40 C.F.R. § 503), the Permittee shall
retain records of all monitoring information, including all calibration and maintenance
records and all original strip chart recordings for continuous monitoring instrumentation,
copies of all reports required by this permit, and records of all data used to complete the
application for this permit, for a period of at least 3 years from the date of the sample,
measurement, report or application. This period may be extended by request of the
Director at any time.

Records of monitoring information shall include:

(1) The date, exact place, and time of sampling or measurements;
(2) The individual(s) who performed the sampling or measurements;
(3) The date(s) analyses were performed;

(4) The individual(s) who performed the analyses;

(5) The analytical techniques or methods used; and

(6) The results of such analyses.

Monitoring must be conducted according to test procedures approved under 40 C.F.R.
§ 136 unless another method is required under 40 C.F.R. Subchapters N or O.

The Clean Water Act provides that any person who falsifies, tampers with, or
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knowingly renders inaccurate any monitoring device or method required to be
maintained under this permit shall, upon conviction, be punished by a fine of not more
than $10,000, or by imprisonment for not more than 2 years, or both. If a conviction of
a person is for a violation committed after a first conviction of such person under this
paragraph, punishment is a fine of not more than $20,000 per day of violation, or by
imprisonment of not more than 4 years, or both.

Inspection and Entry

The Permittee shall allow the Director, or an authorized representative (including an
authorized contractor acting as a representative of the Administrator), upon presentation
of credentials and other documents as may be required by law, to:

a. Enter upon the Permittee’s premises where a regulated facility or activity is located or
conducted, or where records must be kept under the conditions of this permit;

b. Have access to and copy, at reasonable times, any records that must be kept under the
conditions of this permit;

c. Inspect at reasonable times any facilities, equipment (including monitoring and control
equipment), practices, or operations regulated or required under this permit; and

d. Sample or monitor at reasonable times, for the purposes of assuring permit compliance or
as otherwise authorized by the Clean Water Act, any substances or parameters at any
location.

D. REPORTING REQUIREMENTS

1.

Reporting Requirements

a. Planned Changes. The Permittee shall give notice to the Director as soon as possible of
any planned physical alterations or additions to the permitted facility. Notice is required
only when:

(1) The alteration or addition to a permitted facility may meet one of the criteria
for determining whether a facility is a new source in 40 C.F.R. § 122.29(b); or

(2) The alteration or addition could significantly change the nature or increase
the quantity of pollutants discharged. This notification applies to pollutants
which are subject neither to effluent limitations in the permit, nor to
notification requirements at 40 C.F.R. § 122.42(a)(1).

(3) The alteration or addition results in a significant change in the Permittee’s
sludge use or disposal practices, and such alteration, addition, or change may
justify the application of permit conditions that are different from or absent in
the existing permit, including notification of additional use or disposal sites
not reported during the permit application process or not reported pursuant to
an approved land application plan.

b. Anticipated noncompliance. The Permittee shall give advance notice to the Director

of any planned changes in the permitted facility or activity which may result in
noncompliance with permit requirements.

Page 8 of 21





NPDES PART VIII STANDARD CONDITIONS
(April 26, 2018)

c. Transfers. This permit is not transferable to any person except after notice to the
Director. The Director may require modification or revocation and reissuance of
the permit to change the name of the Permittee and incorporate such other
requirements as may be necessary under the Clean Water Act. See 40 C.F.R. §
122.61; in some cases, modification or revocation and reissuance is mandatory.

d. Monitoring reports. Monitoring results shall be reported at the intervals specified
elsewhere in this permit.

(1) Monitoring results must be reported on a Discharge Monitoring Report (DMR)
or forms provided or specified by the Director for reporting results of
monitoring of sludge use or disposal practices. As of December 21, 2016 all
reports and forms submitted in compliance with this Section must be submitted
electronically by the Permittee to the Director or initial recipient, as defined in
40 C.F.R. § 127.2(b), in compliance with this Section and 40 C.F.R. Part 3
(including, in all cases, Subpart D to Part 3), § 122.22, and 40 C.F.R. Part 127.
Part 127 is not intended to undo existing requirements for electronic reporting.
Prior to this date, and independent of Part 127, Permittees may be required to
report electronically if specified by a particular permit or if required to do so by
State law.

(2) If the Permittee monitors any pollutant more frequently than required by the
permit using test procedures approved under 40 C.F.R. § 136, or another
method required for an industry-specific waste stream under 40 C.F.R.
Subchapters N or O, the results of such monitoring shall be included in the
calculation and reporting of the data submitted in the DMR or sludge
reporting form specified by the Director.

(3) Calculations for all limitations which require averaging or measurements
shall utilize an arithmetic mean unless otherwise specified by the Director
in the permit.

e. Twenty-four hour reporting.

(1) The Permittee shall report any noncompliance which may endanger health
or the environment. Any information shall be provided orally within 24
hours from the time the Permittee becomes aware of the circumstances. A
written report shall also be provided within 5 days of the time the Permittee
becomes aware of the circumstances. The written report shall contain a
description of the noncompliance and its cause; the period of
noncompliance, including exact dates and times, and if the noncompliance
has not been corrected, the anticipated time it is expected to continue; and
steps taken or planned to reduce, eliminate, and prevent reoccurrence of the
noncompliance. For noncompliance events related to combined sewer
overflows, sanitary sewer overflows, or bypass events, these reports must
include the data described above (with the exception of time of discovery)
as well as the type of event (combined sewer overflows, sanitary sewer
overflows, or bypass events), type of sewer overflow structure (e.g.,
manhole, combined sewer overflow outfall), discharge volumes untreated
by the treatment works treating domestic sewage, types of human health and
environmental impacts of the sewer overflow event, and whether the
noncompliance was related to wet weather. As of December 21, 2020 all
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reports related to combined sewer overflows, sanitary sewer overflows, or
bypass events submitted in compliance with this section must be submitted
electronically by the Permittee to the Director or initial recipient, as defined
in 40 C.F.R. § 127.2(b), in compliance with this Section and 40 C.F.R. Part
3 (including, in all cases Subpart D to Part 3), § 122.22, and 40 C.F.R. Part
127. Part 127 is not intended to undo existing requirements for electronic
reporting. Prior to this date, and independent of Part 127, Permittees may be
required to electronically submit reports related to combined sewer
overflows, sanitary sewer overflows, or bypass events under this section by
a particular permit or if required to do so by state law. The Director may
also require Permittees to electronically submit reports not related to
combined sewer overflows, sanitary sewer overflows, or bypass events
under this section.

(2) The following shall be included as information which must be reported within
24 hours under this paragraph.

(a) Any unanticipated bypass which exceeds any effluent limitation in the
permit. See 40 C.F.R. § 122.41(g).

(b) Any upset which exceeds any effluent limitation in the permit.

(c) Violation of a maximum daily discharge limitation for any of the
pollutants listed by the Director in the permit to be reported
within 24 hours. See 40 C.F.R. § 122.44(g).

(3) The Director may waive the written report on a case-by-case basis for reports
under paragraph D.1.e. of this Section if the oral report has been received
within 24 hours.

Compliance Schedules. Reports of compliance or noncompliance with, or any progress
reports on, interim and final requirements contained in any compliance schedule of
this permit shall be submitted no later than 14 days following each schedule date.

Other noncompliance. The Permittee shall report all instances of noncompliance not
reported under paragraphs D.1.d., D.1.e., and D.1.f. of this Section, at the time
monitoring reports are submitted. The reports shall contain the information listed in
paragraph D.1.e. of this Section. For noncompliance events related to combined sewer
overflows, sanitary sewer overflows, or bypass events, these reports shall contain the
information described in paragraph D.1.e. and the applicable required data in Appendix
A to 40 C.F.R. Part 127. As of December 21, 2020 all reports related to combined sewer
overflows, sanitary sewer overflows, or bypass events submitted in compliance with this
section must be submitted electronically by the Permittee to the Director or initial
recipient, as defined in 40 C.F.R. § 127.2(b), in compliance with this Section and 40
C.F.R. Part 3 (including, in all cases, Subpart D to Part 3), §122.22, and 40 C.F.R. Part
127. Part 127 is not intended to undo existing requirements for electronic reporting.
Prior to this date, and independent of Part 127, Permittees may be required to
electronically submit reports related to combined sewer overflows, sanitary sewer
overflows, or bypass events under this section by a particular permit or if required to do
so by state law. The Director may also require Permittees to electronically submit reports
not related to combined sewer overflows, sanitary sewer overflows, or bypass events
under this Section.

Other information. Where the Permittee becomes aware that it failed to submit any
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relevant facts in a permit application, or submitted incorrect information in a permit
application or in any report to the Director, it shall promptly submit such facts or
information.

i. ldentification of the initial recipient for NPDES electronic reporting data. The owner,
operator, or the duly authorized representative of an NPDES-regulated entity is
required to electronically submit the required NPDES information (as specified in
Appendix A to 40 C.F.R. Part 127) to the appropriate initial recipient, as determined by
EPA, and as defined in 40 C.F.R. § 127.2(b). EPA will identify and publish the list of
initial recipients on its Web site and in the FEDERAL REGISTER, by state and by
NPDES data group (see 40 C.F.R. § 127.2(c) of this Chapter). EPA will update and
maintain this listing.

2. Signatory Requirement

a. All applications, reports, or information submitted to the Director shall be signed and
certified. See 40 C.F.R. §122.22.

b. The CWA provides that any person who knowingly makes any false statement,
representation, or certification in any record or other document submitted or
required to be maintained under this permit, including monitoring reports or reports
of compliance or non-compliance shall, upon conviction, be punished by a fine of
not more than $10,000 per violation, or by imprisonment for not more than 6 months
per violation, or by both.

Availability of Reports.

Except for data determined to be confidential under paragraph A.6. above, all reports prepared in
accordance with the terms of this permit shall be available for public inspection at the offices of
the State water pollution control agency and the Director. As required by the CWA, effluent data
shall not be considered confidential. Knowingly making any false statements on any such report
may result in the imposition of criminal penalties as provided for in Section 309 of the CWA.

E. DEFINITIONS AND ABBREVIATIONS

1.

General Definitions

For more definitions related to sludge use and disposal requirements, see EPA Region 1°’s NPDES
Permit Sludge Compliance Guidance document (4 November 1999, modified to add regulatory
definitions, April 2018).

Administrator means the Administrator of the United States Environmental Protection Agency, or
an authorized representative.

Applicable standards and limitations means all, State, interstate, and federal standards and
limitations to which a “discharge,” a “sewage sludge use or disposal practice,” or a related
activity is subject under the CWA, including “effluent limitations,” water quality standards,
standards of performance, toxic effluent standards or prohibitions, ‘“best management practices,”
pretreatment standards, and “standards for sewage sludge use or disposal” under Sections 301,
302, 303, 304, 306, 307, 308, 403 and 405 of the CWA.

Application means the EPA standard national forms for applying for a permit, including any
additions, revisions, or modifications to the forms; or forms approved by EPA for use in

Page 11 of 21





NPDES PART VIII STANDARD CONDITIONS
(April 26, 2018)

“approved States,” including any approved modifications or revisions.

Approved program or approved State means a State or interstate program which has been
approved or authorized by EPA under Part 123.

Average monthly discharge limitation means the highest allowable average of “daily discharges”
over a calendar month, calculated as the sum of all “daily discharges” measured during a
calendar month divided by the number of “daily discharges” measured during that month.

Average weekly discharge limitation means the highest allowable average of “daily discharges”
over a calendar week, calculated as the sum of all “daily discharges” measured during a calendar
week divided by the number of “daily discharges” measured during that week.

Best Management Practices (“BMPs ) means schedules of activities, prohibitions of practices,
maintenance procedures, and other management practices to prevent or reduce the pollution of
“waters of the United States.” BMPs also include treatment requirements, operating procedures,
and practices to control plant site runoff, spillage or leaks, sludge or waste disposal, or drainage
from raw material storage.

Bypass see B.4.a.1 above.

C-NOEC or “Chronic (Long-term Exposure Test) — No Observed Effect Concentration”
means the highest tested concentration of an effluent or a toxicant at which no adverse
effects are observed on the aquatic test organisms at a specified time of observation.

Class I sludge management facility is any publicly owned treatment works (POTW), as
defined in 40 C.F.R. § 501.2, required to have an approved pretreatment program under 40
C.F.R. § 403.8 (a) (including any POTW located in a State that has elected to assume local
program responsibilities pursuant to 40 C.F.R. § 403.10 (e)) and any treatment works
treating domestic sewage, as defined in 40 C.F.R. § 122.2, classified as a Class I sludge
management facility by the EPA Regional Administrator, or, in the case of approved State
programs, the Regional Administrator in conjunction with the State Director, because of
the potential for its sewage sludge use or disposal practice to affect public health and the
environment adversely.

Contiguous zone means the entire zone established by the United States under Article 24 of
the Convention on the Territorial Sea and the Contiguous Zone.

Continuous discharge means a “discharge” which occurs without interruption throughout the
operating hours of the facility, except for infrequent shutdowns for maintenance, process
changes, or similar activities.

CWA means the Clean Water Act (formerly referred to as the Federal Water Pollution Control
Act or Federal Water Pollution Control Act Amendments of 1972) Public Law 92-500, as
amended by Public Law 95-217, Public Law 95-576, Public Law 96-483and Public Law 97-117,
33 U.S.C. 1251 et seq.

CWA and regulations means the Clean Water Act (CWA) and applicable regulations
promulgated thereunder. In the case of an approved State program, it includes State program
requirements.

Daily Discharge means the “discharge of a pollutant” measured during a calendar day or any
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other 24-hour period that reasonably represents the calendar day for purposes of sampling. For

pollutants with limitations expressed in units of mass, the “daily discharge” is calculated as the
total mass of the pollutant discharged over the day. For pollutants with limitations expressed in
other units of measurements, the “daily discharge” is calculated as the average measurement of
the pollutant over the day.

Direct Discharge means the “discharge of a pollutant.”

Director means the Regional Administrator or an authorized representative. In the case of a permit
also issued under Massachusetts’ authority, it also refers to the Director of the Division of
Watershed Management, Department of Environmental Protection, Commonwealth of
Massachusetts.

Discharge
(a) When used without qualification, discharge means the “discharge of a pollutant.”

(b) As used in the definitions for “interference” and “pass through,” discharge means the
introduction of pollutants into a POTW from any non-domestic source regulated under
Section 307(b), (c) or (d) of the Act.

Discharge Monitoring Report (“DMR ”) means the EPA uniform national form, including any
subsequent additions, revisions, or modifications for the reporting of self-monitoring results by
Permittees. DMRs must be used by “approved States” as well as by EPA. EPA will supply
DMRs to any approved State upon request. The EPA national forms may be modified to
substitute the State Agency name, address, logo, and other similar information, as appropriate, in
place of EPA’s.

Discharge of a pollutant means:

(a) Any addition of any “pollutant” or combination of pollutants to “waters of the United
States” from any “point source,” or

(b) Any addition of any pollutant or combination of pollutants to the waters of the
“contiguous zone” or the ocean from any point source other than a vessel or other
floating craft which is being used as a means of transportation.

This definition includes additions of pollutants into waters of the United States from: surface
runoff which is collected or channeled by man; discharges through pipes, sewers, or other
conveyances owned by a State, municipality, or other person which do not lead to a treatment
works; and discharges through pipes, sewers, or other conveyances, leading into privately owned
treatment works. This term does not include an addition of pollutants by any “indirect
discharger.”

Effluent limitation means any restriction imposed by the Director on quantities, discharge rates,
and concentrations of “pollutants” which are “discharged” from “point sources” into “waters of

the United States,” the waters of the “contiguous zone,” or the ocean.

Effluent limitation guidelines means a regulation published by the Administrator under section
304(b) of CWA to adopt or revise “effluent limitations.”

Environmental Protection Agency (“EPA”) means the United States Environmental Protection
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Agency.
Grab Sample means an individual sample collected in a period of less than 15 minutes.

Hazardous substance means any substance designated under 40 C.F.R. Part 116 pursuant to
Section 311 of CWA.

Incineration is the combustion of organic matter and inorganic matter in sewage sludge by
high temperatures in an enclosed device.

Indirect discharger means a nondomestic discharger introducing “pollutants” to a “publicly
owned treatment works.”

Interference means a discharge (see definition above) which, alone or in conjunction with a
discharge or discharges from other sources, both:

(a) Inhibits or disrupts the POTW, its treatment processes or operations, or its sludge
processes, use or disposal; and

(b) Therefore is a cause of a violation of any requirement of the POTW’s NPDES permit
(including an increase in the magnitude or duration of a violation) or of the prevention of
sewage sludge use or disposal in compliance with the following statutory provisions and
regulations or permits issued thereunder (or more stringent State or local regulations):
Section 405 of the Clean Water Act, the Solid Waste Disposal Act (SWDA) (including
title I, more commonly referred to as the Resources Conservation and Recovery Act
(RCRA), and including State regulations contained in any State sludge management plan
prepared pursuant to Subtitle D of the SDWA), the Clean Air Act, the Toxic Substances
Control Act, and the Marine Protection, Research and Sanctuaries Act.

Landfill means an area of land or an excavation in which wastes are placed for permanent
disposal, and that is not a land application unit, surface impoundment, injection well, or waste
pile.

Land application is the spraying or spreading of sewage sludge onto the land surface; the
injection of sewage sludge below the land surface; or the incorporation of sewage sludge into the
soil so that the sewage sludge can either condition the soil or fertilize crops or vegetation grown
in the soil.

Land application unit means an area where wastes are applied onto or incorporated into the
soil surface (excluding manure spreading operations) for agricultural purposes or for
treatment and disposal.

LCs, means the concentration of a sample that causes mortality of 50% of the test population at a
specific time of observation. The LCy, = 100% is defined as a sample of undiluted effluent.

Maximum daily discharge limitation means the highest allowable “daily discharge.”

Municipal solid waste landfill (MSWLF) unit means a discrete area of land or an excavation that
receives household waste, and that is not a land application unit, surface impoundment, injection
well, or waste pile, as those terms are defined under 40 C.F.R. § 257.2. A MSWLF unit also may
receive other types of RCRA Subtitle D wastes, such as commercial solid waste, nonhazardous
sludge, very small quantity generator waste and industrial solid waste. Such a landfill may be
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publicly or privately owned. A MSWLF unit may be a new MSWLF unit, an existing MSWLF
unit or a lateral expansion. A construction and demolition landfill that receives residential lead-
based paint waste and does not receive any other household waste is not a MSWLF unit.

Municipality

(a) When used without qualification municipality means a city, town, borough, county,
parish, district, association, or other public body created by or under State law and
having jurisdiction over disposal of sewage, industrial wastes, or other wastes, or an
Indian tribe or an authorized Indian tribal organization, or a designated and approved
management agency under Section 208 of CWA.

(b) As related to sludge use and disposal, municipality means a city, town, borough, county,
parish, district, association, or other public body (including an intermunicipal Agency of
two or more of the foregoing entities) created by or under State law; an Indian tribe or an
authorized Indian tribal organization having jurisdiction over sewage sludge
management; or a designated and approved management Agency under Section 208 of
the CWA, as amended. The definition includes a special district created under State law,
such as a water district, sewer district, sanitary district, utility district, drainage district, or
similar entity, or an integrated waste management facility as defined in Section 201 (e) of
the CWA, as amended, that has as one of its principal responsibilities the treatment,
transport, use or disposal of sewage sludge.

National Pollutant Discharge Elimination System means the national program for issuing,
modifying, revoking and reissuing, terminating, monitoring and enforcing permits, and imposing
and enforcing pretreatment requirements, under Sections 307, 402, 318, and 405 of the CWA.
The term includes an “approved program.”

New Discharger means any building, structure, facility, or installation:
(a) From which there is or may be a “discharge of pollutants;”

(b) That did not commence the “discharge of pollutants” at a particular “site” prior to August
13, 1979;

(c) Which is not a “new source;” and
(d) Which has never received a finally effective NPDES permit for discharges at that “site.”

This definition includes an “indirect discharger” which commences discharging into “waters of
the United States” after August 13, 1979. It also includes any existing mobile point source (other
than an offshore or coastal oil and gas exploratory drilling rig or a coastal oil and gas exploratory
drilling rig or a coastal oil and gas exploratory drilling rig or a coastal oil and gas developmental
drilling rig) such as a seafood processing rig, seafood processing vessel, or aggregate plant, that
begins discharging at a “site” for which it does not have a permit; and any offshore or coastal
mobile oil and gas exploratory drilling rig or coastal mobile oil and gas developmental drilling rig
that commences the discharge of pollutants after August 13, 1979, at a ’site” under EPA’s
permitting jurisdiction for which it is not covered by an individual or general permit and which is
located in an area determined by the Director in the issuance of a final permit to be in an area of
biological concern. In determining whether an area is an area of biological concern, the Director
shall consider the factors specified in 40 C.F.R. §§ 125.122 (a) (1) through (10).
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An offshore or coastal mobile exploratory drilling rig or coastal mobile developmental drilling
rig will be considered a “new discharger” only for the duration of its discharge in an area of
biological concern.

New source means any building, structure, facility, or installation from which there is or may
be a “discharge of pollutants,” the construction of which commenced:

(a) After promulgation of standards of performance under Section 306 of CWA
which are applicable to such source, or

(b) After proposal of standards of performance in accordance with Section 306 of CWA
which are applicable to such source, but only if the standards are promulgated in
accordance with Section 306 within 120 days of their proposal.

NPDES means “National Pollutant Discharge Elimination System.”

Owner or operator means the owner or operator of any “facility or activity” subject to
regulation under the NPDES programs.

Pass through means a Discharge (see definition above) which exits the POTW into waters of the
United States in quantities or concentrations which, alone or in conjunction with a discharge or
discharges from other sources, is a cause of a violation of any requirement of the POTW’s
NPDES permit (including an increase in the magnitude or duration of a violation).

Pathogenic organisms are disease-causing organisms. These include, but are not limited to,
certain bacteria, protozoa, viruses, and viable helminth ova.

Permit means an authorization, license, or equivalent control document issued by EPA
or an “approved State” to implement the requirements of Parts 122, 123, and 124.
“Permit” includes an NPDES “general permit” (40 C.F.R § 122.28). “Permit” does not
include any permit which has not yet been the subject of final agency action, such as a
“draft permit” or “proposed permit.”

Person means an individual, association, partnership, corporation, municipality, State or
Federal agency, or an agent or employee thereof.

Person who prepares sewage sludge is either the person who generates sewage sludge during the
treatment of domestic sewage in a treatment works or the person who derives a material from
sewage sludge.

pH means the logarithm of the reciprocal of the hydrogen ion concentration measured at 25°
Centigrade or measured at another temperature and then converted to an equivalent value at 25°
Centigrade.

Point Source means any discernible, confined, and discrete conveyance, including but not
limited to, any pipe, ditch, channel, tunnel, conduit, well, discrete fissure, container, rolling
stock, concentrated animal feeding operation, landfill leachate collection system, vessel or other
floating craft from which pollutants are or may be discharged. This term does not include return
flows from irrigated agriculture or agricultural storm water runoff (see 40 C.F.R. § 122.3).

Pollutant means dredged spoil, solid waste, incinerator residue, filter backwash, sewage,
garbage, sewage sludge, munitions, chemical wastes, biological materials, radioactive materials
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(except those regulated under the Atomic Energy Act of 1954, as amended (42 U.S.C. 2011 et
seq.)), heat, wrecked or discarded equipment, rock, sand, cellar dirt and industrial, municipal,
and agricultural waste discharged into water. It does not mean:

(a) Sewage from vessels; or

(b) Water, gas, or other material which is injected into a well to facilitate production of oil or
gas, or water derived in association with oil and gas production and disposed of in a well,
if the well is used either to facilitate production or for disposal purposes is approved by
the authority of the State in which the well is located, and if the State determines that the
injection or disposal will not result in the degradation of ground or surface water
resources.

Primary industry category means any industry category listed in the NRDC settlement agreement
(Natural Resources Defense Council et al. v. Train, 8 E.R.C. 2120 (D.D.C. 1976), modified 12
E.R.C. 1833 (D.D.C. 1979)); also listed in Appendix A of 40 C.F.R. Part 122.

Privately owned treatment works means any device or system which is (a) used to treat wastes
from any facility whose operator is not the operator of the treatment works and (b) not a
“POTW.”

Process wastewater means any water which, during manufacturing or processing, comes into
direct contact with or results from the production or use of any raw material, intermediate
product, finished product, byproduct, or waste product.

Publicly owned treatment works (POTW) means a treatment works as defined by Section
212 of the Act, which is owned by a State or municipality (as defined by Section 504(4) of
the Act). This definition includes any devices and systems used in the storage, treatment,
recycling and reclamation of municipal sewage or industrial wastes of a liquid nature. It also
includes sewers, pipes and other conveyances only if they convey wastewater to a POTW
Treatment Plant. The term also means the municipality as defined in Section 502(4) of the
Act, which has jurisdiction over the indirect discharges to and the discharges from such a
treatment works.

Regional Administrator means the Regional Administrator, EPA, Region I, Boston, Massachusetts.
Secondary industry category means any industry which is not a “primary industry category.”

Septage means the liquid and solid material pumped from a septic tank, cesspool, or similar
domestic sewage treatment system, or a holding tank when the system is cleaned or maintained.

Sewage Sludge means any solid, semi-solid, or liquid residue removed during the treatment of
municipal waste water or domestic sewage. Sewage sludge includes, but is not limited to, solids
removed during primary, secondary, or advanced waste water treatment, scum, septage, portable
toilet pumpings, type III marine sanitation device pumpings (33 C.F.R. Part 159), and sewage
sludge products. Sewage sludge does not include grit or screenings, or ash generated during the
incineration of sewage sludge.

Sewage sludge incinerator is an enclosed device in which only sewage sludge and auxiliary
fuel are fired.

Sewage sludge unit is land on which only sewage sludge is placed for final disposal. This does
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not include land on which sewage sludge is either stored or treated. Land does not include waters
of the United States, as defined in 40 C.F.R. § 122.2.

Sewage sludge use or disposal practice means the collection, storage, treatment,
transportation, processing, monitoring, use, or disposal of sewage sludge.

Significant materials includes, but is not limited to: raw materials; fuels; materials such as
solvents, detergents, and plastic pellets; finished materials such as metallic products; raw
materials used in food processing or production; hazardous substance designated under Section
101(14) of CERCLA; any chemical the facility is required to report pursuant to Section 313 of
title II of SARA; fertilizers; pesticides; and waste products such as ashes, slag and sludge that
have the potential to be released with storm water discharges.

Significant spills includes, but is not limited to, releases of oil or hazardous substances in
excess of reportable quantities under Section 311 of the CWA (see 40 C.F.R. §§ 110.10 and
117.21) or Section 102 of CERCLA (see 40 C.F.R. § 302.4).

Sludge-only facility means any “treatment works treating domestic sewage” whose methods of
sewage sludge use or disposal are subject to regulations promulgated pursuant to section
405(d) of the CWA, and is required to obtain a permit under 40 C.F.R. § 122.1(b)(2).

State means any of the 50 States, the District of Columbia, Guam, the Commonwealth of Puerto
Rico, the Virgin Islands, American Samoa, the Commonwealth of the Northern Mariana Islands,
the Trust Territory of the Pacific Islands, or an Indian Tribe as defined in the regulations which
meets the requirements of 40 C.F.R. § 123.31.

Store or storage of sewage sludge is the placement of sewage sludge on land on which the
sewage sludge remains for two years or less. This does not include the placement of sewage
sludge on land for treatment.

Storm water means storm water runoff, snow melt runoff, and surface runoff and drainage.

Storm water discharge associated with industrial activity means the discharge from any
conveyance that is used for collecting and conveying storm water and that is directly related to
manufacturing, processing, or raw materials storage areas at an industrial plant.

Surface disposal site is an area of land that contains one or more active sewage sludge units.

Toxic pollutant means any pollutant listed as toxic under Section 307(a)(1) or, in the case of
“sludge use or disposal practices,” any pollutant identified in regulations implementing Section
405(d) of the CWA.

Treatment works treating domestic sewage means a POTW or any other sewage sludge or waste
water treatment devices or systems, regardless of ownership (including federal facilities), used in
the storage, treatment, recycling, and reclamation of municipal or domestic sewage, including
land dedicated for the disposal of sewage sludge. This definition does not include septic tanks or
similar devices.

For purposes of this definition, “domestic sewage” includes waste and waste water from humans
or household operations that are discharged to or otherwise enter a treatment works. In States
where there is no approved State sludge management program under Section 405(f) of the CWA,
the Director may designate any person subject to the standards for sewage sludge use and
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disposal in 40 C.F.R. Part 503 as a “treatment works treating domestic sewage,” where he or she
finds that there is a potential for adverse effects on public health and the environment from poor
sludge quality or poor sludge handling, use or disposal practices, or where he or she finds that
such designation is necessary to ensure that such person is in compliance with 40 C.F.R. Part
503.

Upset see B.5.a. above.

Vector attraction is the characteristic of sewage sludge that attracts rodents, flies,
mosquitoes, or other organisms capable of transporting infectious agents.

Waste pile or pile means any non-containerized accumulation of solid, non-flowing waste that
is used for treatment or storage.

Waters of the United States or waters of the U.S. means:

(a) All waters which are currently used, were used in the past, or may be susceptible to use in
interstate or foreign commerce, including all waters which are subject to the ebb and flow
of the tide;

(b) All interstate waters, including interstate “wetlands;”

(c) All other waters such as intrastate lakes, rivers, streams (including intermittent streams),
mudflats, sandflats, “wetlands”, sloughs, prairie potholes, wet meadows, playa lakes, or
natural ponds the use, degradation, or destruction of which would affect or could affect
interstate or foreign commerce including any such waters:

(1) Which are or could be used by interstate or foreign travelers for recreational
or other purpose;

(2) From which fish or shellfish are or could be taken and sold in interstate
or foreign commerce; or

(3) Which are used or could be used for industrial purposes by industries in
interstate commerce;

(d) All impoundments of waters otherwise defined as waters of the United States under this
definition;

(e) Tributaries of waters identified in paragraphs (a) through (d) of this definition;
(f) The territorial sea; and

(g) “Wetlands” adjacent to waters (other than waters that are themselves wetlands) identified
in paragraphs (a) through (f) of this definition.

Waste treatment systems, including treatment ponds or lagoons designed to meet the
requirements of CWA (other than cooling ponds as defined in 40 C.F.R. § 423.11(m) which also
meet the criteria of this definition) are not waters of the United States. This exclusion applies
only to manmade bodies of water which neither were originally created in waters of the United
States (such as disposal area in wetlands) nor resulted from the impoundment of waters of the
United States. Waters of the United States do not include prior converted cropland.
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Notwithstanding the determination of an area’s status as prior converted cropland by any other
federal agency, for the purposes of the Clean Water Act, the final authority regarding Clean
Water Act jurisdiction remains with EPA.

Wetlands means those areas that are inundated or saturated by surface or groundwater at a
frequency and duration sufficient to support, and that under normal circumstances do support, a
prevalence of vegetation typically adapted for life in saturated soil conditions. Wetlands
generally include swamps, marshes, bogs, and similar areas.

Whole Effluent Toxicity (WET) means the aggregate toxic effect of an effluent measured directly
by a toxicity test.

Zone of Initial Dilution (ZID) means the region of initial mixing surrounding or adjacent to the
end of the outfall pipe or diffuser ports, provided that the ZID may not be larger than allowed

by mixing zone restrictions in applicable water quality standards.

Commonly Used Abbreviations

BOD Five-day biochemical oxygen demand unless otherwise specified
CBOD Carbonaceous BOD
CFS Cubic feet per second
COD Chemical oxygen demand
Chlorine
Cl2 Total residual chlorine
TRC Total residual chlorine which is a combination of free available chlorine

(FAC, see below) and combined chlorine (chloramines, etc.)

TRO Total residual chlorine in marine waters where halogen compounds are
present
FAC Free available chlorine (aqueous molecular chlorine, hypochlorous acid,

and hypochlorite ion)
Coliform
Coliform, Fecal = Total fecal coliform bacteria
Coliform, Total  Total coliform bacteria

Cont. Continuous recording of the parameter being monitored, i.e.
flow, temperature, pH, etc.

Cu. M/day or M3/day Cubic meters per day

DO Dissolved oxygen
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kg/day

Ibs/day

mg/L

mL/L

MGD

Nitrogen
Total N
NH3-N
NO3-N
NO2-N
NO3-NO2

TKN

Oil & Grease

PCB

Surfactant

Temp. °C

Temp. °F

TOC

Total P

TSS or NFR

Turb. or Turbidity

ng/L

WET

ZID

(April 26, 2018)
Kilograms per day
Pounds per day
Milligram(s) per liter
Milliliters per liter

Million gallons per day

Total nitrogen

Ammonia nitrogen as nitrogen

Nitrate as nitrogen

Nitrite as nitrogen

Combined nitrate and nitrite nitrogen as nitrogen
Total Kjeldahl nitrogen as nitrogen

Freon extractable material

Polychlorinated biphenyl

Surface-active agent

Temperature in degrees Centigrade

Temperature in degrees Fahrenheit

Total organic carbon

Total phosphorus

Total suspended solids or total nonfilterable residue
Turbidity measured by the Nephelometric Method (NTU)
Microgram(s) per liter

“Whole effluent toxicity”

Zone of Initial Dilution
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ATTACHMENT A

USEPA REGION 1 FRESHWATER ACUTE
TOXICITY TEST PROCEDURE AND PROTOCOL

I. GENERAL REQUIREMENTS

The permittee shall conduct acceptable acute toxicity tests in accordance with the appropriate
test protocols described below:

e Daphnid (Ceriodaphnia dubia) definitive 48 hour test.

e Fathead Minnow (Pimephales promelas) definitive 48 hour test.
Acute toxicity test data shall be reported as outlined in Section VIII.
Il. METHODS
The permittee shall use 40 CFR Part 136 methods. Methods and guidance may be found at:

http://water.epa.gov/scitech/methods/cwa/wet/disk2 index.cfm

The permittee shall also meet the sampling, analysis and reporting requirements included in this
protocol. This protocol defines more specific requirements while still being consistent with the
Part 136 methods. If, due to modifications of Part 136, there are conflicting requirements
between the Part 136 method and this protocol, the permittee shall comply with the requirements
of the Part 136 method.

I11. SAMPLE COLLECTION

A discharge sample shall be collected. Aliquots shall be split from the sample, containerized and
preserved (as per 40 CFR Part 136) for chemical and physical analyses required. The remaining
sample shall be measured for total residual chlorine and dechlorinated (if detected) in the
laboratory using sodium thiosulfate for subsequent toxicity testing. (Note that EPA approved
test methods require that samples collected for metals analyses be preserved immediately after
collection.) Grab samples must be used for pH, temperature, and total residual chlorine (as per
40 CFR Part 122.21).

Standard Methods for the Examination of Water and Wastewater describes dechlorination of
samples (APHA, 1992). Dechlorination can be achieved using a ratio of 6.7 mg/L anhydrous
sodium thiosulfate to reduce 1.0 mg/L chlorine. If dechlorination is necessary, a thiosulfate
control (maximum amount of thiosulfate in lab control or receiving water) must also be run in
the WET test.

All samples held overnight shall be refrigerated at 1- 6°C.
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IV. DILUTION WATER

A grab sample of dilution water used for acute toxicity testing shall be collected from the
receiving water at a point immediately upstream of the permitted discharge’s zone of influence at
a reasonably accessible location. Avoid collection near areas of obvious road or agricultural
runoff, storm sewers or other point source discharges and areas where stagnant conditions exist.
In the case where an alternate dilution water has been agreed upon an additional receiving water
control (0% effluent) must also be tested.

If the receiving water diluent is found to be, or suspected to be toxic or unreliable, an alternate
standard dilution water of known quality with a hardness, pH, conductivity, alkalinity, organic
carbon, and total suspended solids similar to that of the receiving water may be substituted
AFTER RECEIVING WRITTEN APPROVAL FROM THE PERMIT ISSUING
AGENCY(S). Written requests for use of an alternate dilution water should be mailed with
supporting documentation to the following address:

Director

Office of Ecosystem Protection (CAA)

U.S. Environmental Protection Agency-New England
5 Post Office Sg., Suite 100 (OEP06-5)

Boston, MA 02109-3912

and

Manager

Water Technical Unit (SEW)

U.S. Environmental Protection Agency
5 Post Office Sq., Suite 100 (OES04-4)
Boston, MA 02109-3912

Note: USEPA Region 1 retains the right to modify any part of the alternate dilution water policy
stated in this protocol at any time. Any changes to this policy will be documented in the annual
DMR posting.

See the most current annual DMR instructions which can be found on the EPA Region 1 website
at http://www.epa.gov/regionl/enforcement/water/dmr.html for further important details on
alternate dilution water substitution requests.

It may prove beneficial to have the proposed dilution water source screened for suitability prior
to toxicity testing. EPA strongly urges that screening be done prior to set up of a full definitive
toxicity test any time there is question about the dilution water's ability to support acceptable
performance as outlined in the 'test acceptability' section of the protocol.

V. TEST CONDITIONS

The following tables summarize the accepted daphnid and fathead minnow toxicity test
conditions and test acceptability criteria:
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EPA NEW ENGLAND EFFLUENT TOXICITY TEST CONDITIONS FOR THE
DAPHNID, CERIODAPHNIA DUBIA 48 HOUR ACUTE TESTS!

=

10.

11.

12.

13.

14.
15.

Test type

Temperature (°C)

Light quality

Photoperiod

Test chamber size

Test solution volume

Age of test organisms

No. of daphnids per test chamber

No. of replicate test chambers
per treatment

Total no. daphnids per test
concentration

Feeding regime

Aeration

Dilution water?

Dilution series

Number of dilutions

February 28, 2011

Static, non-renewal

20+ 1°Cor25+1°C

Ambient laboratory illumination
16 hour light, 8 hour dark
Minimum 30 ml

Minimum 15 ml

1-24 hours (neonates)

5

4

20

As per manual, lightly feed YCT and
Selenastrum to newly released organisms
while holding prior to initiating test

None

Receiving water, other surface water,
synthetic water adjusted to the hardness and
alkalinity of the receiving water (prepared
using either Millipore Milli-QR or equivalent
deionized water and reagent grade chemicals
according to EPA acute toxicity test manual)
or deionized water combined with mineral
water to appropriate hardness.

> 0.5, must bracket the permitted RWC

5 plus receiving water and laboratory water
control and thiosulfate control, as necessary.
An additional dilution at the permitted
effluent concentration (% effluent) is
required if it is not included in the dilution





series.

16. Effect measured Mortality-no movement of body
or appendages on gentle prodding

17. Test acceptability 90% or greater survival of test organisms in
dilution water control solution

18. Sampling requirements For on-site tests, samples must be used
within 24 hours of the time that they are
removed from the sampling device. For off-
site tests, samples must first be used within
36 hours of collection.

19. Sample volume required Minimum 1 liter

Footnotes:
1.  Adapted from EPA-821-R-02-012.

2. Standard prepared dilution water must have hardness requirements to generally reflect the
characteristics of the receiving water.
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EPA NEW ENGLAND TEST CONDITIONS FOR THE FATHEAD MINNOW
(PIMEPHALES PROMELAS) 48 HOUR ACUTE TEST!

10.

11.

12.

13.

14.

Test Type

Temperature (°C)
Light quality
Photoperiod

Size of test vessels
Volume of test solution

Age of fish

No. of fish per chamber

No. of replicate test vessels
per treatment

Total no. organisms per
concentration

Feeding regime

Aeration

dilution water?

Dilution series

February 28, 2011

Static, non-renewal
20+1°Cor25+1°C
Ambient laboratory illumination
16 hr light, 8 hr dark

250 mL minimum

Minimum 200 mL/replicate

1-14 days old and age within 24 hrs of each
other

10

4

40

As per manual, lightly feed test age larvae
using concentrated brine shrimp nauplii
while holding prior to initiating test

None, unless dissolved oxygen (D.O.)
concentration falls below 4.0 mg/L, at which
time gentle single bubble aeration should be
started at a rate of less than 100
bubbles/min. (Routine D.O. check is
recommended.)

Receiving water, other surface water,
synthetic water adjusted to the hardness and
alkalinity of the receiving water (prepared
using either Millipore Milli-QR or equivalent
deionized and reagent grade chemicals
according to EPA acute toxicity test manual)
or deionized water combined with mineral
water to appropriate hardness.

> 0.5, must bracket the permitted RWC





15.  Number of dilutions 5 plus receiving water and laboratory water
control and thiosulfate control, as necessary.
An additional dilution at the permitted
effluent concentration (% effluent) is
required if it is not included in the dilution

series.
16. Effect measured Mortality-no movement on gentle prodding
17. Test acceptability 90% or greater survival of test organisms in

dilution water control solution

18. Sampling requirements For on-site tests, samples must be used
within 24 hours of the time that they are
removed from the sampling device. For off-
site tests, samples are used within 36 hours
of collection.

19. Sample volume required Minimum 2 liters

Footnotes:
1.  Adapted from EPA-821-R-02-012

2.  Standard dilution water must have hardness requirements to generally reflect
characteristics of the receiving water.

February 28, 2011 6





VI. CHEMICAL ANALYSIS

At the beginning of a static acute toxicity test, pH, conductivity, total residual chlorine, oxygen,
hardness, alkalinity and temperature must be measured in the highest effluent concentration and
the dilution water. Dissolved oxygen, pH and temperature are also measured at 24 and 48 hour
intervals in all dilutions. The following chemical analyses shall be performed on the 100
percent effluent sample and the upstream water sample for each sampling event.

Parameter Effluent Receiving ML (mg/l)
Water
Hardness® X X 0.5
Total Residual Chlorine (TRC)Z’ 3 X 0.02
Alkalinity X X 2.0
pH X X --
Specific Conductance X X -
Total Solids X -
Total Dissolved Solids X -
Ammonia X X 0.1
Total Organic Carbon X X 0.5
Total Metals
Cd X X 0.0005
Pb X X 0.0005
Cu X X 0.003
Zn X X 0.005
Ni X X 0.005
Al X X 0.02

Other as permit requires
Notes:

1. Hardness may be determined by:
. ég’lt—m Standard Methods for the Examination of Water and Wastewater , 21st
ition
- Method 2340B (hardness by calculation)
- Method 2340C (titration)
2. Total Residual Chlorine may be performed using any of the following methods provided the
required minimum limit (ML) is met.
» APHA Standard Methods for the Examination of Water and Wastewater , 21st
Edition
- Method 4500-CL E Low Level Amperometric Titration
- Method 4500-CL G DPD Colorimetric Method
3. Required to be performed on the sample used for WET testing prior to its use for
toxicity testing.
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VIl TOXICITY TEST DATA ANALYSIS

LC50 Median Lethal Concentration (Determined at 48 Hours)

Methods of Estimation:

Probit Method
Spearman-Karber
Trimmed Spearman-Karber
Graphical

See the flow chart in Figure 6 on p. 73 of EPA-821-R-02-012 for appropriate method to use on a
given data set.

No Observed Acute Effect Level (NOAEL)

See the flow chart in Figure 13 on p. 87 of EPA-821-R-02-012.
VIIl. TOXICITY TEST REPORTING
A report of the results will include the following:

e Description of sample collection procedures, site description

e Names of individuals collecting and transporting samples, times and dates of sample
collection and analysis on chain-of-custody

e General description of tests: age of test organisms, origin, dates and results of standard
toxicant tests; light and temperature regime; other information on test conditions if
different than procedures recommended. Reference toxicant test data should be included.

e All chemical/physical data generated. (Include minimum detection levels and minimum
quantification levels.)

e Raw data and bench sheets.
e Provide a description of dechlorination procedures (as applicable).

e Any other observations or test conditions affecting test outcome.
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ATTACHMENT B

FRESHWATER CHRONIC

TOXICITY TEST PROCEDURE AND PROTOCOL
USEPA Region 1

I. GENERAL REQUIREMENTS

The permittee shall be responsible for the conduct of acceptable chronic toxicity tests
using three fresh samples collected during each test period. The following tests shall be
performed as prescribed in Part 1 of the NPDES discharge permit in accordance with the
appropriate test protocols described below. (Note: the permittee and testing laboratory should
review the applicable permit to determine whether testing of one or both species is required).

e Daphnid (Ceriodaphnia dubia) Survival and Reproduction Test.
e Fathead Minnow (Pimephales promelas) Larval Growth and Survival Test.
Chronic toxicity data shall be reported as outlined in Section VIII.
Il. METHODS
Methods to follow are those recommended by EPA in: Short Term Methods For
Estimating The Chronic Toxicity of Effluents and Receiving Water to Freshwater Organisms,
Fourth Edition. October 2002. United States Environmental Protection Agency. Office of Water,

Washington, D.C., EPA 821-R-02-013. The methods are available on-line at
http://www.epa.gov/waterscience/\WET/ . Exceptions and clarification are stated herein.

I11. SAMPLE COLLECTION AND USE

A total of three fresh samples of effluent and receiving water are required for initiation
and subsequent renewals of a freshwater, chronic, toxicity test. The receiving water control
sample must be collected immediately upstream of the permitted discharge’s zone of influence.
Fresh samples are recommended for use on test days 1, 3, and 5. However, provided a total of
three samples are used for testing over the test period, an alternate sampling schedule is
acceptable. The acceptable holding times until initial use of a sample are 24 and 36 hours for on-
site and off-site testing, respectively. A written waiver is required from the regulating authority
for any hold time extension. All test samples collected may be used for 24, 48 and 72 hour
renewals after initial use. All samples held for use beyond the day of sampling shall be
refrigerated and maintained at a temperature range of 0-6° C.

All samples submitted for chemical and physical analyses will be analyzed according to
Section VI of this protocol.
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Sampling guidance dictates that, where appropriate, aliquots for the analysis required in
this protocol shall be split from the samples, containerized and immediately preserved, or
analyzed as per 40 CFR Part 136. EPA approved test methods require that samples collected for
metals analyses be preserved immediately after collection. Testing for the presence of total
residual chlorine (TRC) must be analyzed immediately or as soon as possible, for all effluent
samples, prior to WET testing. TRC analysis may be performed on-site or by the toxicity testing
laboratory and the samples must be dechlorinated, as necessary, using sodium thiosulfate prior to
sample use for toxicity testing.

If any of the renewal samples are of sufficient potency to cause lethality to 50 percent or
more of the test organisms in any of the test treatments for either species or, if the test fails to
meet its permit limits, then chemical analysis for total metals (originally required for the initial
sample only in Section V1) will be required on the renewal sample(s) as well.

IV. DILUTION WATER

Samples of receiving water must be collected from a location in the receiving water body
immediately upstream of the permitted discharge’s zone of influence at a reasonably accessible
location. Avoid collection near areas of obvious road or agricultural runoff, storm sewers or
other point source discharges and areas where stagnant conditions exist. EPA strongly urges that
screening for toxicity be performed prior to the set up of a full, definitive toxicity test any time
there is a question about the test dilution water's ability to achieve test acceptability criteria
(TAC) as indicated in Section V of this protocol. The test dilution water control response will be
used in the statistical analysis of the toxicity test data. All other control(s) required to be run in
the test will be reported as specified in the Discharge Monitoring Report (DMR) Instructions,
Attachment F, page 2, Test Results & Permit Limits.

The test dilution water must be used to determine whether the test met the applicable
TAC. When receiving water is used for test dilution, an additional control made up of standard
laboratory water (0% effluent) is required. This control will be used to verify the health of the
test organisms and evaluate to what extent, if any, the receiving water itself is responsible for any
toxic response observed.

If dechlorination of a sample by the toxicity testing laboratory is necessary a “sodium
thiosulfate” control, representing the concentration of sodium thiosulfate used to adequately
dechlorinate the sample prior to toxicity testing, must be included in the test.

If the use of an alternate dilution water (ADW) is authorized, in addition to the ADW test
control, the testing laboratory must, for the purpose of monitoring the receiving water, also run a
receiving water control.

If the receiving water diluent is found to be, or suspected to be toxic or unreliable an
ADW of known quality with hardness similar to that of the receiving water may be substituted.
Substitution is species specific meaning that the decision to use ADW is made for each species
and is based on the toxic response of that particular species. Substitution to an ADW is
authorized in two cases. The first is the case where repeating a test due to toxicity in the site
dilution water requires an immediate decision for ADW use be made by the permittee and
toxicity testing laboratory. The second is in the case where two of the most recent documented
incidents of unacceptable site dilution water toxicity requires ADW use in future WET testing.
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For the second case, written notification from the permittee requesting ADW use and
written authorization from the permit issuing agency(s) is required prior to switching to a long-
term use of ADW for the duration of the permit.

Written requests for use of ADW must be mailed with supporting documentation to the
following addresses:

Director

Office of Ecosystem Protection (CAA)

U.S. Environmental Protection Agency, Region 1
Five Post Office Square, Suite 100

Mail Code OEP06-5

Boston, MA 02109-3912

and

Manager

Water Technical Unit (SEW)

U.S. Environmental Protection Agency
Five Post Office Square, Suite 100
Mail Code OES04-4

Boston, MA 02109-3912

Note: USEPA Region 1 retains the right to modify any part of the alternate dilution water policy
stated in this protocol at any time. Any changes to this policy will be documented in the annual
DMR posting.

See the most current annual DMR instructions which can be found on the EPA Region 1 website
at http://www.epa.gov/regionl/enforcementandassistance/dmr.html for further important details
on alternate dilution water substitution requests.

V. TEST CONDITIONS AND TEST ACCEPTABILITY CRITERIA

Method specific test conditions and TAC are to be followed and adhered to as specified in the
method guidance document, EPA 821-R-02-013. If a test does not meet TAC the test must be
repeated with fresh samples within 30 days of the initial test completion date.

V.1. Use of Reference Toxicity Testing

Reference toxicity test results and applicable control charts must be included in the
toxicity testing report.

If reference toxicity test results fall outside the control limits established by the
laboratory for a specific test endpoint, a reason or reasons for this excursion must be evaluated,
correction made and reference toxicity tests rerun as necessary.

If a test endpoint value exceeds the control limits at a frequency of more than one out of
twenty then causes for the reference toxicity test failure must be examined and if problems are
identified corrective action taken. The reference toxicity test must be repeated during the same
month in which the exceedance occurred.
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If two consecutive reference toxicity tests fall outside control limits, the possible cause(s)
for the exceedance must be examined, corrective actions taken and a repeat of the reference
toxicity test must take place immediately. Actions taken to resolve the problem must be reported.

V.1l.a. Use of Concurrent Reference Toxicity Testing

In the case where concurrent reference toxicity testing is required due to a low frequency
of testing with a particular method, if the reference toxicity test results fall slightly outside of
laboratory established control limits, but the primary test met the TAC, the results of the primary
test will be considered acceptable. However, if the results of the concurrent test fall well outside
the established upper control limits i.e. >3 standard deviations for IC25 values and > two
concentration intervals for NOECs, and even though the primary test meets TAC, the primary
test will be considered unacceptable and must be repeated.

V.2. For the C. dubia test, the determination of TAC and formal statistical analyses must be
performed using only the first three broods produced.

V.3. Test treatments must include 5 effluent concentrations and a dilution water control. An
additional test treatment, at the permitted effluent concentration (% effluent), is required if it is
not included in the dilution series.

V1. CHEMICAL ANALYSIS
As part of each toxicity test’s daily renewal procedure, pH, specific conductance, dissolved
oxygen (DO) and temperature must be measured at the beginning and end of each 24-hour period

in each test treatment and the control(s).

The additional analysis that must be performed under this protocol is as specified and
noted in the table below.

Parameter Effluent Receiving ML (mg/l)
Water
Hardness™* X X 0.5
Total Residual Chlorine (TRC)* * X 0.02
Alkalinity® X X 2.0
pH* X X --
Specific Conductance® X X -
Total Solids® X --
Total Dissolved Solids 6 X -
Ammonia’ X X 0.1
Total Organic Carbon® X X 0.5
Total Metals °
Cd X X 0.0005
Pb X X 0.0005
Cu X X 0.003
Zn X X 0.005
Ni X X 0.005
Al X X 0.02
Other as permit requires
Notes:

1. Hardness may be determined by:
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e APHA Standard Methods for the Examination of Water and Wastewater , 21st Edition
-Method 2340B (hardness by calculation)
-Method 2340C (titration)
2. Total Residual Chlorine may be performed using any of the following methods provided the required
minimum limit (ML) is met.
» APHA Standard Methods for the Examination of Water and Wastewater , 21st Edition
-Method 4500-CL E Low Level Amperometric Titration
-Method 4500-CL G DPD Colorimetric Method
e USEPA 1983. Manual of Methods Analysis of Water and Wastes
-Method 330.5
3. Required to be performed on the sample used for WET testing prior to its use for toxicity testing
4. Analysis is to be performed on samples and/or receiving water, as designated in the table above, from
all three sampling events.
5. Analysis is to be performed on the initial sample(s) only unless the situation arises as stated in Section
111, paragraph 4
6. Analysis to be performed on initial samples only

VII. TOXICITY TEST DATA ANALYSIS AND REVIEW
A. Test Review

1. Concentration / Response Relationship

A concentration/response relationship evaluation is required for test endpoint
determinations from both Hypothesis Testing and Point Estimate techniques. The test report is to
include documentation of this evaluation in support of the endpoint values reported. The dose-
response review must be performed as required in Section 10.2.6 of EPA-821-R-02-013.
Guidance for this review can be found at
http://water.epa.gov/scitech/methods/cwa/ . In most cases, the review will result in one of the
following three conclusions: (1) Results are reliable and reportable; (2) Results are anomalous and
require explanation; or (3) Results are inconclusive and a retest with fresh
samples is required.

2. Test Variability (Test Sensitivity)

This review step is separate from the determination of whether a test meets or does not
meet TAC. Within test variability is to be examined for the purpose of evaluating test sensitivity.
This evaluation is to be performed for the sub-lethal hypothesis testing endpoints reproduction
and growth as required by the permit. The test report is to include documentation of this
evaluation to support that the endpoint values reported resulted from a toxicity test of adequate
sensitivity. This evaluation must be performed as required in Section 10.2.8 of EPA-821-R-02-
013.

To determine the adequacy of test sensitivity, USEPA requires the calculation of test
percent minimum significant difference (PMSD) values. In cases where NOEC determinations
are made based on a non-parametric technique, calculation of a test PMSD value, for the sole
purpose of assessing test sensitivity, shall be calculated using a comparable parametric statistical
analysis technique. The calculated test PMSD is then compared to the upper and lower PMSD
bounds shown for freshwater tests in Section 10.2.8.3, p. 52, Table 6 of EPA-821-R-02-013. The
comparison will yield one of the following determinations.
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e The test PMSD exceeds the PMSD upper bound test variability criterion in Table 6, the test
results are considered highly variable and the test may not be sensitive enough to determine
the presence of toxicity at the permit limit concentration (PLC). If the test results indicate
that the discharge is not toxic at the PLC, then the test is considered insufficiently sensitive
and must be repeated within 30 days of the initial test completion using fresh samples. If the
test results indicate that the discharge is toxic at the PLC, the test is considered acceptable
and does not have to be repeated.

e The test PMSD falls below the PMSD lower bound test variability criterion in Table 6, the
test is determined to be very sensitive. In order to determine which treatment(s) are
statistically significant and which are not, for the purpose of reporting a NOEC, the relative
percent difference (RPD) between the control and each treatment must be calculated and
compared to the lower PMSD boundary. See Understanding and Accounting for Method
Variability in Whole Effluent Toxicity Applications Under the NPDES Program, EPA 833-R-
00-003, June 2002, Section 6.4.2. The following link: Understanding and Accounting for
Method Variability in Whole Effluent Toxicity Applications Under the NPDES Program can
be used to locate the USEPA website containing this document. If the RPD for a treatment
falls below the PMSD lower bound, the difference is considered statistically insignificant. If
the RPD for a treatment is greater that the PMSD lower bound, then the treatment is
considered statistically significant.

e The test PMSD falls within the PMSD upper and lower bounds in Table 6, the sub-lethal test
endpoint values shall be reported as is.

B. Statistical Analysis

1. General - Recommended Statistical Analysis Method
Refer to general data analysis flowchart, EPA 821-R-02-013, page 43
For discussion on Hypothesis Testing, refer to EPA 821-R-02-013, Section 9.6
For discussion on Point Estimation Techniques, refer to EPA 821-R-02-013, Section 9.7
2. Pimephales promelas
Refer to survival hypothesis testing analysis flowchart, EPA 821-R-02-013, page 79
Refer to survival point estimate techniques flowchart, EPA 821-R-02-013, page 80
Refer to growth data statistical analysis flowchart, EPA 821-R-02-013, page 92
3. Ceriodaphnia dubia
Refer to survival data testing flowchart, EPA 821-R-02-013, page 168

Refer to reproduction data testing flowchart, EPA 821-R-02-013, page 173
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VI TOXICITY TEST REPORTING
A report of results must include the following:

e Test summary sheets (2007 DMR Attachment F) which includes:
o Facility name
NPDES permit number
Outfall number
Sample type
Sampling method
Effluent TRC concentration
Dilution water used
Receiving water name and sampling location
Test type and species
Test start date
Effluent concentrations tested (%) and permit limit concentration
Applicable reference toxicity test date and whether acceptable or not
Age, age range and source of test organisms used for testing
Results of TAC review for all applicable controls
Test sensitivity evaluation results (test PMSD for growth and reproduction)
Permit limit and toxicity test results
Summary of test sensitivity and concentration response evaluation

OO0O0O0O0O00O0O00O0O0O0O0O0OO0OO0ODO

In addition to the summary sheets the report must include:

e A brief description of sample collection procedures

e Chain of custody documentation including names of individuals collecting samples, times
and dates of sample collection, sample locations, requested analysis and lab receipt with
time and date received, lab receipt personnel and condition of samples upon receipt at the
lab(s)

e Reference toxicity test control charts

» All sample chemical/physical data generated, including minimum limits (MLs) and
analytical methods used

» All toxicity test raw data including daily ambient test conditions, toxicity test chemistry,
sample dechlorination details as necessary, bench sheets and statistical analysis

e A discussion of any deviations from test conditions

e Any further discussion of reported test results, statistical analysis and concentration-
response relationship and test sensitivity review per species per endpoint
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ATTACHMENT C
MARINE ACUTE
TOXICITY TEST PROCEDURE AND PROTOCOL

I. GENERAL REQUIREMENTS

The permittee shall conduct acceptable acute toxicity tests in accordance with the appropriate
test protocols described below:

e 2007.0 - Mysid Shrimp (Americamysis bahia) definitive 48 hour test.

e 2006.0 - Inland Silverside (Menidia beryllina) definitive 48 hour test.

Acute toxicity data shall be reported as outlined in Section VIII.
Il. METHODS

The permittee shall use the most recent 40 CFR Part 136 methods. Whole Effluent Toxicity
(WET) Test Methods and guidance may be found at:

http://water.epa.gov/scitech/methods/cwa/wet/index.cfm#methods

The permittee shall also meet the sampling, analysis and reporting requirements included in this
protocol. This protocol defines more specific requirements while still being consistent with the
Part 136 methods. If, due to modifications of Part 136, there are conflicting requirements
between the Part 136 method and this protocol, the permittee shall comply with the requirements
of the Part 136 method.

I11. SAMPLE COLLECTION

A discharge and receiving water sample shall be collected. The receiving water control sample
must be collected immediately upstream of the permitted discharge’s zone of influence. The
acceptable holding times until initial use of a sample are 24 and 36 hours for on-site and off-site
testing, respectively. A written waiver is required from the regulating authority for any holding
time extension. Sampling guidance dictates that, where appropriate, aliquots for the analysis
required in this protocol shall be split from the samples, containerized and immediately
preserved, or analyzed as per 40 CFR Part 136. EPA approved test methods require that samples
collected for metals analyses be preserved immediately after collection. Testing for the presence
of total residual chlorine® (TRC) must be analyzed immediately or as soon as possible, for all
effluent samples, prior to WET testing. TRC analysis may be performed on-site or by the toxicity
testing laboratory and the samples must be dechlorinated, as necessary, using sodium thiosulfate

! For this protocol, total residual chlorine is synonymous with total residual oxidants.
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prior to sample use for toxicity testing. If performed on site the results should be included on the
chain of custody (COC) presented to WET laboratory.

Standard Methods for the Examination of Water and Wastewater describes dechlorination of
samples (APHA, 1992). Dechlorination can be achieved using a ratio of 6.7 mg/L anhydrous
sodium thiosulfate to reduce 1 mg/L chlorine. If dechlorination is necessary, a thiosulfate control
consisting of the maximum concentration of thiosulfate used to dechlorinate the sample in the
toxicity test control water must also be run in the WET test.

All samples submitted for chemical and physical analyses will be analyzed according to Section
VI of this protocol. Grab samples must be used for pH, temperature, and total residual chlorine
(as per 40 CFR Part 122.21).

All samples held for use beyond the day of sampling shall be refrigerated and maintained at a
temperature range of 0-6° C.

IV. DILUTION WATER

Samples of receiving water must be collected from a reasonably accessible location in the
receiving water body immediately upstream of the permitted discharge’s zone of influence.
Avoid collection near areas of obvious road or agricultural runoff, storm sewers or other point
source discharges and areas where stagnant conditions exist. EPA strongly urges that screening
for toxicity be performed prior to the set up of a full, definitive toxicity test any time there is a
question about the test dilution water's ability to achieve test acceptability criteria (TAC) as
indicated in Section V of this protocol. The test dilution water control response will be used in
the statistical analysis of the toxicity test data. All other control(s) required to be run in the test
will be reported as specified in the Discharge Monitoring Report (DMR) Instructions,
Attachment F, page 2, Test Results & Permit Limits.

The test dilution water must be used to determine whether the test met the applicable TAC.
When receiving water is used for test dilution, an additional control made up of standard
laboratory water (0% effluent) is required. This control will be used to verify the health of the
test organisms and evaluate to what extent, if any, the receiving water itself is responsible for any
toxic response observed.

If dechlorination of a sample by the toxicity testing laboratory is necessary a “sodium
thiosulfate” control, representing the concentration of sodium thiosulfate used to adequately
dechlorinate the sample prior to toxicity testing, must be included in the test.

If the use of alternate dilution water (ADW) is authorized, in addition to the ADW test control,
the testing laboratory must, for the purpose of monitoring the receiving water, also run a
receiving water control.

If the receiving water is found to be, or suspected to be toxic or unreliable, ADW of known
quality with hardness similar to that of the receiving water may be substituted. Substitution is
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species specific meaning that the decision to use ADW is made for each species and is based on
the toxic response of that particular species. Substitution to an ADW is authorized in two cases.
The first case is when repeating a test due to toxicity in the site dilution water requires an
immediate decision for ADW use by the permittee and toxicity testing laboratory. The second is
when two of the most recent documented incidents of unacceptable site dilution water toxicity
require ADW use in future WET testing.

For the second case, written notification from the permittee requesting ADW use and written
authorization from the permit issuing agency(s) is required prior to switching to a long-term use
of ADW for the duration of the permit.

Written requests for use of ADW must be mailed with supporting documentation to the
following addresses:

Director

Office of Ecosystem Protection (CAA)

U.S. Environmental Protection Agency, Region 1
Five Post Office Square, Suite 100

Mail Code OEP06-5

Boston, MA 02109-3912

and

Manager

Water Technical Unit (SEW)

U.S. Environmental Protection Agency
Five Post Office Square, Suite 100
Mail Code OES04-4

Boston, MA 02109-3912

Note: USEPA Region 1 retains the right to modify any part of the alternate dilution water policy
stated in this protocol at any time. Any changes to this policy will be documented in the annual
DMR posting.

See the most current annual DMR instructions which can be found on the EPA Region 1 website
at http://www.epa.gov/regionl/enforcementandassistance/dmr.html for further important details
on alternate dilution water substitution requests.

V. TEST CONDITIONS AND TEST ACCEPTABILITY CRITERIA

EPA Region 1 requires tests be performed using four replicates of each control and effluent
concentration because the non-parametric statistical tests cannot be used with data from fewer
replicates. The following tables summarize the accepted Americamysis and Menidia toxicity test
conditions and test acceptability criteria:
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EPA NEW ENGLAND EFFLUENT TOXICITY TEST CONDITIONS FOR THE MYSID,
AMERICAMYSIS BAHIA 48 HOUR TEST?

-

10.
11.

12.

13.

14.

15.

16.

(July 2012)

Test type

Salinity

. Temperature (°C)

Light quality

Photoperiod

. Test chamber size
. Test solution volume

. Age of test organisms

No. Mysids per test chamber
No. of replicate test chambers per treatment
Total no. Mysids per test concentration

Feeding regime

Aeration 2

Dilution water

Dilution factor

Number of dilutions 3

48hr Static, non-renewal

25ppt + 10 percent for all dilutions by
adding dry ocean salts

20°C + 1°C or 25°C + 1°C, temperature must
not deviate by more than 3°C during test

Ambient laboratory illumination
16 hour light, 8 hour dark

250 ml (minimum)

200 ml/replicate (minimum)

1-5 days, < 24 hours age range

10

4

40

Light feeding using concentrated Artemia
naupli while holding prior to initiating the
test

None

5-30 ppt, +/- 10%; Natural seawater, or
deionized water mixed with artificial sea

salts

>0.5

5 plus a control. An additional dilution at
the permitted effluent concentration (%
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17. Effect measured

18. Test acceptability

19. Sampling requirements

20. Sample volume required

effluent) is required if it is not included in
the dilution series.

Mortality - no movement of body
appendages on gentle prodding

90% or greater survival of test organisms in
control solution

For on-site tests, samples are used within 24
hours of the time that they are removed from
the sampling device. For off-site tests,
samples must be first used within 36 hours
of collection.

Minimum 1 liter for effluents and 2 liters for
receiving waters

Footnotes:

! Adapted from EPA 821-R-02-012.

If dissolved oxygen falls below 4.0 mg/L, aerate at rate of less than 100 bubbles/min.
Routine D.O. checks are recommended.

When receiving water is used for dilution, an additional control made up of standard

2

laboratory dilution water (0% effluent) is required.

(July 2012)
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EPA NEW ENGLAND TOXICITY TEST CONDITIONS FOR THE INLAND
SILVERSIDE, MENIDIA BERYLLINA 48 HOUR TEST*

-

10.
11.

12.

13.

14.

15.

16.

17.

(July 2012)

Test Type

Salinity

. Temperature

Light Quality
Photoperiod

Size of test vessel

. Volume of test solution

. Age of fish

No. fish per chamber
No. of replicate test vessels per treatment
Total no. organisms per concentration

Feeding regime

Aeration?

Dilution water

Dilution factor

Number of dilutions®

Effect measured

48 hr Static, non-renewal
25 ppt + 10 % by adding dry ocean salts

20°C + 1°C or 25°C + 1°C, temperature must
not deviate by more than 3°C during test

Ambient laboratory illumination

16 hr light, 8 hr dark

250 mL (minimum)

200 mL/replicate (minimum)

9-14 days; 24 hr age range

10 (not to exceed loading limits)

4

40

Light feeding using concentrated Artemia
nauplii while holding prior to initiating the
test

None

5-32 ppt, +/- 10% ; Natural seawater, or
deionized water mixed with artificial sea
salts.

>0.5

5 plus a control. An additional dilution at
the permitted concentration (% effluent) is
required if it is not included in the dilution
series.

Mortality-no movement on gentle prodding.
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18. Test acceptability 90% or greater survival of test organisms in
control solution.

19. Sampling requirements For on-site tests, samples must be used
within 24 hours of the time they are
removed from the sampling device. Off-site
test samples must be used within 36 hours of
collection.

20. Sample volume required Minimum 1 liter for effluents and 2 liters for
receiving waters.

Footnotes:

! Adapted from EPA 821-R-02-012.
If dissolved oxygen falls below 4.0 mg/L, aerate at rate of less than 100 bubbles/min.
Routine D.O. checks recommended.
When receiving water is used for dilution, an additional control made up of standard
laboratory dilution water (0% effluent) is required.

2

V.1. Test Acceptability Criteria

If a test does not meet TAC the test must be repeated with fresh samples within 30 days of the
initial test completion date.

V.2. Use of Reference Toxicity Testing

Reference toxicity test results and applicable control charts must be included in the toxicity
testing report.

In general, if reference toxicity test results fall outside the control limits established by the
laboratory for a specific test endpoint, a reason or reasons for this excursion must be evaluated,
correction made and reference toxicity tests rerun as necessary as prescribed below.

If a test endpoint value exceeds the control limits at a frequency of more than one out of twenty
then causes for the reference toxicity test failure must be examined and if problems are identified
corrective action taken. The reference toxicity test must be repeated during the same month in
which the exceedance occurred.

If two consecutive reference toxicity tests fall outside control limits, the possible cause(s) for the
exceedance must be examined, corrective actions taken and a repeat of the reference toxicity test
must take place immediately. Actions taken to resolve the problem must be reported.

(July 2012) Page 7 of 10





V.2.a. Use of Concurrent Reference Toxicity Testing

In the case where concurrent reference toxicity testing is required due to a low frequency of
testing with a particular method, if the reference toxicity test results fall slightly outside of
laboratory established control limits, but the primary test met the TAC, the results of the primary
test will be considered acceptable. However, if the results of the concurrent test fall well outside
the established upper control limits i.e. >3 standard deviations for IC25s and LC50 values and >
two concentration intervals for NOECs or NOAECSs, and even though the primary test meets
TAC, the primary test will be considered unacceptable and must be repeated.

VI. CHEMICAL ANALYSIS
At the beginning of the static acute test, pH, salinity, and temperature must be measured at the

beginning and end of each 24 hour period in each dilution and in the controls. The following
chemical analyses shall be performed for each sampling event.

Minimum Level
for effluent™

Parameter Effluent Diluent (mg/L)
pH X X —
Salinity X X ppt(o/00)
Total Residual Chlorine ™ X X 0.02
Total Solids and Suspended Solids X X
Ammonia X X 0.1
Total Organic Carbon X X 0.5
Total Metals
Cd X X 0.0005
Pb X X 0.0005
Cu X X 0.003
Zn X X 0.005
Ni X X 0.005
Superscript:

"1 These are the minimum levels for effluent (fresh water) samples. Tests on diluents (marine
waters) shall be conducted using the Part 136 methods that yield the lowest MLs.

“2 Either of the following methods from the 18th Edition of the APHA Standard Methods for the
Examination of Water and Wastewater must be used for these analyses:
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-Method 4500-CI E Low Level Amperometric Titration (the preferred method);
-Method 4500-CL G DPD Photometric Method.

VII. TOXICITY TEST DATA ANALYSIS

LC50 Median Lethal Concentration

An estimate of the concentration of effluent or toxicant that is lethal to 50% of the test organisms
during the time prescribed by the test method.

Methods of Estimation:

Probit Method
Spearman-Karber
Trimmed Spearman-Karber
Graphical

See flow chart in Figure 6 on page 73 of EPA 821-R-02-012 for appropriate method to use on a
given data set.

No Observed Acute Effect Level (NOAEL)

See flow chart in Figure 13 on page 87 of EPA 821-R-02-012.
VI TOXICITY TEST REPORTING

A report of results must include the following:

e Toxicity Test summary sheet(s) (Attachment F to the DMR Instructions) which includes:
o Facility name

NPDES permit number

Outfall number

Sample type

Sampling method

Effluent TRC concentration

Dilution water used

Receiving water name and sampling location

Test type and species

Test start date

Effluent concentrations tested (%) and permit limit concentration

Applicable reference toxicity test date and whether acceptable or not

Age, age range and source of test organisms used for testing

Results of TAC review for all applicable controls

Permit limit and toxicity test results

Summary of any test sensitivity and concentration response evaluation that was

conducted

OO0O0O0O0O0O0O0O0O0O0O0O0OO0ODO0
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Please note: The NPDES Permit Program Instructions for the Discharge Monitoring Report
Forms (DMRs) are available on EPA’s website at
http://www.epa.gov/NE/enforcementandassistance/dmr.html

In addition to the summary sheets the report must include:

e A brief description of sample collection procedures;

e Chain of custody documentation including names of individuals collecting samples, times
and dates of sample collection, sample locations, requested analysis and lab receipt with
time and date received, lab receipt personnel and condition of samples upon receipt at the
lab(s);

e Reference toxicity test control charts;

e All sample chemical/physical data generated, including minimum levels (MLs) and
analytical methods used;

e All toxicity test raw data including daily ambient test conditions, toxicity test chemistry,
sample dechlorination details as necessary, bench sheets and statistical analysis;

e A discussion of any deviations from test conditions; and

e Any further discussion of reported test results, statistical analysis and concentration-
response relationship and test sensitivity review per species per endpoint.
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ATTACHMENT D

MARINE CHRONIC
TOXICITY TEST PROCEDURE AND PROTOCOL

I. GENERAL REQUIREMENTS

The permittee shall be responsible for the conduct of acceptable silverside chronic and sea urchin
chronic toxicity tests in accordance with the appropriate test protocols described below:

e Inland Silverside (Menidia beryllina) Larval Growth and Survival Test

e Sea Urchin (Arbacia punctulata) 1 Hour Fertilization Test

Chronic toxicity data shall be reported as outlined in Section VIII.

II. METHODS

The permittee shall use 40 CFR Part 136 methods. Methods and guidance may be found at:
https://www.epa.gov/cwa-methods/whole-effluent-toxicity-methods

The permittee shall also meet the sampling, analysis and reporting requirements included in this
protocol. Where there are conflicting requirements between the Part 136 method and this
protocol, the permittee shall comply with the requirements of the Part 136 method.

ITII. SAMPLE COLLECTION AND USE

A total of three fresh samples of effluent and receiving water are required for initiation and
subsequent renewals of a marine, chronic, toxicity test. The receiving water control sample must
be collected immediately upstream of the permitted discharge’s zone of influence. Fresh samples
are recommended for use on test days 1, 3, and 5. However, provided a total of three samples
are used for testing over the test period, an alternate sampling schedule is acceptable. The
acceptable holding times until initial use of a fresh sample are 24 and 36 hours for on-site and
off-site testing, respectively. A written waiver is required from the regulating authority for any
hold time extension. All fresh test samples collected may be used for 24, 48 and 72 hour
renewals after initial use. All samples held for use beyond the day of sampling shall be
refrigerated and maintained at a temperature range of 0-6° C.

If any of the renewal samples are of sufficient potency to cause lethality to 50 percent or more of
the test organisms in any of the test treatments for either species or, if the test fails to meet its
permit limits, then chemical analysis for total metals (originally required for the initial sample
only in Section VI) will be required on the renewal sample(s) as well.
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Sampling guidance dictates that, where appropriate, aliquots for the analysis required in this
protocol shall be split from the samples, containerized and immediately preserved, or analyzed
as per 40 CFR Part 136. EPA approved test methods require that samples collected for metals
analyses be preserved immediately after collection. Testing for the presence of total residual
chlorine (TRC) must be analyzed immediately or as soon as possible, for all effluent samples,
prior to WET testing. For TRC analysis performed on site the results must be included on the
chain of custody (COC) presented to WET laboratory. For the purpose of sample preparation,
1.e. eliminating chlorine prior to toxicity testing, if called for by the permit, TRC analysis may
also be performed by the toxicity testing laboratory and the samples must be dechlorinated, as
necessary, using sodium thiosulfate prior to sample use for toxicity testing. According to
Standard Methods for the Examination of Water and Wastewater describes dechlorination of
samples (APHA, 1992) dechlorination can be achieved using a ratio of 6.7 mg/L anhydrous
sodium thiosulfate to reduce 1 mg/L chlorine.

If dechlorination of a sample by the toxicity testing laboratory is necessary a “sodium
thiosulfate” control, representing the concentration of sodium thiosulfate used to adequately
dechlorinate the sample prior to toxicity testing, must be included in the test.

All samples submitted for chemical and physical analyses will be analyzed according to Section
VI of this protocol. Grab samples must be used for pH, temperature, and total residual oxidants
(as per 40 CFR Part 122.21).

IV. DILUTION WATER

Samples of receiving water must be collected from a location in the receiving water body
immediately upstream of the permitted discharge’s zone of influence at a reasonably accessible
location. Avoid collection near areas of obvious road or agricultural runoff, storm sewers or
other point source discharges and areas where stagnant conditions exist. EPA strongly urges that
screening for toxicity be performed prior to the set up of a full, definitive toxicity test any time
there is a question about the test dilution water's ability to achieve test acceptability criteria
(TAC) as indicated in Section V of this protocol. The test dilution water control response will be
used in the statistical analysis of the toxicity test data. All other control(s) required to be run in
the test will be reported as specified in the Discharge Monitoring Report (DMR) Instructions,
Attachment F, page 2,Test Results & Permit Limits.

The test dilution water must be used to determine whether the test met the applicable test
acceptability criteria (TAC). When receiving water is used for test dilution, an additional control
made up of standard laboratory water (0% effluent) is required. This control will be used to
verify the health of the test organisms and evaluate to what extent, if any, the receiving water
itself is responsible for any toxic response observed.

If the receiving water diluent is found to be, or suspected to be toxic or unreliable, an
alternatedilution water (ADW) of known quality with hardness similar to that of the receiving
water may be substituted. Substitution is species specific meaning that the decision to use ADW
is made for each species and is based on the toxic response of that particular species.
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Substitution to an ADW is authorized in two cases. The first is the case where repeating a test
due to toxicity in the site dilution water requires an immediate decision for ADW use be made by
the permittee and toxicity testing laboratory. The second is in the case where two of the most
recent documented incidents of unacceptable site dilution water toxicity requires ADW use in
future WET testing. For the second case, written notification from the permittee requesting
ADW use and written authorization from the permit issuing agency(s) is required prior to
switching to a long-term use of ADW for the duration of the permit.

Written requests for use of ADW must be mailed with supporting documentation to the
following addresses:

Director

Office of Ecosystem Protection

U.S. Environmental Protection Agency, Region 1
Five Post Office Square, Suite 100

Mail Code OEP06-5

Boston, MA 02109-3912

and

Manager

Water Technical Unit (SEW)

U.S. Environmental Protection Agency
Five Post Office Square, Suite 100
Mail Code OES04-4

Boston, MA 02109-3912

Note: USEPA Region 1 retains the right to modify any part of the alternate dilution water policy
stated in this protocol at any time. Any changes to this policy will be documented in the annual
DMR posting.

See the most current annual DMR instructions, which can be found on the EPA Region 1 website
at http.//www.epa.gov/regionl/enforcementandassistance/dmr.html for further important details
on alternate dilution water substitution requests.

If the use of an alternate dilution water (ADW) is authorized, in addition to the ADW test
control, the testing laboratory must, for the purpose of monitoring the receiving water, also run a
receiving water control.

V. TEST CONDITIONS AND TEST ACCEPTABILITY CRITERIA

EPA New England requires that if a reference toxicant test was being performed concurrently
with an effluent or receiving water test and fails, both tests must be repeated.

The following tables summarize the accepted Menidia and Arbacia toxicity test conditions and
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test acceptability criteria:

EPA NEW

ENGLAND RECOMMENDED TEST CONDITIONS FOR THE SEA

URCHIN, ARBACIA PUNCTULATA, FERTILIZATION TEST'

10.

11.

12.

13.

14.

15.

. Test type

Salinity

. Temperature

Light quality

. Light intensity

. Test vessel size

. Test solution volume

. Number of sea urchins

. Number of egg and sperm cells

Number of replicate chambers

Dilution water

Dilution factor

Test duration
Effects measured

Number of treatments per test”

(November 2013)

Static, non-renewal
30 o/00 + 2 o/0o by adding dry ocean salts

20 + 1°C temperature must
not deviate by more than 3°C during test

Ambient laboratory illumination

10-20 uE/m?/s, or 50-100 ft-c (Ambient Laboratory
Levels)

Disposal (glass) liquid scintillation vials (20 ml
capacity), presoaked in control water

5 ml

Pooled sperm from four males and pooled eggs
from four females are used per test

About 2000 eggs per chamber and 5,000,000
sperm cells per vial

4 per treatment

Uncontaminated source of natural seawater or
deionized water mixed with artificial sea salts

Approximately 0.5, must bracket the permitted
RWC

1 hour and 20 minutes
Fertilization of sea urchin eggs

5 and a control. (receiving water and laboratory
water control) An additional dilution at the
permitted effluent concentration (% effluent) is
required.
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16. Acceptability of test

17. Sampling requirements

18. Sample volume required

70% - 90% egg fertilization in all controls.
Minimum of 70% fertilization in dilution water
control. Effluent concentrations exhibiting greater
than 70% fertilization, flagged as statistically
significantly different from the controls, will not be
considered statistically different from the controls
for NOEC reporting.

For on-site tests, samples are to be used within 24
hours of the time that they are removed from the
sampling device. For off-site tests, samples must be
first used within 36 hours of collection.

Minimum 1 liter

Footnotes:
! Adapted from EPA 821-R-02-014

(November 2013)
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EPA NEW ENGLAND RECOMMENDED TEST CONDITIONS FOR THE INLAND
SILVERSIDE, MENIDIA BERYLLINA, GROWTH AND SURVIVAL TEST'

1.

2.

9.

10.

1.

12.

13.

14.

15.

16.

17.

Test type

Salinity

. Temperature

Light quality

. Light intensity

. Photoperiod

Test vessel size

. Test solution volume

Renewal of test solutions
Age of test organisms
Larvae/test chamber
Number of replicate chambers

Source of food

Feeding regime

Cleaning

Aeration’

Dilution water

(November 2013)

Static, renewal

5 o/oo to 32 o/oo +/- 2 o/oo of the selected
salinity by adding artificial sea salts

25 + 1°C, temperature must
not deviate by more than 3°C during test

Ambient laboratory light

10-20 uE/m?/s, or 50-100 ft-C
(Ambient Laboratory Levels)

16 hr light, 8 hr darkness

600 - 1000 mL beakers or equivalent (glass test
chambers should be used)

500-750 mL/replicate loading and DO restrictions
must be met)

Daily using most recently collected sample

Seven to eleven days post hatch; 24 hr range in age
15 (minimum of 10)

4 per treatment

Newly hatched and rinsed Artemia nauplii less than
24 hr old

Feed once a day 0.10 g wet wt Artemia nauplii per
replicate on days 0 — 2 feed 0.15 g wet wt Artemia

nauplii per replicate on days 3-6

Siphon daily, immediately before test solution
renewal and feeding

None

Uncontaminated source of natural seawater; or
deionized water mixed with artificial sea salts

Page 6 of 12





18.

19.
20.
21.

22.

23.

24. Sample Volume Required

Effluent concentrations

Dilution factor
Test duration
Effects measured

Acceptability of test

Sampling requirements

5 and a control (receiving water and laboratory
water control) An additional dilution at the
permitted effluent concentration (% effluent) is
required

> 0.5, must bracket the permitted RWC
7 days
Survival and growth (weight)

The average survival of dilution water control
larvae is a minimum of 80%, and the average dry wt
of unpreserved control larvae is a minimum of 0.5
mg, or the average dry wt of preserved control
larvae is a minimum of 0.43 mg if preserved not
more than 7 days in 4% formalin or 70% ethanol

For on-site tests, samples are collected daily and
used within 24 hours of the time they are removed
from the sampling device. For off-site tests, sam-
ples must be first used within 36 hours of collection.

Minimum of 6 liters/day.

Footnotes:

1
2

Adapted from EPA 821-R-02-014

If dissolved oxygen (D.O.) falls below 4.0 mg/L, aerate all chambers at a rate of less than
100 bubbles/min. Routine D.O. checks are recommended.
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V.1. Test Acceptability Criteria

If a test does not meet TAC the test must be repeated with fresh samples within 30 days of the
initial test completion date.

V.2. Use of Reference Toxicity Testing

Reference toxicity test results and applicable control charts must be included in the toxicity
testing report.

In general, if reference toxicity test results fall outside the control limits established by the
laboratory for a specific test endpoint, a reason or reasons for this excursion must be evaluated,
correction made and reference toxicity tests rerun as necessary as prescribed below.

If a test endpoint value exceeds the control limits at a frequency of more than one out of twenty
then causes for the reference toxicity test failure must be examined and if problems are identified
corrective action taken. The reference toxicity test must be repeated during the same month in
which the exceedance occurred.

If two consecutive reference toxicity tests fall outside control limits, the possible cause(s) for the
exceedance must be examined, corrective actions taken and a repeat of the reference toxicity test

must take place immediately. Actions taken to resolve the problem must be reported.

V.2.a. Use of Concurrent Reference Toxicity Testing

In the case where concurrent reference toxicity testing is required due to a low frequency of
testing with a particular method, if the reference toxicity test results fall slightly outside of
laboratory established control limits, but the primary test met the TAC, the results of the primary
test will be considered acceptable. However, if the results of the concurrent test fall well outside
the established upper control limits i.e. >3 standard deviations for IC25s values and > two
concentration intervals for NOECs, and even though the primary test meets TAC, the primary
test will be considered unacceptable and must be repeated.
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VI. CHEMICAL ANALYSIS

The toxicity test requires measurement of pH, salinity, and temperature at the beginning and end
of each 24 hour period in each dilution and controls for both daily test renewal and waste. The
following chemical analyses shall be performed for each initial sample as well as any renewal
samples, if necessary pursuant to the requirement of Part III above.

Minimum Level
for effluent '

Parameter Effluent Diluent (mg/L)
pH X X -
Salinity X X ppt(o/00)
Total Residual Chlorine X X 0.02
Total Solids and Suspended Solids X X -
Ammonia X X 0.1
Total Organic Carbon X X 0.5
Total Metals

Cd X X 0.0005
Pb X X 0.0005
Cu X X 0.003
Zn X X 0.005
Ni X X 0.005

Superscript:

“! These are the minimum levels for effluent (fresh water) samples. Tests on diluents (marine
waters) shall be conducted using the Part 136 methods that yield the lowest MLs.

"2 Either of the following methods from the 18th Edition of the APHA Standard Methods for the
Examination of Water and Wastewater must be used for these analyses:

-Method 4500-C1 E Low Level Amperometric Titration (the preferred method);
-Method 4500-CL G DPD Photometric Method.
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VII. TOXICITY TEST DATA ANALYSIS AND REVIEW

A. Test Review

1. Concentration / Response Relationship

A concentration/response relationship evaluation is required for test endpoint determinations
from both Hypothesis Testing and Point Estimate techniques. The test report is to include
documentation of this evaluation in support of the endpoint values reported.

The dose-response review must be performed as required in Section 10.2.6 of EPA-821-R-02-
014. Guidance for this review can be found at
http://water.epa.gov/scitech/methods/cwa/wet/upload/2007_07_10_methods_wet_diskl ctm.pdf.

In most cases, the review will result in one of the following three conclusions: (1) Results are
reliable and reportable; (2) Results are anomalous and require explanation; or (3) Results are
inconclusive and a retest with fresh samples is required.

2. Test Variability (Test Sensitivity)

This review step is separate from the determination of whether a test meets or does not meet
TAC. Within test variability is to be examined for the purpose of evaluating test sensitivity. This
evaluation is to be performed for the sub-lethal hypothesis testing endpoint growth for Menidia
beryllina as required by the permit. The test report is to include documentation of this evaluation
to support that the endpoint values reported resulted from a toxicity test of adequate sensitivity.
This evaluation must be performed as required in Section 10.2.8 of EPA-821-R-02-014.

To determine the adequacy of test sensitivity, USEPA requires the calculation of test percent
minimum significant difference (PMSD) values. In cases where NOEC determinations are made
based on a non-parametric technique, calculation of a test PMSD value, for the sole purpose of
assessing test sensitivity, shall be calculated using a comparable parametric statistical analysis
technique. The calculated test PMSD is then compared to the upper and lower PMSD bounds
shown for marine tests in Section 10.2.8.3, p. 54, Table 6 of EPA-821-R-02-014. The
comparison will yield one of the following determinations.

e The test PMSD exceeds the PMSD upper bound test variability criterion in Table 6, the test
results are considered highly variable and the test may not be sensitive enough to determine
the presence of toxicity at the permit limit concentration (PLC). If the test results indicate
that the discharge is not toxic at the PLC, then the test is considered insufficiently sensitive
and must be repeated within 30 days of the initial test completion using fresh samples. If the
test results indicate that the discharge is toxic at the PLC, the test is considered acceptable
and does not have to be repeated.

e The test PMSD falls below the PMSD lower bound test variability criterion in Table 6, the
test is determined to be very sensitive. In order to determine which treatment(s) are
statistically significant and which are not, for the purpose of reporting a NOEC, the relative
percent difference (RPD) between the control and each treatment must be calculated and
compared to the lower PMSD boundary. See Understanding and Accounting for Method
Variability in Whole Effluent Toxicity Applications Under the NPDES Program, EPA 833-R-
00-003, June 2002, Section 6.4.2. The document can be located under Guidance Documents
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at the following website location
http://water.epa.gov/scitech/methods/cwa/wet/index.cfm#guidance. If the RPD for a
treatment falls below the PMSD lower bound, the difference is considered statistically
insignificant. If the RPD for a treatment is greater that the PMSD lower bound, then the
treatment is considered statistically significant.

e The test PMSD falls within the PMSD upper and lower bounds in Table 6, the sub-lethal test
endpoint values shall be reported as is.

B. Statistical Analysis

1. General - Recommended Statistical Analysis Method
Refer to general data analysis flowchart, EPA 821-R-02-014, page 45
For discussion on Hypothesis Testing, refer to EPA 821-R-02-014, Section 9.6
For discussion on Point Estimation Techniques, refer to EPA 821-R-02-014, Section 9.7
2. Menidia beryllina
Refer to survival hypothesis testing analysis flowchart, EPA 821-R-02-014, page 181
Refer to survival point estimate techniques flowchart, EPA 821-R-02-013, page 182
Refer to growth data statistical analysis flowchart, EPA 821-R-02-014, page 193
3. Arbacia punctulata

Refer to fertilization data testing flowchart, EPA 821-R-02-014, page 312
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VIII. TOXICITY TEST REPORTING
A report of results must include the following:

e Toxicity Test summary sheet(s) (Attachment F to the DMR Instructions) which includes:
o Facility name

NPDES permit number

Outfall number

Sample type

Sampling method

Effluent TRC concentration

Dilution water used

Receiving water name and sampling location

Test type and species

Test start date

Effluent concentrations tested (%) and permit limit concentration

Applicable reference toxicity test date and whether acceptable or not

Age, age range and source of test organisms used for testing

Results of TAC review for all applicable controls

Test sensitivity evaluation results (test PMSD for growth )

Permit limit and toxicity test results

Summary of test sensitivity and concentration response evaluation

O O O O O OO OO O0OO0OO0OO0OO0o0OO0o0OOo0

Please note: The NPDES Permit Program Instructions for the Discharge Monitoring Report
Forms (DMRs) are available on EPA’s website at
http://www.epa.gov/NE/enforcementandassistance/dmr.html

In addition to the summary sheets the report must include:

e A brief description of sample collection procedures;

¢ Chain of custody documentation including names of individuals collecting samples, times
and dates of sample collection, sample locations, requested analysis and lab receipt with
time and date received, lab receipt personnel and condition of samples upon receipt at the
lab(s);

e Reference toxicity test control charts;

e All sample chemical/physical data generated, including minimum limits (MLs) and
analytical methods used;

e All toxicity test raw data including daily ambient test conditions, toxicity test chemistry,
sample dechlorination details as necessary, bench sheets and statistical analysis;

e A discussion of any deviations from test conditions; and

e Any further discussion of reported test results, statistical analysis and concentration-
response relationship and test sensitivity review.
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Attachment E - List of Eligible Facilities

MAG580000
Current Permit . i . Design | 2021 Upstream .202.1 e gy - .
Number Facility Name Watershed Class |Expiration Date Address City or Town State Flow (MGD)|7Q10 Flow (cfs) I?:ILT::: Modified Limit(s) New limit(s) Bacteria Season
MAO101095  [Douglas WWTP Blackstone River B | 45302012 CHARLES STREET EASTDOUGLAS | MA |06 6.9 55 et N o0
MA0090433 |USCG Boston Light Boston Harbor SA 2/28/2023 LITTLE BREWSTER ISLAND BOSTON MA 10.0005 N/A 1.6M Seasonal (Apr-Oct)
MA0102113  |Wrentham Development Center |Charles River B 2/28/2017 NORTH ST WRENTHAM MA 10.454 0 1 Seasonal (Apr-Oct)
MA0102245  [MCI - Concord Concord (Assabet River) B 10/31/2021 965 ELM STREET CONCORD MA (031 1165 253 Al: 1123 pglL (monthly ave); TRC: 0.28 mglL {monthly
ave) and 0.48 mg/L (daily max) Year-Round
MAQ102466 |Middlesex School Concord (Spencer Brook) B 1/31/2017 1400 LOWELL ROAD CONCORD MA 10.052 0.11 2.4 TP: 0.16 mg/L (monthly ave, April-Oct) Cd: 0.5 pg/L (monthly ave) |Year-Round
MA0039853  |Wayland WWMDC Concord (wetland/Sudbury R) B 11/30/2013 185 ELISSA AVE. WAYLAND MA 10.052 77.51 969.9 Year-Round
MA0032573  |Northfield Mt Hermon School Connecticut River B 212912024 206 MAIN STREET GILL MA 10.45 1781 2545 Seasonal (Mar-Oct)
MA0100099 |Hadley Indian Hill WWTP Connecticut River B 11/30/2016 266 MIDDLE STREET HADLEY MA [0.54 2125 2531 Seasonal (Apr-Oct)
MA0100200  [Northfield WWTF Connecticut River B 10/31/2013 104 MEADOW STREET NORTHFIELD MA 10.275 1779 4138 Seasonal (Apr-Oct)
MA0101290 [Hatfield Connecticut River B 2/28/2017 260 MAIN STREET HATFIELD MA 0.5 2101 2730 Seasonal (Apr-Oct)
MAG580005 |Sunderland WWTF Connecticut River B 7152016 113 RIVERRD SUNDERLAND MA 0.5 2093 2719 Seasonal (Apr-Oct)
MAG580004 |South Deerfield WWTP Connecticut River B 7/5/2016 STATE HIGHWAY 116 SOUTH DEERFIELD | MA ]0.85 2093 1587 Seasonal (Apr-Oct)
Al: 87 pg/L (monthly ave); Pb:
MA0100102 [Hardwick Gilbertville Connecticut (Ware River) B 1/31/2018 OLD MILL ROAD GILBERTVILLE MA [0.23 12.87 36.8 0.3 pg/L (monthly ave)
[compliance level: 0.5 pg/L] |Seasonal (Apr-Oct)
MA0102431  |Hardwick Wheelwright Connecticut (Ware River) B 1/31/2018 PINE STREET WHEELWRIGHT MA 10.043 8.93 128.6 Seasonal (Apr-Oct)
MA0103152 |Barre WWTP Connecticut (Ware River) B 5/31/2018 411 WHEELWRIGHT ROAD BARRE MA 0.3 8.31 19.1 Seasonal (Apr-Oct)
MAG580001 |Old Deerfield WWTP Connecticut (Deerfield River) B 7/5/2016 55 LITTLE MEADOW ROAD DEERFIELD MA [0.25 200 514 Seasonal (Apr-Oct)
MAG580002 |Shelburne Falls WWTF Connecticut (Deerfield River) B 7152016 GARDNER FALLS ROAD BUCKLAND MA 10.25 200 514 Seasonal (Apr-Oct)
MAG580003 |Charlemont Sewer District WWTP|Connecticut (Deerfield River) B 7/5/2016 20 FACTORY ROAD CHARLEMONT MA 0.05 143.76 1798 Seasonal (Apr-Oct)
MA0100188 |Monroe WWTF Connecticut (Deerfield River) B 11/30/2015 MILL STREET MONROE BRIDGE MA 10.015 57 2851 Seasonal (Apr-Oct)
MA0100161 |Royalston WWTP Connecticut (Millers River) B 10/31/2014 15 BLOSSOM STREET SOUTH ROYALSTON | MA ]0.039 21.03 351.5 Seasonal (Apr-Oct)
MA0102776  |Erving POTW #3 Connecticut (Millers River) B 11/30/2013 | BRIDGE STREET VILLAGE OF FARLEY ERVING MA ]0.01 41.39 2071 Seasonal (Apr-Oct)
MA0023027 |Renaissance Manor of Westfield |Connecticut (Westfield River) B 5/31/2013 37 FEEDING HILLS ROAD WESTFIELD MA 0.0125 70.23 3512.5 Seasonal (Apr-Oct)
MA0100960 |Russell WNTF Connecticut (Westfield River) B 11/8/2010 RUSSELL VILLAGE RUSSELL MA 10.24 46.77 1274 Seasonal (Apr-Oct)
MA0101265 [Huntington Connecticut (Westfield River) B 10/31/2021 ROUTE 112 HUNTINGTON MA 0.2 8.09 271 Al: 87 pg/L (monthly ave) Seasonal (Apr-Oct)
MAQ103233  |Woronoco Village Connecticut (Westfield River) B 11/8/2010 TEKOA AVENUE/BRIDGE ROAD RUSSELL MA 10.02 49.74 1659 Seasonal (Apr-Oct)
MA0100170 |Oxford - Rochdale Thames (French River) B 713112015 28 COMINS RD OXFORD MA |05 113 25 ;F;S) (\)Nog (r:" %E(E”éomz ave) and 0.047 mg/L (daily A 123 gl (monitly ave) | Seasonal (Aor-0ct
MAO0101796 |Leicester Water Supply District | Thames (French River) B 9130/2015 124 PINE STREET LEICESTER MA [0.35 0.3 16 ;F;/B ;: d";%/;(lggztyhzfrxha Z\'/'eof\t;rf g:;c)’”'a' 92 Seasonal (AprOc)
MA0103110 |West Stockbridge Housatonic (Williams River) B 8/31/2015 MOSCOW ROAD WEST STOCKBRIDGE | MA ]0.076 3.66 315 Seasonal (Apr-Oct)
MA0101087  |Stockbridge WWTP Housatonic River B 12/31/2015 ONE WEST STOCKBRIDGE ROAD STOCKBRIDGE MA [0.46 60.6 86.4 Seasonal (Apr-Oct)
MA0101150 [Merrimac WWTP Merrimack River SB 9/30/2020 50 FEDERAL WAY MERRIMAC MA 0.45 892.8 1276 Year-Round
MAQ027391  |Shore Clif - Deaconess North Coastal sB 8/8/2010 14 CLIFF AVENUE GLOUCESTER | MA [0.004 0 1
Retirement Home Year-Round
MAQ031658  |Battle Road Farm Shawsheen (wetlands at headwaters | g 8/31/2020 39 INDIAN CAMP LANE LINCOLN MA [0.033 0 1
Shawsheen R) Year-Round
Year-Round for Fecal
MA0100285 |Cohasset WWTP South Coastal SA 8/31/2012 43 ELM ST COHASSET MA [0.45 N/A 30 Coliform; Seasonal (June-

Sept) for Enterococci
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(cfs)

NHG580927 |Gorham WWTF Androscoggin River B 7/5/2016 8 MAIN ST GORHAM NH [0.75 11916 925 WET LC50: 2 50% Year-Round|

Ammonia: 4.2 mg/C and 9.3 b/day (monthly ave, May-
NH0101052 | Troy WWTF Connecticut (Ashuelot River) B | 113012018 151 DORT STREET TROY NH [0.265 0.29 15 Sept); TRC: 0.017 mglL (monthly ave) and 0.029 mg/L

(daily max); WET C-NOEC: 65% Year-Round|
NHG580404 |Winchester WWTP Connecticut (Ashuelot River) 7/5/2016 64 DUSO ROAD WINCHESTER NH [0.28 33.8 71 TRC: 0.78 mg/L (monthly ave) Year-RoundI
NHO0100510  |Whitefield WWTP Connecticut (Johns River) 11/30/2019 PARKER RD WHITEFIELD NH [0.185 2.1 75 Cu: 18.5 pgiL (monthly ave); Cu: 27.2 pg/L (daily max) Year-RoundI

TRC: 0.045 mg/L (monthly ave) and 0.077 mg/L (daily
NH0101168 |Meriden Village Water District Connecticut (Bloods Brook) B 8/31/12019 90 BONNER ROAD MERIDEN NH 10.08 6.1 4.1 max); WET C-NOEC: 25% Year-Roundl
NHG580226 |Groveton WWTP Connecticut (Upper AmmonoosucR)| B 7/5/2016 3 STATE STREET GROVETON NH ]0.367 43.7 701

TRC: 0.77 mg/L (monthly ave) Year-Round
NH0101392 |Bethlehem Village WWTP Connecticut (Ammonoosuc River) B 8/31/2023 359 MAPLE STREET BETHLEHEM NH 10.34 29.6 51.7 Year-RoundI
NHG580421 |Town of Lisbon Connecticut (Ammonoosuc River) B 7/5/2016 636 BATH RD LISBON NH [0.32 48.9 89 Year-RoundI
NHG581249 |Lancaster Grange WWTP Connecticut River (Otter Brook) B 7/5/2016 GRANGE RD LANCASTER NH [0.0035 1.9 309 Year-RoundI
NHG580391 [Cheshire County Complex Connecticut River B 7/5/2016 201 RIVER ROAD WESTMORELAND NH [0.04 1491.2 21690 Year-RoundI
NHG580536 |Stratford Village System Connecticut River B 7/5/2016 23 CROSS ST NORTH STRATFORD | NH |0.056 296.9 3085 Year-RoundI
NHG580978  |Woodsville WWTF Connecticut River B 7/5/2016 9 ARMORY LANE WOODSVILLE NH (0.33 921.5 1626 Year-RoundI
NHG581206 [Northumberland Village WWTF  |Connecticut River B 7/5/2016 10 STATION SQUARE GROVETON NH 0.06 391.3 3795 Year-RoundI
NHG581214  |Stratford-Mill House Connecticut River B 7/5/2016 1774 US ROUTE 3 NORTH STRATFORD | NH |0.024 297 7200 Year-RoundI
NH0100111  |Hillsborough MTP Merrimack (Contoocook R) B 10/31/2024 40 NORTON DR HILLSBOROUGH NH 0.6 29.9 29.8 TRC: 0.33 mg/L (monthly ave) and 0.57 mg/L (daily max) Year-RoundI
NHG580561 [Antrim Water & Sewer Dept Merrimack (Contoocook R) B 7/5/2016 DEPOT STREET ANTRIM NH [0.21 15.1 43.8 TRC: 0.48 mglL (monthly ave) and 0.83 mg/L (daily max) Egﬁbﬁ;;i&gg:?g 3;73] Year-Roundl
NHG580579 [ Town of Hopkinton WWTP Merrimack (Contoocook R) B 7/5/2016 210 PUBLIC WORKS RD. HOPKINGTON NH (0.12 32.8 159 Year-RoundI

TP:0.39 mg/L; Cu: 9.2 pg/L (monthly ave);, Cu: 12.5
NH0100919  |Greenville WWTF Merrimack (Souhegan R) B 2/28/2014 109 OLD WILTON ROAD GREENVILLE NH [0.233 12 39 Hg/L (daily max); TRC: 0.043 mg/L (monthly ave) and

0.074 mg/L (daily max); WET C-NOEC: 26% Year-Round
NH0100498 |Warner WWTF Merrimack (Warner R) B 8/31/2020 RFD #1 JOPPA ROAD WARNER NH {0.11 4.7 255 Year-RoundI
NHG580021 | Town of Bristol WWTF Merrimack River B 7/5/2016 180 AYRES ISLAND RD BRISTOL NH (0.5 134 156 Year-RoundI
NHG580242  |Plymouth Village WWTF Merrimack River B 7/5/2016 GREEN STREET PLYMOUTH NH (0.7 127.7 109 Year-RoundI
NHG580935 [Merrimack County Nursing Home |Merrimack River B 7/5/2016 325 DANIEL WEBSTER HGHWY BOSCAWEN NH 0.08 473.3 3442 Year-RoundI
NHG581141 |Town of Newington Piscataqua River B (tidal)]  7/5/2016 115 GOSLING ROAD NEWINGTON NH [0.29 N/A 100 Year-RoundI
NH0100609 [Rockingham County Complex Piscataqua (Ice Pond Br) B 11/30/2008 116 North Road BRENTWOOD NH [0.084 0.28 28 Year-RoundI
NH0100251 [Rollinsford Piscataqua (Salmon Falls R) B 8/31/2005 5 LOWER MILL ROAD ROLLINSFORD NH [0.15 25 98 WET LC50: 100% Year-Roundl
NH0100676 |Milton Piscataqua (Salmon Falls R) B 8/31/2005 ROUTE 125 MILTON NH (0.1 20.7 121 Year-Roundl
NH0101192  |Newfields WWTF Piscataqua (Squamscott R) B (tidal)]  2/29/2012 HERVEY COURT NEWFIELDS NH [0.117 N/A 100 Year-Roundl

TP:0.26 mg/L; TRC: 0.033 mg/L (monthly ave) and Zn: 195 pg/L (monthly ave
NH0100692 |Epping Piscataqua (Lamprey R) B 3/31/2005 LAGOON ROAD EPPING NH 0.5 1.85 3 0.057 mglL (daily max); WET C-NOEC: 33% and daily max) Year-Round
NH0100196  [Newmarket Piscataqua (Lamprey R) B (tidal)|  1/31/2008 YOUNG LANE NEWMARKET NH |0.85 N/A 328 TRC:0.22 mg/L (monthly ave) and 0.38 mg/L (daily max) Year-Round
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The State of New Hampshire
HDES Department of Environmental Services

Robert R. Scott, Commissioner

June 4, 2021

Lynn Jennings, Chief

Water Permits Branch

Water Division

EPA New England

5 Post Office Square, Suite 100 (06-1)
Boston, MA 02109-3912

Subject: Small Wastewater Treatment Facility General Permit
Certification of NPDES Permit No. NHG580000

Dear Ms. Jennings:

By letter dated April 8, 2021, the U.S. Environmental Protection Agency (EPA) requested state certification, in
accordance with Section 401 of the Clean Water Act, of the draft Small Wastewater Treatment Facility General
Permit (WWTF GP).

EPA gave public notice of the availability of the draft permit, including the fact sheet, on April 8, 2021. The public
notice provided a public comment period until May 25, 2021, and stated that the draft permit and fact sheet
could be obtained at the EPA New England website at https://www.epa.gov/npdes-permits/region-1-draft-small-
wastewater-treatment-facilities-general-permit.

After review of the draft permit, state certification is hereby granted pursuant to Section 401 of the Clean Water
Act with the condition that EPA complete a reasonable potential analysis and develop permit limits for each New
Hampshire facility that is eligible for coverage under the WWTF GP, regardless of dilution factor.

The draft permit, with the condition noted, will ensure that the requirements in Title L RSA 485-A and New
Hampshire Code of Administrative Rules Env-Wq 1700 (Surface Water Quality Standards) are met. Per EPA’s April
8, 2021 correspondence, EPA has given NHDES only 60 days to certify this permit. As such, NHDES is required to
provide this certification without the opportunity to view the responses to public comments or final permit.
Therefore, this certification is for the above-referenced draft permit provided during the public comment period
only. This certification does not pertain to any modified draft or final permit that may be created later or to any
modifications to the draft permit created in response to public comments or otherwise, including, but not limited
to, any modifications to the draft permit limits or monitoring requirements.

www.des.nh.gov
29 Hazen Drive ¢ PO Box 95 ¢ Concord, NH 03302-0095
(603) 271-3908 ¢ Fax: 271-4128 « TDD Access: Relay NH 1-800-735-2964





Sincerely,
Rene Pelletier, P.G., Assistant Director
Water Division

cc: Ellen Weitzler, EPA-Region 1
Tracy Wood, P.E., Administrator, NHDES WD-WWEB
Ted Diers, Administrator, NHDES WD-WMB
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VIA EMAIL - READ RECEIPT REQUESTED
September 28, 2021
Re:  Issuance of NPDES General Permits No. MAG580000 and NHG580000
To Whom it May Concern:

Enclosed is the final National Pollutant Discharge Elimination System (NPDES) Small
Wastewater Treatment Facilities (WWTF) General Permit issued pursuant to the Clean Water
Act (the “Federal Act”), as amended. Additionally, a copy of the Small WWTF General Permit,
EPA’s Response to Comments, the Massachusetts State Water Quality Certification, and the
New Hampshire State Water Quality Certification are all posted on EPA Region 1’s publicly
available website at https://www.epa.gov/npdes-permits/region-1-final-small-wastewater-
treatment-facilities-general-permit. EPA has determined that your facility meets the eligibility
requirements for coverage under this final General Permit.

The General Permit was issued on September 28, 2021 and will become effective on December
1, 2021. Eligible facilities may choose to submit a Notice of Intent (NOI) to EPA in accordance
with 40 CFR § 122.28(b)(2)(i) & (ii). The details of such a submittal are outlined in the Part V.A
of the General Permit. As a convenience, you may use the attached NOI Template and submit
your NOI electronically to RINPDESReporting@epa.gov with copy to Cobb.Michael@epa.gov.
at any time before the deadline of January 29, 2022. EPA will send each Permittee an
authorization letter which will include the date that coverage will begin for that facility under the
General Permit.

Alternately, the Director may notify a discharger that it is covered under this General Permit,
even if the discharger has not submitted a NOI to be covered, in accordance with 40 CFR 8
122.28(b)(2)(vi). Such authorization to discharge will be effective upon the date indicated in an
authorization letter from EPA.

In accordance with 40 CFR § 122.28(b)(3)(iii), any owner or operator authorized by this General
Permit may request to be excluded from the coverage of this General Permit. The details of how
to request to be excluded are provided in Part VV.C of the General Permit. The deadline for this
type of optional submittal is 90 days from the issuance and publication of the final General
Permit, which is December 27, 2021.

As a convenience, the attached facility-specific permit table is provided for your facility. This
attachment does not represent an authorization to discharge. It is provided to show what
effluent limitations and monitoring requirements will apply specifically to your discharge once it
is authorized under the final General Permit in addition to the requirements in the General Permit



https://www.epa.gov/npdes-permits/region-1-final-small-wastewater-treatment-facilities-general-permit
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(attached hereto) that will apply to every discharger when they are authorized. All the applicable
requirements will also be included in each facility’s authorization letter that EPA will send after
the permit becomes effective.

If you have any questions, please contact Michael Cobb of my staff at Cobb.Michael@epa.gov
or (617) 918-1369.

Sincerely,

KENNETH 2ttt
MORAFF 5ty
Ken Moraff, Director
Water Division

Enclosures:  Small WWTF General Permit
Facility-Specific Permit Table
Notice of Intent Template

cc: All eligible WWTFs; MassDEP; NHDES
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[Date]



United States Environmental Protection Agency

ATTN: Municipal Permits Section

5 Post Office Square – Suite 100

Mail Code – 06-1

Boston, Massachusetts 02109-3912

R1NPDESReporting@epa.gov 





Subject: Notice of Intent to discharge under the Small WWTF General Permit

(Permit number MAG580000 or NHG580000)





The [facility name], located at [facility address] and operated by [legal name of operator/municipality] submits this notice of intent to discharge under the Small WWTF General Permit. The facility is a publicly owned treatment works discharging to the [name of receiving water].

 

I certify under penalty of law that this document and all attachments were prepared under my direction or supervision in accordance with a system designed to assure that qualified personnel properly gather and evaluate the information submitted. Based on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering the information, the information submitted is, to the best of my knowledge and belief, true, accurate, and complete. I am aware that there are significant penalties for submitting false information, including the possibility of fine and imprisonment for knowing violations.

 

Sincerely,



[signed by the operator/municipality] (Note: electronic submittals must include electronic signature)

 




RESPONSE TO COMMENTS
NPDES PERMIT NO. MAG580000 AND NHG580000
SMALL WASTWATER TREATMENT FACILITY GENERAL PERMIT

The U.S. Environmental Protection Agency’s Region 1 (EPA) is issuing a Final National
Pollutant Discharge Elimination System (NPDES) General Permit for Small Wastewater
Treatment Facilities (WWTFs) located in Massachusetts and New Hampshire. This permit is
being issued under the Federal Clean Water Act (CWA), 33 U.S.C., §§ 1251 et seq.

In accordance with the provisions of 40 Code of Federal Regulations (CFR) § 124.17, this
document presents EPA’s responses to comments received on the Draft NPDES General Permit
number MAG580000 and NHG580000 (“Draft General Permit”). The Response to Comments
explains and supports EPA’s determinations that form the basis of the Final General Permit. EPA
solicited public comments on the Draft General Permit from April 8, 2021 through May 25,
2021.

EPA received comments from:

e Town of Allenstown, NH, dated May 4, 2021

e Town of Antrim, NH, dated May 25, 2021

e Town of Barre, MA, dated May 25, 2021

e Town of Charlemont, MA, dated May 3, 2021 and May 10, 2021

e Town of Cohasset, MA, dated May 25, 2021

e Town of Epping, NH, dated May 24, 2021

e The Governor’s Academy, dated May 25, 2021

e Town of Hillsborough, NH, dated May 20, 2021

e Town of Lancaster, NH, dated May 24, 2021

e Town of Leicester, MA, dated May 7, 2021

e Town of Merrimac, MA, dated May 13, 2021

e Merrimack County Nursing Home, dated April 27, 2021 and May 24, 2021

e Town of Milton, NH, dated April 29, 2021 and May 20, 2021

e Town of Newington, NH, dated May 24, 2021

e Town of Newmarket, NH, dated May 24, 2021

e Town of Northfield, MA, dated April 26, 2021

e The Oxford-Rochdale Sewer District, MA, dated May 9, 2021

e Town of Pembroke, NH, dated May 24, 2021

e Plymouth Village, NH, dated May 24, 2021

e Town of Rollinsford, NH, dated May &, 2021





e Town of Shelburne Falls, MA, dated May 25, 2021

e Town of Troy, NH, dated May 24, 2021

e Town of Whitefield, NH, dated April 8, 2021 and April 25, 2021

e Woodsville Fire District, dated April 26, 2021

e Anette Lewis, dated May 24, 2021

e Connecticut River Conservancy, dated May 25, 2021

e H2O Innovation, dated April 9, 2021

e MA Water Environment Association, dated May 13, 2021

e NH Water Pollution Control Association, dated May 25, 2021

e OARS, dated May 25, 2021

e Sudbury, Assabet, and Concord Wild and Scenic River Stewardship Council, dated May 25,
2021

Although EPA’s knowledge of the facility has benefited from the various comments and
additional information submitted, the information and arguments presented did not raise any
substantial new questions concerning the permit that warranted a reopening of the public
comment period. EPA does, however, make certain clarifications and changes in response to
comments. These are explained in this document and reflected in the Final General Permit.
Below EPA provides a summary of the changes made in the Final General Permit. The analyses
underlying these changes are contained in the responses to individual comments that follow.

A copy of the Final General Permit and this response to comments document will be posted on
the EPA Region 1 web site: https://www.epa.gov/npdes-permits/massachusetts-npdes-

permits#fgp.

A copy of the Final General Permit may be also obtained by writing or calling Michael Cobb,
U.S. EPA, 5 Post Office Square, Suite 100, Boston, MA 02109-3912; Telephone: (617) 918-
1369; Email Cobb.Michael@epa.gov.
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Summary of Changes to the Final General Permit

I.

The Allenstown (aka Suncook) WWTF has been removed from the list of eligible
facilities in Attachment E of the Final General Permit. See Response 1.

For lagoon WWTFs, the total nitrogen, total Kjeldahl nitrogen and nitrate + nitrite
effluent monitoring has been reduced to once per quarter in Part II.A and Part III.A of
the Final General Permit. See Response 4.

. For the Charlemont and Shelburne Falls WWTFs, a revised pH range of 6.0 to 8.3

S.U. is included in Part II.A.1 footnote 7 of the Final General Permit with a
requirement to submit a pH study within three years of the effective date of the final
permit if these WWTFs wish to continue with that pH range in future permits. See
Responses 10 and 124.

For marine dischargers in MA, the diffuser inspection frequency has been changed to
once every five years in Part II.LE.1.b of the Final General Permit. See Response 16.

For Epping, the aluminum limit has been removed from Attachment E of the Final
General Permit and an aluminum limit will not be included in Epping’s authorization
to discharge. See Response 19.

For all WWTFs that are required to conduct two WET tests per year, Part II.A
footnote 14 and Part III.A footnote 16 of the Final General Permit have been adjusted
to require WET testing in the second and third calendar quarters. See Response 24.

The Governor’s Academy WWTF has been removed from the list of eligible facilities
in Attachment E of the Final General Permit. See Response 28.

For the Leicester WWTF, the 7Q10 has been changed to 0.33 cfs, the dilution factor
has been changed to 1.6 and the more stringent TRC and WET limits have been
removed in Attachment E of the Final General Permit. Additionally, a new
requirement for monitoring and reporting ambient flow immediately upstream of the





10.

11.
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Leicester WWTF outfall has been added to the Final General Permit. See Response
48.

For the Leicester WWTF, the more stringent phosphorus limit has been changed to
0.16 mg/L in Attachment E of the Final General Permit. See Response 50.

For the Leicester WWTF, the compliance schedule for the more stringent phosphorus
limit has been changed to 24 months from the authorization to discharge in Part
IV.E.1 of the Final General Permit. See Response 51.

For the Leicester WWTF, the ammonia limits for April have been changed to 9.2
mg/L and 26.9 lbs/day in Attachment E of the Final General Permit. See Response
52.

For the Leicester WWTF, the more stringent copper limits have been removed from
Attachment E of the Final General Permit and the compliance schedule has been
removed from Part [V.E.1 of the Final General Permit. See Response 53.

The words “and tests completed” have been removed from Part II.A footnote 14 and
Part III.A footnote 16 in the Final General Permit. See Response 67.

For clarity, the monitoring frequency for Total Residual Chlorine in Part III.A Table
1 has been changed to say “See Footnote 11 in the Final General Permit. See
Response 73.

For WWTFs discharging to marine waters, a provision has been added to allow the
Permittee to request an extension of up to 60 additional days to submit the diffuser
inspection reports to EPA and the States in Part II.LE.1.d and Part III.D.1.d of the Final
General Permit. See Response 77.

For marine dischargers in New Hampshire, the notification requirement has been
changed to be required when monitoring exceeds 43 organisms per 100 mL in Part
II1.D.2.c of the Final General Permit. See Response 82.

For the Oxford-Rochdale WWTF, the more stringent copper limits have been
removed from Attachment E of the Final General Permit and the compliance schedule
has been removed from Part IV.E.1 of the Final General Permit. See Response 105.

For all WWTFs, the daily maximum reporting requirements for total nitrogen, total
Kjeldahl nitrogen and nitrate + nitrite have been removed in Part II.A and Part III.A
of the Final General Permit. See Response 113.

For the Plymouth Village WWTF, the design flow has been updated to 0.70 MGD in
Attachment E of the Final General Permit. See Response 119.





20. For all WWTFs, the influent, effluent and sludge PFAS monitoring has been reduced
to twice per year (in the 3™ and 4" calendar quarters) in Parts II.A and III.A of the
Final General Permit; for lagoon WWTFs, the sludge monitoring has been further
reduced to once per permit term with details regarding how to sample the lagoon
sludge in a representative manner; and for marine dischargers with a design flow less
than 0.1 MGD, PFAS monitoring is not required in the Final General Permit. See
Appendix A.

21. Based on Section 401 of the Clean Water Act, NHDES submitted a letter to EPA on
June 4, 2021 certifying that the Draft Small WWTF General Permit would ensure the
protection of NH’s Surface Water Quality Standards. This letter included one
condition that “EPA complete a reasonable potential analysis and develop permit
limits for each New Hampshire facility that is eligible for coverage under the WWTF
GP, regardless of dilution factor.” Based on this condition, EPA completed an
updated analysis of the WWTFs in New Hampshire and determined that effluent
limitations beyond those proposed in the Draft General Permit may be necessary for
the Woodstock and Swanzey WWTFs in NH. Given that these potential limitations
were not included in the Draft General Permit, EPA has determined that it would not
be appropriate to impose these limitations in the Final General Permit and instead has
deemed these two WWTFs to be ineligible for coverage under the Final General
Permit. Therefore, Woodstock and Swanzey WWTFs have been removed from the
list of eligible WWTFs in Attachment E of the Final General Permit and they will
continue to be authorized under their respective individual permits. EPA will address
the potential effluent limitations mentioned above when these individual permits are
reissued in the future. See NHDES certification letter dated June 4, 2021 and included
as Appendix B to this Response to Comments document.

22. A typographical error under Part II.A, Table 1, footnote 10 and Part II.A, Table 1,
footnote 12 of the Draft General Permit has been corrected from “See Part IV.F. ...”
to “See Part IV.E. ...”.

II.  Responses to Comments

Comments are reproduced below as received; they have not been edited.

A. Comments from Jeffrey Backman, Superintendent, Allenstown Wastewater Treatment
Facility

Comment 1

The purpose of this letter is to provide comment on behalf of the Allenstown Wastewater
Treatment Facility (WWTF) regarding the subject draft permit issued by the US Environmental
Protection Agency (USEPA) on April 8, 2021, with comments due to USEPA by May 10, 2021.

The Allenstown WWTF is currently covered under the existing general permit and under the
proposed general permit (No. NH0100714), referred to as the “Suncook WWTF”, both with a
rolling average effluent flow discharge limitation of 1.05 million gallons per day (MGD). The





Allenstown WWTF was upgraded, with construction completed in 2011, with an increased
design average daily flow capacity of 1.5 MGD, which is not referenced in the subject draft
permit. We believe that the flow referenced for our facility in the 2021 draft general permit is
incorrect.

The Allenstown WWTF provides treatment for sewerage service areas in the Towns of
Allenstown and Pembroke. The two communities are working cooperatively to formulate a
revised Intermunicipal Agreement (IMA) that allocates more of the expanded treatment facility
capacity to the Town of Pembroke. This additional flow allocation depends upon the availability
of the 1.50 MGD facility flow capacity and is critically needed in a timely fashion to
accommodate ongoing residential growth in Pembroke.

On November 9, 2015, the Allenstown WWTF submitted an application for an individual
NPDES permit (No. NH010390) with a design flow capacity of 1.5 MGD.

On January 25, 2016, the Allenstown WWTF received a letter from the NH Department of
Environmental Services (NHDES) rescinding sewer moratoriums that had been in effect prior to
the 2011 facility upgrade and referencing the facility’s upgraded 1.5 MGD design flow
(Attachment 1).

On April 14, 2016, the Allenstown WWTF received a letter from USEPA Region 1 indicating
that the individual NPDES permit application had been deemed complete and that Allenstown
would continue under the provisions of the general permit until the pending issuance of an
individual permit (Attachment 2).

On April 12, 2016, the Allenstown WWTF received a letter from USEPA Region 1, also
indicating the completeness of the individual permit application, and indicating that the next
steps were for USEPA to prepare a draft permit and fact sheet and to open a public comment
period (Attachment 3).

The Allenstown WWTF has not received any correspondence from USEPA on this matter since
April, 2016.

The Allenstown WWTF continues to be regulated under the general permit, with a flow
limitation of 1.05 MGD. The effect of this administrative delay is that the Allenstown WWTF is
unable to provide the now critically needed additional flow allocation to the Town of Pembroke
through a revised IMA until the general permit flow limitation is revised and/or a new individual
permit is issued.

The Allenstown WWTTF respectfully requests that the USEPA modify the general permit flow
limitation for our facility to 1.5 MGD to apply through the interim period until the individual
permit is issued, and that the individual permit be issued without further delay.

Response 1

EPA acknowledges the events described in this comment and agrees that the Allenstown
WWTF (referred to as the “Suncook WWTF” in the Draft General Permit and in this
Response to Comments document for consistency) has requested an increase in its





permitted flow limit based on the facility upgrade completed in 2011. As described in the
comment, EPA intends to process this request through the issuance of an individual
permit. This process will include close coordination with NHDES and a separate public
process where the public can review and comment on the proposed change in the flow
limit as well as any other changes necessary in the individual permit to ensure
compliance with water quality standards (including antidegradation requirements) when
discharging at the higher flow.

Given that EPA did not have any correspondence with the Suncook WWTF regarding the
requested flow increase since 2016 and the facility is currently discharging well below its
current flow limit of 1.05 MGD (i.e., 0.64 MGD average flow during the review period),
EPA was not aware that there was any urgency in processing the flow increase for the
facility at the time the reissuance of the Small WWTF General Permit was being drafted.
However, during the public comment period, Suncook made it clear to EPA (through this
comment as well as other correspondence) that they continue to seek an increased flow
limit and noted that there is a need for EPA to expedite this process in order for them to
allocate additional flow to the Town of Pembroke for expected future growth.

Unfortunately, EPA is unable to process this flow limit increase in this Small WWTF
General Permit for at least two reasons. First, Part [.C.2 of the General Permit clearly
limits eligibility to only authorize dischargers with a design flow of less than or equal to 1
MGD. The Draft General Permit noted that an exception was made for the Suncook
WWTEF to continue to be eligible with a design flow of 1.05 MGD given that their design
flow is very close to 1 MGD and they are already authorized under the current General
Permit issued in 2011. However, this facility would no longer be eligible if its design
flow increases significantly. Second, to process the flow increase EPA must allow for
public review and comment on the proposed increase. Given that the Draft General
Permit did not include a proposed flow limit increase, it would not be appropriate to
include an increase in the Final General Permit without any opportunity for public
review.

Therefore, EPA has decided to remove the Suncook WWTF from the list of eligible
facilities and to prioritize the issuance of an individual permit for this facility with a
proposed flow limit increase. Until a new permit is issued, the requirements in the 2011
General Permit will apply.

B. Comments from the Antrim Water and Sewer Commission: Peter Beblowski, Melissa
Lombard, and Sam Harding

Comment 2

The Antrim Water and Sewer Commission offers the following comments regarding the draft
public notice of the Small Wastewater Treatment Facility General Permit No NHG580000. The
Antrim wastewater treatment facility (WWTF) utilizes a lagoon system with a retention time of
approximately 60 days, additionally we have a small user base of approximately 361 accounts
that are almost exclusively household and non-manufacturing businesses. Several of the
sampling frequencies listed in the general permit seem excessive given the system's long





retention times, our small user base that consists primarily of private households, and the
increased cost of sampling that will burden our users.

The following comments are provided. We ask that EPA consider them prior to finalizing the
permit.

New Effluent Total Recoverable Lead Permit Requirement

We understand that information from previous Whole Effluent Toxicity Testing was utilized to
estimate the reasonable potential for Lead to cause exceedances to the State approved water
quality limits. The upstream river values of Lead are already at the current water quality limit of
0.41 ug/L for fresh water chronic criteria, affording no capacity for discharge of Lead from the
WWTF.

Clean sampling techniques were not used to collect samples during past whole effluent toxicity
(WET) sampling efforts. We ask that additional river sampling and effluent sampling be allowed
to take place so that clean sampling techniques can be used to minimize any contamination and
obtain accurate results.

The new Lead limit may be difficult to meet for our facility because it was not designed to
remove metals. The draft permit requires the Department to submit a status report on compliance
within 12 months and meet the new limit in 18 months. This may be an achievable schedule if
chemical addition is the solution, however additional time to pilot alternatives to select the cost-
effective solution is needed. The addition of chemicals using metal salts will impact pH and
additional alkalinity may be needed. Capital costs for new structures will have to be approved at
Town meeting. An 18-month compliance schedule may not be achievable.

The additional testing and new permit limits for Lead (Pb) required in the draft permit will cause
a significant increase in our annual budget. The additional laboratory testing is estimated to
increase our budget approximately 4%. It is unknown how much a new unit process to remove
Lead to below detection limits will cost for capital and operations until a study is performed. If
we assume chemical addition using a metal salt and alkalinity addition is needed for Lead
removal, this requirement will have the potential of increasing our annual budget by 11 %.
Overall, this is a 15% increase in our budget that affects a user base of 361 accounts, not
including any capital costs.

Response 2

EPA agrees with the comment that the median upstream lead concentration from the
Whole Effluent Toxicity testing of 0.5 pg/L exceeds the freshwater chronic criterion of
0.4 pg/L. EPA also recognizes that this was based on limited data (i.e., 5 WET tests
conducted once per year during the review period) and agrees that additional data
(especially data collected using clean sampling techniques) may be helpful in confirming
the analysis. While EPA appreciates any efforts to improve sampling techniques and
methodologies to obtain the most representative data, the comment does not provide any
indication that the data used in EPA’s analysis was contaminated or was not
representative of ambient conditions. However, given that the permit includes a





compliance schedule of 18 months and a status report after 12 months, EPA will review
any additional ambient data submitted within this timeframe before the limit becomes
effective. If the data shows that the median ambient lead concentration is below 0.4 pg/L,
EPA may reopen the General Permit and remove the lead limit, if appropriate.

Regarding the length of the compliance schedule, EPA agrees with the comment that
there may be multiple pathways to achieve compliance and some of those pathways are
achievable within 18 months whereas other pathways may take a longer time. EPA notes
that a compliance schedule in a permit must comply with 40 CFR § 122.47(a) and (a)(1)
which indicates that a permitting authority must make a reasonable determination that a
schedule of compliance is “appropriate” and that the schedule proposed requires
compliance “as soon as possible.” Given the potential for compliance within 18 months
through chemical addition, as confirmed in the comment, any extension of the schedule
would not ensure that the schedule requires compliance “as soon as possible.” Therefore,
the compliance schedule in the Final General Permit has not been changed. However, if
the Permittee is unable to comply with the limit once it becomes effective, they may
contact EPA’s Enforcement and Compliance Assurance Division (ECAD) to discuss a
potential administrative order with additional time to achieve the lead limit through
alternate means.

Comment 3

PFAS Testing

We have asked our engineer to estimate the costs for testing for this permit condition. Initial
estimates are $1,900 per quarter or $7,600 per year for influent, effluent, sludge and a blank for
QA/QC. This is a high burden for a small user base such as ours. We have approximately 263
accounts in Antrim and 98 accounts in Bennington served by our system. This user base pays for
a budget of approximately $244,000 per year. Additional testing for PFAS alone will increase
our user costs 3%.

We ask that EPA reduce the testing frequency due to our lagoon treatment process providing an
extremely long time of storage before discharging. Our annual average flow is less than 100,000
gpd (80,000 gpd) and the plant was designed for 210,000 gpd. Basins 1 and 2 are used to meet
permit. Basin 1 has a volume of 3.057 million gallons. Basin 1 alone provides approximately 38
days of retention time. Basin 2 has a volume of 1.58 million gallons and provides 19 days of
retention time. Effluent quality does not vary significant from week to week, but by season to
season.

We request PFAS sampling for influent and effluent be adjusted to 1 time per year and alternated
by season over permit period to capture each season. It also is requested that if PFAS
concentrations are below detection limits and/or regulatory limits, that the sampling requirement
be eliminated.

We request sampling for sludge be eliminated from this permit or at a minimum be adjusted to 1

time per 5-year cycle. Our lagoons accumulate sludge over a long period before sludge is
removed. We have cleaned Lagoon 1 out twice in the forty years of operation and Lagoon 2 once
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in forty years. The last sludge removal occurred in 2015 when Lagoons 1 and 2 were cleaned.
We expect the frequency of sludge removal to be on the order of every 15 to 20 years. If we
sample once every permit cycle, we will capture any concerns. There is no indication that our
users are or ever have utilized PFAS components. The first-year sludge sampling event will tell
us whether there is any concern.

Response 3

See the General Response Regarding PFAS Monitoring in Appendix A

Comment 4

Total Nitrogen Monitoring

This is a new requirement in our permit. The fact sheet for the draft permit indicates that EPA is
concerned about nitrogen discharges to the Merrimack River Watershed. Facilities with design
flows above 100,000 gpd are required to test 1 x/month. Our design flow is above this, however
historically we have always been below 100,000 gpd.

Estimated costs for sending the testing out to a certified laboratory monthly is approximately
$1,440 ($120 per month). Since our system provides a long residence time, we think it is
reasonable to reduce sampling to quarterly rather than monthly. After the five-year period, we
will have twenty total samples that provide information on nitrogen discharged from our facility.
Please consider the above comments as you move forward with issuing the final permit.

Response 4

EPA agrees that the reduced effluent variability and extended hydraulic retention time in
lagoon facilities compared to other types of treatment (such as activated sludge systems
with much shorter typical hydraulic retention times) are adequate justifications to reduce
the frequency of nitrogen monitoring to once per quarter in order to adequately
characterize nitrogen in the discharge. This reduction is consistent with other monitoring
frequency reductions associated with lagoon facilities in NH, as shown in Part II11.B.10 of
the General Permit. Therefore, the total nitrogen, total Kjeldahl nitrogen and nitrate +
nitrite effluent monitoring for lagoon WWTFs has been reduced to once per quarter in
Part II.A and Part III.A of the Final General Permit.

C. Comments from Thomas George, Chief Operator, Town of Barre WWTP

Comment 5
PFAS

The requirement to test influent, effluent and sludge for “PFAS 6” on a quarterly basis is the
same as any other facility regardless of size (e.g. MWRA, Springfield & Upper Blackstone will
have same requirement). The cost of testing will be in the $3,000-$5,000 range ($300-$400 per
test is the range of lab cost we are seeing) which is a significant portion of a small facility’s
budget while larger facilities have more ability to adsorb the cost. This “one size fits all” testing
protocol should be balanced according to facility size and budget. The Town requests Barre (and
other small WWTFs under the general permit) conduct testing once per year, review data after 3
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years and adjust testing requirements as deemed necessary. This approach would get the same
results and spread out the financial impact. It would also allow for discontinuation of testing after
a number of non-detects.

Response 5

See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 6

WHOLE EFFLUENT TOXICITY

The Town of Barre feels that here is no need for a C-NOEC of >5%. The permit should just have
a limit of LC50 >100%. In addition (as noted in the footnote below), NPDES permits allow for
reduction in testing from the 4 times per year for facilities with a positive pass rate (Barre has
met their acute limit since 2013). The Town requests a testing frequency of one per year with a
re-test if there is a permit limit violation. This will also help with the laboratory budget.

As stated in Part 1, A.1. Footnote 11 of the 2013 NPDES Permit;

After submitting one year and a minimum of four consecutive sets of WET test results, all of
which demonstrate compliance with the WET permit limits, the permittee may request a
reduction in the WET testing requirements. The permittee is required to continue testing at the
frequency specified in the permit until notice is received by certified mail from the EPA that the
WET testing requirement has been changed.

Response 6

As described in the Fact Sheet at 27-29, the toxicity requirements are established in
accordance with EPA Region 1 and (for MA dischargers) MassDEP! current toxic
policies which base the limits and frequency on dilution factor. The updated dilution
factor for the Barre WWTF is 19.1, which is less than 20 and, therefore, results in the
need to conduct 4 tests per year and requires an acute LCso limit using 100% effluent and
a chronic C-NOEC limit of > 5% effluent (based on 1/DF or 1/19.1, which is 5%). EPA
notes that the Barre WWTF has been conducting both acute and chronic tests and has
reported no violations of the existing LCso limit and no chronic toxicity even using 100%
effluent. Therefore, EPA does not anticipate that this limit of > 5% will result in any non-
compliance issues at the facility.

Regarding the request for reduced frequency, EPA and MassDEP do not consider a
reduction below the current toxic policies appropriate at this time in order to continue to
ensure the facility does not cause or contribute to any toxic effects in the receiving water.
However, EPA confirms that the reduction from two species to one species included in
Barre’s individual permit is being carried forward in the General Permit, based on
footnote 14 of Part II.A of the Final General Permit. EPA also notes that the footnote
referenced in this comment from Barre’s individual permit is not included in the General
Permit and EPA does not contemplate reducing these frequencies during the life of this
General Permit.

' Massachusetts Water Quality Standards Implementation Policy for the Control of Toxic Pollutants in Surface
Waters. February 23, 1990.
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Comment 7
TOTAL COPPER

Since the inception of the copper limit of 2.5 ug/L average monthly and 3.2 ug/l daily maximum
in the 2013 NPDES Permit, The Town of Barre WWTP received and has complied with
requirements of an administrative order issued by EPA in 2017 (Docket No. CWA-AO-FY17-
013). In that order the EPA recommended an interim limit of 20 ug/l monthly average and 26
ug/l daily maximum measured once (1) per month. Per the Order, the Town of Barre with the
assistance of the engineering firm Tata & Howard, submitted a Copper & Aluminum Reduction
Report in August 2019. The Town of Barre WWTP has consistently met the requirements of the
interim limit and request that the original limit of 2.5 ug/l be adjusted to that of the interim limit
of 20 ug/l monthly average and 26 ug/l daily maximum measured once (1) per month.

The Town of Barre feels that current interim limits are more in keeping with the water quality
criteria that MassDEP put in place in numerous streams in the state in response the knowledge
and evidence that copper values are based upon stream chemistry. The MassDEP and EPA
should review the copper criteria for the Ware River and adjust the effluent levels to reflect the
more appropriate ambient criteria (as done in the interim limits).

Response 7

EPA appreciates the efforts by the Town of Barre to comply with the administrative
order, including the interim copper limits. EPA notes that those interim limits were
established to ensure the existing facility optimizes the removal of copper until such time
that the facility can achieve further copper reductions. These interim limits are not based
on a level that would ensure protection of water quality standards and, therefore, cannot
be included in the General Permit. Rather, the limits that ensure the protection of water
quality standards were established in the 2013 Permit and are being carried forward in
this General Permit (see pages 13-15 of the 2012 Fact Sheet).

Finally, EPA notes that if the Town of Barre is transfers from an individual permit to the
General Permit, the administrative order associated with the individual permit would no
longer be in effect. However, the Permittee may contact EPA Region 1’s Enforcement
and Compliance Assistance Division to pursue a new administrative order associated
with the General Permit, if necessary, to provide the time or other flexibilities necessary
to achieve permit compliance.

Comment 8
TOTAL ALUMINUM

The proposed permit limit (87 ug/l) is based upon the existing MassDEP water quality standard
which is in the process of being changed. It is based upon background levels being above that
criteria (note that the upstream water is part of the MRWA Quabbin/Ware River system which
obviously is a water supply).

Since the inception of the aluminum limit of 87 ug/L in the 2013 NPDES Permit, The Town of
Barre received and has complied with requirements of an administrative order issued by EPA in
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2017 (Docket No. CWA-AO-FY17-013). In that order the EPA recommended an interim limit of
172 ug/l monthly average and report the daily maximum measured once (1) per month. Per the
Order, the Town of Barre with the assistance of the engineering firm Tata & Howard, submitted
a Copper & Aluminum Reduction Report in August 2019. The Town of Barre WWTP has
consistently met the requirements of the interim limit and request that the original limit of 87 ug/l
be adjusted to that of the interim limit of 172 ug/l monthly average and report daily maximum
measured once (1) per month.

The permit should keep the interim limits and make changes as soon as the new and less
stringent criteria are in place.

Response 8

EPA appreciates the efforts by the Town of Barre to comply with the administrative
order, including the interim aluminum limit. EPA notes that the interim limit was
established to ensure the existing facility optimizes the removal of aluminum until such
time that the facility can achieve further aluminum reductions. The interim limit is not
based on a level that would ensure protection of water quality standards and cannot be
included in the permit. Rather, the limit that ensures the protection of water quality
standards were established in the 2013 Permit and are being carried forward in this
General Permit.

However, as EPA noted in the Fact Sheet at 14, EPA is aware of ongoing efforts by
MassDEP to soon revise the Massachusetts aluminum criteria based, at least in part, on
new EPA aluminum criteria recommendations which were finalized in 2018. After these
revisions are finalized and become effective, EPA may be able to relax the effluent limit
to the extent consistent with antidegradation and anti-backsliding requirements, if
warranted by the new criteria.

Also see Response 7 regarding the administrative order.

Comment 9
TOTAL PHOSPHORUS

The Town of Barre WWTP, for simplicity and consistency, requests that there be one limit year
round for Total Phosphorus of 1.0 mg/L measured once (1) per week and eliminating the April
Ist — October 31st limit of 0.9 mg/l measured once (1) per week.

Response 9

The limit of 0.9 mg/L from April 1% through October 31 was established to ensure the
protection of water quality standards in the receiving water during the warm weather
months. To relax this limit from 0.9 mg/L to 1.0 mg/L (to match the winter limit) would
not ensure the protection of water quality standards during the warm weather months and
would violate anti-backsliding regulations. Therefore, the Final General Permit has not
been changed.

D. Comments from Kurt Boisjolie and the Charlemont Sewer District Commissioners
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Comment 10

The Charlemont Sewer District (CSD) in Charlemont MA offers the following comments, within
the allowable Public Comment Period and specific to the proposed pH Effluent Limits in
proposed draft permit MAG 580000:

CSD presently has a discharge limitation of 6.0 to 9.0 in its existing MAG 580003.

The draft revised permit MAG 580000 developed by EPA proposes a pH discharge limitation of
6.5 to 8.3.

CSD presently barely meets its existing pH limit of 6.0, with final effluent pH normally between
6.0 to 6.2, so the proposed increase in pH limitation to 6.5 is of great concern to CSD. CSD has
little to no concern with the upper pH limitation dropping from 9.0 to 8.3.

CSD requests at this time that EPA and MassDEP retain CSD's existing effluent pH limit of 6.0
in the newest forthcoming version of MAG 580000.

From review of the recent January 4, 2021 Individual NPDES Permit # MA0101257 issued to
the Orange MA wastewater treatment facility , CSD is aware of the "alternative pH limit" of 6.0
to 8.3 approved for Orange, with the stipulation that Orange perform a pH Study during the term
of that permit. For CSD to retain its effluent pH limit of 6.0, CSD understands that it may also be
required to perform its own pH Study during the term of the newest forthcoming version of
MAG 580000.

CSD is permitted to discharge 50,000 gallons per day (equivalent to 0.050 MGD) of wastewater
effluent to the Deerfield River. Average daily flow of CSD wastewater effluent is presently
approximately 17,000 gallons per day.

Past correspondence with EPA and MassDEP shows that the Deerfield River Flow has a dilution
factor of more than 800 to 1 to the permitted CSD wastewater flow of 0.050 MGD, as
documented in MassDEP and EPA correspondence including:

- July 9, 2012 letter from MA DEP (Claire Golden) to Merideth Timony of EPA noting
that the CSD wastewater design flow discharge of 0.050 MGD to the Deerfield River has
a dilution factor of 806, and CSD should be authorized to discharge to the Deerfield
River with a pH discharge limitation of 6.0

- alJuly 18, 2008 memorandum from Janet Deshais (EPA) to Paul Hogan
providing the Dilution Calculation which calculates a 831 Dilution Factor at
the CSD outfall.

Please contact CSD as soon as possible as to what CSD needs to do to initiate its pH
Study, if such pH Study is necessary.
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Response 10

EPA appreciates the offer to perform a pH demonstration study and notes that the
updated dilution factor as presented in Attachment E of the Draft General Permit is 1,798.
Based on this extremely high dilution afforded by the receiving water even under critical
flow conditions (i.e., 7Q10 and design flow) and the fact that the receiving water (i.e., the
Deerfield River) is not impaired for pH, EPA and MassDEP agree that a discharge of 6.0
S.U. is highly unlikely to impact the receiving water and cause or contribute to a
violation of water quality standards. Therefore, the pH limit in the authorization to
discharge for this facility will be 6.0 to 8.3 S.U. However, in order to continue the pH
limit of 6.0 — 8.3 S.U. in future permits, the Town of Charlemont shall be required
conduct a study to demonstrate that the pH in the receiving water does not exceed the
range of 6.5 — 8.3 S.U. This revised pH limit for Charlemont and associated requirement
for future permits are included in Part II.A.1 footnote 7 of the Final General Permit.

Comment 11

The Charlemont Sewer District (CSD) in Charlemont provides, since 1992, wastewater
collection and treatment service to approximately 200 billing units serving approximately 300
people in the Charlemont Village area of Charlemont, discharging approximately 17,000 gallons
per day to the Deerfield River. CSD has had remarkably good effluent for decades, benefitting
the designated uses of the Deerfield River for many years, and should do so for many years to
come. CSD does so with an annual operating budget of approximately $152,000 per fiscal year.

At this time, CSD offers the following comments regarding the proposed to MAG 580000 within
the allowable Public Comment Period, with comments specific to the proposed additional PFAS
monitoring and analysis in proposed draft Permit MAG 580000.

In summary, although the connection between the designated uses of the Deerfield River and the
proposed PFAS data collection is unclear, CSD is willing to take the 4 Influent wastewater and 4
Effluent wastewater PF AS samples per year proposed in new MAG # 580000, and 2 sludge
PFAS samples per year (not 4 sludge samples per year) , in order to assist EPA and DEP in their
PFAS data collection efforts. However, CSD asks that EPA and/ or DEP pay the annual cost for
analyzing such PFAS samples.

The first sentence of the footnote to the required PFAS sampling would be modified
(modifications in italic bold) to state:

"Beginning six (6) months after the permittee has been notified by EPA of a multi-lab
validated method for wastewater, and EPA or DEP has provided the funding to pay the
cost of such PFAS lab analysis , ... the permittee shall conduct monitoring of the influent,
effluent , and sludge for PF AS compounds as detailed in the tables " ... (such table
showing quarterly sampling of CSD influent and CSD effluent, and twice per year
sampling of CSD sludge).

Background:
CSD wastewater discharge is presently covered under MA general Permit MAG 580003, which

allows a permitted discharge of 50,000 gallons per day (equivalent to 0.050 Million Gallons per
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Day) to the Deerfield River. Average daily flow of CSD wastewater effluent to the Deerfield
River is approximately 17,000 gallons per day (0.017 MGD). Under the existing MA General
Permit# 580003, CSD is not required to sample and analyze for PFAS's.

At permitted flow of 0.050 MGD, the CSD wastewater treatment plant (WWTP) is one of the
smallest of the "small" WWTP's (flows of up to 1.00 MGD) covered in the existing, and
proposed, MA General Permit # MAG 580000.

EPA and DEP wish to obtain data regarding PFAS's and propose to do so by requiring sampling
and analysis for PFAS's by the small WWTP's covered by MAG 580000, with the entire expense
borne by the WWTP's. The Fact Sheet, draft Water Quality Certification, and other documents
associated with the new proposed MAG 580000 provides a narrative as to why EPA and DEP
feels it is important that PFAS are considered “pollutants” and therefore PFAS samples should
be taken and analyzed.

Within the new proposed general Discharge Permit MAG 580000, twelve (12) PFAS samples
and analysis are proposed to be required per year, within the 5 years of the duration of the
proposed Permit. Influent wastewater, effluent wastewater, and sludge are proposed to be
sampled and analyzed 4 times per year. The new proposed general Discharge Permit MAG
580000 proposes that the WWTP's (including CSD) pay the entire cost of the laboratory analysis
cost for the 12 PFAS samples each year.

At a price of $ 275 / sample analysis, this would cost CSD an extra $16,500 over the 5 year
coverage period of the proposed permit ($3,300 per year , in addition to additional labor time to
take the additional samples, over the 5 year coverage period of the proposed permit). Also of
note, CSD could routinely take two sludge samples per year, coinciding with the normal twice
per year CSD Septic Tank Pump Outs, but 4 Sludge samples per year would involve additional
labor time.

It may be fair for EPA and DEP assume that most NPDES permittees with individual NPDES
permits could routinely absorb the additional $3,300 per year lab analysis costs and additional
labor time for monitoring to meet the additional PFAS requirements.

However, as the situation applies to the small WWTPs to be covered in the new proposed MA
General Permit MAG 58000, and certainly to the "smallest of the small " such as CSD, that
assumption no longer applies. With a $152,000 annual budget, an additional expenditure of
$3,300 per year is significant. CSD does not spend an additional $ 3,300 per year for 5
consecutive years on a low priority item, relative to other more high priority maintenance or
operational items that will present themselves over time, and where that money will be required
in that time period.

CSD is willing to take the 4 Influent wastewater and 4 Effluent wastewater PFAS samples per
year proposed in new MAG # 580000, and 2 sludge PFAS samples per year) , in order to assist
EPA and DEP in their PFAS data collection efforts. However, CSD asks that EPA and/ or DEP
pay the annual cost for analyzing such PFAS samples. The first sentence of the footnote to the
required PFAS sampling would be modified (modifications in italic bold) to state :
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"Beginning six (6) months after the permittee has been notified by EPA of a multi-lab
validated method for wastewater, and EPA or DEP has provided the funding to pay the
cost of such PFAS lab analysis, ... the permittee shall conduct monitoring of the influent,
effluent, and sludge for PFAS compounds as detailed in the tables " ... (such table
showing quarterly sampling of CSD influent and CSD effluent, and twice per year
sampling of CSD sludge).

Thank you for your consideration, and willingness to show that the desired PFAS data collection
is important enough such that EPA and / or DEP will provide the funding to pay the annual
PFAS lab analysis costs for CSD PFAS samples.

Response 11
See the General Response Regarding PFAS Monitoring in Appendix A.

E. Comments from Chris Senior, Town Manager, Brian Joyce, Director of Public Works /
Town Engineer, and William McGowan, Chairman, Board of Sewer Commissioners.
Town of Cohasset

Comment 12

The Town would like to emphasize the potential financial impacts that newly proposed
regulations may have on small communities and sewer plants like Cohasset. We hope that the
promulgation of such regulations may be viewed through the lens of budget and financial impact
to the resident customer to meet requirements stated.

The Town, Sewer Board and Plant Operator will continue to protect the environment and public
health through good stewardship and sewer operations as we work under the new permit.
Thank you for issuance the permit and consideration of these comments and requests from the
Town.

The Draft GP currently proposes quarterly composite sampling and testing for six (6) discrete
parameters generally categorized as PFAS testing for influent, effluent and sludge at the smaller
facilities (a total of 72 discrete analytical tests per year). The sampling and testing criteria have
yet to be developed or standardized by EPA for this new permit requirement and as such the
costs for the testing cannot be definitively determined, but it is envisioned that the testing will
easily add several thousand dollars per year to the permit compliance cost for each small plant.
We realize that EPA is seeking to collect data on this emerging contaminant; however,
conducting four ( 4) quarterly analyses would appear excessive given that the establishment of
aquatic water quality criteria for such compounds could easily take years to properly assess and
promulgate. Given these compounds are best removed at the source or even better through
restrictions on their formulation and manufacture, we believe it would be pre-mature to establish
such an aggressive analytical requirement within the GP for small wastewater facility. We feel
EPA's direction should be more focused on eliminating these "forever" compounds or subsequent
copy-cat compounds from the manufacturing chain. EPA has and will continue to collect a
massive amount of data on PFAS for water suppliers and larger wastewater treatment facilities,
both which can more suitably bear the costs for such testing. Given that there should be no lack
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of test data to evaluate, we believe a single annual influent and effluent test for three (3) years
(possibly sequenced in year 1, 3 and 5 of the permit) would be more than sufficient to
characterize the Cohasset facility given its predominantly residential user base which is

void of industrial influence.

In terms of sludge testing, most small facilities, like the Cohasset WWTP, either truck or haul
their wastewater sludge to larger regional facilities for processing, treatment and disposal. We
believe that monitoring sludge at the larger facilities should amply define the destination of
PFAS compounds and we believe that any local testing for small plants should be eliminated or
at least reduced to a single testing (possibly sequenced in year 3 of the permit).

Response 12
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 13

We also have a concern regarding the frequency of WET Testing at the small facilities and the
high variability of such testing (annual, semi-annual and quarterly) currently within New
England. Cohasset has been adhering to a quarterly WET test requirement in place for well over
a decade and each test has returned with no toxicity. We had approached EPA staffers close to a
decade ago for a testing reduction but were told it would not be considered until a new permit
was issued, which left this aspect in limbo for close to a decade as permit issuance was delayed.
The new permit, similar to the last, does not define a standardized WET Testing frequency
"reduction mechanism" for small plant. The WET testing is an expensive aspect of the permit
requiring elaborate lab testing as well as the added cost of ambient water collection and its
analytical assessment. There are some highly performing treatment facilities, such as our own,
which have always shown "no residual toxicity" and the quarterly testing requirement is
excessive for these facilities. There should be an automatic testing frequency reduction
methodology incorporated into the new GP, based upon the historical testing results at a given
facility. The mechanism should be made a part of the GP to ensure that testing requirements and
frequencies are more reflective of the effluent toxicity risks at each facility based upon historical
data and not arbitrarily established as a quarterly requirement. We feel that a requirement for a
single WET Test per year is ample for facilities which have consistently shown (for 3 years,
based upon historical testing) that the Acute LC-50 is > 100%. The Ambient Characteristic
Testing requirement which is conducted simultaneously with the WET Testing should also be
reflective of any reduced testing frequency realized by the proposed frequency reduction
methodology detailed above.

Response 13

As described in the Fact Sheet at 27-29, the toxicity requirements are established in
accordance with EPA Region 1 and (for MA dischargers) MassDEP? current toxic
policies which base the limits and frequency on dilution factor. The dilution factor for the
Cohasset WWTF was 30 in the 2007 individual permit and this was confirmed to be the
same in the 2021 General Permit. This dilution factor is greater than 20 and less than 50
and, therefore, results in the need to conduct 4 tests per year and requires an acute LCso

2 Massachusetts Water Quality Standards Implementation Policy for the Control of Toxic Pollutants in Surface
Waters. February 23, 1990.
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limit using 100% effluent. EPA notes that the Cohasset WWTF has been conducting
acute tests quarterly and has reported no violations of the existing LCso limit of 100%.

Regarding the request for reduced frequency, EPA and MassDEP do not consider a
reduction below the current toxic policies appropriate at this time in order to continue to
ensure the facility does not cause or contribute to any toxic effects in the receiving water.
EPA also notes that the “reduction mechanism” referenced in this comment is not
included in the General Permit and EPA does not contemplate reducing these frequencies
during the life of this General Permit.

Regarding the Ambient Characteristic Testing requirement, EPA agrees that any
reduction in WET Testing would also apply to most of the ambient monitoring
requirements given that most of them are simply reporting values from the relevant WET
tests. However, given that the WET test frequency has not changed, the ambient
characteristic reporting frequency will also remain the same.

Comment 14

The Draft GP details that MCZM will be commenting on the permit for coastal communities
through a Consistency Review. We are uncertain how this will impact the coastal permits and
feel that any changes, modifications or revisions resulting from the MCZM review should result
in a re-initiation of the Public Review and Comment period. We herein reserve our rights to
provide additional comment once the MCZM Consistency Review has been completed and
issued. We feel formal notification should also be conducted by EPA to each of the five (5)
potentially impacted MA coastal facilities at the conclusion of MCZM's review.

Response 14

EPA has received a determination from Massachusetts Coastal Zone Management (MA
CZM) on June 7, 2021 that the proposed General Permit is consistent with their
enforceable program policies and does not impose any additional requirements.
Therefore, this comment is noted for the record and does not warrant any further action
prior to the General Permit being finalized.

Comment 15

The Draft GP details the requirement for the additional notification of MADMF within 4 hours
of an emergency which could impact receiving water quality. Invariably such instances are often
related to extreme weather, power outages and major equipment failure where normal safeguards
have proved insufficient. This is an aggressive requirement since the operators would likely be
exerting a maximum effort to contain or abate the emergency condition at that time. We would
also note that there does not appear to be a MADMF 24/7 Hot Line established at this time which
would make notification during non-business hours essentially impossible. The Covid crisis has
also shown that continuous office staffing protocols may no longer be the norm making
contacting MADMEF further problematic. If this requirement is to be mandated in the permit, a
24/7 Hotline for MADMF is essential since operator will unlikely be available for exercise
multiple attempts or for returned call for a message service. We feel this time requirement should
be changed to "as-soon-as feasible" or within 24 hours whichever is less.
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Response 15

Given the potential for this type of emergency condition to impact public health, EPA
disagrees that the 4 hours should be extended as requested in the comment. However,
EPA notes that the phone number for MA Division of Marine Fisheries provided in Part
I1.LE.2 of the General Permit can receive voice messages at any hour. Furthermore, MA
Division of Marine Fisheries is committed to maintaining the availability of this line
regardless of future staffing changes. Therefore, a Permittee can comply with this
requirement at any time by calling the number and either speaking with a representative
or leaving a voice message. Therefore, this comment does not result in any change to the
Final General Permit.

Comment 16

The Draft GP details a requirement to conduct a free dive inspection and video documentation of
all outfalls on a two year basis. A properly designed and constructed outfall should easily last
decades in terms of structural integrity and location stabilization. A two year frequency appears
very aggressive and would likely not yield significantly different results in that time frame.
Cohasset has previously conducted such an inspection on its outfall, the last time in 2013 and it
is scheduled for re-inspection in 2023, at a 10 year interval. Cohasset's outfall is outside of the
navigable channel which is maintained by the ACOE. The ACOE historically conducts
maintenance dredging in the area at 8 to 12 year intervals so long-term sediment accumulation is
not a significant issue for the Cohasset outfall. We feel a fixed 2 year interval for the inspection
is excessive. Given the age of the Cohasset outfall, now over 20 years, a more frequent interval
of once during the permit period or every 5 years would be more suitable for Cohasset moving
forward. We realize this is a general permit and some outfalls may warrant a more aggressive
inspection but 2 years seems excessive regardless. Ultimately it is the responsibility of the small
WWTP owner to properly operate and maintain its facilities including its outfalls to ensure
suitable dilution and dispersion of its effluent. On this basis a permit requirement of once every 5
years seems more than adequate to document the outfalls integrity and function.

Response 16

EPA notes that the Cohasset WWTF is the only marine discharger in MA equipped with
an outfall diffuser and eligible to discharge under the Final General Permit for which this
provision would apply. The other three eligible marine dischargers in MA (i.e., USCG
Boston Light, Merrimac, and Shore Cliff — Deaconess Retirement Home) are not
equipped with an outfall diffuser.

For the reasons specified in the comment which apply specifically to the Cohasset
diffuser, EPA agrees that once every five years is adequate and has revised Part II.E.1.b
of the Final General Permit to require an inspection of the outfall to be conducted every
five years with the first inspection occuring within twelve (12) months of the effective
date of the permit.

Finally, EPA notes that there are three eligible marine dischargers in NH equipped with
an outfall diffuser (i.e., Newfields, Newington and Newmarket). They must conduct
diffuser inspections according to the schedule set forth in Part II11.D.1.c. which has not
been changed in the Final General Permit. EPA is aware that Newington and Pease
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(individual permit number NH0109000) share an outfall and notes that they may submit
the same inspection report to satisfy the requirement in each permit.

Comment 17

The Draft GP details a new requirement for a comprehensive collection system mapping product
which maintains attributes on the various system components. The requirement essentially
mandates a GIS based mapping product which can be both time-consuming and costly to
assemble and implement, especially for small communities which do not have expansive in-
house engineering capabilities already in place. Older collection systems where construction plan
information may be sparse will have an even larger task, requiring field investigation to define
system attributes and to locate all structures. CCTV inspection of the entire collection system
could potentially be required to capture all features of the system and to locate buried or paved
over structures. During the early stages of the federal stormwater outfall mapping program
imposed on small MS4's, grant funding was made available to some communities to complete
the mapping efforts. We would recommend a similar funding program from EPA to facilitate this
new permit requirement and given the potential for delays due to funding, we would also
recommend a 5 year period for the small facilities to come into compliance with this item.

Response 17

The intention of this requirement is to ensure the Permittee has a thorough knowledge of
the collection system in order to perform proper operation and maintenance practices that
may prevent violations of water quality standards in the future. As noted in the preceding
comment, “Ultimately it is the responsibility of the small WWTP owner to properly
operate and maintain its facilities....” EPA agrees with this comment and notes that the
Permittee would not be able to carry out this responsibility without a detailed map of the
collection system. However, the requirement in the General Permit does not specify that
the map must be a GIS-based mapping product nor does it specify that the map must be
based on CCTV inspections of the entire collection system. Rather, the owner of the
collection system is free to prepare the map in whatever way they deem appropriate to
best aid the proper operation and maintenance of the collection system. EPA is not able to
fund these mapping efforts but notes that the costs should be modest based on the
clarifications above.

Regarding the request for additional time, EPA believes 30 months is sufficient time.
EPA has been including these mapping requirements in municipal permits for large and
small WWTPs in Massachusetts for more than 10 years and permittees and co-permittees
have been able to fulfill these requirements within this timeframe, even given funding
constraints faced by smaller communities. The Town has also been on notice since
publication of the Draft Permit in April 2021 that these requirements would be
forthcoming and presumably could have laid the preliminary groundwork for fulfilling
these obligations, especially since the Town has not objected to the provisions on
substantive grounds.

If the Permittee is unable to meet the deadline, then it is encouraged to contact EPA’s

Enforcement and Compliance Assurance Division (ECAD) to explore the possibility of
an administrative order.
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This comment does not result in any change to the Final General Permit.

F. Comments from James E. Pouliot Jr, Superintendent, Epping Sewer and Water
Commission

Comment 18

The average weekly summer CBOD value of 23 Ibs/d appears to be a typo and should read 33
Ibs/d.

Response 18

EPA agrees that this was a typo in the facility-specific table provided to Epping. The
correct value of 33 lbs/day will be included in the authorization to discharge under the
Final General Permit.

Comment 19

The total recoverable aluminum limits should be removed from the table as there is no
reasonable potential for this parameter to exceed water quality standards. Attached is a table
citing the last seven years' worth of effluent TRA data for Epping and as can be seen, the effluent
TRA is almost always non-detect. Further, the plant discontinued the use of polyaluminum
chloride (PAC) for total phosphorus removal in early 2019, and now uses a rare earth element
chemical (RE 300) for TP removal. Since that time, there have been no effluent TRA sample
results above non-detect. We therefore request that testing for TRA be removed from the table.
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Response 19

In the development of the Draft General Permit, EPA determined that the aluminum
limits for Epping needed to be more stringent to continue to protect water quality
standards (WQS). However, based on this comment EPA acknowledges that the facility
stopped using PAC as part of its treatment process in early 2019. EPA also recognizes
that in the development of Epping’s current individual permit (issued in 2000) stated on
page 23 of the Fact Sheet that the aluminum limit was based solely on Epping’s use of
aluminum (i.e., PAC) in the treatment process for phosphorus removal. Given that
aluminum is no longer being added in the treatment process and the effluent has been
shown since that time to not contain detectable amounts of aluminum, EPA confirmed
that the use of PAC in the treatment process was the only reason that aluminum limits
may be necessary to protect WQS. As PAC is no longer being used, the aluminum limits
are no longer necessary to protect WQS. This can be compared to the removal of total
residual chlorine (TRC) limits when a facility discontinues the use of chlorine in the
treatment process, given that the addition of chlorine in the treatment process is the sole
source of TRC. See 40 CFR 122.44(1)(2)(1)(A). Therefore, these aluminum limits have
been removed from the Final General Permit.

However, if the facility begins to use PAC (or any other additive containing aluminum)
in the future they must notify EPA and the State as detailed in Part II1.B.7 of the Final
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General Permit. At such time, EPA may reopen and modify the General Permit to include
an aluminum limit for Epping, if necessary, to protect WQS.

Comment 20

The total recoverable zinc limits are new. While we presume that the limits were established
utilizing the reasonable potential analysis, we do not know that for sure as a site-specific fact
sheet for Epping was not provided. We do not know water river background levels were used,
what effluent quality data was used, what dilution flows were used, and if the sample data being
used was collected using clean sampling techniques (we suspect not). Therefore, we cannot
verify the appropriateness of the proposed limits. We request that the data utilized by EPA to
establish these limits be provided for our review. Further, if this new limit is to be imposed, the
18 months' time to come into compliance is insufficient as it will require time to get an engineer
on board, conduct pilot studies to determine the most appropriate treatment scheme to
implement, line up funding, design the upgrade and construct the upgrade. At a minimum, this
process will require 2 to 3 years.

Response 20

Firstly, EPA confirms that the zinc limit proposed in the Draft General Permit is the
result of a reasonable potential analysis. The Fact Sheet at 21, indicates that EPA
conducted reasonable potential analyses using the mass balance equation presented in
Appendix A of the Fact Sheet and any “new” limits resulting from those analyses
(including the new zinc limits for Epping) are presented in Attachment E of the Draft
General Permit.

As with all NPDES permits, EPA acknowledges that not all of the supporting information
and underlying data associated with the Draft General Permit was included in the Fact
Sheet. Rather, this information is included in the administrative record and is available
for review upon request. The Fact Sheet at page 50 specifically stated “The
administrative record on which this Draft Permit is based may be accessed by contacting
Michael Cobb, via email at cobb.michacl@epa.gov.” EPA notes that other Permittees
took advantage of this and requested the supporting data related to their facility, which
was provided by EPA expeditiously. However, Epping did not request any of the
supporting information described in this comment during the public comment period.

Specifically, the comment requested what “water river background levels were used,
what effluent quality data was used, what dilution flows were used, and if the sample data
being used was collected using clean sampling techniques (we suspect not)” and “the data
utilized by EPA to establish these limits.”

In response to this comment, EPA notes that some of the data mentioned in the comment
is already provided in the Fact Sheet and Draft General Permit. For example, Attachment
E of the Draft General Permit presented the dilution flows used to derive the dilution
factor (i.e., design flow of 0.5 MGD [0.77 cfs] and upstream 7Q10 flow of 1.85 cfs [1.2
MGD]). The remainder of the requested information is provided below.
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The median background zinc concentration immediately upstream of the discharge was
estimated to be 0 pg/L based on the available Whole Effluent Toxicity testing data
provided by the Permittee from November 2015 through October 2020 (i.e., the “review
period”). Given the background concentration of 0, the quality of the background data
and sampling techniques are irrelevant in the analysis. Therefore, the determination that
the discharge has the reasonable potential to cause or contribute to a violation of WQS
was driven by the monthly effluent data submitted by Epping in their monthly Discharge
Monitoring Reports (DMRs). During the review period referenced above, Epping
submitted 60 effluent results and EPA determined that the 95" percentile of those 60
samples was 0.291 mg/L (less than the maximum value of 0.47 mg/L). The downstream
impact under critical flow conditions was determined to be 85.8 ug/L using the mass
balance equation presented in Appendix A of the Fact Sheet. This downstream
concentration of 85.8 pug/L was found to be above the criteria of 57.4 ug/L (based on a
downstream hardness value of 47.5 mg/L), resulting in a determination that the discharge
has the reasonable potential to cause or contribute to a violation of WQS. Therefore, the
limit was calculated to be 195 ug/L using the same mass balance equation presented in
Appendix A of the Fact Sheet.

The complete effluent and ambient data are provided below:
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Effluent DMR Data

Parameter Zinc
2/29/2020 0.083
3/31/2020 0.073
4/30/2020 0.053
5131/2020 0.077
6/30/2020 0.039
7/31/2020 0.26
8/31/2020 0.21
9/30/2020 0.22

10/31/2020 0.29
Ambient WET Data
Parameter Zinc

Daily Max

Units mg/L

Effluent Limit

Minimum 0

Maximum 0.072

Median Non-Detect

1/31/2016 0.072
8/31/2017 0.007
1/31/2018 <0.005
8/31/2018 0.002
1/31/2019 <0.005
8/31/2019 <0.005
8/31/2020 <0.005

Parameter Zinc
Daily Max
Units mg/L
Effluent
Limit Report
Minimum 0.002
Maximum 0.47
Median 0.0775
11/30/2015 0.062
12/31/2015 0.077
1/31/2016 0.095
2/29/2016 0.11
3/31/2016 0.025
4/30/2016 0.044
5/31/2016 0.057
6/30/2016 0.11
7/31/2016 0.091
8/31/2016 0.069
9/30/2016 0.076
10/31/2016 0.2
11/30/2016 0.078
12/31/2016 0.033
1/31/2017 0.071
2/28/2017 0.15
3/31/2017 0.039
4/30/2017 0.037
5131/2017 0.038
6/30/2017 0.031
7/31/2017 0.33

Parameter Zinc
8/31/2017 0.073
9/30/2017 0.002

10/31/2017 0.065
11/30/2017 0.47
12/31/2017 0.084
1/31/2018 0.086
2/28/2018 0.084
3/31/2018 0.046
4/30/2018 0.061
5/31/2018 0.082
6/30/2018 0.14
7/31/2018 0.072
8/31/2018 0.069
9/30/2018 0.13
10/31/2018 0.057
11/30/2018 0.059
12/31/2018 0.031
1/31/2019 0.07
2/28/2019 0.11
3/31/2019 0.094
4/30/2019 0.079
5/31/2019 0.046
6/30/2019 0.1
7/31/2019 0.084
8/31/2019 0.09
9/30/2019 0.21
10/31/2019 0.12
11/30/2019 0.052
12/31/2019 0.27
1/31/2020 0.13

Finally, regarding the request to lengthen the compliance schedule from 18 months to 2
to 3 years, EPA notes that a compliance schedule in a permit must comply with 40 CFR
§ 122.47(a) and (a)(1) which indicates that a permitting authority must make a reasonable

determination that a schedule of compliance is “appropriate” and that the schedule

proposed requires compliance “as soon as possible.” An evaluation of the effluent data
presented above indicates that only 9 of the 60 values exceeded the zinc limit of 195 pg/L

and the median value of 77.5 ug/L was less than half of the limit, indicating that the
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facility may be able to comply through optimization or source reduction and without the
need to design and construct a facility upgrade. Given the potential for compliance within
18 months through optimization or source reduction, any extension of the schedule would
not ensure that the schedule requires compliance “as soon as possible.” Therefore, the
compliance schedule in the Final General Permit has not been changed. However, if the
Permittee is unable to comply with the limit once it becomes effective, they may contact
EPA’s Enforcement and Compliance Assurance Division (ECAD) to discuss a potential
administrative order with additional time to achieve the zinc limit through alternate
means.

Comment 21

The Town of Epping has submitted a formal NOI to be covered under the Great Bay TN General
NPDES Permit (NHG58A000). We believe that the summer and winter ammonia testing
requirements should be removed from the table as the total nitrogen testing that we will be
performing under NHG58A000 is more comprehensive, and by nature of measuring effluent
TKN we will know what our effluent ammonia values are. We will not be able to meet our TN
limits without achieving full nitrification. We therefore request that testing for ammonia be
removed from the table.

Response 21

EPA acknowledges that the Epping WWTF is currently authorized under the Great Bay
Total Nitrogen General Permit (GBTN GP). The purpose of that permit is to regulate
discharges of total nitrogen to protect the Great Bay estuary for eutrophic impacts. That
permit did not evaluate toxic impacts from the discharge of ammonia. The following
statement was provided in the Response to Comments on the GBTN GP at 70:

“Some comments requested that EPA remove the ammonia nitrogen monitoring
requirement from the permit, noting that it is not necessary to determine the total
nitrogen load and adds unnecessary costs to comply with the General Permit. EPA
agrees that ammonia nitrogen monitoring is not necessary in order to determine
the total nitrogen load. Further, EPA notes that ammonia nitrogen as a toxic
pollutant will continue to be regulated through each permittee’s individual
NPDES permit. Therefore, EPA has removed ammonia monitoring from the Final
General Permit.”

As described, EPA’s intention is to continue to regulate ammonia through each
Permittee’s individual permit, or in this case through the authorization for Epping to
discharge under the Small WWTF General Permit.

Further, EPA notes that the Epping WWTF has ammonia limits in their current individual
permit which are being carried forward into this General Permit. Therefore, ammonia
monitoring and reporting are necessary to confirm compliance with those ammonia
limits.
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Comment 22

New requirements have been added for PFAS testing of influent, effluent and sludge from the
WWTF on a quarterly basis. The testing is not required until an approved method for testing
exists, which EPA predicts will occur by the end of 2021. We note that the final permits recently
issued to the Hampton, NH and Seabrook, NH WWTFs did not include PFAS testing, and they
were issued after the NH MCLs and AGQSs became effective on 7/23/20. Further, as a report
only parameter, there is no indication how long this reporting requirement will exist and what it
will take to get the requirement dropped out of the permit. It is premature and inappropriate to
incorporate a testing requirement based on the assumption that an approved test method will be
developed during the 5-year permit cycle. We request that the PFAS testing requirements be
deleted or at the least reduced to 1/year.

Response 22
See Appendix the General Response Regarding PFAS Monitoring in A.

Comment 23

The draft table proposes increased monitoring requirements compared to our existing permit. In
particular, PFAS testing and total recoverable zinc are new requirements. The direct sampling
costs for these new parameters are significant, and indirect costs for coordination, payment
authorizations, invoicing, evaluation, reporting, and record keeping can further increase the cost.
Quarterly PFAS testing of the influent, effluent, and sludge alone will run in excess of $7,000
per year. This is unreasonable as this requirement is a fact-finding mission to see if it even exists
at certain plants and at what levels. We believe quarterly testing is too excessive and request it be
significantly decreased if it must be kept in the permit.

Response 23
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 24

WET Testing. Epping has never had an issue passing WET Tests. Based on a history of
favorable results, we request that the frequency of testing be reduced to 1/yr. If that is not
possible, we would request the timing of the 2/yr. tests be allowed to be spring/fall rather than
summer/winter given that sampling in the winter with the cold and ice is difficult and at times
dangerous.

Response 24

EPA acknowledges that the Epping WWTF has been conducting both acute and chronic
tests twice per year based on their current individual permit. EPA notes that the effluent
was mostly in compliance with the WET limits during the review period for the Draft
General Permit (November 2015 through October 2020), but Epping reported one
violation of the acute LC50 limit (35.4%) in the first quarter of 2017.

Regarding the request for reduced frequency, EPA and NHDES do not consider a

reduction below the current toxic policies appropriate in order to continue to ensure the
facility does not cause or contribute to any toxic effects in the receiving water.
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Regarding the request for the season to be adjusted from the first and third calendar
quarter to the second and third calendar quarter, EPA agrees that this is appropriate given
the challenges to monitoring in the winter months as described in the comment.
Therefore, the Final General Permit has been adjusted to require WET testing in the
second and third calendar quarter for all dischargers that are only required to conduct two
WET tests per year.

Comment 25

Page 23, Footnote 1. A routine sampling program shall be developed in which samples are
taken at the same location, same time, and same days of the week each month. We take
exception to this requirement. It is not reasonable with limited staff and resources to sample the
same time all the time. Emergencies arise, vacations, holidays, etc. that do not allow us to sample
like clockwork. Further, it is much better practice to vary your sample days and times to try and
catch the variations that occur in flow and loads over the course of the work day. If we are held
to this we will most certainly be in non-compliance on a regular basis and will be continually
submitting reasons for the deviations. We request that this requirement be stricken from Footnote

1.

Response 25

EPA disagrees that this requirement should be removed from the footnote based on the
following response.

First, EPA confirms that a routine sampling plan is necessary to ensure that results yield
consistently representative data. The flexibility requested in the comment could be used
to catch variations in effluent data but it could also be used to avoid those variations or
extreme events. The best way to ensure consistently representative data is through the
development and implementation of a consistent routine sampling program.

Second, EPA clarifies that the intent of this requirement is not to require that sampling be
done at the exact same time every day of the month which could indeed preclude
capturing the natural variability of the effluent as described in the comment. Rather, the
intent of this requirement is twofold. Firstly, it is to require the Permittee to set up a
sampling program that would yield the most representative data, noting that the most
representative sampling program may require setting different sampling times on
different days with a given month. Secondly, it is to require the Permittee to adhere to
this sampling program each month in order to ensure consistently representative data that
can be analyzed for long term trends, etc.

Third, EPA clarifies that the phrase “same time” is not intended to be strictly enforced
but is intended to mean approximately the same time of the day.

Fourth, EPA notes that the footnote in question also includes the following: “Occasional
deviations from the routine sampling program are allowed, but the reason for the
deviation shall be documented as an electronic attachment to the applicable discharge
monitoring report.” This sentence makes clear that there is some flexibility in the
implementation of a routine sampling plan for valid reasons. This includes things like
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emergencies, vacations, holidays, etc. as listed in the comment. EPA notes that the
routine sampling program may include reasonable considerations regarding availability
of staff, holidays, expected times without any discharge, etc. such that when these issues
arise that may be handled in accordance with the routine sampling program and would
not require notifying EPA of a “deviation” from the routine sampling program.

Therefore, this comment does not result in any change to the Final General Permit.

Comment 26

Page 39. We request that PFAS monitoring requirements for Industrial Users be removed.
Mechanisms for identifying and eliminating potential pass through and interference already exist.
Discharges to the wastewater collection system are controlled through local limits, pretreatment
programs, industrial discharge permits, and sewer use ordinances. Regulating PFAS compounds
differently than other pollutants complicates the existing systems already in place. In the event
that the WWTF influent comes back with PFAS at unacceptable limits, then it would be
appropriate to begin searching the collection system for the source. However, as a Town we
would put that requirement into our IPP program and require the individual industrial users to
perform those tests and provide the results to us at their expense and not ours.

Response 26
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 27

Draft Fact Sheet Comments

Page 29, Section 4.12. A general comment about PFAS is that these chemicals should be
regulated at the source rather than left to the WWTFs to deal with a problem they did not create.
We will never get ahead of this unless we stop their production. The existing WWTFs of today
are no designed for and are not meant to remove PFAS chemicals. In fact, many times they are
broken down by the treatment process into smaller chain chemicals that are more persistent and
harder to rid the environment of. We would request that the approach be changes to target those
creating these chemicals and releasing them to the environment.

Response 27
See the General Response Regarding PFAS Monitoring in Appendix A.

G. Comments from Wendy Reed, Environmental Health and Safety Manager, The
Governor’s Academy
Comment 28

The Governor’s Academy (the “Academy’) provides the following comments on the Draft
NPDES General Permit MAS580000 (“Draft Permit”) and related Fact Sheet (the “Fact Sheet™)
setting forth Effluent Limitations and Monitoring Requirements for the Academy’s wastewater
treatment facility (“WWTEF”) in Byfield, MA.

1. Limitations on Permit Coverage: Draft Permit Section I.C (Page 2 of 49) of the Draft Permit
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states that the following dischargers are not eligible for coverage under the Draft Permit:

7. Discharges to Special Resource Waters in Massachusetts as defined by Massachusetts surface
water quality standards 314 CMR, which include discharges “Outstanding Resource Waters
(ORWs)”.

8. Discharges to an Area of Critical Environmental Concern (ACEC) in Massachusetts.

The existing NPDES Permit identifies the WWTEF’s receiving water as an unnamed intermittent
freshwater tributary to the Mill River which flows into the Parker River, and then to Plum Island
Sound. The Mill River, Parker River, and Plum Island Sound are all included in the Great Marsh
ACEC designation in addition to being classified as ORW’s. Based on this assessment of
discharge location, the Academy would not eligible for coverage under the Draft General Permit
and should instead be subject to an individual permit.

The Academy hereby requests to be excluded from coverage under this General Permit, and
requests an individual permit based on the justification above.

Response 28

EPA agrees with this comment and has removed Governor’s Academy from the list of
eligible WWTFs in the Final General Permit.

Comment 29

WWTF Discharge Receiving Water: The existing NPDES Permit identifies the WWTF’s
receiving water as an unnamed intermittent freshwater tributary to the Mill River. This
“unnamed tributary” to the Mill River is a stormwater drainage channel that originates from a
24-inch culvert adjacent to Elm Street and runs along the fence line of the Academy’s treatment
plant before passing under Route 1 and joining the Mill River. The Academy formally requests
that the EPA and MassDEP consider designation of the Mill River as the receiving water for the
Academy’s WWTF outfall as opposed to the unnamed tributary to the Mill River, which is
currently identified as the receiving water in the Draft Permit. This adjustment more accurately
reflects the on-site conditions.

Additional discussion and support documentation for this modification in receiving water
designation are provided below.

Current Effluent Discharge

WWTF effluent discharges from a 6-inch pipe located approximately 450 feet from the culvert.
Stormwater run-off from two stormwater catch basins at the intersection of Elm Street and Route
1 enter this combined flow just before it crosses under Route 1. On the east side of Route 1,
additional stormwater flow from a drainage channel joins the combined stormwater and effluent
channel before the conveyance enters the Mill River 270 feet away. (See Exhibit A for an aerial
photo showing the sources of flow into this channel). The combined stormwater and WWTF
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effluent discharges into the Mill River at river mile 3.5, which is within the freshwater portion of
the Mill River?.

State and regional GIS mapping show a stream originating in a wetland area approximately 1800
feet upstream of the culvert and continuing along the treatment plant boundary before crossing
under Route 1; however, the location and course of the stream shown in these maps is not
consistent with actual conditions. There are a series of wet areas and discharges through this area
that terminate in a culvert at the corner of Old Road and Elm Street. (See Exhibit B for a
depiction of actual conditions). It appears that this flow passes through an underground
stormwater collection system and is the source of the drainage channel to which the WWTF
discharges. Based on this hydrology, the Academy requests that EPA identify the receiving water
for the WWTF effluent discharge as the Mill River rather than the unnamed drainage channel.
This change is further consistent with the Massachusetts Surface Water Quality Standards, which
indicates that the Academy discharges to the “confluence” with the Mill River. See 314 C.M.R. §
4.06, Table 28.

Proposed Effluent Discharge Impacts

This modification, which is representative of the existing conditions, would increase the dilution
factor used in the calculation of permit effluent limitations. The Academy used Stream Stats to
calculate the drainage area and resulting low flow statistics for the current drainage channel
versus the proposed Mill River discharge location. The results are summarized below. (See
Exhibit C for the full Stream Stats reports).

Discharge Location 7Q10 (ft3/sec) Dilution Factor
Unnamed drainage channel 0.0079 1
Mill River 0.432 6.36

Furthermore, designating the Mill River as the WWTF’s receiving water will allow the Academy
to satisfy the proposed Draft Permit requirements for Ambient Characteristics monitoring and
WET dilution water sampling. Attachment A to the Draft Permit states that collection of dilution
water should avoid areas of obvious road runoff and storm sewers. As long as the drainage
channel is considered the receiving water for the Academy’s WWTF effluent, it will be
impossible to collect upstream samples that are unaffected by road and storm sewer runoff.

[EPA note: Exhibits were reviewed but not reproduced here. ]
Response 29

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

3 From its origins in Boxford to mile point 2.3, the Mill River is a freshwater with a B classification. From mile
point 2.3 to its terminus at the Parker River, the Mill River is a SA class coastal water
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Comment 30

Unauthorized Discharges: Draft Permit Section I1.C.2 (Page 15 of 49) requires public
notification within 24 hours of any unauthorized discharge on a publicly-available website where
information remains available for a minimum of 12 months. The requirement to post
unauthorized discharges on a publicly-available website is considered to be an overly
burdensome and unnecessary requirement when applied to all “small” WWTFs. While this
requirement may be practical for larger, suburban communities, it will be an onerous and
redundant requirement for many of the small permittees under the permit, including the
Academy. Consistent with Section VI of the Draft Permit, the Academy must already submit
monthly monitoring data in discharge monitoring reports (“DMRs”) to EPA and to the State
electronically via NetDMR. Information from the Academy’s DMRs is available to the public
via EPA’s Enforcement and Compliance History Online (“ECHO”) database. Section VI also
requires the Academy to provide verbal notification of certain exceedances to both EPA and to
the State within 24 hours. Requiring the Academy to notify the public of unauthorized discharges
on a publicly-available website is duplicative of these existing reporting obligations and overly
burdensome, especially given that the Draft Permit would require the Academy to maintain such
web notices for a minimum of 12 months. The Academy does not currently provide such
information on a publicly-available website and would have to create and maintain a new
webpage to meet this requirement. In addition, posting of this information on a publicly-
available website may also lead to the filing of numerous citizen’s suits, to which the Academy,
the EPA, and the State will have to respond.

Based on this discussion, the Academy objects to inclusion of the public notification requirement
in Section I1.C.2 of the Draft Permit, and requests that it is removed from the draft permit.

Response 30

EPA disagrees that public notification of SSOs that impact a surface water or the public
is “an overly burdensome and unnecessary requirement when applied to all ‘small’
WWTFs.” Rather, EPA considers it a necessary protection of public health to notify the
public of unauthorized discharges to surface waters that the public may be planning to
use, as specified in the Draft General Permit, regardless of the size of the facility. EPA
has authority under the CWA to impose conditions related to the proper operation and
maintenance of the treatment plant, and an SSO may be the result of an operation and
maintenance malfunction within the collection system. However, EPA notes that the
permit does not require public notification of every SSO. Instances when an SSO does
not impact a surface water or the public, such as a low volume SSO at a manhole cover,
do not need to be posted. Further, EPA does not consider this requirement duplicative of
reporting to EPA and the State given that neither the DMR reports nor the verbal
notification would be available to the public to make timely decisions about recreational
use of the water body. Therefore, this comment does not result in any change to the Final
General Permit.

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit, this issue will not apply to the Governor’s Academy in the
Final General Permit but will be addressed in the next reissuance of the individual permit
for Governor’s Academy.
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Comment 31

Additional Requirements for Facilities Discharging to Marine Waters: Draft Permit Section
IL.LE.2 (Page 16 of 49) requires that the Division of Marine Fisheries, Shellfish Management
Program, be notified verbally within 4 hours of any emergency condition, plant upset, bypass
SSO discharge or other system failure. As noted above, the current permit indicates that the
Academy discharges to an unnamed freshwater tributary of the Mill River (or directly to the Mill
River if the request above is considered). Further, as noted above, the WWTF discharges to mile
3.5 of the Mill River, at which point the Mill River is a freshwater body. Based on the location of
the WWTEF’s discharge point, the requirement in Section II.E.2 does not apply to the Academy.

To the extent that EPA finds that Section II.E.2 applies to the Academy, the Academy requests
that this verbal notification requirement is revised from “within 4- hours” to “within 12 hours”
based on the Academy’s historical operation and existing permit. A 12-hour notification
requirement is sufficiently protective of marine fisheries, as evidenced by the 12-hour verbal
notification requirement in the Academy’s current permit.

Response 31

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

Comment 32

BOD/TSS Limits — Table 1: The average monthly BOD and TSS limitations in the Draft Permit
are 30 mg/L. Those proposed in the “Permittee specific” table provide by EPA to the Academy,
however, are 5.8 mg/L. In light of the receiving water change requested in the prior comment,
the BOD and TSS limitations should be the same as for other small wastewater treatment
facilities under the Draft Permit. At a minimum, the EPA must provide justification and Fact
Sheet information for review of the proposed more stringent site-specific limits.

Response 32

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

Comment 33

Lead Monitoring Frequency — Table 1: The Draft Permit increases the frequency of sampling
and reporting lead concentrations from twice a year to twice a month. This change is overly
burdensome and unnecessary. The Academy’s historical lead testing results to date have been at
or below detection limits. There is no justification for increasing the sampling frequency, making
twice monthly lead monitoring unnecessarily burdensome. The Academy requests that this
monitoring frequency be reduced to previous permit criteria.
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Response 33

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

Comment 34

Bacteria Limits — Table 1: Per Attachment E of the draft permit, the Academy’s watershed is
identified with the receiving water class B/SA. According to draft Permit Table 1, Footnote 8
(Page 10 of 49) of in the Fact Sheet (Section 4.5) of the Draft Permit, the proposed indicator
organisms for bacteria limits are as follows:

a. E. Coli (for discharges to freshwater Class B);
b. Enterococci (for discharges to Class SA or SB Marine Waters); and
c. Fecal Coliform (for discharges to Class SA or SB Marine Waters used for shell fishing).

As noted above, the Mill River is classified as a Class B freshwater receiving water at the point
where the Academy’s WWTF effluent discharges. The Mill River is identified as a Class SA
tidal waterbody starting at mile 2.3, which is another 1.2 miles downriver from the confluence
point of the effluent channel and the Mill River (mile 3.5). As such, shell fishing is prohibited on
the Mill River until the confluence with the Parker River. The Academy’s receiving water should
be classified as Class B, not Class B/SA. Consistent with this requested classification change, E.
coli should be the sole indicator organism identified in the Academy’s discharge limitations.

Response 34

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

Comment 35

Copper Limits: While not designed to remove the high concentrations of copper in the Byfield
water supply, the WWTF currently removes about 80 percent of the influent copper. Only a
portion of the dissolved fraction of copper passes through the membrane bioreactor (“MBR”)
wastewater treatment system and is discharged in the effluent; however, these concentrations
nevertheless exceed current permit limitations. The Academy requests that the EPA complete a
reasonable potential analysis to derive facility-specific effluent limits based on the appropriate
downstream concentration of copper in the Mill River. The Academy has conducted semi-annual
Whole Effluent Toxicity (“WET”) Testing since 2005 and routinely meets the acute and chronic
toxicity limitations of the permit, which demonstrates that the presence of dissolved copper in
the WWTF effluent does not cause toxicity to aquatic organisms, even at concentrations in
exceedance of the current permit limitations.
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Response 35

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit and this comment is only applicable to the Governor’
Academy discharge, EPA has determined that is it not necessary to respond to this
comment at this time. This issue will be addressed in the next reissuance of the individual
permit for Governor’s Academy.

Comment 36

Total Nitrogen — Table 1: The Academy objects to the quarterly reporting requirement for Total
Nitrogen imposed in the Draft Permit. This additional monitoring and reporting of Total
Nitrogen is unnecessarily burdensome. The Academy requests that this monitoring frequency be
reduced for smaller facilities in consideration of the actual nitrogen loading impact and the
financial burden with negligible environmental gain.

Response 36
See Response 4 and 120.

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit, this issue will not apply to the Governor’s Academy in the
Final General Permit but will be addressed in the next reissuance of the individual permit
for Governor’s Academy.

Comment 37

PFAS Monitoring, Sampling, and Analysis Issues

A. Part II.A Table 1 — PFAS Testing Methods: The Draft Permit includes new effluent, influent,
and sludge sampling requirements for PFHxS, PFNA, PFOS, and PFOA. Per Footnote 12 (MA),
this sampling shall take effect the first full calendar quarter beginning 6 months after the EPA
notifies the Permittee that a multi-lab validated method of wastewater is available. This approach
is not consistent with the NPDES Permit Standard Conditions which stipulate as follows, “...the
Permittee shall monitor according to sufficiently sensitive test procedures (i.e., methods)
approved under 40 CFR Part 136 or required under 40 CFR chapter I, subchapter, N or O”.
Although the need to monitor, assess, limit and regulate PFAS in the effluent of POTWs is
desirable since it is a contaminant of emerging concern (“CEC”), operative obligations in
NPDES permits are premature until such time as the PFAS class are recognized and regulated as
toxic pollutants or at least such time as more defined federal guidance and approved testing
methods and validated sampling protocols are available.

B. Part II.A Table 1 — PFAS Monitoring Requirements: The Draft Permit PFAS testing
requirements (quarterly for influent, effluent, and sludge) are unduly burdensome and
unnecessary for a private facility, especially one such as The Governor’s Academy whose
operation is and has always been the education of high school students. In addition, the Draft
Permit does not allow for permittees to request for a reduction or elimination of PFAS sampling
if historical sampling show stable or declining trends. In the case of small WWTF’s without
industrial users, such as Governor’s Academy, the overall impact of PFAS at the WWTF may
prove to be minimal or nonexistent based on sampling results. The Academy is not currently, nor
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has it ever been, an industrial source of any products containing PFAS, and the Academy’s
sludge is not land applied. Given the burden imposed by continual quarterly PFAS testing and
the fact that the Academy does not contribute to PFAS contamination, the Academy requests that
the EPA decrease the frequency of required PFAS monitoring and reporting requirements in its
final permit. Given the complexity and financial burden anticipated to accompany proper PFAS
sampling and testing, the EPA should strongly consider the addition of specific PFAS permit
mechanisms or “off ramps” to allow for the reduction in PFAS sampling requirements based on
regulatory review of historical PFAS testing results, in addition to the general language included
in Part IV — Monitoring, Record-Keeping, and Reporting Requirements. The Academy would
consider sampling for the first year, and if the first year of PFAS testing yields consistent or
results or PFAS concentrations below a minimum threshold, the frequency of monitoring and
reporting PFAS compounds should then be considered to be reduced to a maximum of once per
year.

Response 37
See the General Response Regarding PFAS Monitoring in Appendix A.

Given that the Governor’s Academy has been removed from the list of eligible WWTFs
in the Final General Permit, this issue will not apply to the Governor’s Academy in the
Final General Permit but will be addressed in the next reissuance of the individual permit
for Governor’s Academy.

H. Comments from Peter Mellen, Commissioner, Town of Hillsborough Water and Sewer
Commission

Comment 38

The Town of Hillsborough Wastewater Treatment Facility (WWTF) is currently regulated under
NPDES Permit No. NH0100111 which expires on October 31, 2024 (existing NPDES permit).
The Hillsborough Water and Sewer Commission intends to discharge under our existing NPDES
permit and does not desire the WWTF to be included under the NPDES General Permit No.
NHGS580000 at this time. Because the WWTF may be included under the general permit in the
future, we ask that EPA consider the following comments regarding the draft public notice of the
Small Wastewater Treatment Facility General Permit No. NHG580000 prior to finalization.

The draft permit proposes increased monitoring requirements compared to our existing permit.
PFAS testing is a new requirement and monitoring frequency is increased for several other
parameters. The direct sampling costs for these new parameters can be significant, and indirect
costs for coordination, payment authorizations, invoicing, evaluation, reporting, and record
keeping can further increase the cost.

Response 38
EPA acknowledges this comment and notes that Part V.C of the Draft General Permit
states the following:

“In accordance with 40 CFR § 122.28(b)(3)(iii), any owner or operator authorized by
this General Permit may request to be excluded from the coverage of this General
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Permit. The owner or operator shall submit an application under § 122.21, with
reasons supporting the request, to the Director no later than 90 days after the
publication by EPA of the Notice of Availability of the General Permit in the Federal
Register. The request shall be processed under Part 124. The request shall be granted
by issuing of an individual permit if the reasons cited by the owner or operator are
adequate to support the request.”

EPA notes that the Town of Hillsborough did not provide any justification or rationale
supporting its “desire” to not be included in the Small WWTF General Permit other than
the implication of avoiding increased monitoring costs based on the remainder of the
comments from Hillsborough below. EPA does not agree that the differences in
monitoring frequency is a valid reason to exclude a facility from the Small WWTF GP.
The monitoring frequency for each parameter is based on state guidance and state review
and, overall, EPA considers these changes to be modest and necessary to continue to
protect WQS in the future. Therefore, EPA will continue to include Hillsborough as an
eligible WWTF in the Final General Permit.

However, within 90 days from the time the Final General Permit is issued, Hillsborough may
submit another request to be excluded with additional justification(s), and it will be processed
as described above. If EPA decides to exclude any WWTF based on such a request after the
General Permit is finalized, EPA will simply refrain from authorizing that WWTF under the
General Permit and will not modify the General Permit to remove them from the list of
eligible WWTFs in Attachment E.

Comment 39

PFAS Testing

We request that EPA remove the requirements for monitoring PFAS in the influent, effluent, and
sludge, for the following reasons:

I.

We question whether the PFAS testing requirement is appropriate at this time since there
is no PFAS water quality standard and PFAS has not been demonstrated to be at
concerning levels in our system. It would be more appropriate to include the monitoring
requirements in a future permit after the water quality standards are in place.

Including PFAS testing as a Report parameter does not allow for any mechanism to have
this testing reduced or eliminated. It would be more appropriate to require PFAS
sampling as part of the NPDES permit application process than requiring regular
monitoring. If initial sampling identifies concerning levels of PFAS in our system, then
appropriate monitoring levels can be established.

We do not think it is appropriate to require PFAS influent testing in the NPDES permit
since it does not appear to be related to plant performance. Typically, we only test the
influent for BODs and TSS to calculate percent removal through the plant. Our treatment
process is not designed to remove PFAS and there is no percent removal requirement. It
is not clear why EPA included influent sampling for PFAS.
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4. Our lagoons accumulate sludge over a long period before sludge is removed. We expect
the frequency of sludge removal to be on the order of every 15 to 20 years. Regular
testing of our sludge is not appropriate since we do not regularly dispose of sludge.
Furthermore, when we do clean our lagoons and dispose of sludge, the testing
requirements should be determined according to the methods of sludge disposal.

5. We have asked our engineer to estimate the costs for sample collection and testing for
PFAS permit conditions. Initial estimates are $1,900 per quarter or $7,600 per year for
influent, effluent, sludge and a blank for QA/QC. This would significantly increase our
annual operating budget.

Response 39
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 40
PFAS Testing for Industrial Users

We request that PFAS monitoring requirements for Industrial Users be removed. Mechanisms
for identifying and eliminating potential pass through and interference already exist. Discharges
to the wastewater collection system are controlled through local limits, pretreatment programs,
industrial discharge permits, and sewer use ordinances. Regulating PFAS compounds differently
than other pollutants complicates the existing systems already in place.

Response 40
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 41

Total Suspended Solids Monitoring

The facility specific Table 1 provided to us by EPA requires us to measure effluent TSS twice
per week. However, we believe this may be a typographical error, since the table provided in
Section II1.B.10 indicates that lagoon facilities are only required to measure TSS once per week.
Our current permit requires us to test effluent TSS once per week, and it does not change much
week to week. TSS varies season to season.

Response 41

EPA agrees that this was a typographical error and confirms that the frequency of once
per week will be included in Hillsborough’s authorization to discharge under the Final
General Permit.

Comment 42

Total Nitrogen, Total Kjeldahl Nitrogen, and Nitrate + Nitrite Monitoring

The draft permit increases nitrogen monitoring frequency from quarterly to once per month.
Since our system provides a long residence time, we think quarterly monitoring is sufficient to
obtain representative samples for the discharge. After a five-year period collecting quarterly
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samples, we will have twenty total samples for each parameter that provide information on
nitrogen discharged from our facility.

Estimated costs for sending the testing out to a certified laboratory monthly is approximately
$1,380 ($115 per month).

Please consider the above comments as you move forward with issuing the final permit.
Response 42

See Response 4.

I. Comments from David Mercier, Underwood Engineers, on behalf of the Town of
Lancaster

Comment 43

New requirements have been added for PFAS testing of influent, effluent and sludge from the
WWTF on a quarterly basis. The testing is not required until an approved method for testing
exists, which EPA predicts will occur by the end of 2021. We note that the final permits recently
issued to the Hampton, NH and Seabrook, NH WWTFs did not include PFAS testing, and they
were issued after the NH MCLs and AGQSs became effective on 7/23/20. Further, as a report
only parameter, there is no indication how long this reporting requirement will exist and what it
will take to get the requirement dropped out of the permit. It is premature and inappropriate to
incorporate a testing requirement based on the assumption that an approved test method will be
developed during the 5 year permit cycle. In particular for the Grange WWTF, the flow comes
from only 13 private residences so the potential for PFAS to be present at detectable levels is
slight. We therefore request that the PFAS testing requirements be deleted or at the least reduced
to one/year.

Response 43
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 44

We request that the requirement to test for PFAS in the sludge be removed entirely as the Grange
WWTTF is a below grade sand filtration facility that produces no sludge other than that which is
periodically taken by septic pumper truck to the main WWTF for treatment.

Response 44
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 45

The direct sampling costs for quarterly PFAS testing of the influent, effluent, and sludge will run
in excess of $7,000 per year. Indirect costs for coordination, payment authorizations, invoicing,
evaluation, reporting, and record keeping can further increase the cost. This level of expenditure
is unreasonable to put on 13 private residences that contribute to this treatment plant. We believe
quarterly testing is too excessive and request it be significantly decreased if it must be kept in the
permit.
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Response 45
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 46

Page 23, Footnote 1. A routine sampling program shall be developed in which samples are taken
at the same location, same time, and same days of the week each month. We take exception to
this requirement. It is not reasonable with limited staff and resources to sample the same time all
the time. Emergencies arise, vacations, holidays, etc. that do not allow us to sample like
clockwork. Further, it is much better practice to vary your sample days and times to try and catch
the variations that occur in flow and loads over the course of the work day. If staff are held to
this they will most certainly be in non-compliance on a regular basis and will be continually
submitting reasons for the deviations. We request that this requirement be stricken from Footnote
1.

Response 46
See Response 25.

Comment 47
DRAFT FACT SHEET COMMENTS

Page 29, Section 4.12. A general comment about PFAS is that these chemicals should be
regulated at the source rather than left to the WWTFs to deal with a problem they did not create.
We will never get ahead of this unless we stop their production. The existing WWTFs of today
are no designed for and are not meant to remove PFAS chemicals. In fact, many times they are
broken down by the treatment process into smaller chain chemicals that are more persistent and
harder to rid the environment of. We would request that the approach be changed to target those
creating these chemicals and releasing them to the environment.

Response 47
See the General Response Regarding PFAS Monitoring in Appendix A.

J. Comments from Joseph Wood, Superintendent, Leicester Water Supply District

Comment 48

Calculation of 7Q10 - The draft general permit lists the 7Q10 flow in Town Meadow Brook at
the point of discharge as 0.04 cfs. The drainage area for Town Meadow Brook above the point of
discharge is 3 square miles. With this 7Q10 value, the rate of discharge per square mile
calculates to 0.04 cfs / 3.0 mi’>= 0.0133 cfs per mi.

MassDEP indicates that USGS Gauging Station 01125100 on the French River in North
Grosvenordale, CT, 24.5 miles south of the LWSD WWTP was used to calculate 7Q10 flow
figures for the LWSD treatment plant.

7Q10 flow figures for other USGS gauging stations on the French River, nearer to the Leicester
facility have been used in the past for determining effluent parameters at the plant. Records show
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the Webster, MA gauging station 01125000 has a drainage area of 84 square miles and has a
7Q10 flow of 11.62 cfs. Flows per square mile for this location on the French River calculate to
0.14 cfs/mi%; 10.5 times higher than the value calculated for the LWSD facility.

For the gauging station at Hodges Village Dam which is even closer to the LWSD treatment
plant with a drainage area of 31.2 square miles, the 7Q10 flow has been calculated to be 2.2 cfs.
Flows per square mile at this location calculate to be 2.2 cfs / 31.2 mi? = 0.07 cfs per mi%. This
value is 5.25 times greater than the flow per square mile figure used for the Leicester treatment
facility in the draft permit.

The District hereby requests EPA/MassDEP re-examine the 7Q10 flow calculations for the
treatment plant as they appear to be in error.

If Hodges Village or Webster 7Q10 flows per square mile were used, 7Q10 flows for the
Leicester plant would be between 0.21 cfs to 0.42 cfs.

Response 48

EPA and MassDEP used StreamStats* to determine the 7Q10 of 0.04 cfs and
acknowledge that this is lower than the 7Q10 of 0.33 cfs used in the 2010 individual
permit. Based on this comment, EPA reevaluated the historic flow record within this
watershed and found that there is no reason to believe that flows have dramatically
decreased since 2010 by a factor of 8. Therefore, EPA acknowledges that the 7Q10
would not be expected to dramatically decrease to this degree.

However, regarding the gauges referenced in the comment®, EPA and MassDEP note that
the ratios of the drainage areas between the Leicester outfall and the three USGS gaging
stations (01125000, 01125100 and 01124350) were significantly out of the range
recommended in the October 2018 LOW FLOW STATISTICS TOOLS - A How-To
Handbook for NPDES Permit Writers® (referred to below as the “Handbook™). Page 3-8
of the Handbook recommends that the ratio of the outfall drainage area to the gage
drainage area be around 0.5 to 1.5. The ratios corresponding to the gages mentioned
above are:

Aouttalt/ Ao1125100 = 3.47 mi® / 101 mi% = 0.03
Aouttal/Ao1125000 = 3.47 mi* / 86 mi’ = 0.04
Aouttalt/ Ao1124350 = 3.47mi% / 31.2mi? =0.11

Additionally, the Handbook at page 3-7 states another condition related to using the
drainage ratio to calculate the 7Q10, as follows: “If there are no other contributors of

4 StreamStats is a USGS Web application that provides access to an assortment of Geographic Information Systems
(GIS) analytical tools that are useful for water-resources planning and management, and for engineering and design
purposes, and can be found online at: https://www.usgs.gov/mission-areas/water-resources/science/streamstats-
streamflow-statistics-and-spatial-analysis-tools?qt-science_center objects=0#qt-science_center_objects

5 In addition to the two gage numbers provided, EPA notes that the gage at the Hodges Village Dam is USGS
01124350 FRENCH RIVER BELOW DAM, AT HODGES VILLAGE, MA.

6 Available at https://www.epa.gov/npdes/low-flow-statistical-tools-
handbook#:~:text=The%20Low%20Flow%?20Statistics%20Tools,using%20free%20publicly%20available%20tools.
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flow between the outfall and gage location (e.g., other permitted discharges), and if no
man-made impoundments or water withdrawal systems are intervening, you can make the
adjustment using the rule of proportions (i.e., by multiplying gage low flow value by a
ratio of the outfall drainage area and the gage drainage area).” In this case there is at least
one other permitted discharge (i.e., the Oxford-Rochdale WWTF) located between the
outfall and any of these gaging stations, presenting another challenge.

Therefore, EPA has determined that there is not enough data to justify any change to the
7Q10 at this time, based on two factors:

(1) The 7Q10 of 0.33 cfs used in the existing permit is quite close to the proposed
7Q10 of 0.32 cfs in the comment based on updated flow data at the gages, and

(2) The 7Q10 of 0.04 cfs based on StreamStats is drastically lower without evidence
of such a significant flow reduction in other parts of the watershed.

Given that the 7Q10 has significant impacts on several permit limits, EPA has decided
that it is not appropriate to revise it at this time without more information. Therefore,
EPA has adjusted the 7Q10 back to 0.33 cfs and has reevaluated the limits using this
7Q10. Based on this revision, dilution factor reverts back to 1.6 and the more stringent
limits for total residual chlorine (TRC) and whole effluent toxicity (WET) are no longer
required. Accordingly, for the Leicester WWTF, the 7Q10 has been changed to 0.33 cfs,
the dilution factor has been changed to 1.6 and the more stringent TRC and WET limits
have been removed in Attachment E of the Final General Permit. EPA notes that the TRC
and WET limits in Leicester’s current permit will be carried forward based on footnote
13 of Part II.A of the Final General Permit and in accordance with anti-backsliding
requirements found at CWA §§ 402(o) and 303(d)(4) and 40 CFR § 122.44(]).

Finally, in order to obtain more flow data for future permitting decisions, EPA has added
a requirement in the Final General Permit that Leicester shall install a gauge by the first
July following 60 days of their authorization date under this General Permit. The gauge
shall be located immediately upstream from the facility’s discharge location and
immediately downstream of Dutton Pond on Town Meadow Brook. Leicester shall
monitor the instream flow of the receiving water at a frequency of at least three (3) days
per week (e.g., Monday, Wednesday, and Friday) from July through November of each
year. Occasional deviations are allowable based on holidays, staff availability or
emergencies. Sampling is not required when inclement weather precludes safe instream
flow monitoring. All data shall be submitted annually by January 15 for the previous
calendar year in spreadsheet format as an electronic attachment to each December’s
Discharge Monitoring Report (DMR). This new requirement will be added to the Final
General Permit under Part I1.B as subpart 10 and will only apply to the Leicester WWTF.

Comment 49

Dilution Factor - The draft permit for the LWSD treatment plant uses a Dilution Factor of 1.1.
Our research shows the Dilution Factor is calculated using the formula..............

DF= (Qs + Qwwip) / Qwwp
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For the LWSD WWTP and a 7Q10 of 0.31 cfs (average of 0.21 & 0.42), the Dilution Factor
should be 1.60. This Dilution Factor has been used for the treatment plant in the past.

Response 49
See Response 48.

Comment 50

Total Phosphorous Limit - The draft permit for the LWSD treatment plant has a Total
Phosphorous, TP, limit of 0.11 mg/l. The Total Phosphorous limit right now is 0.20 mg/I. The
existing permit limit was assigned after the District constructed a $750,000 pipeline to divert
treated effluent past Dutton Pond Dam on Town Meadow Brook.

The existing treatment plant removes more than 98% of the incoming phosphorous in the
influent. Current TP stream loadings from the treatment plant are 56.31 #/yr in the summer and
287.57 #/yr in the winter. If the TP limit is reduced to 0.11 mg/l, the 2021 TP loading to the
stream will only be reduced by 25.85 #/yr. At treatment plant design flows, the change in TP
limits will only reduce the phosphorous loading to Town Meadow Brook by 47.91 #/year.

The District agrees that the levels of phosphorous in the plant effluent do represent a controllable
level of phosphorous in the stream ecosystem. However, there has been no consideration to
phosphorous loads coming from non-point sources. Not only that, but to achieve the suggested
effluent TP concentrations, a significant upgrade of the treatment facility will be required. The
plant currently removes phosphorous using ferric chloride with chemical precipitation and
filtration. To consistently achieve a TP concentration of 0.11 mg/l, the District will need to
add/construct new phosphorous removal processes.

If 7Q10 flow figures are revised to 0.33 cfs/mi? as cited in Item 1 on the previous page, the
existing TP limit of 0.2 mg/l is adequate to maintain a non-eutrophic ecosystem downstream of
the point of discharge in Town Meadow Brook. Therefore, the District first requests that the TP
limit remain at 0.2 mg/l in consideration of actual 7Q10 stream flows.

Response 50

EPA acknowledges that the current limit of 0.2 mg/L is based on a MassDEP report
entitled Total Maximum Daily Loads of Phosphorous for Selected French Basin Lakes
(MA 42003- 2002-28 May 28, 2002)". (emphasis added) In this report, MassDEP
determined that if Leicester relocated its outfall downstream of Dutton Pond then a limit
of 0.2 mg/L would be protective of WQS downstream in Greenville Pond (See Table
4g(i1) of the TMDL report). Based on this determination, Leicester diverted its outfall in
2009 just downstream of Dutton Pond and was given a limit of 0.2 mg/L in the 2011
individual permit reissuance. However, as stated in the July 12, 2002 EPA TMDL
approval document®, “MA DEP should be aware that while the discharges from these

7 Available for review on EPA’s website at
https://ofmpub.epa.gov/waters10/attains_impaired_waters.show_tmdl_document?p tmdl_doc_blobs_id=70194.
8 Available for review on EPA’s website at
https://ofmpub.epa.gov/waters10/attains_impaired waters.show_tmdl document?p_tmdl doc blobs_id=67838.
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treatment plants will satisfy lake water quality standards they may not meet phosphorus
criteria for the French River which has low flow conditions at critical times of the year.”

As the limit based on the TMDL was established to protect French Basin Lakes it is still
necessary for EPA to ensure that the Leicester discharge does not cause or contribute to a
violation of the Gold Book target of 0.1 mg/L. downstream in the French River.
Therefore, in the development of the Draft General Permit, EPA used the mass balance
equation presented in Appendix A of the Fact Sheet and found that the existing limit is
not protective under critical low flow conditions, and a more stringent limit of 0.11 mg/L
was required.

However, based on the revised 7Q10 described in Response 48, EPA reevaluated the
phosphorus limit. Using the same mass balance equation presented in Appendix A of the
Fact Sheet results in a change in the necessary phosphorus limit from 0.11 mg/L to 0.16
mg/L. EPA notes that this is assuming the upstream phosphorus concentration is zero
because there was not any upstream data® and EPA is not aware of any significant
sources of phosphorus upstream from the Leicester discharge. Therefore, the phosphorus
limit has been changed to 0.16 mg/L in Attachment E of the Final General Permit.

Comment 51

Schedules of Compliance - The General Permit indicates the District must have a Schedule for
Compliance of 18 months for meeting new Total Phosphorous limits.

The District can generate a Schedule for Compliance. However, the treatment facility will not be
able to comply with the new phosphorous limit within 18 months. The proposed time schedule is
as cited [below].

Total Phosphorous Limit - If the USEPA/MassDEP moves forward with the draft permit TP limit
of 0.11 mg/l, the District will require time to pilot test several process alternatives, time to design
proposed improvements followed by time to construct the new facilities.

The proposed schedule for this work effort would include...

1. Two summer seasons of pilot testing.

2. One year to prepare contract documents for the proposed improvements; And

3. Two years to secure financing, publicly bid, construct, start up, & fine tune the operation of
proposed improvements.

The District requests that the schedule cited above be added to the draft permit if the TP limit is
justified.

Response 51

Regarding the request to lengthen the compliance schedule from 18 months to
approximately 5 years, EPA notes that a compliance schedule in a permit must comply

° EPA notes that Part II.A.1 Table 1 footnote 19 of the General Permit requires Leicester to conduct upstream
phosphorus monitoring which will provide EPA with background data to use in the next permit reissuance.
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with 40 CFR § 122.47(a) and (a)(1) which indicates that a permitting authority must
make a reasonable determination that a schedule of compliance is “appropriate” and that
the schedule proposed requires compliance “as soon as possible.” Based on the revised
limit of 0.16 mg/L as described in Response 50, it is unclear whether the facility can
optimize its current treatment process to comply with the limit. An evaluation of the
effluent data during the growing seasons from 2016 through 2020 indicates that the
facility discharged from 0.14 mg/L to 0.20 mg/L with a median of 0.18 mg/L, indicating
that the facility may be able to comply with the limit of 0.16 mg/L through optimization
and without the need to design and construct a facility upgrade. However, EPA
recognizes that a compliance schedule of 18 months would only allow one full growing
season before the limit becomes effective. Therefore, EPA agrees to extent the
compliance schedule to 24 months from the date the facility is authorized to discharge
under the General Permit. This schedule will allow one full growing season to perform
pilot testing on potential process improvements and one full growing season to
incorporate and optimize any necessary process improvements. Given that the limit is
only applicable from April through October, this means that the limit will not become
effective before April of 2024. If the Permittee is unable to comply with the limit once it
becomes effective, they may contact EPA’s Enforcement and Compliance Assurance
Division (ECAD) to discuss a potential administrative order with additional time to
achieve the revised phosphorus limit through alternate means.

Comment 52

Ammonia Limit - The draft permit for the LWSD treatment plant reduces the ADF Ammonia
discharge limit in the month of April from 10.0 mg/1 to 6.2 mg/l. It is apparent that 7Q10 stream
flows do not occur at this time of the year. And certainly eutrophication in Town Meadow Brook
does not occur at this time of the year. Therefore it does not seem evident why the permit levels

for Ammonia would be changed from 10.0 mg/I to 6.2 mg/I.

The District hereby requests an explanation of the basis for lowering the effluent Ammonia

levels for the month of April when stream flows are high from the winter snow melt and
springtime rainfall events and stream temperature levels are close to 45°F or less.

If this springtime Ammonia limit is changed to 6.2 mg/l, the District hereby requests a time
allotment for piloting a means to achieve this level of treatment along with additional time to

design and construct treatment plant improvements.

Response 52

EPA’s typical practice is to provide seasonal limits for the warm weather months (i.e.,
from April 1% through October 31%') based on reasonable worst-case conditions for flow
(7Q10) and temperature (25 degrees Celsius) during those months. In this case, the
ammonia limits were based on a 1980 waste load allocation (WLA) as described in the
2011 individual permit reissuance (See 2011 MAO0101796 Fact Sheet at page 4). Given
that the WLA provided unique limits for April, May and June through October, EPA
incorporated them as such in the previous individual permit. In EPA’s 2021 analysis of
Leicester’s discharge for the Draft General Permit, EPA found that the limit applicable in
April was not stringent enough to continue to meet WQS based on the typical worst-case
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assumptions for warm weather months, which includes the use of the upstream 7Q10
flow and an assumption of 15° C (59° F) in April. EPA notes that ammonia toxicity
increases with temperature so assuming a temperature of 45° F (7° C) would not be
protective under all expected instream temperatures in April. '

As described in Response 48, the 7Q10 for Leicester has been changed to 0.33 cfs.
Accordingly, EPA updated this analysis and found that the limit of 10 mg/L must still be
reduced, but only to 9.2 mg/L. EPA notes that had the 1980 WLA not specified a less
stringent limit for April, EPA would have conducted this analysis in its typical manner by
looking at the entire warm weather season. This would have resulted in a limit in April of
approximately 5 mg/L based on 7Q10 flow and 25 degrees Celsius. EPA also notes that
over the past five Aprils (i.e., April 2016 through April 2020), the facility has had a
median concentration of 3.2 mg/L and never exceeded 9.2 mg/L (max 7.1 mg/L).
Therefore, EPA anticipates that the facility will be able to comply with this revised limit
so there is no compliance schedule associated with this limit.

Based on this comment and the revised 7Q10 presented in Response 48, the ammonia
limit for April has been revised to 9.2 mg/L (with a corresponding mass limit of 26.9
Ibs/day) in Attachment E of the Final General Permit.

Comment 53

Total Recoverable Copper Limit - The draft permit plant reduces the total recoverable copper
limit to 12.2 ug/l for a monthly average and 18 ug/l for the monthly maximum. The treatment
plant is not designed to remove copper from the waste stream.

It appears that the total recoverable copper permit limit is related to the dilution ratio, the
calculated 7Q10 flows and the total hardness in Town Meadow Brook.

Since 7Q10 flow figures appear to be in error, calculation of total recoverable copper would not
be correct. The District requests that the permit value for total recoverable copper be revisited by
EPA & MassDEP.

Note that hardness values for 2020 range from 21 to 25 mg/I for the river while hardness values
for the plant effluent range from 92 mg/1 to 130 mg/1 for the same monitoring period.

Response 53

Based on this comment, EPA reevaluated the copper analysis for Leicester conducted in
the development of the Draft General Permit and found that EPA did not properly
account for the site-specific copper criteria for this receiving water found in the MA
WQS at 314 CMR 4.06 (Table 28 for the French River!!). Applying these site-specific

10 USGS StreamStats National Data Collection Station Report for Station 01125100:
https://waterdata.usgs.gov/ct/nwis/uv?site_ no=01125100

' EPA interprets the reference in 314 CMR 4.06 Table 28 to the “French River” in the site-specific criteria to
include the Town Meadow Brook segment to which the Leicester facility discharges. Town Meadow Brook
(segment MA42-02) is the headwater stream to the French River, and the total miles specified in the site-specific
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criteria as well as the updated 7Q10 described in Response 48, EPA confirms that the
existing copper limits in the Leicester individual permit continue to be protective of
WQS. Therefore, EPA has removed the more stringent copper limits from Attachment E
of the Final General Permit. EPA notes that the existing copper limits for Leicester in
their current individual permit will be carried forward in their authorization to discharge
based footnote 13 of Part II.A in the Final General Permit and in accordance with anti-
backsliding requirements found at CWA §§ 402(o) and 303(d)(4) and 40 CFR §
122.44(1). Further, the compliance schedule to achieve the more stringent copper limits
will also be removed from Part IV.E.1 of the Final General Permit.

Comment 54

Total Recoverable Aluminum Limit - The draft permit plant includes a limit for Total
Recoverable Aluminum of 87 ug/l. Even though the District does not currently use any
aluminum based chemical products at the treatment plant, with the possible change in the Total
Phosphorous limit to 0.11 mg/l, use Aluminum based products may be considered.

The District recognizes that a Compliance Schedule for meeting the Aluminum limit is listed on
page 14 of the General Permit Fact Sheet. The Fact Sheet indicates a 3 year window for

MassDEP to develop and promulgate new WWTP effluent Aluminum criteria. The District also
recognizes that the proposed AL limits might be higher than those stipulated in the draft permit.

However, should there be no change in the draft permit limits, the District believes that limits
should be changed to regulate Total Dissolved Aluminum and not Total Recoverable Aluminum.
The District also believes the Aluminum limit of 87 ug/l is based on incorrect 7Q10 flow figures
for Town Meadow Brook.

The District requests that the specified Aluminum discharge limit be re-evaluated with
substantiated 7Q10 flow figures and the consideration of using Total Dissolved Aluminum.

Response 54

EPA notes that the 2010 Leicester individual permit already includes a limit of 87 pg/L
and this limit was not proposed or established based on this General Permit. Rather, this
limit is merely being carried forward into the General Permit based on footnote 13 of Part
II.A of the General Permit and in accordance with anti-backsliding requirements found at
CWA §§ 402(0) and 303(d)(4) and 40 CFR § 122.44(1). Given that this limit was
developed in a previous individual permit, the 7Q10 issue described in Response 48
associated with the development of the Draft General Permit is not relevant. In any case,
EPA has reverted to use the same 7Q10 that was used in the 2010 individual permit and
this does not have any impact on the aluminum limit. Additionally, the aluminum
compliance schedule described in Part IV.E.3 of the General Permit does not apply to any
limits that are already in effect, such as Leicester’s aluminum limit. That compliance
schedule only applies to the limits for the WWTFs specifically mentioned in Part

criteria (20.3 miles) indicates that the segments identified in 314 CMR 4.06 Table 10 as “French River” (MA42-03
to -06; 17.8 miles), “Town Meadow Brook” (MA42-02; 1.9 miles), and “Unnamed Tributary to Town Meadow
Brook” (MA42-01; 0.5 miles) were intended to be included.
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IV.E.3.a that received new or more stringent aluminum limits listed in Attachment E of
the General Permit.

However, EPA notes that the aluminum limit in the 2010 individual permit includes the
following footnote:

Aluminum monitoring is required during months when aluminum is added to the
treatment process (i.e., aluminum sampling is not required during months that
aluminum is not added for phosphorus removal or other purpose). The limitations
are in effect year-round. For months when no aluminum is added, and no
monitoring is conducted, the permittee shall report a no discharge code (NODI).
Sampling for aluminum monitoring and phosphorus monitoring shall be
conducted concurrently.

As the comment confirms that the facility does not currently add aluminum to the
treatment process but that an aluminum-based product may be considered to meet the
more stringent phosphorus limit, EPA will carry forward this footnote (in accordance
with footnote 13 of Part II.A) in Leicester’s authorization to discharge under the Final
General Permit. Given that the inclusion of the existing aluminum limit with the
corresponding aluminum footnote is based on footnote 13 of Part II.A of the Draft
General Permit, no change is made to the Final General Permit.

Regarding the request to regulate total dissolved aluminum rather than total recoverable
aluminum, EPA notes that 40 CFR § 122.45(c¢) states the following:

(c) Metals. All permit effluent limitations, standards, or prohibitions for a metal shall
be expressed in terms of “total recoverable metal” as defined in 40 CFR part 136
unless:

(1) An applicable effluent standard or limitation has been promulgated under the
CWA and specifies the limitation for the metal in the dissolved or valent or
total form; or

(2) In establishing permit limitations on a case-by-case basis under § 125.3, it is
necessary to express the limitation on the metal in the dissolved or valent or
total form to carry out the provisions of the CWA; or

(3) All approved analytical methods for the metal inherently measure only its
dissolved form (e.g., hexavalent chromium).

Given that none of the three exceptions apply to this limit, the limit must be expressed as
total recoverable.

Comment 55

In summary, the District is requesting the following changes to the draft permit:
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1. Revise the 7Q10 flow figure to between 0.21 cfs to 0.42 cfs; based on Hodges Village Dam
gauging station flows per mi2 of 0.07 cfs/mi2 and the Webster MA gauging station with flows
per mi2 of 0.14 cfs/mi2.

2. Re-establish the Dilution Ratio at 1.60.

3. Set the Total Phosphorous limit at 0.20 mg/1.

4. Set the Ammonia limit for the month of April each year at 10.0 mg/I.

5. Revise the Total Recoverable Aluminum limit to Total Dissolved Aluminum.

6. Revise Total Recoverable Copper limit to Total Dissolved Copper.

7. If plant improvements are required to meet new effluent limits, allow time for pilot testing,
design, bidding, construction, startup, and fine tuning of proposed improvements.

In conclusion, the District believes the comments cited provide a detailed review of the draft
General Permit and its components. We believe comments relative to the calculated 7Q10 &
Dilution Ratios are justified as stream flow data much closer to the point of discharge yield very
different results.

Response 55

EPA notes that each of these items have been addressed in Responses 48 through 54
above.

K. Comments from Michael Roy, Sevee and Maher Engineers, on behalf of the Town of
Merrimac

Comment 56

The Town of Merrimac WWTF discharges to the Merrimack River (brackish) which discharges
to the ocean. The discharge poses no threat to a drinking water supply. The new PFAS influent
and effluent sampling frequency of quarterly seem like an excessive burden for a WWTF that
discharges to saltwater. Consideration for sampling the influent and effluent for PFAS annually
in combination with the WET testing would still provide data on PFAS levels within the Town’s
wastewater flow.

This comment does not apply to the new sludge PFAS sampling requirements.
Response 56
See the General Response Regarding PFAS Monitoring in Appendix A.

L. Comments from Chris Peterson, Director of Facilities, Merrimack County Nursing
Home

Comment 57

Merrimack County Nursing Home Boscawen, NH would like to comment on the NPDES
General Permit # NHG580000 for the quarterly PFAS sampling requirement for the Influent,
Effluent, and sludge. New Hampshire Department of Environmental Services (NHDES) has
already conducted PFAS sampling for Influent, Effluent, and sludge at many of the wastewater
treatment plants throughout the state.
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The NHDES testing results have found the issues with PFAS at the locations where they
predicted that it would be an issue. Has the EPA considered only sampling the plants with a
known PFAS issue?

The annual estimated cost for the PFAS sampling requirement is approximately $3,300 per year.
This cost wasn't part of the Nursing Home Treatment Plant annual $7,000 budget for Testing and
chemical supplies. It's an assumption on our part that EPA and NHDES do not have funding for
this sampling? We are requesting a provision to allow for sampling reduction to 1/year if the
initial test results are low. We are also requesting that sampling of sludge for lagoons only be
conducted prior to the sludge being removed.

In addition, we are requesting that PFAS sampling is not required during the winter months
[November to March]. We have valid safety concerns about persons using a boat on freezing
water or walking on covers with ice & snow on them to acquire samples. Given the remoteness
of many treatment plants this requirement vastly increases the chance of someone accidentally
falling in leading to an avoidable tragedy.

Please contact me at your convenience with any questions or feedback.
Response 57
See the General Response Regarding PFAS Monitoring in Appendix A.

M. Comments from David Mercier, Underwood Engineers, on behalf of Merrimack
County Nursing Home

Comment 58

The table requires the WWTF to sample for TKN, nitrite and nitrate quarterly, and to calculate
and report the TN load. This facility is not within the Connecticut River watershed, and does not
discharge to a salt water environment. As such we request that the requirement to monitor for
nitrogen series be deleted.

Response 58

EPA disagrees that nitrogen monitoring and reporting is not necessary for the reasons
specified in the comment. Rather, the federal regulation at 40 CFR § 131.10(b) requires
that “In designating uses of a water body and the appropriate criteria for those uses, the
State shall take into consideration the water quality standards of downstream waters and
shall ensure that its water quality standards provide for the attainment and maintenance of
the water quality standards of downstream waters.” (emphasis added) Therefore, EPA
must protect water quality standards in the receiving water as well as in all downstream
waters that may be impacted by the discharge. In this case, as stated in the Fact Sheet at
26:

“EPA 1is also concerned about nitrogen discharges to other estuaries, such as Great
Bay, the Merrimack River estuary and Narraganset Bay, that are not subject to
TMDLs but may be experiencing nitrogen enrichment. To address this concern, the
draft General Permit includes year-round monitoring and reporting requirements for
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total nitrogen for all discharges covered under the WWTF GP. The frequency of such
monitoring is based on the design flow of the facility. Facilities with design flow less
than 100,000 gpd will receive quarterly monitoring; facilities with design flow
greater than or equal to 100,000 gpd will receive monthly monitoring.” (emphasis
added)

Therefore, quarterly nitrogen monitoring is required for the Merrimack County Nursing
Home to characterize the discharge and its potential impact downstream. This comment does
not result in any change to the Final General Permit.

Comment 59

New requirements have been added for PFAS testing of influent, effluent and sludge from the
WWTF on a quarterly basis. The testing is not required until an approved method for testing
exists, which EPA predicts will occur by the end of 2021. We note that the final permits recently
issued to the Hampton, NH and Seabrook, NH WWTFs did not include PFAS testing, and they
were issued after the NH MCLs and AGQSs became effective on 7/23/20. Further, as a report
only parameter, there is no indication how long this reporting requirement will exist and what it
will take to get the requirement dropped out of the permit. It is premature and inappropriate to
incorporate a testing requirement based on the assumption that an approved test method will be
developed during the 5-year permit cycle. In particular for the MCNH WWTF, the flow comes
from only the nursing home and jail so the potential for PFAS to be present at detectable levels is
slight. We, therefore, request that the PFAS testing requirements be deleted or at the least
reduced to one/year.

Response 59
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 60

We request that the requirement to test for PFAS in the sludge be removed entirely as the MCNH
WWTF is a lagoon facility and does not produce a sludge product on a regular basis. Rather,
sludge is removed from the lagoons and disposed of offsite once every 10 to 30 years. We
believe that it is appropriate to test the sludge for PFAS when it is being taken off site but not on
a regular basis. If the requirement must stay in, it should be once a year at most and not during
cold weather/ice conditions on the lagoons.

Response 60
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 61

The direct sampling costs for quarterly PFAS testing of the influent, effluent, and sludge will run
in excess of $7,000 per year. Indirect costs for coordination, payment authorizations, invoicing,
evaluation, reporting, and record keeping can further increase the cost. We believe quarterly
testing is too excessive and request it be significantly decreased if it must be kept in the permit.

Response 61
See the General Response Regarding PFAS Monitoring in Appendix A.
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Comment 62

Page 23, Footnote 1. A routine sampling program shall be developed in which samples are taken
at the same location, same time, and same days of the week each month. We take exception to
this requirement. It is not reasonable with limited staff and resources to sample the same time all
the time. Emergencies arise, vacations, holidays, etc. that do not allow us to sample like
clockwork. Further, it is much better practice to vary your sample days and times to try and catch
the variations that occur in flow and loads over the course of the work day. If staff are held to
this they will most celiainly be in non-compliance on a regular basis and will be continually
submitting reasons for the deviations. We request that this requirement be stricken from Footnote
1.

Response 62
See Response 25.

Comment 63
DRAFT FACT SHEET COMMENTS

Page 29, Section 4.12. A general comment about PFAS is that these chemicals should be
regulated at the source rather than left to the WWTFs to deal with a problem they did not create.
We will never get ahead of this unless we stop their production. The existing WWTFs of today
are not designed for and are not meant to remove PFAS chemicals. In fact, many times they are
broken down by the treatment process into smaller chain chemicals that are more persistent and
harder to rid the environment of. We would request that the approach be changed to target those
creating these chemicals and releasing them to the environment.

Response 63
See the General Response Regarding PFAS Monitoring in Appendix A.

N. Comments from Chris Jacobs, Town Administrator, and Dale Sprague, Plant Operator,
Town of Milton

Comment 64

The draft permit has increased the effluent sampling requirement for TSS and CBOD from
1/week to 2/week. We feel this is an additional burden on time and laboratory costs that is not
warranted.

The Milton treatment plant is a 3 lagoon aerated plant with a capacity of 2 million gallons. The
historical annual flow averages 55,000 gallons per day, which equals 36 days of detention and
treatment time.

The effluent quality does not change day to day and often goes for weeks with no significant
changes. An additional effluent sample per week will not provide any additional or different data
than the current 1/week frequency. Additionally, the newly issued Great Bay Total Nitrogen
General Permit (which covers Milton) only requires effluent sampling 1/week specifically
because of the long detention and treatment time described above.
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Response 64

EPA acknowledges that this is a typographical error. Given that the Milton WWTF is a
lagoon facility, the monitoring frequency will be 1/week for TSS and CBODs based on
Part I11.B.10 of the General Permit. EPA confirms that this 1/week frequency will be
included in Milton’s authorization to discharge under the Final General Permit.

Comment 65

The draft permit has added PFAS testing requirements for both effluent and influent at a
frequency of 1/quarter. We understand that the permit includes a compliance schedule which
delays the effective date of this requirement and we understand the need for such testing. The
Town does not agree to the frequency of sampling or the need to sample the influent, The Town
believes that testing I/quarter is another burden on labor and certainly on laboratory costs as
these tests are expensive. All PFASs testing to date, both groundwater and effluent were below
detection limits. The Town is requesting the frequency be reduced to 1/year and only for effluent
samples. This frequency would provide sufficient indication if PFASs are present in our
wastewater system. The EPA/NHDES could modify the permit to add additional sampling
frequency if PFASs are detected in the future.

Page 31 of the Fact Sheet and Supplemental Information for the Draft Permit states "The purpose
of this monitoring and reporting requirements is to better understand potential discharges of
PFAS from this facility .... ". Additionally, Section 308(a)(A)(iv) states " ... sample such
effluents ... ". Therefore, the Town does not believe that sampling of influent is required and
would not add awareness the issue.

Response 65
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 66
Part III. A (New Hampshire) Foot Note 1:

The foot note states that regularly monthly compliance sampling schedules shall, "a routine
sampling program shall be developed in which samples are taken at the same locations, same
time and same days of the week each month." This requirement is troublesome and unnecessary
for Wastewater facilities based on the following justification.

WWTC staff are licensed professionals and are required to have the knowledge to know how to
collect representative wastewater samples. This new requirement is an overreach on the means
and methods of the operators.

Small WWTF's have small operations with a wide range of tasks to preform to maintain
operations. Milton has one part-time operator who has the responsibility of operating the plant,
sampling, monitoring, reporting, etc. Unexpected and unanticipated events happen that require
adjusting daily schedules in order to meet all of the regulatory requirements. There are days and
even weeks when there is no discharge from the plant. So, it would be at that point there would
be no sampling required.
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Compliance with this requirement will result in unnecessary compliance requirements on the
limited available staff. Every month the staff will be required to submit NetDMR documentation
explaining sampling schedule variation on top of all of the other work that will have to be done
to keep in compliance with regulatory requirements.

Response 66
See Response 25.

Comment 67
Part I1I.A (New Hampshire) Footnote 16:

The footnote states, "Toxicity test samples shall be, collected, and tests completed during the
same weeks each time of the calendar quarter ending ... " Also, any deviation from this sampling
procedure requires the permitter to document in the monthly reports.

This requirement should be removed or at a minimum expand the time period to the same month
to allow for potential coordination issues that can occur in the completion of testing through
outside testing agencies. This time constriction does not allow for coordinating issues that may
occur with outsourced laboratory testing.

Response 67

EPA agrees that the requirement for tests to be “completed” may be outside the control of
the Permittee. Accordingly, EPA has removed the words “and tests completed” from this
requirement in Part II.A Table 1 footnote 16 of the Final General Permit. The same
change is made to Part II.A Table 1 footnote 14 of the Final General Permit for MA
WWTFs.

Comment 68
Part I[1I. A (New Hampshire) Foot Note 20:

This new permit requirement states that "a pH and temperature measurement shall be taken for
each water sample at the time of collection and the results reported on the appropriate monthly
report.

The town requests that the EPA provide supplemental information as to the origin and purpose of
the new requirements.

The EPA continues to add ambient water quality monitoring at the towns expense and adds
additional burden to an already busy operator.

Response 68

Ambient pH and temperature data are used to characterize the receiving water which is
necessary to calculate pH and/or temperature dependent criteria (such as ammonia) which
is used in the reasonable potential analysis as explained in section 2.2.4 of the Fact Sheet.
Therefore, this information is necessary for evaluating the need for a water quality based
effluent limit, as provided for in CWA §308(a).
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Further, EPA notes that these measurements are required at the time of sample collection
(rather than at a later time in the lab) because pH and temperature would likely change
after the time the sample is collected and the data taken at a later time would, therefore,
not be as representative.

Comment 69
Part II. A. Table 1:

The current general permit PFAS testing requirements (quarterly for the influent, effluent, and
sludge) do not allow for permittees to request a reduction or elimination of PFAS sampling if
historical sampling show below detection results or shows a declining trend. In the case of
Milton with no significant industrial users, the overall impact of PFAS at the WWTF may prove
to be non-existent or minimal sampling results. Given the complexity and the financial burden
anticipated to accompany proper PFAS sampling and testing, the EPA and NHDES should
strongly consider the addition of specific PFAS permit mechanisms to allow the reduction or
elimination in PFAS sampling requirements with review of historical PFAS testing results.

In addition to the towns initial request to reduce PFAS sampling to 1/year and the above request
to have the EPA and NHDES consider methods to reduce or eliminate long term PFAS sampling,
we also object to having the financial and regulatory burden to collect annual PFAS data from
industries connected to the wastewater system. (Part IV C.3 Industrial users PFAS monitoring).

The town requests that the draft permit be revised to require PFAS monitoring to only those with
significant industrial users that are known or suspected sources of PFAS and only for one round
of sampling. All results will be reported to the EPA and NHDES as required at which time their
agencies can follow up if needed with other better equipped and trained agency personal.

Response 69
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 70
Part II1. A. Table-Effluent Limitations:

Total organic carbon is a new testing requirement for both effluent and ambient water and
dissolved organic carbon is new reporting requirement for ambient water. The town requests that
the EPA provide supplemental information as to the origin and purpose of these new testing
requirements.

Response 70

The Fact Sheet at 29 states the following:
“EPA’s 2018 National Recommended Water Quality Criteria for aluminum are
calculated based on water chemistry parameters that include dissolved organic carbon

(DOC), hardness and pH. Since aluminum monitoring is required as part of each
WET test, an accompanying new testing and reporting requirement for DOC, in
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conjunction with each WET test, is warranted for freshwater discharges in order to
assess potential impacts of aluminum in the receiving water.”

As described, these monitoring are reporting requirements will allow EPA to better
characterize the impact of aluminum in the discharge on the receiving water using site-
specific information and are necessary to evaluate the need for and, if necessary, establish
water quality based effluent limits. This monitoring and reporting requirement is consistent
with the provisions of CWA § 308(a).

0. Comments from Dennis Messier, Wastewater Treatment Plant Operator, Town of
Newington

Comment 71

Part III.A (New Hampshire) Footnote 1: This footnote specifies that regularly monthly
compliance sampling schedules shall "A routine sampling program shall be developed in which
samples are taken at the same location, same time and same days of the week each month." This
requirement is considered unnecessary and overburdensome on small wastewater treatment
facilities based on the following:

WWTF Staff are licensed professionals and are required to have the knowledge to know how to
collect representative wastewater samples. This new requirement is considered an overreach on
the means and methods required of licensed treatment plant operators.

"Small" WWTF' s typically have a small operations staff with wide range of tasks to perform to
maintain successful operations. Unexpected and unanticipated events occur all the time that
necessitate adjusting daily schedules in order to successfully accomplish the prime directive of
these WWTFs: protect the waters and environment of New Hampshire. This scenario is
especially true on weekends when all employees rotate limited coverage to perform the daily
duties. This sampling schedule requirement will place undue burden on the staff if the allowable
sampling date/time are required to be unwaveringly rigid. Furthermore, if the WWTF's deviate
from the permit criteria, the permittees are required to submit NetDMR documentation
explaining sampling schedule variations, which is yet another administrative burden on these
small WWTF staffs.

If this requirement is maintained in the final permit, the EPA must define what constitutes "the
same time"? Does this requirement mean to the nearest second? Minute? Hour? As written, the
requirement is ambiguous. The Town requests that this criterion be revised to be an explicit time
window of time that would satisfy the "same time" requirement.

Response 71
See Response 25.

Comment 72

Fecal Coliform Testing: Part III.A. Table 1 -Effluent Limitations: Per Footnote 10 and State
Condition Part III.LE.11, Fecal Coliform testing must be tested using the 5-tube decimal dilution
method included in 40 CFR Part 136. Previous permits allowed for the use of the Colilert-18
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(IDEXX) method for fecal coliform testing as it has been approved under 40 CFR Part 136 under
the Clean Water Act since 2017 and has been recognized as an equivalent coliform testing
method by EPA. Based on discussions with EPA and NHDES, this new method requirement is
based on interpretation of references in the NH RSA 485-A:8.V and National Shellfish
Sanitation Program (NSSP) Manual of Operation (2017). Based on previous comments made in
the last 12 months on similar permit conditions (Seabrook and Hampton) the Town would like to
reiterate similar requests approval for use of the IDEXX method.

Response 72

As in the recent reissuances of the Seabrook and Hampton individual permits, EPA
recognizes that Colilert-18 (the “IDEXX method”) is an approved 40 CFR Part 136
method for fecal coliform bacteria testing in wastewater. However, The NH WQS include
two different bacteria criteria for tidal waters based on designated use: the enterococci
criteria protect the swimming use and NSSP bacteria criteria protect the shellfishing use.
Related to the shellfishing use, the NH Statute at Title 50, Chapter 485A, Section 485-
A:8.V requires that “Those tidal waters used for growing or taking of shellfish for human
consumption shall, in addition to the foregoing requirements, be in accordance with the
criteria recommended under the National Shellfish Program Manual of Operation,
United States Department of Food and Drug Administration.” (emphasis added)

EPA notes that the criteria for the shellfishing use are included in the NH WQS by
reference to the National Shellfish Sanitation Program (NSSP): Guide for the Control of
Molluscan Shellfish, 2017 Version!? which requires the following:

E. Standard for the Approved Classification of Growing Areas Affected By Point
Sources.

(1) Water Quality. The bacteriological quality of every station in the growing area
shall meet the fecal coliform standard in Section E.(2).

(2) Fecal Coliform Standard for Adverse Pollution Conditions. The fecal coliform
median or geometric mean MPN or MF (mTEC) of the water sample results shall
not exceed fourteen (14) per 100 ml, and not more than ten (10) percent of the
samples shall exceed an MPN or MF (mTEC) of:

(a) 43 MPN per 100 ml for a five-tube decimal dilution test,

(b) 49 MPN per 100 ml for a three-tube decimal dilution test;
(c) 28 MPN per 100 ml for a twelve-tube single dilution test; or
(d) 31 CFU per 100 ml for a MF (mTEC) test.

Note that while the geometric mean MPN or MF is 14 for each method above, the 10%
statistical threshold value which the MPN or MF may not exceed is different depending
on the method used. As shown, the Colilert-18 method is not listed above, has not been
approved by FDA for use under the NSSP and, therefore, no criteria have been set for

12 See U.S. Food and Drug Administration, 2017, National Shellfish Sanitation Program (NSSP): Guide for the
Control of Molluscan Shellfish, 2017 Revision, https://www.fda.gov/media/117080/download; the 2019 Revision of
the NSSP is now available with the same bacteria criteria, https:/www.fda.gov/media/143238/download.
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Colilert-18 in the NSSP. EPA is aware of numerous inquiries to FDA about the use of
Colilert-18 but is not aware of any pending change to the NSSP Guide by the Interstate
Shellfish Sanitation Conference (the group authorized to make changes to the NSSP
Guide).

During the Seabrook and Hampton permit reissuances, NHDES expressed concern that
the 5-tube method does not meet the minimum turn-around time necessary for the
NHDES Shellfish Program to make shellfish harvesting decisions, such as potential zone
closures due to elevated discharges of fecal coliform. Therefore, an additional daily fecal
coliform monitoring requirement was included in Part III.LE.11 of the Draft General
Permit (as well as in the Final Permits for Seabrook and Hampton) that allows the use of
any EPA-approved analytical method that meets the timeliness requirements of the
NHDES Shellfish Program (including the Colilert-18 method). Given that the Permittees
subject to this provision in the General Permit (i.e., only Newington, Newfields and
Newmarket) must monitor for fecal coliform using two different methods, the frequency
of fecal coliform monitoring using the 5-tube method in Part III.A, Table 1 of the Draft
General Permit was only required 3 times per week. The results using the 5-tube method
(measured 3 times per week) will be used to ensure compliance with the permit limits
based on the NSSP Guide as referenced in NH WQS; the results using the Colilert-18
method (measured daily) will be used to ensure timely results for the NHDES Shellfish
Program to make shellfish harvesting decisions.

Therefore, this comment does not result in any change to the Final General Permit.

Comment 73

Part III.A. Table 1 Effluent Limitations and Footnote 11 (New Hampshire) -The TRC monitoring
frequency references are not clear based on our examination. The Town requests that EPA delete
"1/day" from the limitations Table and replace with "See Footnote 11" in the Table.

Response 73

EPA agrees that the table should say “See Footnote 11 for clarity and the Final General
Permit has been updated accordingly.

EPA notes that the monitoring frequency indicated in Newington’s facility specific table
was a typographical error and, based on footnote 11, should be 2/day. EPA confirms that
the 2/day frequency will be included in Newington’s authorization to discharge under the
Final General Permit.

Comment 74

Part III.A (New Hampshire) Footnote 15: This Footnote indicates that "Any existing limits in a
facility's current NPDES permit that are more stringent than the limitations presented in this
table will be included in that facility's authorization to discharge under the General Permit.".

The Town requests that the EPA provide all site-specific Fact Sheet information and/or Permittee
specific supplemental information which are typically included in individual permits. The Town
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has the right to review site specific supplemental information used for derivation of the "more
stringent" limits identified in the permit.

Response 74

EPA notes that this footnote simply means that any limits in a facility’s current permit
that are not specifically listed in the Draft General Permit will be carried forward. The
information used to establish any such limits would have been included in a previous
permitting action. This footnote does not imply that any “more stringent” limits may be
established in the future based on this footnote that are not already in effect. For
Newington specifically, there are no such limits included based on this footnote.

Comment 75

Part I1I.A (New Hampshire) Footnote 16: This footnote specifies, " ... Toxicity test samples shall
be collected, and tests completed during the same weeks each time of the calendar quarters
ending ... ". The Town requests clarification of this requirement. Is the "same week" reference in
terms of one quarter to the next, or is it in terms of the same quarter from the previous year?

The Town requests that this sampling schedule requirement be removed or at a minimum, the
acceptable time period expanded (e.g. same month of the quarter). Permittees agree and
understand that all samples shall be collected in a manner to yield representative data, but the
requirements in this Footnote do not allow the permittees to adjust sampling in efforts to collect
representative data or adjust to unforeseen conditions (i.e., staff availability, laboratory
coordination) that necessitate changes to sample collection schedules without additional
administrative reporting burden. These rigid sampling protocols do not allow small
municipalities any flexibility in an already comprehensive sampling routine.

Response 75

In the context of collecting toxicity test samples, “same week” refers to one quarter to the
next. For instance, a facility sampling starting the second week of March would need to
sample during the second week of June, September, and December. Allowing the Facility
to choose which week during the calendar quarter it will sample gives the Facility
flexibility concerning staff availability and coordination with laboratories.

EPA notes that footnote 1 regarding a routine sampling program applies to all
monitoring, including WET test monitoring. See Response 25 above for more
information on that footnote, which is responsive to the request in this comment for
flexibility in sampling based on “unforeseen conditions.”

Comment 76

Part III.A Footnote 20 (New Hampshire) -The permit requirement indicates that “A pH and
temperature measurement shall be taken of each receiving water sample at the time of collection
and the results reported on the appropriate monthly report. These pH and temperature
measurements are independent from any pH and temperature measurements required by the
WET testing protocols.” The Town requests that the EPA provide justification and supplemental
information as to the origin and purpose of this new monitoring and reporting requirement.
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Response 76
See Response 68.

Comment 77

Part I11.D.1.d (New Hampshire) -The permit requires that diffuser inspections reports must be
submitted to the EPA and State agency (MassDEP or NHDES) within 60 days of inspection. The
Town requests that this timeline is extended from within 60 days to within 120 days based on the
following justification:

Marine effluent diffuser inspection and video reports are completed by a 3rd party contractor and
are oftentimes not transmitted to the permittees for weeks after the inspection has been
completed. This does not allow the permittees adequate time to review the video inspection
reports, develop a maintenance plan, and compile a complete report for submission.

If the issues are identified during the initial diffuser inspection, the Town is required to notify the
State agencies immediately, so the extended submittal timeline would not change notification of
an effluent diffuser system failure.

Response 77

EPA disagrees that the submission of these reports should be extended beyond 60 days.
However, EPA acknowledges that there may be unexpected delays and has added a
provision in Part II.LE.1.d and Part II1.D.1.d of the Final General Permit to allow a
Permittee to request an extension up to an additional 60 days.

Comment 78

Part III.A (New Hampshire) Table 1 -Effluent Limitations, PFAS Testing Methods: The General
Permit includes new effluent, influent, and sludge sampling requirements for PFHxS, PFNA,
PFOS, and PFOA. Footnote 14 (NH), this sampling shall take effect the first full calendar quarter
beginning 6 months after the EPA notifies the Permittee that a multi-lab validated method of
wastewater is available. This approach is not consistent with the NPDES Permit Standard
Conditions which stipulate as follows, " ... the Permittee shall monitor according to sufficiently
sensitive test procedures (i.e., methods) approved under 40 CFR Part 136 or required under 40
CFR chapter L subchapter, N or O".

While the Town understands the need to monitor, assess, limit and regulate PFAS in the effluent
of POTWs given it's identification as a contaminant of emerging concern ("CEC"), operative
obligations in NPDES permits are premature until such time as the PFAS class are recognized
and regulated as toxic pollutants or at least such time as more defined federal guidance and
approved testing methods and validated sampling protocols are available. The Town requests
that the PFAS monitoring components of the permit be removed until further guidance is
available.

Response 78
See the General Response Regarding PFAS Monitoring in Appendix A.

62





Comment 79

Part I1I.A (New Hampshire) Table 1 -Effluent Limitations, General PFAS Monitoring
Requirements: PFAS compounds have been documented as being ubiquitous synthetic
compounds whose complete fate at WWTEF's is not yet well understood. The current General
Permit PFAS testing requirements (quarterly for influent, effluent, and sludge) do not allow for
permittees to request for a reduction or elimination of PFAS sampling if historical sampling
show stable or declining trends. In the case of small WWTEF' s without significant industrial users
- the overall impact of PFAS at the WWTF may prove to be minimal based on sampling results.
Given the complexity and financial burden anticipated to accompany proper PFAS sampling and
testing, the Town requests that the EPA and NHDES should strongly consider the addition of
specific PFAS permit mechanisms or "off ramps" to allow for the reduction in PFAS sampling
requirements based on regulatory review of historical PFAS testing results, in addition to the
general language included in Part IV - Monitoring, Record-Keeping, and Reporting
Requirements.

Response 79
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 80

Part IV.C.3. Industrial User PFAS Monitoring. The draft General Permit specifies that the
Permittee shall commence annual PFAS sampling for certain types of industries that are known
or suspected sources of PFAS on a similar timeline as the influent/effluent/sludge sampling at the
WWTF (within 6 months of an EPA approved testing method becoming available).

Commencement of industrial user PFAS Monitoring prior to receiving any influent WWTF
PFAS data is proceeding under the assumption that there are collection system PFAS issues. The
Town requests that this requirement is removed from this draft permit.

As an alternative, the EPA should consider applying this industrial monitoring only after PFAS
has proven to be an issue at specific locations. Only after influent WWTF data has been gathered
and analyzed can a reasonable determination be made if additional individual sewer user
sampling should be required.

Response 80
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 81

Part IV.C.3. Industrial User PFAS Monitoring. Through State investigations and sampling, many
of the major sources of significant PFAS contamination (i.e., specific industrial facilities,
petroleum refineries, airfields, firefighting practice areas, etc.) have been identified. It is
unreasonable for the EPA to place the regulatory and financial burden on the WWTF's to collect
annual PFAS data across an unknown number of private industries. If this requirement remains
in the permit, the Town requests that the Permit be revised to require monitoring only those
Significant Industrial Users that are known or suspected sources of PFAS and only for a single
round of sampling. It is unduly burdensome to place these financial sampling burdens on the
sewer rate payers.
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Response 81
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 82

III.D (New Hampshire): Additional Requirements for Facilities Discharging to Marine Waters,
Note 2c: The new Shellfish Notification procedures set the Town effluent criteria for required
notification at > 28 organisms/100 mL. Previous permits set this daily post-disinfection threshold
at < 10% of samples at > 43 organisms/100 mL or greater, matching the value used for
calculating of the maximum daily values for fecal coliforms in New Hampshire.

The Town requests that this notification threshold is revised to 43 organisms/100 mL based on
the bacterial limits for New Hampshire discharges (Table 2 of the Fact Sheet). No backup or Fact
Sheet information was provided for NH Water Quality Standard's support of this value being
revised to 28 organisms/100 mL.

Response 82

EPA agrees that the notification requirement in Part [II.D.2.c of the Draft General Permit
should be changed from 28 to 43 organisms per 100 mL to match the fecal coliform
criterion applicable to discharges to tidal waters used for shell fishing in New Hampshire.
The Final Permit has been updated accordingly.

P. Comments from Sean Grieg, Environmental Services Director, Town of Newmarket

Comment 83

Legal Discussion

The Clean Water Act (CWA) prohibits the "discharge of any pollutant” unless that discharge
complies with NPDES permit requirements. 33 U.S.C. §§ 1311(a), 1342. In its Fact Sheet, the
EPA notes broadly that "Congress has vested in the Administrator [of EPA] broad discretion to
establish conditions for NPDES permits" in order to achieve the statutory mandates of Section
301 and 402. Arkansas v. Oklahoma, 503 U.S. 91, 105 (1992).

The Town of Newmarket is aware that the Court, relying on Chevron USA. Inc. v. Natural
Resources Defense Council, Inc., has held that the EPA's interpretation of the Clean Water Act is
entitled to "substantial deference." Chevron US.A. Inc. v. Natural Resources Defense Council,
Inc., 467 U.S. 837 (1984). This discretion, commonly referred to as Chevron deference, has
provided the EPA with the ability to mandate effluent limitations and monitoring procedures so
long as, under the Administrative Procedure Act, its actions are not "arbitrary, capricious, an
abuse of discretion, or otherwise not in accordance with the law." 5 U.S.C. § 706(2)(A).

The "arbitrary and capricious" standard is not an unrestricted license to disrupt entire
communities and require compliance to arbitrary and unachievable standards. In evaluating
agency action, Courts will consider whether the agency has "relied on factors which Congress
has not intended it to consider, entirely failed to consider an important aspect of the problem,
offered an explanation for its decision that runs counter to the evidence before the agency, or is
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so implausible that it could not be ascribed to a difference in view or the product of agency
expertise." Motor Vehicle Mfrs. Ass'n 0o/US., Inc. v. State Farm Mut. Auto. Ins. Co., 463 U.S.
29, 43 (1983). The Supreme Court has further held that an agency "must examine the relevant
data and articulate a satisfactory explanation for its action" including a "rational connection
between facts and judgment ... to pass muster under the 'arbitrary and capricious' standard." Id.

As it currently stands, the Town of Newmarket believes the Small WWTFs General Permit
includes monitoring provisions that are arbitrary or capricious. In particular, the corresponding
factsheet contains only generalized information relating to the stringent monitoring requirements,
outlined below. In doing so, the factsheet fails to provide adequate support for the draft permit's
monitoring requirements. Under 40 C.F.R. § 124.8(a), the fact sheet that accompanies a draft
NPDES permit must "set forth the principal facts, and the significant factual, legal,
methodological and policy questions considered in preparing the draft permit." As it currently
stands, the factsheet fails to meet the requirements of 40 C.F.R. § 124.8(a).

Thus, the Town of Newmarket requests that the EPA appropriately remedy these deficiencies by
providing additional clarification and support for the stringent monitoring requirements, and by
reopening the public comment period so that the entities authorized under the General Permit
may weigh in on the supplemental justifications and analyses supporting the permit. See 40
C.F.R. § 124.14(b) (authorizing the EPA to ... [r]eopen or extend the comment period" if "any
data[,] information[,] or arguments submitted during the public comment period . . . appear to
raise substantial new questions concerning a permit") .. Doing so is the only way in which the
EPA may receive full and meaningful public participation during the permit process.

Response 83

EPA disagrees that the Draft General Permit includes monitoring provisions that are
arbitrary or capricious. EPA also disagrees that the Fact Sheet fails to provide adequate
support for these requirements and notes that the Fact Sheet at 11 states the following
under Part 2.4.1 entitled “Monitoring Requirements”:

Sections 308(a) and 402(a)(2) of the CWA and the implementing regulations at 40
CFR Parts 122, 124, 125, and 136 authorize EPA to include monitoring and
reporting requirements in NPDES permits.

The monitoring requirements included in the Draft General Permit have been
established to yield data representative of each Permittee’s discharge in
accordance with CWA §§ 308(a) and 402(a)(2), and consistent with 40 CFR

§§ 122.41(j), 122.43(a), 122.44(1) and 122.48. The Draft General Permit specifies
routine sampling and analysis requirements to provide ongoing, representative
information on the levels of regulated constituents in the wastewater discharges.
The monitoring program is needed to enable EPA and the State to assess the
characteristics of each facility’s effluent, whether facility discharges are
complying with permit limits, and whether different permit conditions may be
necessary in the future to ensure compliance with technology-based and water
quality-based standards under the CWA. EPA and/or the State may use the results
of the chemical analyses conducted pursuant to this permit, as well as national
water quality criteria developed pursuant to CWA § 304(a)(1), State water quality
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criteria, and any other appropriate information or data, to develop numerical
effluent limitations for any pollutants, including, but not limited to, those
pollutants listed in Appendix D of 40 CFR Part 122.

While it is not clear which specific monitoring provision(s) the commenter finds arbitrary
or capricious, EPA notes that the monitoring frequency for each parameter is based on
State guidance and State review and is deemed necessary to obtain data that is
representative of the discharge in order to ensure the protection of WQS. Given that
many of the eligible permittees have permits which expired many years ago, EPA
acknowledges that there are a variety of differences in monitoring frequency in the
existing permits. Therefore, some facilities will see an increase in frequency for certain
parameters and a decrease in frequency for other parameters, with the exception of PFAS
monitoring which is a new requirement for everyone. Overall EPA considers these
changes to be modest and notes that if these facilities were to receive a reissued
individual permit, that individual permit would include these same modest frequency
changes deemed necessary for EPA to obtain representative data and to protect WQS.

Finally, as cited in the comment, 40 CFR § 124.8(a) states that “The fact sheet shall
briefly set forth the principal facts and the significant factual, legal, methodological and
policy questions considered in preparing the draft permit.” (emphasis added) The
comment seems to disregard the word “briefly” by omitting it in their citation of the
regulation and by suggesting that EPA did not fulfill this requirement by providing “only
generalized information” in the Fact Sheet. EPA disagrees with the comment and
confirms that the Fact Sheet included adequate justification for monitoring requirements
in accordance with 40 CFR § 124.8(a). EPA does not view this comment or EPA’s
response regarding EPA’s authority and justification to impose monitoring requirements
as “substantial new questions concerning a permit” and has determined that reopening the
comment period is unnecessary.

Comment 84

The Town of Newmarket underwent considerable effort to submit a NPDES permit renewal
application with specific requests for consideration. The EPA' s response to these requests are
currently outstanding. The Town requests that EPA provide the permittees with formal responses
to any outstanding NPDES permit application questions or requests submitted within the last 5
years.

Timely processing of permit applications is good public policy by ensuring that the EPA has
adequate time to make an informed permit decision. Without receiving timely response on the
same, the Town of Newmarket has not only wasted valuable resources, but it is estopped from
fully evaluating whether to proceed by electing to submit to the General Permit or proceeding
with an individual permit application. As such, all regulatory issues with these outstanding
permit applications should be addressed prior to proceeding with the General Permit.

Response 84

First, EPA notes that developing a draft permit for the reissuance of an existing General
Permit (in this case, the Small WWTF General Permit) does not require the kind of
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administrative prerequisite suggested by this comment. EPA is not required to resolve
any and all outstanding questions related to potentially eligible facilities before
developing a Draft General Permit. Rather, the public process associated with the
reissuance of a NPDES permit creates an opportunity for a Permittee to provide such
“questions and requests” as it reviews and comments on the proposed draft permit.

Second, EPA notes that it is unclear precisely what “questions or requests” are being
referred to in this comment. However, given that the comment references any outstanding
NPDES permit application, EPA located Newmarket’s most recent permit application
submitted on August 11, 2017 and identified one request on the cover letter, as follows:

“The Town requests that the Average Monthly Flow Limitation of 0.85 mgd in
the current permit be changed a Report requirement in the new permit. The new
secondary process is sized to treat annual average flow of 0.85 mgd and a max
month of 1.54 mgd. The change is consistent with the permits of other Great Bay
dischargers including Dover, Durham, Exeter, and Somersworth.”

Regarding this request, EPA notes that the flow limit applicable to Newmarket in the
Draft General Permit is 0.85 MGD applied as a rolling annual average. See Part III.A
Table 1, footnote 5 of the Draft General Permit. While EPA does not agree to remove the
flow limit as requested (for reasons specified in Section 2.3 of the Fact Sheet), EPA
confirms that the flow limit in the General Permit matches the flow capacity identified in
this request (i.e., annual average of 0.85 MGD). Therefore, this request does not result in
any change to the Final General Permit.

Comment 85

The Town of Newmarket was previously covered under an individual NPDES permit and
maintains the right to request exclusion for coverage under this General Permit in lieu of
receiving an updated individual NPDES permit.

Response 85

EPA acknowledges this comment and notes that Part V.C of the General Permit states the
following:

“In accordance with 40 CFR § 122.28(b)(3)(iii), any owner or operator authorized by
this General Permit may request to be excluded from the coverage of this General
Permit. The owner or operator shall submit an application under § 122.21, with
reasons supporting the request, to the Director no later than 90 days after the
publication by EPA of the Notice of Availability of the General Permit in the Federal
Register. The request shall be processed under Part 124. The request shall be granted
by issuing of an individual permit if the reasons cited by the owner or operator are
adequate to support the request.”

Therefore, Newmarket may submit a request to be excluded within 90 days from the time the
Final General Permit is issued, and it will be processed as described above.
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Comment 86

Part III.A (New Hampshire) Table 1: The Total Residual Chlorine (TRC) limits for Newmarket
were reduced from the 2012 NPDES permit based on a reduction in the dilution factor used for
the calculations. Historically, the dilution factor (DF) used for Newmarket was 55 based on
CORMIX modeling completed in 2000 when the outfall was reconstructed. However, the draft
General Permit Attachment E lists the 2021 dilution factor as 32.8. Based on our review, there is
no information provided in the General Permit which provides the backup for such a dilution
factor decrease.

The Town requests from NHDES and EPA the Fact Sheet documentation and backup
information used to develop the new dilution factor. The Town also requests an extension in the
comment period to allow for the Town to complete a quality assurance check of the new
proposed CORMIX dilution model, once provided. Per Comment #8 below, the Town requests
that any and ALL site specific information and/or Permitee specific supplemental information be
included in the Fact Sheet backup to the General Permit for the Town's review and use.

Response 86

See Response 20 regarding the administrative record.

EPA notes that the Town of Newmarket submitted these comments on May 24, 2021.
Almost one month earlier, on April 28, 2021, the Town of Newmarket emailed EPA and
requested this same back-up information regarding the updated dilution factor. On the
same day (April 28, 2021), EPA provided this information to the Town of Newmarket for
review. Later, EPA extended the public comment period by 15 days to May 25, 2021.
Therefore, EPA deems that the Town has had adequate time to review this information
and a further extension of the public comment period is not warranted. The Town did not
request any additional information from EPA during the comment period.

Comment 87

Part ITII.A (New Hampshire) Table 1: Based on historical WET testing results since the new
WWTF as completed in 2017, the Town has not failed any WET test. The Town previously
requested from EPA a reduction in WET testing monitoring frequency on using this historical
track record as a basis. However, at the time, the EPA indicated that a monitoring frequency
reduction could not be granted because the NPDES permit had expired. It was implied that the
Town may submit this similar request upon renewal of the next NPDES permit. The General
Permit (Page 28/50 in the Fact Sheet) indicates that permitees may apply for a less frequent WET
testing monitoring frequency in instances where EPA previously authorized so through site
specific analysis.

The Town requests that EPA consider and provide a formal response to previous request for
WET testing frequency reduction.
Response 87

EPA notes that the comment seems to misunderstand the language on page 28 of the Fact
Sheet. The Fact Sheet states the following:
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“EPA acknowledges that some of the WWTFs eligible for coverage under this
General Permit have previously been authorized for a reduction in either frequency or
number of species, or both, based on a site-specific analysis of most sensitive species,
effluent variability, etc. Therefore, EPA will apply the frequency and species listed
above based on design flow unless a WWTF’s current authorization to discharge
(either under the POTW GP or under an individual permit) is less stringent, in which
case the less stringent requirements will be carried forward in the authorization to
discharge under this General Permit.”

In the case of Newmarket, as stated in the comment they may have previously requested a
reduction in WET testing frequency but have not been previously authorized for any such
reduction. Therefore, the WET testing frequency has not been changed in the Final
General Permit.

Also see Response 6 related to WET testing requirements.

Comment 88

Part III.A (New Hampshire) Footnote 1: This footnote specifies that regularly monthly
compliance sampling schedules shall "A routine sampling program shall be developed in which
samples are taken at the same location, same time and same days of the week each month." This
requirement is considered unnecessary and overburdensome on small wastewater treatment
facilities based on the following justification:

WWTF Staff are licensed professionals and are required to have the knowledge to know how to
collect representative wastewater samples. This new requirement is considered an overreach on
the means and methods required of licensed treatment plant operators.

"Small" WWTF's typically have a small operations staff with wide range of tasks to perform to
maintain successful operations. Unexpected and unanticipated events occur all the time that
necessitate adjusting daily schedules in order to successfully accomplish the prime directive of
these WWTFs: protect the waters and environment of New Hampshire. This scenario is
especially true on weekends when all employees rotate limited coverage to perform the daily
duties. This sampling schedule requirement will place undue burden on the staff if the allowable
sampling date/time are required to be unwaveringly rigid. Furthermore, if the WWTF's deviate
from the permit criteria, the permittees are required to submit NetDMR documentation
explaining sampling schedule variations, which is yet another administrative burden on these
small WWTF staffs.

If this requirement is maintained in the final permit, the EPA must define what constitutes "the
same time"? Does this requirement mean to the nearest second? Minute? Hour? As written, the
requirement is ambiguous. The Town requests that this criterion be revised to be an explicit time
window of time that would satisfy the "same time". Without further clarification, the footnote is
ambiguous, thereby making it susceptible to future litigation. See, e.g., Piney Run Pres. Ass'n v.
Cty. Comm'rs of Carroll Cty., MD, 268 F.3d 255, 269 (4th Cir. 2001) (holding NPDES permit
provision was ambiguous, and thus the Court must interpret by applying extrinsic evidence). By
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clarifying this provision prior to the execution of a final permit, the EPA will be limiting further
dispute and conserving judicial resources.

Response 88

See Responses 25 and 75 regarding the routine sampling program.

Comment 89

Part III.A. Table 1, Footnote 1 indicates that "The Permittee shall report the results to the EPA
and the State of any additional testing above that required herein, if testing is in accordance with
40 CFR Part 136." The Town requests that EPA clarify that this Footnote applies only to testing
which the Permittee completes and does not encompass testing results which outside entities
(i.e., NHDES, Fish and Game, etc.) may complete.

Response 89

EPA clarifies that any sample where the type is in accordance with the permit and it is
completed with an EPA approved method should be included. For example, NHDES
inspectors will on occasion take samples at the facility, which should be included. No
change has been made to the Final General Permit.

Comment 90

Fecal Coliform Testing: Part III.A. Table 1 - Effluent Limitations: Per Footnote 10 and State
Condition Part III.E.11, Fecal Coliform testing must be tested using the 5-tube decimal dilution
method included in 40 CFR Part 136. Previous permits allowed for the use of the Colilert-18
(IDEXX) method for fecal coliform testing as it has been approved under 40 CFR Part 136 under
the Clean Water Act since 2017 and has been recognized as an equivalent coliform testing
method by EPA. Based on discussions with EPA and NHDES, this new method requirement is
based on interpretation of references in the NH RSA 485-A:8.V and National Shellfish
Sanitation Program (NSSP) Manual of Operation (2017). Based on previous comments made in
the last 12 months on similar permit conditions (Seabrook and Hampton) the Town would like to
reiterate similar requests approval for use of the IDEXX method.

Response 90
See Response 72.

Comment 91

Part I1I.A. Table 1 Effluent Limitations and Footnote 11 (New Hampshire) - The TRC
monitoring frequency references are not clear based on our examination. The Town requests that
EPA delete "1/day" from the limitations Table and replace with "See Footnote 11" in the Table.

Response 91
See Response 73.

EPA notes that the monitoring frequency indicated in Newmarket’s facility specific table
was a typographical error and, based on footnote 11, should be 2/day. EPA confirms that
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the 2/day frequency will be included in Newmarket’s authorization to discharge under the
Final General Permit.

Comment 92

Part IT1I.A (New Hampshire) Footnote 15: This Footnote indicates that "Any existing limits in a
facility's current NPDES permit that are more stringent than the limitations presented in this
table will be included in that facility's authorization to discharge under the General Permit.".

The Town requests that the EPA provide all site-specific Fact Sheet information and/or Permittee
specific supplemental information which are typically included in individual permits. The Town
has the right to review site specific supplemental information used for derivation of the "more
stringent" limits identified in the permit. The current requirement references older, oftentimes
expired permits and does not provide the permittees with complete NPDES permit packages for
review.

Response 92

See Response 20 regarding the administrative record and Response 74 regarding the
footnote referenced in the comment.

Comment 93

Part III.A (New Hampshire) Footnote 16: This footnote specifies," ... Toxicity test samples shall
be collected, and tests completed during the same weeks each time of the calendar quarters
ending ... ". The Town requests clarification of this requirement. Is the "same week" reference in
terms of one quarter to the next, or is it in terms of the same quarter from the previous year?

The Town requests that this sampling schedule requirement be removed or at a minimum, the
acceptable time period expanded (e.g. same month of the quarter). Permittees agree and
understand that all samples shall be collected in a manner to yield representative data, but the
requirements in this Footnote do not allow the permittees to adjust sampling in efforts to collect
representative data or adjust to unforeseen conditions (i.e., staff availability, laboratory
coordination) that necessitate changes to sample collection schedules without additional
administrative reporting burden. These rigid sampling protocols do not allow small
municipalities any flexibility in an already comprehensive sampling routine.

Response 93

See Responses 25 and 75 regarding the routine sampling program.

Comment 94

Part III.A Footnote 20 (New Hampshire) - The permit requirement indicates that "A pH and
temperature measurement shall be taken of each receiving water sample at the time of collection
and the results reported on the appropriate monthly report. These pH and temperature
measurements are independent from any pH and temperature measurements required by the
WET testing protocols." The Town requests that the EPA provide justification and supplemental
information as to the origin and purpose of this new monitoring and reporting requirement.
Without doing so, the Town of Newmarket argues that this monitoring requirement is both
arbitrary and capricious. See Motor Vehicle Mfrs. Ass'n of US., Inc. v. State Farm Mut. Auto.
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Ins. Co., 463 U.S. 29, 43 (1983) (holding that an agency "must examine the relevant data and
articulate a satisfactory explanation for its action" including a "rational connection between facts
and judgment ... to pass muster under the 'arbitrary and capricious' standard").

Response 94

See Response 68 above.

Comment 95

Part [11.D.1.d (New Hampshire) - The permit requires that diffuser inspections reports must be
submitted to the EPA and State agency (MassDEP or NHDES) within 60 days of inspection. The
Town requests that this timeline is extended from within 60 days to within 120 days based on the
following justification:

Marine effluent diffuser inspection and video reports are completed by a 3rd party contractor and
are oftentimes not transmitted to the permittees for weeks after the inspection has been
completed. This does not allow the permittees adequate time to review the video inspection
reports, develop a maintenance plan, and compile a complete report for submission.

If the issues are identified during the initial diffuser inspection, the Town is required to notify the
State agencies immediately, so the extended submittal timeline would not change notification of
an effluent diffuser system failure.

Response 95

See Response 77 above.

Comment 96

Part III.A (New Hampshire) Table 1 - Effluent Limitations, PFAS Testing Methods: The General
Permit includes new effluent, influent, and sludge sampling requirements for PFHxS, PFNA,
PFOS, and PFOA. Footnote 14 (NH), this sampling shall take effect the first full calendar quarter
beginning 6 months after the EPA notifies the Permittee that a multi-lab validated method of
wastewater is available. This approach is not consistent with the NPDES Permit Standard
Conditions which stipulate as follows, " ... the Permittee shall monitor according to sufficiently
sensitive test procedures (i.e., methods) approved under 40 CFR Part 136 or required under 40
CFR chapter I, subchapter, N or O".

While the Town understands the need to monitor, assess, limit and regulate PFAS in the effluent
of POTWs given it's identification as a contaminant of emerging concern ("CEC"), operative
obligations in NPDES permits are premature until such time as the PFAS class are recognized
and regulated as toxic pollutants or . at least such time as more defined federal guidance and
approved testing methods and validated sampling protocols are available. The Town requests
that the PFAS monitoring components of the permit be removed.

Response 96
See the General Response Regarding PFAS Monitoring in Appendix A.
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Comment 97

Part IT1I.A (New Hampshire) Table 1 - Effluent Limitations, General PFAS Monitoring
Requirements: PFAS compounds have been documented as being ubiquitous synthetic
compounds whose complete fate at WWTEF' s is not yet well understood. The current General
Permit PFAS testing requirements (quarterly for influent, effluent, and sludge) do not allow for
permittees to request for a reduction or elimination of PFAS sampling if historical sampling
show stable or declining trends. In the case of small WWTF's without significant industrial users
- the overall impact of PFAS at the WWTF may prove to be minimal based on sampling results.
Given the complexity and financial burden anticipated to accompany proper PFAS sampling and
testing, the Town requests that the EPA and NHDES should strongly consider the addition of
specific PFAS permit mechanisms or "off ramps" to allow for the reduction in PFAS sampling
requirements based on regulatory review of historical PFAS testing results, in addition to the
general language included in Part IV - Monitoring, Record-Keeping, and Reporting
Requirements.

Response 97
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 98

Part IV.C.3. Industrial User PFAS Monitoring. The draft General Permit specifies that the
Permittee shall commence annual PFAS sampling for certain types of industries that are known
or suspected sources of PFAS on a similar timeline as the influent/effluent/sludge sampling at the
WWTF (within 6 months of an EPA approved testing method becoming available).
Commencement of industrial user PFAS Monitoring prior to receiving any influent WWTF PF
AS data is proceeding under the assumption that there are collection system PFAS issues. The
Town requests that this requirement is removed from the permit.

As an alternative, the EPA should consider applying this industrial monitoring only after PFAS
has proven to be an issue at specific locations. Only after influent WWTF data has been gathered
and analyzed can a reasonable determination be made if additional individual sewer user
sampling should be required.

Response 98
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 99

Part IV.C.3. Industrial User PFAS Monitoring. Through State investigations and sampling, many
of the major sources of significant PFAS contamination (i.e., specific industrial facilities,
petroleum refineries, airfields, firefighting practice areas, etc.) have been identified. It is
unreasonable for the EPA to place the regulatory and financial burden on the WWTF's to collect
annual PFAS data across an unknown number of private industries. If this requirement remains
in the permit, the Town requests that the Permit be revised to require monitoring only those
Significant Industrial Users that are known or suspected sources of PFAS and only for a single
round of sampling. It is unduly burdensome to place these financial sampling burdens on the
sewer rate payers.
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Response 99
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 100

III.D (New Hampshire): Additional Requirements for Facilities Discharging to Marine Waters,
Note 2c: The new Shellfish Notification procedures the Town of Newmarket set effluent criteria
for required notification at > 28 organisms/100 mL. Previous permits set this daily post-
disinfection threshold at< 10% of samples at> 43 organisms/100 mL or greater, matching the
value used for calculating of the maximum daily values for fecal coliforms in NH.

The Town requests that this notification threshold is revised to 43 organisms/100 mL based on
the bacterial limits for New Hampshire discharges (Table 2 of the Fact Sheet). No backup or Fact
Sheet information was provided for NH Water Quality Standard's support of this value being
revised to 28 organisms/100 mL. Thus, under 40 C.F.R. § 124.8(a), the fact sheet is currently
deficient in this regard as it fails to "set forth the principal facts, and the significant factual, legal,
methodological and policy questions considered" when revising this notification threshold.

Response 100
See Response 82.

Q. Comments from Isaac Golding, Wastewater Superintendent, Town of Northfield

Comment 101

The increase in testing requirements will be detrimental to the limited budget of a small
wastewater plant like Town of Northfield. Northfield is small, mainly residential system with
limited funds. There is also no industry in town. I would request that Total Nitrogen, TKN and
Nitrate + Nitrite testing remain quarterly. Ambient characteristic requirements removed since it's
a repeat of WET Testing.

Response 101
Regarding nitrogen monitoring, the Fact Sheet at 26 specified the following:

“[T]he draft General Permit includes year-round monitoring and reporting
requirements for total nitrogen for all discharges covered under the WWTF GP.
The frequency of such monitoring is based on the design flow of the facility.
Facilities with design flow less than 100,000 gpd will receive quarterly
monitoring; facilities with design flow greater than or equal to 100,000 gpd will
receive monthly monitoring.”

Given that the design flow of the Northfield WWTF is above 100,000 gpd (i.e., 275,000
gpd), EPA has determined that monthly monitoring is necessary to adequately
characterize the impact of this discharge on the downstream receiving water (i.e., the
Long Island Sound) throughout the year.
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Regarding ambient characteristics being a repeat of WET testing, EPA notes that the
ambient reporting merely requires the permittees to report the results of the WET tests
within their DMR. Other than the pH and temperature monitoring (See Response 68
regarding those), these do not represent new monitoring outside the current scope of the
WET tests.

Comment 102

I would request all PFAS testing removed or reduced. Northfield is a small mainly residential
system. The plant is already conducting PFAS testing on sludge for disposal. At the request of
the disposal site. I have included the most recent sample collected.

[EPA note: Attachment was reviewed but not reproduced here.]
Response 102
See the General Response Regarding PFAS Monitoring in Appendix A.

R. Comments from Robert Wilson, Superintendent, Oxford-Rochdale Sewer District

Comment 103

Whole Effluent Toxicity (WET) Testing - A review of Table 1 of the draft permit for the Oxford
Rochdale Sewer District (ORSO) indicates the District is required to sample and perform WET
testing four (4) times per year. On page 11, item 14 of footnotes to Table 1, it states that the
District may request for a reduction in toxicity testing if they show this reduction is warranted.
The ORSO believes that they have not received any negative results from toxicity testing since
the last permit renewal period over 10 years ago and therefore we hereby request that the
requirement for WET testing for the treatment plant be reduced to two (2) times per year.

Response 103

Contrary to the comment, EPA notes that footnote 14 on page 11 of the Draft General
Permit does not include any allowance to request a reduction in WET testing frequency.
Therefore, the frequency has not been changed for this facility in the Final General
Permit.

Also see Response 6.

Comment 104

Total Recoverable Aluminum - Table 1 of the draft permit indicates the plant effluent must have
monthly average total recoverable aluminum concentrations of less than 123 ug/1. Page 43 of the
General Permit, subpart E, subsection 3, Aluminum Compliance Schedule allows for a 3 year
compliance schedule after the effective date of the Permit. Page 43 also states that the State
(MassDEP) will be preparing revised criteria for WWTP effluent Aluminum limits. The District
hereby requests that the permit include language that allows suitable time for piloting, design,
and construction of plant improvements if the ORSO facility is unable to comply with the new
limits. The District also requests that Table 1 Aluminum limits refer to "Total Dissolved
Aluminum" in place of "Total Recoverable Aluminum".

75





Response 104

Regarding the request to lengthen the compliance schedule beyond 3 years, EPA notes
that a compliance schedule in a permit must comply with 40 CFR § 122.47(a) and (a)(1)
which indicates that a permitting authority must make a reasonable determination that a
schedule of compliance is “appropriate” and that the schedule proposed requires
compliance “as soon as possible.” Based on the ongoing efforts by MassDEP to revise
the aluminum criteria within 3 years, EPA considers the current schedule to be
“appropriate.” Given that the facility may be able to comply with the limit (if it becomes
effective) through optimization, any extension of the schedule would not ensure that the
schedule requires compliance “as soon as possible.” Therefore, the compliance schedule
in the Final General Permit has not been changed. However, if the limit becomes
effective and the Permittee is unable to comply with the limit, they may contact EPA’s
Enforcement and Compliance Assurance Division (ECAD) to discuss a potential
administrative order with additional time to achieve the aluminum limit through alternate
means.

Regarding dissolved aluminum, see Response 54.

Comment 105

Total Recoverable Copper - Table 1 of the draft permit includes limits for Total Recoverable
Copper. The ORSO facility does not treat for removal of copper. The new effluent limits of 10.4
ug/1 (Ave. Monthly); 15.4 ug/1 (Max. Daily) are still within the current reported plant effluent
concentrations measured for 2020. However, the reduction in the total recoverable copper for the
facility seems to be unjustified. The District hereby requests EPA's/MassDEP's reasoning for
lowering the total recoverable copper limits for the treatment facility. The District also requests
that Table 1 Copper limits refer to "Total Dissolved Copper" in place of "Total Recoverable
Copper".

Response 105

Based on this comment, EPA reevaluated the copper analysis for Oxford-Rochdale
conducted in the development of the Draft General Permit and found that EPA did not
properly account for the site-specific copper criteria for this receiving water found in the
MA WQS at 314 CMR 4.06 (Table 28 for the French River). Applying these site-specific
criteria, EPA confirms that the existing copper limits in the Oxford-Rochdale individual
permit continue to be protective of WQS. Therefore, EPA has removed the more
stringent copper limits from Attachment E of the Final General Permit and the
corresponding compliance schedule in Part IV.E.1 of the Final General Permit. EPA
notes that the existing copper limits for Oxford-Rochdale in their current individual
permit will be carried forward in their authorization to discharge based on footnote 13 of
Part I A in the Final General Permit.

Regarding total dissolved copper, see Response 54.

Comment 106

In summary, the District is requesting the following changes/ explanations relative to the draft
permit:
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1. Revise the Whole Effluent Toxicity (WET) testing from four (4) times per year to two (2)
times per year.

2. Allow for adequate time to pilot test, design and construct plant improvements should

Aluminum limits require plant improvements.

Revise the Total Recoverable Aluminum limit to Total Dissolved Aluminum.

4. Revise Total Recoverable Copper limit to Total Dissolved Copper.

(98]

Response 106

EPA notes that each of these have been addressed in the respective responses above.

S. Comments from Paulette Malo, Operations Director, Pembroke Sewer Commission

Comment 107

The Town of Pembroke is pleased to comment on the 2021 Draft National Pollutant Discharge
Elimination System (NPDES) General Permit for Small Wastewater Treatment Facilities in New
Hampshire and Massachusetts ("Draft Permit") issued by the United States Environmental
Protection Agency ("EPA"). This permit applies to small wastewater treatment facilities
("WWTFs") that treat domestic waste and discharge the treated wastewater to certain surface
waters in Massachusetts and New Hampshire. The Town of Pembroke currently discharges to the
Suncook WWTF (also referred to as "Allenstown WWTF") which is currently authorized to
discharge under the existing small Publicly Owned Treatment Works General Permit ("Small
POTW GP") and, pursuant to the Draft Permit, will continue to be eligible for coverage despite
having a design flow that exceeds 1 million gallons per day ("MGD").

The Suncook WWTF is jointly used by Pembroke and Allenstown, which are both co-permittees
under the POTW GP. However, the Draft Permit incorrectly lists the Suncook WWTF with a
design flow of 1.05 MGD. The Suncook WWTF capacity is actually 1.5 MGD. See January 25,
2016 Letter from S. Rivard, New Hampshire Department of Environmental Services ("NHDES")
to Allenstown Wastewater Treatment Facility (Attachment 1). NHDES thus rescinded the
moratorium on sewer connections.

In November 2015 Suncook WWTF submitted an application for an individual NPDES permit to
reflect this design flow capacity of 1.5 MGD. EPA accepted this application as complete and
administratively continued Suncook WWTF coverage under the Small POTW GP pending
review and issuance of the individual permit in a duo of letters dated April 12 and 14, 2016
(Attachments 2 and 3).

Since April, 2016, EPA has not taken any action on the individual permit for the Suncook
WWTFE. Consequently, given the anticipated replacement of the administratively continued
Small POTW GP with the Draft Permit, the Town of Pembroke respectfully requests that the
Draft Permit be updated in its final form to reflect the upgraded facility's current capacity of 1.5
MGD, or that EPA issue the individual NPDES permit.

The Towns of Pembroke and Allenstown engaged in comprehensive planning over the past two
decades that led to the understanding that Suncook WWTF needed additional capacity to serve
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each community's long-term planning and development needs. As a result, the 2011 BioMag
upgrade was implemented to expand the capacity of the Suncook WWTF. The Town of
Pembroke has fully utilized its capacity allocation, which is based on the historic facility design
flow and permit flow limit of 1.05 MGD. Under the existing permit flow there is no unallocated
capacity that can accommodate additional sewered growth in Pembroke. EPA's failure to
increase the Allenstown WWTF discharge flow limit to 1.5 MGD will cause commercial and
residential development in the Town of Pembroke to be curtailed, industries will be unable to
expand, and the underlying purpose of the upgrade will not be realized. Failure of EPA to timely
act on Suncook WWTF's application for an individual permit causes the unintentional effect of
thwarting development and economic progress in these towns. Existing users of the Allenstown
WWTF will also be economically harmed because the financial planning assumed significant
new users in the future would help to recoup the costs of the 2011 Upgrade and other necessary
capital improvements.

The Town of Pembroke is currently in the planning process for a significant number of new
housing units that, but for the need to update the design flow in the Final SWTF GP or in the
issuance of a final individual permit with the correct design flow, could be and should be
approved for construction. The consequences of being unable to permit any further development
due to the inadequacy of the currently permitted capacity of the Suncook WWTF will be both
economic and environmental in nature.

Specifically, failure to update the design flow in the Final SWTF GP or act on the individual
permit application will unintentionally promote urban sprawl, along with its attendant higher
infrastructure and environmental costs. Because the BioMag upgrade was conducted to allow
Suncook WWTTF to accommodate the development needs of the communities it serves, this
expected development will likely shift to more rural areas outside of the Suncook WWTF service
area if the Suncook WWTF permitted flow limit is not increased. This will be accompanied by a
demand for new infrastructure in these outlying areas, which is likely to result in a higher cost
for these infrastructure services than if the development occurred in more densely settled areas,
as well as an increase in impervious surfaces and associated runoff.

In addition to environmental considerations, Pembroke will lose the real estate tax revenue that
was anticipated based upon its development projections and plans. Further, by unintentionally
causing the underutilization of Pembroke's existing sewer infrastructure, which was planned
given certain development expectations, costs to Pembroke and its residents will be higher due to
lower revenues from fees and property taxes and increased unit operation costs spread over a
smaller user base. As a result, Pembroke will be unable to achieve its economic development,
redevelopment, housing, and service goals for its residents.

We recognize that EPA's administrative continuance procedures, see 40 CFR § 122.6, were
created for situations such as this, where an applicant's permit is not finalized before its current
permit expires. See, e.g., Natural Resources Council of Maine v. International Paper Co., 424 F.
Supp. 2d 235, 257 (2006) ("[t]his regulation expressly allows the conditions of an expired permit
to continue in force 'until the effective date of a new permit"'); United States v. Zenon-
Encarnacion, 387 F.3d 50, 63 (2004) (the expired permit continues in force due to EPA' s failure
to act after a timely and complete application was submitted). Administrative continuance is
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supposed to avoid due process concerns by allowing the operations of law-abiding permittees
while EPA timely processes permit applications. Natural Resources Council of Maine v.
International Paper Co., 424 F. Supp. 2d 235,257 (2006). In Suncook WWTF's situation, the lack
of action on its individual permit is creating a situation not dissimilar to that which EPA was
hoping to avoid - lack of timely action on a permit is disrupting the operations of law abiding
permittees.

We appreciate that EPA has numerous responsibilities and is not able to process all permit
applications in an expeditious fashion. Accordingly, we respectfully request that EPA make
feasible continuing coverage under the agency's general permitting authority by updating the
design flow for the Suncook WWTF to 1.5 MGD with a note limiting general permit coverage at
that level to the period of administrative continuance- or, in other words, until EPA issues an
individual permit for the Suncook WWTF.

Due process requires that the Towns of Pembroke and Allenstown have the opportunity to have
Suncook WWTF's complete individual permit application reviewed, with the opportunity for
public comment, in accordance with EPA's regulations. Perpetual delay does not offer these
municipalities the certainty that they need to sufficiently plan for their and their citizens' needs.
Objective 3.4 of U.S. EPA Strategic Plan FY 2018-2022, recognizes these very real
consequences of delay on the regulated community- here a delay of well over five years:

Delays in the approval of permits and modifications by federal, state, or tribal permitting
authorities can postpone or prevent manufacturers from building, expanding, or beginning
operations, even if the affected operations ultimately may be deemed suitable as proposed.
Delays can also impact construction of major infrastructure projects. EPA is committed to
speeding up the processing of permits and modifications to create certainty for the business
community, leading to more jobs, increased economic prosperity, and streamlined permit
renewals, which incorporate up-to-date information and requirements more quickly, thereby
improving environmental protection.

For the reasons detailed herein, the Town of Pembroke respectfully requests that EPA update
Suncook WWTF's permitted capacity to 1.5 MGD in the Final SWTF GP or in a new individual
NPDES permit to accurately reflect the facility's actual current design capacity. This update to
the Final SWTF GP could readily be tied to the period of administrative continuance in order to
avoid the due process concerns associated with the length of that period.

[EPA note: Attachments were reviewed but not reproduced here. ]
Response 107

See Response 1.
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T. Comments from Jason Randall, Water & Wastewater Superintendent, Plymouth
Village Water and Sewer District

Comment 108

Part III.A (New Hampshire) Footnote 1: This footnote specifies that regularly monthly
compliance sampling schedules shall “A routine sampling program shall be developed in which
samples are taken at the same location, same time and same days of the week each month.” This
requirement is considered unnecessary and overburdensome on small wastewater treatment
facilities based on the following justification:

District staff are licensed professionals and are required to have the knowledge to know how to
collect representative wastewater samples. This new requirement is considered an overreach on
the means and methods of operators.

The District has a small operations staff with wide range of tasks to perform to maintain
successful operations. The District does not have one single staff that performs all sampling
activities. Unexpected and unanticipated events happen all the time that necessitate adjusting
daily schedules in order to successfully accomplish the prime directive of the District WWTF:
protect the waters and environment of New Hampshire. This situation is especially true on
weekends when operations employees rotate limited coverage to perform the daily duties. The
District’s weekend coverage consists of one operator reporting to the WWTF including holidays
to conduct NPDES chlorine and pH analysis and inspect the District’s Drinking Water facilities
at different times that do not conflict with other operations tasks and emergencies as well as their
personal obligations. Therefore, consistent weekend sample collection times are not possible
given current staffing.

The District does contract some NPDES sample permit required analysis to an outside
laboratory, and relys on coordinating the sample hold times with the schedules of the
laboratory’s staff and couriers which are beyond a Small WWTF’s control. Additional
monitoring requirements of the Draft Facility-Specific Permit Table will require additional
outside dependency for coordination and scheduling.

EPA must define what constitutes “the same time”? Does this requirement mean to the nearest
second? Minute? Hour? As written, the requirement is ambiguous. There would need to be an
explicit window of time that would satisfy the “same time” requirement if this footnote was to be
finalized.

Compliance with this requirement will result in onerous and environmentally unnecessary
compliance requirements on the limited available staff at the District. Every month the District
will have to submit NetDMR documentation explaining sampling schedule variations, which is
in addition to other administrative requirements dictated by the NPDES permits (i.e., CMOM
annual report).

Response 108

See Responses 25 and 75 regarding the routine sampling program.
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Comment 109

Part III.A (New Hampshire) Footnote 16: This footnote specifies, “...Toxicity test samples shall
be collected, and tests completed during the same weeks each time of the calendar quarters
ending...”. The District requests clarification of this requirement. Is the “same week” reference
in terms of one quarter to the next, or is it in terms of the same quarter from the previous year? In
addition, any deviation from this sampling procedure requires the Permittee to document the
deviation in the monthly reports. This requirement has not been included in past NPDES permits.
The District provides the following comments:

The District requests that this requirement be removed or expand the time period (e.g. same
month of the quarter) to allow for potential coordination issues that can occur in the completion
of WET testing including staff availability and coordination with the laboratory. The rigid
sampling protocols do not allow small municipalities, who oftentimes have part time operations
staff, any operator flexibility in an already burdensome sampling routine.

The District agrees and understand that all samples shall be collected in a manner to yield
representative data, but the requirements in this Footnote do not allow the permittees to adjust
sampling times or locations in efforts to collect representative data or adjust to unforeseen
conditions that necessitate changes to sample collection schedules without additional
administrative reporting burden, which is seen as unnecessary.

Response 109

See Responses 25 and 75 regarding the routine sampling program.

Comment 110

Part ITII.A (New Hampshire) Footnote 15: This Footnote indicates that “Any existing limits in a
facility’s current NPDES permit that are more stringent than the limitations presented in this
table will be included in that facility’s authorization to discharge under the General Permit.”.
The District requests that any “more stringent limits” within the General Permit, be it existing or
new, have the associated site specific Fact Sheet information and/or Permittee specific
supplemental information which are typically included in individual permits. The District has the
right to review site specific supplemental information used for derivation of the “more stringent”
limits identified in the permit. The current requirement references older, oftentimes expired
permits and does not provide the District with complete NPDES permit packages for review.

Response 110
See Response 20 regarding the administrative record and Response 74 regarding the
footnote referenced in the comment.

Comment 111

Part I1I.A Footnote 20 (New Hampshire) — This new Draft General Permit requirement indicates
that “A pH and temperature measurement shall be taken of each receiving water sample at the
time of collection and the results reported on the appropriate monthly report. These pH and
temperature measurements are independent from any pH and temperature measurements required
by the WET testing protocols.” The District requests that the EPA provide supplemental
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information as to the origin and purpose of this requirement. This Footnote places additional
ambient water quality monitoring efforts on the District, which diverts resources from the
operation and maintenance of the District’s WWTF.

Response 111
See Response 68.

Comment 112

Part I1I.A. Table 1 Effluent Limitations and Footnote 11 (New Hampshire) — The TRC
frequency references are confusing. The District requests that EPA delete “1/day” from
the limitations Table and replacing with “See Footnote 11”.

Response 112
See Response 91.

Comment 113

Part I1I.A. Table 1 Effluent Limitations and Footnote 13 (New Hampshire) — The monitoring
frequency is either 1/quarter or 1/month depending on WWTF size. The limitations Table
specifies reporting the average monthly and maximum daily values. At the specified
monitoring frequencies, the average monthly and maximum daily values are the same and the
District requests deleting one of the monitoring requirements as they are duplicative.

Response 113

EPA agrees that given the frequency of nitrogen monitoring being either once per month
of once per quarter it is duplicative to report both average monthly and daily maximum
Therefore, EPA has removed the daily maximum reporting requirement for total nitrogen,
total Kjeldahl nitrogen and nitrate + nitrite in Part II.A and Part III.A of the Final General
Permit.

Comment 114

Part I1.A (Massachusetts) and Part III.A (New Hampshire) Table 1 — Effluent Limitations, PFAS
Testing Methods: The General Permit includes new effluent, influent, and sludge sampling
requirements for PFHxS, PFNA, PFOS, and PFOA. Per Footnote 12 (MA) and

Footnote 14 (NH), this sampling shall take effect the first full calendar quarter beginning 6
months after the EPA notifies the Permittee that a multi-lab validated method of wastewater is
available. This approach is not consistent with the NPDES Permit Standard Conditions which
stipulate as follows, “...the Permittee shall monitor according to sufficiently sensitive test
procedures (i.e., methods) approved under 40 CFR Part 136 or required under 40 CFR chapter
I, subchapter, N or O”. Although the need to monitor, assess, limit and regulate PFAS in the
effluent of POTWs is desirable since it is a contaminant of emerging concern (“CEC”),
operative obligations in NPDES permits are premature until such time as the PFAS class are
recognized and regulated as toxic pollutants or at least such time as more defined federal
guidance and approved testing methods and validated sampling protocols are available.

Response 114
See the General Response Regarding PFAS Monitoring in Appendix A.
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Comment 115

Part II.A (Massachusetts) and Part III.A (New Hampshire) Table 1 — Effluent Limitations,
General PFAS Monitoring Requirements: PFAS compounds have been documented as being
ubiquitous synthetic compounds whose complete fate at WWTE’s is not yet well understood.
The current General Permit PFAS testing requirements (quarterly for influent, effluent, and
sludge) do not allow for permittees to request for a reduction or elimination of PFAS sampling if
historical sampling show stable or declining trends. In the case of the District without significant
industrial users — the overall impact of PFAS at the WWTF may prove to be minimal based on
sampling results. Given the complexity and financial burden anticipated to accompany proper
PFAS sampling and testing, the District requests that the EPA and NHDES strongly consider the
addition of specific PFAS permit mechanisms or “off ramps” to allow for the reduction and/or a
waiver for PFAS sampling requirements based on regulatory review of historical PFAS testing
results, in addition to the general language included in Part IV — Monitoring, Record-Keeping,
and Reporting Requirements.

Response 115
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 116

Part IV.C.3. Industrial User PFAS Monitoring. The draft General Permit specifies that the
Permittee shall commence annual PFAS sampling for certain types of industries that are known
or suspected sources of PFAS on a similar timeline as the influent/effluent/sludge sampling at
the WWTF (within 6 months of an EPA approved testing method becoming available).
Commencement of industrial user PFAS Monitoring prior to receiving any influent WWTF
PFAS data is proceeding under the assumption that there are collection system PFAS issues.

At minimum, the District requests that EPA stagger the requirements for industrial user
monitoring to begin after a set period of influent WWTF data has been gathered and analyzed
and then a determination should be made if additional individual sewer collection system user
sampling is needed.

An educational and technical assistance component provided by EPA and NHDES is needed
prior to sampling requirements within a NPDES permit as users and operators need to fully
understand the impact that this may have on their system, upstream and downstream systems,
and the background levels within a sewer collection system, private septic systems, and natural
ecosystem.

It is important to note that through State investigations and sampling, many of the major
sources of significant PFAS contamination (i.e., specific industrial facilities, petroleum
refineries, airfields, fire-fighting practice areas, etc.) have been identified. It is unreasonable
for the EPA to place the regulatory and financial burden on the WWTE’s to collect annual
PFAS data across an unknown number of private industries. We request that the Permit be
revised to require monitoring only those Significant Industrial Users that are known or
suspected sources of PFAS and only for a single round of sampling.

Response 116
See the General Response Regarding PFAS Monitoring in Appendix A.
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Comment 117

Part III.B (New Hampshire) - Note 9.c: The General Permit has slightly modified requirements
with respect to chlorination and dechlorination system alarming and notification procedures. The
new requirement indicates that “Chlorination and dechlorination systems shall include an alarm
system for indicating system interruptions or malfunctions.” The previous general permit
required continuous record and notification if there was any lapse in interruption of normal
disinfection system operations.

Response 117

EPA acknowledges this comment and notes that it does not request any change to the
General Permit.

Comment 118

Part III.A. Table 1, Footnote 1 indicates that “The Permittee shall report the results to the EPA
and the State of any additional testing above that required herein, if testing is in accordance with
40 CFR Part 136.” The District requests that EPA clarify that this Footnote applies only to
testing which the Permittee completes, and does not encompass testing results which outside
entities (i.e., NHDES, Fish and Game, District Users, etc.) may complete.

Response 118
See Response 8§9.

Comment 119

The Draft General Permit includes a new “Rolling Effluent Annual Average” limitation which
includes the District’s 0.682 MGD average design flow. This new criteria is slightly smaller than
the 2011 NPDES General Permit where the 0.70 MGD was listed as the facility design flow.
This slight adjustment results in slightly smaller loading limitations for BOD and TSS. Given the
2021 Pemigewassett River 7Q10 Flow, the facility’s dilution ratio was increased from 98.4 to
109, impact appears to be insignificant. The District requests EPA and NHDES provide
justification for a reduction in average design flow under this Draft General Permit.

Response 119

EPA agrees that the design flow of the facility should be 0.70 MGD, as specified in the
2011 NPDES General Permit, and it appears the lower flow limit was merely a
typographical error. As indicated in the comment, this update is insignificant related to
the dilution factor and any other limit in the General Permit (other than the flow limit
itself). Therefore, EPA has updated Attachment E of the Final General Permit to indicate
a design flow of 0.70 MGD. EPA confirms that the authorization to discharge for this
facility will also indicate a flow limit of 0.70 MGD.

Comment 120

The draft General Permit includes new effluent sampling report requirements for Total Nitrogen,
TKN, and Nitrate and Nitrite. The District understands that precedent has already been set and
these requirements are consistent with EPA recent individual NPDES permit renewals
throughout New Hampshire and are not unique to the District. The District will be responsible
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for the burden of this additional sampling and requests that EPA and NHDES provide
justification for new effluent sampling report requirements.

Response 120

EPA notes that the justification for nitrogen monitoring and reporting requirements was
provided in the Fact Sheet at 26 as follows:

“EPA is also concerned about nitrogen discharges to other estuaries, such as Great
Bay, the Merrimack River estuary and Narraganset Bay, that are not subject to
TMDLs but may be experiencing nitrogen enrichment. To address this concern,
the draft General Permit includes year-round monitoring and reporting
requirements for total nitrogen for all discharges covered under the WWTF GP.
The frequency of such monitoring is based on the design flow of the facility.
Facilities with design flow less than 100,000 gpd will receive quarterly
monitoring; facilities with design flow greater than or equal to 100,000 gpd will
receive monthly monitoring.”

Comment 121

The draft General Permit includes new influent composite sampling requirements for BOD and
TSS and includes an effluent limitation of greater than 85% removal for BOD and TSS. Similar
to the Nitrogen effluent limitations, the District understands that precedent has already been set
and these requirements are consistent with EPA recent individual NPDES permit renewals
throughout New Hampshire and are not unique to the District. The District will be responsible
for the burden of this additional sampling which may become problematic for the District
without a reliable means of influent composite sampling at the WWTF without facility recycle,
return, and side stream flows. The District requests that EPA and NHDES provide justification
for new influent sampling report requirements.

Response 121
As described in the Fact Sheet (on page 17),

“In accordance with the provisions of 40 CFR §§ 133.102(a)(3), (a)(4)(iii) and
(b)(3), the draft General Permit requires that the 30-day average percent removal
for BODS (or CBODS) and TSS be not less than 85%.”

Therefore, the influent monitoring is necessary to confirm compliance with the percent
removal requirement.

EPA notes that these influent monitoring and percent BODs/CBODs and TSS removal
limits are not new. The 2011 General Permit included a requirement in Part I111.A.5 that,

“The permittee’s facility shall maintain a minimum of 85% removal of total
suspended solids and either five-day biochemical oxygen demand (BODs) or five-
day carbonaceous biochemical oxygen demand (CBODs). The percent removal
shall be calculated from the average monthly influent and effluent
concentrations.”
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Further, the 2016 Plymouth Village individual permit included a requirement in Part
I.A.1.e that,

“The permittee's treatment facility shall maintain a minimum of 85 percent
removal of both total suspended solids and biochemical oxygen demand. The
percent removal shall be based on monthly average values.”

The only new requirement is that the data be reported.

Comment 122

The General Permit maintains a similar Whole Effluent Toxicity (WET) testing requirements and
monitoring frequency from the previous 2011 NPDES General Permit, except for the removal of
chromium testing from the parameters list. The District requests that EPA and NHDES provide
justification for the removal of chromium from the WET parameters list.

The Acute LC50 discharge limitation was revised from 100% in the 2011 General Permit to
greater than or equal to 50% as a percentage of effluent flow, but is consistent with the increase
in the Merrimack River dilution factor from 98.4 to 109. The District requests that EPA and
NHDES provide justification for the revision of the Acute LC50 as a percentage of effluent flow.

Total Organic Carbon is a new testing requirement, both in the WWTF effluent and Ambient,
and Dissolved Organic Carbon a new reporting requirement for the Ambient. While these
requirements appear to be new for all NH facilities, the District understands that EPA has
historically made this a permitted reporting requirement in southern New England states,
sometimes to better determine metals toxicity resiliency of receiving streams. The District
requests that EPA provide clarification and justification for these new requirements, including
EPA’s intention for both the effluent sampling and Ambient in NH.

The District trusts the above submitted comments will be considered as part of the EPA’s
finalized version of the NPDES Small Wastewater Treatment Facility General Permit.

Response 122

Regarding the removal of chromium, EPA notes that chromium monitoring is no longer
included in the Whole Effluent Toxicity protocols found in Attachments A through D of
the General Permit so reporting the chromium on the monthly DMR submission is not
required.

Regarding the WET limit, EPA notes that in this case the existing LC50 limit of 100%
should be carried forward based on footnote 15 on page 26 of the General Permit and in
accordance with anti-backsliding requirements found at CWA §§ 402(o) and 303(d)(4)
and 40 CFR § 122.44(1). Therefore, the limit of 100% will be included in the
authorization to discharge for Plymouth Village under the Final General Permit.

Regarding organic carbon monitoring, see Response 70.
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U. Comments from Alison Cullity, Chair of Board of Commissioners, Rollinsford Water
and Sewer District

Comment 123

I am writing on behalf of the Rollinsford Water and Sewer District (RWSD). While we are very
committed to (and certainly understand the importance of) maintaining compliance with the
Clean Water Act, we do have concerns about the recently issued draft NPDES Permit No.
NHG580000. It is our understanding that this is the first NPDES permit issued in New
Hampshire with PFAS requirements. We are especially concerned with the inclusion of PFAS
testing requirements of influent, effluent and sludge, for the following reasons:

1. The draft permit states that PFAS sampling takes effect after EPA notifies the permittee
that an EPA multi-lab validated method for wastewater is available, rather than after

approval under 40 CFR Part 136, which is the standard for all wastewater analysis for NPDES
reporting. We feel it would be more appropriate to include PFAS testing in a future permit,
after 40 CFR 136 test methods are approved.

2. It is our understanding that there currently are no in-state commercial laboratories
accredited for PFAS analysis. Out-of-state turn-around time for PFAS analysis could be more
than three weeks, which could create difficulties for NPDES reporting. It would be more
appropriate to include PFAS testing in a future permit when New Hampshire commercial
labs have had a sufficient amount of time to become accredited.

Thank you for the opportunity to comment on this permit and for hearing our concerns.
Response 123
See the General Response Regarding PFAS Monitoring in Appendix A.

V. Comments from Daniel Fleuriel, Chief Operator, and Lisa Provencher, Assistant Chief
Operator, Shelburne Falls Wastewater Treatment Facility

Comment 124

As operators representing the towns of Buckland and Shelburne MA, we offer the following
comments, within the allowable Public Comment Period and specific to the proposed changes to
the pH ranges in proposed draft Permit MAG 580000.

Shelburne Falls Wastewater Facility (SFWWF) presently has a discharge limitation of 6.0 to 9.0
in its existing MAG 580002. The draft revised permit MAG 580000 developed by EPA proposes
a pH discharge range of 6.5 to 8.3.

River pH has been ranging from 6.5-7.4 over the past month and a half according to data we
voluntarily collected. The treatment plant effluent ranges from 6.0-7.4. With the new minimum
limit our plant would violate during the colder months. Because of the cold temperatures during
the winter months, the high dissolved oxygen of the influent and the mixed liquor the process
does not go anoxic in the clarifiers keeping the pH above 6.5. The aeration cannot be lowered
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during the winter because mixing in the aeration tanks must be maintained. The rest of the year
we do achieve that limit.

SFWWEF requests at this time that EPA and MassDEP retain our existing effluent pH limit of 6.0
in the newest forthcoming version of MAG 580000.

From review of the recent January 2021 Individual NPDES Permit # MA 0101257 issued to the
Orange MA wastewater treatment facility, SFWWF is aware of the "alternative pH limit" of 6.0
to 8.3 approved for Orange, with the stipulation that Orange perform a pH Study during the term
of that permit. For our facility to retain its effluent pH limit of 6.0, we understand that it may also

be required to perform its own pH Study during the term of the newest forthcoming version of
MAG 580000.

Please contact SFWWF as soon as possible as to what we need to do to initiate its pH Study if
such pH Study is necessary.

Response 124

EPA appreciates the voluntary collection and submission of ambient pH data. EPA notes
that the updated dilution factor as presented in Attachment E of the Draft General Permit
is 514. Based on this extremely high dilution afforded by the receiving water even under
critical flow conditions (i.e., 7Q10 and design flow) and the fact that the receiving water
(i.e., the Deerfield River) is not impaired for pH, EPA and MassDEP agree that a
discharge of 6.0 S.U. is highly unlikely to impact the receiving water and cause or
contribute to a violation of water quality standards. Therefore, the pH limit in the
authorization to discharge for this facility will be 6.0 to 8.3 S.U. However, in order to
continue the pH limit of 6.0 — 8.3 S.U. in future permits, the Shelburne Falls WWTF shall
be required conduct a study to demonstrate that the pH in the receiving water does not
exceed the range of 6.5 — 8.3 S.U. This revised pH limit for Shelburne Falls and
associated requirement for future permits are included in Part II.A.1 footnote 7 of the
Final General Permit.

Comment 125

The Shelburne Falls being the towns of Buckland and Shelburne MA offer the following
comments, within the allowable Public Comment Period and specific to the proposed additional
PFAS monitoring and analysis in proposed draft Permit MAG 580000.

Shelburne Falls is willing to take 1 Influent wastewater, 1 sludge, 1 cake and 1 Effluent
wastewater PFAS samples per year proposed in new MAG # 580000 (not 4 said samples per
year/5 years), in order to assist EPA and DEP in their PFAS data collection efforts. However,
Shelburne Falls asks that EPA and/or DEP pay the annual cost for analyzing such PFAS samples.

Background:

Shelburne Falls wastewater discharge is presently covered under MA general Permit MAG
580002, which allows a permitted discharge of 250,000 gallons per day (equivalent to 0.25
Million Gallons per Day) to the Deerfield River. Average daily flow of the SFWWF to the
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Deerfield River is approximately 0.175 MGD. Under the existing MA General Permit #580002,
SFWWEF is not required to sample and analyze for PFAS.

The SFWWF annual operating budget is approximately $270,778 fiscal year not including
capital expenditures. The new proposed general Discharge Permit MAG 580000 proposes that
the WWTP's (including SFWWF) pay the entire cost of the laboratory analysis cost for the 12
PFAS samples each year. At a price of $275/sample analysis, this would cost SFWWF an extra
$3,300 per year, in addition to extra labor time to take these samples. Over 5 years of the Permit,
this would be at over $16,500 spent by SFWWF. This additional expenditure of $3,300 per year
is significant relative to other high priority cost that will present themselves over time such as
funds going towards CMOM.

To be fair we feel testing PFAS in the water is important and are keen to know the levels in our
process and the effect our process has on these chemicals. To that end we agree to test one round,
but we question the necessity of quarterly testing from that point forward. If EPA and/or DEP
pay the annual cost for analyzing such PFAS samples we will provide the samples and time to
collect and send out for analysis. We will certainly consider incorporating an option for our
facility to do some sampling but reduce monitoring if the received PFAS results are non-detects
consistently if EPA and/or DEP comes up with the funding.

Response 125
See the General Response Regarding PFAS Monitoring in Appendix A.

W. Comments from Justin Frazier, Superintendent, Town of Troy Water/Sewer

Comment 126

I am writing this letter as a response to The Town of Troy, New Hampshire Wastewater
Treatment Facility’s draft permit No. NHG580000.

There are a couple concerns we have regarding the draft permit.

The first is regarding the PFAS quarterly sampling on the influent, effluent and the sludge. At
this time we feel that it is unrealistic cost increase to our already tight budget as this is going to
increase the budget by $4,080 per year. We feel that a yearly test is a more acceptable sampling
frequency. Also where should we collect the sample from the sludge as we have a lagoon system
with 2 lagoons and 2 cells per lagoon?

The second concern is, we would like an explanation as to why we are being made to sample
upstream from the outfall for Total Phosphorus? This is an added expense for something we have
no control over.

The Town of Troy fully supports the EPA and ensuring that The United States has a clean and
healthy environment.
Response 126

Regarding PFAS, see the General Response Regarding PFAS Monitoring in Appendix A.
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The new upstream phosphorus monitoring requirement, which is applicable to permittees,
such as the Troy WWTF, discharging to freshwater with a dilution factor less than 20, is
intended to better characterize the receiving water. This will inform the evaluation as to
whether there is reasonable potential for the discharge to cause or contribute to a
violation of water quality standards in the next permit issuance. See 40 CFR §
122.44(d)(1). The authority to require that permittees provide such information is derived
from CWA Section 308(a).

X. Comments from Robert Larson, Public Works Director, Town of Whitefield, and
Michael Curry, Wright-Pierce Engineering, on behalf of the Town of Whitefield

Comment 127

A quick question on the draft General Permit phosphorus limitations as they relate to Whitefield
NH. In 2019 the Town submitted a NPDES permit renewal application requesting that the
current concentration-based limit be revised to a mass-based limit to allow the Town greater
operational flexibility. I see that the draft General Permit still has total P limits as concentration
based. Will EPA be considering updating these to mass-based to reflect similar conditions at NH
plants such as Pittsfield, Sunapee, and Jaffrey?

Response 127

EPA acknowledges that converting phosphorus limits from concentration-based to mass-
based in some cases can provide greater operational flexibility while remaining fully
protective of water quality standards. Based on this comment, EPA evaluated the
phosphorus limit for the Whitefield WWTF to see whether this conversion should be
made in this case. The updated analysis is presented below.

To ensure a mass-based limit is protective under reasonable worst-case conditions, the
limit is calculated using the lowest expected receiving water flow and effluent flow.
Hence, the upstream 7Q10 receiving water flow (1.37 MGD, as presented in Attachment
E of the General Permit) and the lowest monthly average effluent flow during the
growing season within the review period (0.054 MGD, October 2016) are used. Also, an
updated median upstream phosphorus concentration of 0.0244 mg/L was used (based on
3 samples taken in June, July and August of 2014 at station 03T-JHN approximately 300
feet upstream of the outfall). The numeric mass-based limit is determined based on the
following equations:

QeCe + QsCs = QpCp x (0.90)
and
ME = QeCk x 8.34
Substituting (QeCe) with (Mg/8.34) into the first equation and solving for Mk results in:

ME = (QpCbp x (0.90) — QsCs) x 8.34
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Where:

ME = mass-based phosphorus limit in 1b/day

Qe = effluent flow (lowest effluent monthly average flow = 0.054 MGD)
Ck = effluent phosphorus conc. in mg/L

Qs = upstream 7Q10 flow (1.37 MGD)

Cs = upstream river phosphorus conc. (0.0244 mg/L)

Qb = downstream low flow (Qg + Qs = 0.054 + 1.37 = 1.424 MGD)

Cp = downstream river phosphorus conc. (Gold Book target = 0.100 mg/L)
0.90 = factor to reserve 10% assimilative capacity

8.34 = factor to convert from (MGD x mg/L) to Ib/day

Solving for Mk gives the maximum allowable load the facility may discharge to ensure
the protection of WQSs. This allowable discharge load is 0.79 1b/day.

Comparing this potential mass-based limit to the current concentration-based limit of 0.5
mg/L, EPA notes that the WWTF would have greater operational flexibility for all
monthly average flows below 0.189 MGD. Given that this flow is approximately the
same as the design flow of the WWTF (i.e., 0.185 MGD), EPA agrees that the mass-
based limit would provide more operational flexibility most of the time. However, EPA
also notes that some recent flows from the WWTF have exceeded the design flow (as
high as a monthly average of 0.249 MGD in April 2019). At this higher effluent flow of
0.249 MGD, the WWTF would have to achieve a concentration of 0.38 mg/L (more
stringent than the current limit of 0.5 mg/L) to meet the mass-based limit of 0.79 lb/day.
Based on this analysis, EPA highlights that a mass-based limit would ensure the
protection of WQS under all potential effluent flows and would provide greater operation
flexibility under most effluent flows. Therefore, the Final General Permit includes a
mass-based monthly average phosphorus effluent limit of 0.79 1b/day (rather than the
current limit of 0.5 mg/L) effective from April 1 through October 31, with sampling at
2/month.

Comment 128

The Town of Whitefield, NH would like to comment on the NPDES General Permit No.
NHG580000 for the PFAS sampling requirement quarterly for the Influent, Effluent, and sludge.
New Hampshire Department of Environmental Services (NHDES) has already conducted PFAS
sampling for Influent, Effluent, and sludge at many of the wastewater treatment plants
throughout the state. The results have found the issues with PFAS at the locations where they
predicted that it would be an issue. Has the EPA considered only sampling the plants with a
PFAS issue? The annual estimated cost for the PFAS sampling is around $3,300 and this wasn’t
part of the Town’s annual budget. We are just now finishing construction of a new facility with a
startup date of June, 2021. The financial burden for the additional testing would be prohibitive
and it’s an assumption that EPA and NHDES doesn’t have funding for this sampling. We are
requesting a provision to allow for sampling reduction to 1/year if the initial test results are low.
Also; We are requesting that sampling of sludge for lagoons only be conducted when the sludge
is removed. If sampling needs to be conducted in the lagoons quarterly, we have safety concerns

91





in the winter months using a boat in case someone falls in. We are requesting that sampling not
be required during the winter months.

Response 128
See the General Response Regarding PFAS Monitoring in Appendix A.

Y. Comments from Kevin Shelton, Administrator, Woodsville Fire District

Comment 129

The Precinct of Woodsville in the Town of Haverhill would like to comment on the NPDES
General Permit No. NHG580000 for the PFAS sampling requirement quarterly for the Influent,
Effluent, and sludge. New Hampshire Department of Environmental Services (NHDES) has
already conducted PFAS sampling for Influent, Effluent, and sludge at many of the wastewater
treatment plants throughout the state. The results have found the issues with PFAS at the
locations where they predicted that it would be an issue. Has the EPA considered only sampling
the plants with a PFAS issue? The annual estimated cost for the PFAS sampling is around $3,300
and this wasn't part of the Woodsville Fire District's annual budget. The current budget for
sampling is $3,000, and this would double the costs associated with sampling, and it's an
assumption that EPA and NHDES doesn't have funding for this sampling. We are requesting a
provision to allow for sampling reduction to 1/year if the initial test results are low.

Response 129
See the General Response Regarding PFAS Monitoring in Appendix A.

Z. Comments from Anette Lewis

Comment 130

At the outset, I notice that the General Permit will be available only to “Wastewater treatment
facilities, including publicly owned treatment works and other treatment works, that treat
domestic sewage.” See page 1 of the Draft General Permit. And, at page 18 of 21 of the NPDES
PART VIII STANDARD CONDITIONS (April 26, 2018), the term “domestic sewage” is
defined as “waste and waste water from humans or household operations that are discharged to
or otherwise enter a treatment works.” So, if the regulated discharge is from a treatment facility
that accepts something other than domestic sewage, it appears that the effluent from that facility
is not eligible to fall under the proposed General Permit.

Response 130

EPA disagrees with this comment’s interpretation of page 1 of the Draft General Permit.
Rather, this reference indicates that the Small WWTF General Permit is intended to
authorize the discharge of all wastewater from eligible WWTFs that treat domestic
sewage. However, there is acknowledgement in the permit that such facilities may also
accept industrial wastewater through specific requirements related industrial users. See
Part IV.C of the Final General Permit. Further, EPA acknowledges that some amount of
wet weather flow may be treated as long as infiltration and inflow (I/1) is properly
controlled based on Part IV.A.3 of the Final General Permit.
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Comment 131

In reading through the April 8, 2021 Federal Register Notice as well as the actual draft
General Permit and accompanying Fact Sheet, it is unclear how already existing, site-specific
discharge limits, sampling requirements and their frequency, and flow limits will be enforced
once a facility falls under the NPDES General Permit.

a. Are you relying only on footnote 13 at page 11 of 49 in the 2021 Draft General

Permit that states “Any existing limits in a facility’s current NPDES permit that are more
stringent than the limitations presented in this table will be included in that facility’s
authorization to discharge under the General Permit”? That note only refers to actual limits and
not sampling frequency, which in the case of some of the existing individual permits, differ
considerably from what is listed in the proposed General Permit.

b. As to sampling frequency, does the General Permit govern or does the facility
look to its existing requirements?

c. As to effluent and flow limits, how long would you expect the existing facility specific
criteria to remain in existence and be applicable to that one facility?

d. In future, how would a facility go about getting permission to increase its flow or
to drop a site-specific sampling requirement? Aren’t those issues to be addressed through
individual NPDES permits?

Response 131

EPA notes that footnote 13 at page 11 of the Draft General Permit only applies to effluent
limits and does not apply to monitoring frequencies. EPA agrees that existing permits
have varying monitoring requirements and this General Permit intends to make those
monitoring requirements consistent for similar small WWTFs. Therefore, the monitoring
frequency specified in the General Permit supersedes the monitoring frequencies in the
various existing permits.

Regarding how long EPA expects existing limits to apply, EPA notes that (based on
footnote 13 referenced in the comment) these limits in the General Permit will be
effective at least through this permit term. Once this General Permit is ready to be
reissued in the future, EPA will reevaluate these limits to ensure they continue to meet
WQS and any proposed changes will be subject to public review and comment.

In the future, if a facility wishes to increase design flow or request a sampling change,
they may submit a formal request to EPA Region 1. EPA will consider and process all
requests and, if appropriate, apply them through a permit modification or permit
reissuance, either of which would be subject to public review and comment.

Comment 132

In the draft General Permit, there also appear to be quite a few additional effluent
characteristics required to be sampled for over and above those that individual facilities have
been called upon heretofore to test.

93





a. Why is this necessary in all cases?

b. That really increases the analytical costs and could encourage facilities to apply
for individual site-specific permits rather than just accept the terms of a General Permit.

Response 132

While it is not clear to which specific effluent characteristic the comment refers, EPA
confirms that all monitoring requirements are included for the purpose of gathering
sufficient data to inform the evaluation as to whether there is reasonable potential for the
discharge to cause or contribute to a violation of water quality standards in the next
permit issuance. See 40 CFR § 122.44(d)(1). The authority to require that permittees
provide such information is derived from CWA Section 308(a). EPA also notes that many
of the effluent and ambient characteristics (metals, hardness, etc.) that are required to be
monitored and reported are included in the Whole Effluent Toxicity (WET) test water
chemistry analysis. This water chemistry analysis has always been required as part of
each WET test and the only new aspect is that these results are now required to be
reported in NetDMR.

The monitoring frequency for each parameter is based on state guidance and state review.
Given that many of the eligible permittees have permits which expired many years ago,
EPA acknowledges that there are various differences in monitoring frequency in the
existing permits. Therefore, some facilities will see an increase in frequency for certain
parameters and a decrease in frequency for other parameters, with the exception of PFAS
monitoring which is new for everyone. Overall EPA considers these changes to be
modest and notes that if these facilities were to receive a reissued individual permit, that
individual permit would include these same modest frequency changes. EPA recognizes
that in some cases this monitoring has a moderate increase in the analytical costs, but
nevertheless requires such data gathering to effectively carry out the CWA.

Also see Response 83.

Comment 133

How does the EPA determine when to drop or add some of the generic effluent characteristics to
the General Permit?

Response 133

EPA requires the characterization of the effluent for all pollutants of concern which may
have the reasonable potential to cause or contribute to a violation of WQS. Based on
EPA’s knowledge of typical wastewater effluent and applicable WQS, EPA has included
the effluent monitoring requirements presented in the General Permit to ensure
compliance with the CWA.

Comment 134
What is the frequency that EPA will review the established effluent characteristics?
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Response 134

As stated on page 1 of the General Permit, the permit expires 5 years from the effective
date. After it expires, EPA will review and reissue the General Permit with updated
requirements. During the permit term, EPA routinely evaluates effluent monitoring data
to ensure compliance with applicable effluent limits.

AA. Comments from Andrea Donlon, River Steward, Connecticut River Conservancy

Comment 135

I am submitting very brief comments on the 2021 Draft General Permit for Small Wastewater
Treatment Facilities in MA and NH.

In general, we found the Fact Sheet helpful, and Attachment E and Appendix B helpful for
explaining the nitrogen limits for Long Island Sound.

The proposed permit will potentially cover 19 facilities in the MA portion and 14 facilities in the
NH portion of the CT River watershed.

My main comments have to do with public access to information and applicability of the general
permit.

As shown on Attachment E, list of eligible facilities, most of the eligible facilities in MA
currently have expired individual permits; some expired over 10 years ago. Once they are
covered under the general permit, there is no posting to that effect under
https://www.epa.gov/npdespermits/massachusetts-final-individual-npdes-permits, and no way to
see what specific limits may be placed on the facility under an authorization letter. CRC requests
that EPA consider updating its tables for MA and NH facilities so that the public could find out
more information about limits on facilities listed in Attachment E as time goes on. Whether this
is appropriate under a separate page or an expansion of the idea of this table (so that it would
include individual and general permittees) would be EPA’s call. But it would be helpful to have
access to the information.

Section V of the permit indicates that an operator may request to be covered under the general
permit or EPA may simply send the operator a letter saying they are covered. Part V(B) indicates
that an individual permit may be required for any facility that is violating water quality
standards. A check of several facilities in the ECHO database indicates that there have been
violations of permit limits at facilities (one example: Woronoco pH limit violations). Other
facilities seem to have many quarters in noncompliance, perhaps not filing DMRs or required I/
reports. Will facilities be inspected or required to come into compliance in order to be covered
under the general permit?

Response 135

EPA agrees with the comment that it would be valuable for the public to have access to
the facility-specific requirements for those WWTFs authorized by this General Permit.
Therefore, EPA will upload all authorization letters to EPA’s website for this permit.
These authorization letters will include all facility-specific requirements.
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Regarding Part V.B, EPA notes that this provision simply indicates that a discharger who
violates WQS “may” be required to obtain an individual permit. This does not indicate
that a discharger who violates WQS “must” obtain an individual permit. In such cases, it
would be under EPA’s discretion as to whether that discharger could be more effectively
permitted under an individual or general permit. In general, EPA notes that dischargers
authorized under this General Permit would be equally subject to EPA enforcement
action as dischargers under an individual permit. Therefore, EPA does not see any reason
to automatically require individual permits based solely on permit violations.

Comment 136

I’1l re-iterate our request that all nitrogen optimization reports submitted to EPA under individual
or general permit requirements be posted online so that the public does not need to obtain them
through a FOIA request.

Response 136

EPA agrees that these reports should be available for review by any interested party.
However, EPA is not aware of significant public interest in these reports such that
posting them online is warranted. Rather, EPA will make these reports available upon
request and notes that an official request under the Freedom of Information Act (FOIA) is
unnecessary. Specific requests may be made via email to RINPDESReporting@epa.gov.

BB. Comments from Rob Lauricella, Area Manager, H20 Innovation

Comment 137

My company contracts out the operation of a couple wastewater plants in NH that just received
the new general permit with PFAS sampling requirements in them. I called your number and left
you a message to contact me but I thought an email would be fine. The State of NH sampled
many of the treatment plants for PFAS and found some with issues that they knew may be a
problem. Did EPA consider just having PFAS sampling for the treatment plants with these issues
instead of a blanket permit for all treatment plants? The estimated cost I just received from the
lab is approximately $3,300 in PFAS sampling per year for the treatment plants. Many of the
small communities have limited budgets and I’'m assuming EPA is not providing any funding for
this sampling. Has there been any discussions on reduced sampling if a year worth of testing
comes out with low numbers? Many of the treatment plants are lagoons and sampling sludge will
be quite difficult and near impossible safely in the winter months. I’'m not sure if the thought for
lagoon sludge sampling is only when the sludge is removed?

Thanks for your help and just wanted to provide my thoughts on this new
testing requirements.
Response 137

See the General Response Regarding PFAS Monitoring in Appendix A.
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CC. Comments from Mickey Nowak, MA Water Environment Association

Comment 138

The frequency of PFAS testing for small facilities. I will use Monroe as an example.
The design flow is 15,000 gallons per day. The actual flow is under 10,000 per day.

I fully understand that PFAS compounds in wastewater are important and that the MA
DERP is still trying to wrap their arms around the issue but I also doubt that cutting
Monroe's in testing half to every six months would cause any harm to the US EPA's
or MA DEP pursuit of PFAS knowledge. They need to be at the same testing
frequency as a GLSD, or UBCW? The testing adds significant costs to a small
facilities budget for very little in return.

Response 138
See the General Response Regarding PFAS Monitoring in Appendix A.

DD. Comments from Christopher Perkins, NH Water Pollution Control Assocation

Comment 139

I am writing on behalf of the Permit Committee of the New Hampshire Water Pollution Control
Association (NHWPCA). The NHWPCA has the following stated purpose and represents
hundreds of wastewater professionals from across the state:

1. The acquisition and dissemination of knowledge concerning the nature, collection, treatment
and disposal of water-carried wastes and the design and operation of wastewater systems.

2. The promotion of good public relations and sound legislation relating to wastewater control
systems.

3. The advancement of the status of personnel engaged in the control of water pollution.

4. The improvement of wastewater collection and treatment and thereby the quality of New
Hampshire's water resources.

The Permit Committee, working through the NHWPCA Board of Directors, works to identify
ways and means to offer guidance to membership relative to new or modified NPDES permit-
related issues, trends, water quality standards, and/or associated rulemaking. This may include
training or articles on permit-related issues and water quality standards, comments prepared
related to specific draft permits, and other actions that advance the interests of membership.

Response 139
EPA acknowledges this comment.

Comment 140

Many of the permittees named in the above referenced permit have put forth significant effort
and funds to complete and submit NPDES permit renewal applications with specific requests for
consideration which are currently outstanding. It is requested that EPA provide the permittees
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with formal responses to any outstanding NPDES permit application questions or requests
submitted within the last 5 years.

Response 140

EPA notes that it is unclear precisely what “questions or requests” this comment refers to
as the comment does not provide any specific reference. Therefore, EPA is unable to
provide any specific feedback or response to anything outside the scope of the comments
submitted herein.

Also see Response 84.

Comment 141

Part I1I.A, Footnote 1 specifies that regular monthly compliance sampling schedules shall “...be
developed in which samples are taken at the same location, same time and same days of the week
each month.” These rigid requirements are unnecessary and particularly overburdensome on
small wastewater treatment facilities. It is requested that these requirements be modified to
enable licensed operations staff to manage their routine sampling programs as appropriate for
their facility.

Response 141

See Responses 25 and 75 regarding the routine sampling program.

Comment 142

Part III.A, Footnote 15 indicates that “Any existing limits in a facility’s current NPDES permit
that are more stringent than the limitations presented in this table will be included in that
facility’s authorization to discharge under the General Permit.” It is requested that permittees that
receive “more stringent limits” within the General Permit, be it existing or new, have the
associated site-specific Fact Sheet information and/or permittee-specific supplemental
information typically included in individual permits. Permittees have the right to review site-
specific supplemental information used for derivation of the “more stringent limits” identified in
the permit. The current requirement references older, administratively continued or otherwise
expired permits and does not provide permittees with complete NPDES permit packages for their
review and comment.

Response 142
See Response 20 regarding the administrative record and Response 74 regarding the
footnote referenced in the comment.

Comment 143

It is requested that EPA and NHDES regulate the use of PFAS compounds in consumer products.
The elimination of PFAS from consumer goods and industrial products would be the most
effective method of reducing the concentration of these compounds in wastewater and ultimately
the environment.

We recognize the value of data collection, particularly related to the recently regulated series of
the PFAS compounds listed under Part III.A. Without a robust data set of properly collected and
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tabulated sample results, it is difficult to ascertain the degree to which wastewater treatment
facilities may be discharging concentrations of these compounds to New Hampshire receiving
waters.

However, these small facilities generally have fewer resources to accommodate additional cost
burdens associated with new regulatory requirements such as these. It is therefore requested that
every effort be made to identify sources of funding that could be made available to permittees
that will seek coverage under this general permit and be required to monitor and report on the
PFAS compounds.

Given the purpose of the monitoring requirements for the PFAS compounds, and in recognition
of the cost burden this requirement represents, we request that there be consideration for a
reduced measurement frequency for facilities with a design flow of less than 1 MGD. We
propose a measurement frequency of 2/year for these facilities.

The introduction of new monitoring requirements for the PFAS compounds is understood to
determine whether the compounds are present in facility discharges and not to collect data that
will be used to establish future numerical concentration or mass-based permit limits in their
effluent or sludge. It is important to the NHWPCA membership that this be made explicitly clear
in the final permit and associated response to draft permit comments.

The requirement to monitor the PFAS compounds in sludge is also a concern. Many of the
facilities that can seek coverage under this general permit are lagoon plants that do not regularly
process sludge. Lagoon plants and others that do not regularly process or remove waste sludge
from their facilities warrant a different set of requirements. A single background sample taken
following general permit coverage, with subsequent samples only taken in advance of sludge
removal, processing, and disposal would be more appropriate.

The reporting requirement for the PFAS compounds does not allow for a reduction in
measurement frequency. It is requested that a permittee be provided a means of seeking and
securing a reduced measurement frequency should the facility demonstrate PFAS compound
concentrations below the New Hampshire AGQSs for four (4) consecutive monitoring events.

Response 143
See the General Response Regarding PFAS Monitoring in Appendix A.

EE. Comments from Alison Field-Juma, Executive Director, OARS

Comment 144

OARS, the watershed organization for the Sudbury, Assabet and Concord Rivers, submits these
comments on the draft Small Wastewater Treatment Facility General Permit. Founded in 1986,
OARS’ mission is to protect, improve and preserve the Sudbury, Assabet and Concord Rivers,
their tributaries and watersheds, for public recreation, water supply, and wildlife habitat. OARS
has operated a quality-controlled in-stream water quality monitoring program for over 20 years.
Our data are uploaded to WQX and used by DEP for the Integrated List of Waters, among other
uses by municipal, state and federal entities. This permit will cover three “minor” wastewater
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treatment facilities in the SuAsCo watershed: Middlesex School, MCI-Concord, and Wayland
Town Center. OARS has commented on the individual permits for these facilities in the past, and
two—MCI-Concord and Wayland Town Center—discharge directly into the Assabet and
Sudbury Wild and Scenic Rivers directly.

We are glad to see that the current conditions in the individual permits for these facilities remain
substantially unchanged or strengthened and are incorporated into the proposed General Permit,
in particular regarding phosphorus limits and flow limits.

We support the proposed reduction in Total Phosphorus from the 0.2 mg/L Average Monthly
concentration in the current (2011) NPDES permit for Middlesex School. In Ecoregion IV, the
recommended instream Total Phosphorus criterion is 31.25 pg/L (Fact Sheet p. 24) in order to
avoid eutrophication. Particularly due to the very small size of the receiving water, Spencer
Brook, a discharge limit of 0.05 should be put in place instead of the proposed 0.16 mg/L TP in
order to protect water quality. Note that: “Specifically, the Gold Book recommends in-stream
phosphorus concentrations of no greater than . . . 0.1 mg/L for any stream not discharging
directly to lakes or impoundments . . .” (p. 24). Hence 0.1 mg/L should be the maximum possible
discharge concentration for this plant if a lower concentration is not technologically possible. As
stated in the Fact Sheet (p. 23) regarding phosphorus: . . . [a] protective approach is appropriate
because, once begun, the cycle of eutrophication can be difficult to reverse due to the tendency
of nutrients to be retained in the sediments.”

Response 144

EPA notes that since the 2011 Middlesex School Permit already contained a limit for
phosphorus, EPA used the mass balance equation presented in Appendix A to determine
if a more stringent limit would be required to continue to meet WQS under current
conditions. The limit was determined to be the more stringent of either (1) the existing
limit or (2) the calculated effluent concentration (Cd) allowable to meet WQS based on
current conditions.

Regarding the use of the ecoregion criterion, EPA considered several options (including
ecoregion values and Gold Book thresholds) for translating the narrative nutrient criteria
into a numeric target. See Fact Sheet pages 23-25. Regarding the ecoregion values
specifically, EPA noted on page 24 of the Fact Sheet “While reference conditions reflect
in-stream phosphorus concentrations that are sufficiently low to meet the requirements
necessary to support designated uses, they may also represent levels of water quality beyond
what is necessary to support such uses.” EPA opted rather to apply the Gold Book
recommended value, as quoted in the comment above and repeated here: “Specifically,
the Gold Book recommends in-stream phosphorus concentrations of no greater than...0.1
mg/L for any stream not discharging directly to lakes or impoundments.” Contrary to the
comment, this does not imply that the effluent phosphorus limit should be no greater than
0.1 mg/L but that the in-stream phosphorus concentration should be no greater than 0.1
mg/L.

Accordingly, EPA applied 0.1 mg/L as an in-stream threshold that should not be
exceeded even under critical flow conditions. Using a median ambient concentration of
0.058 mg/L (ambient phosphorus data reported by the Permittee), the upstream 7Q10
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flow of 0.11 cfs, and the design flow of the Facility of 0.052 MGD, the mass balance
equation presented in Appendix A of the Fact Sheet was used to determine that an
effluent value of 0.16 mg/L would ensure protection of the target concentration of 0.1
mg/L under critical conditions. Based on EPA’s evaluation of the site-specific data for
the Middlesex School, a more stringent limit of 0.16 mg/L is necessary to protect WQS
and a more stringent limit of 0.05 mg/L (as proposed in the comment) is not warranted.

Comment 145

We note that the dilution factor for the Middlesex school is extremely low, at 2.4, due to
discharging into a small stream (Spencer Brook). Any upsets to the school’s plant operation or
changes in flows could have a significant influence on water quality, particularly if this occurs
during the summertime (e.g., during summer camp). While the other two facilities have greater
dilution, we are well aware that low flows in the Assabet and Sudbury Rivers are becoming more
severe (note that the draft Westborough NPDES permit has a new dilution factor of zero) due to
increasing incidence of drought, and rising air temperatures and evaporation rates. All three
rivers in the SuAsCo system experience very sluggish flow during the summer which has serious
negative impacts on aquatic life and recreation, threatening the rivers’ designated uses.
Additionally, many segments remain impaired for eutrophication and low DO, both of which
could be exacerbated by the pollutants from these facilities.

Due to the relative infrequency of sampling and averaging of concentrations, a peak discharge of
pollutants could occur that coincides with low flow conditions, when the aquatic life is already
stressed and it might not be detected. The draft permit requires that “All samples shall be
collected in a manner to yield representative data. A routine sampling program shall be
developed in which samples are taken at the same location, same time and same days of the week
each month,” this merely prevents a discharger from purposefully collecting data in a way that
avoids lowest flow conditions. While we support a standardized routine sampling program, we
ask that permittees also specifically design their sampling to include low flow conditions when
they occur to prevent inadvertent problems with the data’s utility during very low flows.
Regarding the 5-year renewal cycle for the General Permit: will new calculations of discharge
limits and 7Q10 be carried out each time and a new Fact Sheet developed for each covered
facility? We are concerned that with increasingly severe droughts the 7Q10 of the receiving
waters may change (as cited above) and thus new discharge concentrations will be warranted. It
is essential that the General Permit take these changes in flow into consideration just as it takes
into consideration new pollutants of concern such as PFAS.

Response 145

EPA’s intention in collecting monitoring data is to collect representative data to properly
characterize the discharge. These data are then used for a variety of purposes based on a
presumption that they are representative of normal operating conditions. To ensure
protection of WQS under critical conditions, EPA incorporates reasonable worst-case
assumptions, such as 7Q10 flow, design flow, etc. into its analyses of the discharger’s
impact on the receiving water. Therefore, EPA does not agree that it is necessary to
specifically require monitoring during worst-case conditions because EPA can use
representative data to model pollutant concentrations during low-flow conditions. Given
that EPA’s analysis is based on reasonable worst-case conditions, it is highly unlikely
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that “a peak discharge of pollutants could occur that coincides with low flow conditions”
beyond the level of EPA’s analysis in a manner that would both comply with the permit
and violate WQS, as suggested by the comment.

Regarding future renewals of the General Permit, EPA confirms that any future
reissuance of the Small WWTF General Permit will include a review of the 7Q10 flows
for each facility and an evaluation of reasonable potential based on current conditions
will be calculated as needed based on each facilities dilution factor. Each facility covered
under the General Permit will not have an individual Fact Sheet but instead will be
included in the General Permit Fact Sheet.

Also see Response 25 regarding the routine sampling program.

Comment 146

We support the new requirements for PFAS monitoring. We are concerned about discharges of
PFAS into surface waters and their impact on aquatic life, as well as on the public water supply
of Billerica, which depends solely on the Concord River downstream of all three facilities. As
soon as surface water standards for PFAS are adopted, they should be applied to these
discharges, and the rivers.

Response 146
See the General Response Regarding PFAS Monitoring in Appendix A.

Comment 147

Should any permit modifications be requested by the three covered facilities in our watershed we
will want to review and comment on the draft modification. We will be particularly interested in
any increase in discharge volume since this affects the dilution calculations. We also request that
the individual permit conditions be uploaded with the General Permit to the Region 1 NPDES
website so that we may access the details for each plant covered by the general permit going
forward.

Response 147

Regarding future modifications, EPA confirms that any future permit modification (such
as any increase in discharge volume) or any future reissuance of the Small WWTF
General Permit will include another public notice opportunity to review and comment on
the draft General Permit at that time.

Regarding the request to make all permit conditions publicly available, see Response 135.

FF.Comments from Anne Slugg, Chair, Sudbury, Assabet, and Concord Wild and Scenic
River Stewardship Council

Comment 148

In 1999, Congress designated twenty-nine miles of the Sudbury, Assabet, and Concord Rivers as
a component of the National Wild and Scenic River System. This designation recognizes the
rivers’ free-flow and nationally significant outstanding scenic, ecological, recreational, historical
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and literary values. Comprised of representatives from local, state and federal governments, and
local non-profits, the SuAsCo River Stewardship Council coordinates the protection and
enhancement of the Wild and Scenic River segments and their associated outstandingly
remarkable values.

This general permit will include three small wastewater treatment facilities in the SuAsCo
watershed: Middlesex School, MCI-Concord, and Wayland WWMDC. The RSC has been very
involved in the individual permit for the Wayland WWMDC plant which discharges directly into
the Wild & Scenic Sudbury River, as well as the MCI-Concord facility which discharges directly
into the Wild & Scenic Sudbury River.

We are glad to see that the current conditions in the individual permits for these facilities remain
substantially unchanged and are incorporated into the proposed General Permit, in particular
regarding phosphorus limits and flow limits. We note that the dilution factor for the Middlesex
School is extremely low due to discharging into a small stream (Spencer Brook), of 2.4. Any
upsets to their plant’s operation or changes in flows could have a significant influence on water
quality, particularly if this occurs during the summertime (e.g., during summer camp), that could
potentially reach the Assabet River. While the other two facilities have greater dilution, the
Assabet and Sudbury Rivers are experiencing more extreme low flow conditions due to
increasing incidence of drought and rising air temperatures. All three rivers in the SuAsCo
system experience very sluggish flow during the summer which has serious negative impacts on
aquatic life and recreation, threatening the Outstandingly Remarkable Values—particularly
Recreation, Ecology and Scenery—for which these rivers were designated “Wild & Scenic.”

Due to the relative infrequency of sampling and averaging of concentrations, a peak discharge of
pollutants could occur that coincides with low flow conditions, when the aquatic life is already
stressed and it might not be detected. The draft permit requires that “All samples shall be
collected in a manner to yield representative data. A routine sampling program shall be
developed in which samples are taken at the same location, same time and same days of the week
each month.” This merely prevents a discharger from purposefully collecting data in a way that
avoids lowest flow conditions. We ask that permittees specifically design their sampling to
include low flow conditions when they occur to prevent inadvertent problems with the data’s
utility.

Response 148
See Responses 25 and 145.

Comment 149.

We also support the new requirements for PFAS monitoring. We are concerned about discharges
of PFAS into surface waters and their impact on aquatic life, as well as on the downstream public
water supply of Billerica, which depends solely on the Concord River.

Response 149
See the General Response Regarding PFAS Monitoring in Appendix A.
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Comment 150

Should any permit modifications be requested by the three covered facilities in our watershed we
will want to review and comment on the draft modification. We will be particularly interested in
any increase in discharge volume since this affects the dilution calculations. We confirm that the
design flow of 0.052 MGD is the flow limit for the Wayland facility. In addition, when the
General Permit expires after 5 years, we would like to be able to comment on the subsequent
permit before it is finalized and reissued.

Response 150
See Response 147.
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Appendix A — General Response Regarding PFAS Monitoring

EPA received several comments regarding the PFAS monitoring requirements proposed in the
Draft General Permit, as presented throughout the Response to Comments document. For clarity,
EPA has decided to develop this appendix as a complete response to all of the related comments.
This appendix includes a brief summary of the rationale for these monitoring requirements, a
response to each of the related issues or concerns raised in the comments, and a summary of the
changes in the Final General Permit based on the comments received.

EPA has broad authority under the CWA and NPDES regulations to prescribe the collection of
data and reporting requirements in NPDES Permits. See, e.g., CWA § 308. As discussed in the
Fact Sheet at 31, the purpose of this monitoring and reporting requirement is “to better
understand potential discharges of PFAS from this facility and to inform future permitting
decisions, including the potential development of water quality-based effluent limits on a facility-
specific basis.” These permitting decisions may include whether there is reasonable potential to
cause or contribute to a violation of the State water quality standards in the next permit
reissuance, and if there is, to inform the development of numeric effluent limits or pollutant
minimization practices, or some combination.

EPA received a number of questions or concerns related to this monitoring, as described below.

First, several commenters were concerned about the cost of PFAS monitoring given that the
WWTFs authorized by this General Permit are all “small” and have limited budgets. EPA
recognized that this new monitoring requirement includes a moderate cost. As with all NPDES
permits, the cost of monitoring is the responsibility of the Permittee; however, EPA also notes
that some monitoring requirements for other pollutants were either removed or reduced for
certain dischargers, which results in a moderate decrease in those monitoring costs. Given that
many of the eligible WWTFs have permits which expired many years ago, EPA acknowledges
that there are various differences in monitoring frequency in the existing permits. Therefore,
some facilities will see an increase in frequency for certain parameters and a decrease in
frequency for other parameters, with the exception of PFAS monitoring which is new for
everyone. Overall EPA considers these changes to be modest and notes that if these facilities
were to receive a reissued individual permit, that individual permit would include these same
modest frequency changes. While one comment characterized PFAS monitoring as a “low
priority” when compared to other maintenance and operational items, EPA disagrees and notes
that the EPA must protect all WQS and gather data deemed necessary to ensure we can continue
to protect current WQS related to toxic pollutants generally and anticipated WQS specific to
PFAS in the future. As cited in Section 4.11 of the Fact Sheet, both Massachusetts WQS and
New Hampshire WQS include narrative requirements to prevent the discharge of toxic pollutants
in toxic amounts. See MA WQS at 314 CMR 4.05(5)(¢) and NH WQS at (N.H. RSA 485-A:8,
VI and the N.H. Code of Administrative Rules, PART Env-Wq 1730.21(a)(1)).

Having said that, EPA agrees that it is appropriate to reconsider the minimum level of PFAS
monitoring frequency necessary to yield sufficient data, given the relatively low environmental
impact of smaller WWTFs. Accordingly, EPA and the States agree to reduce the monitoring
frequency from once per quarter to twice per year (i.e., in the third and fourth calendar quarters).
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This reduction in frequency applies to influent, effluent and sludge monitoring. The third and
fourth calendar quarters were chosen as they correspond to times of lower ambient flow when
the WWTFs typically have a larger environmental impact compared to times with higher levels
of stormwater, snowmelt, etc. Additionally, these quarters were also chosen based on comments
requesting that EPA not require testing of lagoons in potentially dangerous conditions during the
cold winter months.

Second, some commenters expressed that certain aspects of the sludge PFAS monitoring were
unnecessary. Some suggested that only monitoring sludge at “larger” POTWs could provide
enough data. Others suggested that sludge in lagoons has less variability and does not require
frequent monitoring. Still others questioned how to sample the sludge in a lagoon in a
representative manner. EPA disagrees that sampling sludge at these “small” WWTFs is
unnecessary and confirms that each WWTF has a unique composition and treatment which must
be analyzed specifically in order to properly characterize the fate of PFAS. However, EPA
agrees that the variability of the sludge at lagoon facilities is much lower than for other types of
treatment. Therefore, EPA and the States agree that sludge sampling for lagoon facilities is only
necessary once during the permit term. The Final General Permit has been updated to indicate
that lagoon facilities are only required to monitor sludge during the first full third calendar
quarter that occurs at least 6 months after EPA notifies the Permittee that a multi-lab validated
method is available. Further, the Final General Permit has been revised to include more specific
instructions, consistent with State guidance, for how these lagoon facilities must conduct this
single sampling event in a representative manner.

Third, some commenters expressed that the industrial users identified in the Draft General Permit
should not be required to monitor for PFAS once per year. Rather, EPA should allow permittees
to review WWTF data and if necessary incorporate requirements on industrial users (with known
or suspected sources of PFAS) through local limits, pretreatment programs, industrial discharge
permits, and/or sewer use ordinances. EPA agrees that annual monitoring should only be
required for certain industrial users with known or suspected sources of PFAS. Accordingly,
EPA included monitoring for certain types of industrial users listed in Part IV.C.3 of the Draft
General Permit. EPA recognizes that permittees have other regulatory avenues (as listed in the
comments 26 and 40) to require such monitoring and the annual monitoring requirement may be
implemented through any of those regulatory avenues. Thus, the permittee may transfer all or
part of the monitoring cost associated with this monitoring to the industrial user, as it deems
appropriate. EPA does not agree that this monitoring should only be done at the volition of the
permittee and maintains these requirements in the Final General Permit.

Fourth, some commenters expressed that influent monitoring is not necessary to “better
understand potential discharges” of PFAS or that influent is not important if a facility is not
designed to treat PFAS. EPA finds that effluent and sludge monitoring are necessary to
characterize discharges and matching these data with influent data is important to validate that
those discharges are consistent with the level entering the facility and to better understand long-
term trends and fate of PFAS. For example, it may be determined that high levels of PFAS in a
lagoon’s sludge and effluent are based on PFAS loadings from many years ago and the current
influent does not have significant PFAS. Conversely, it may be determined that significant PFAS
in a facility’s influent is not found in the effluent or sludge, which could indicate the treatment
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process is breaking down these chemicals. As one commenter indicated, it is possible that certain
treatment processes break down PFAS into more (or less) persistent chemicals in the
environment. For these reasons, EPA confirms that influent monitoring is necessary in
combination with effluent and sludge monitoring and it will remain in the Final General Permit.

Fifth, some commenters suggested that PFAS monitoring required outside the scope of the
NPDES permit was sufficient. EPA agrees that monitoring conducted for any other reason may
also be used to fulfill the monitoring requirement under the Final General Permit so long as the
timing and other details (sampling location, parameters, etc.) conform to the permit
requirements.

Sixth, some commenters suggested that EPA incorporate an “off ramp” to reduce or remove
PFAS sampling if initial results are below a certain level. Given the reduction in frequency
described above, EPA notes that monitoring for the full permit term (i.e., 5 years) would result in
10 samples of the influent, effluent and sludge for all facilities (with the exception of lagoon
facilities with only 1 sludge sample). Given the inherent variability of wastewater at each
WWTF, EPA considers this level of sampling to be the minimum to fully characterize the
discharge. Therefore, EPA does not consider it appropriate to provide any “off ramps” within
this initial permit term. However, EPA will evaluate all available data in the next permit
reissuance and may reduce or remove PFAS monitoring for some or all of the facilities
depending on updated information and water quality criteria.

Seventh, some commenters suggested that EPA should wait to require PFAS monitoring either
until PFAS is recognized as a toxic pollutant or until an analytical method is approved or until an
analytical method is included in 40 CFR Part 136 or until local labs become accredited to reduce
processing time. Relatedly, some commenters noted that the permits for Hampton and Seabrook
were issued in New Hampshire after the NH Maximum Contaminant Levels (MCLs) and
Ambient Groundwater Quality Standards (AGQSs) became effective on July 23, 2020, implying
that this was done based on a determination by EPA to wait for one or more of these issues to be
resolved. EPA disagrees that any of these reasons justify waiting to collect PFAS data. As
described in the Fact Sheet at 29-30, the States have established MCLs and/or AGQSs for PFAS.
EPA and the States intend to use the PFAS monitoring data to continue to protect downstream
drinking water, recreational and aquatic life uses.

Regarding method approval and availability, EPA notes that these monitoring requirements
indeed to not take effect until “the first full calendar quarter following 6 months after EPA
notifies the permittee that an EPA multi-lab validated method for wastewater [or sludge] is
available.” EPA acknowledges that there may be a transition period where an increased number
of local labs are able to perform the method. However, EPA notes that this should not result in
any challenges to timely reporting given that the monitoring can take place early in a given
quarter and the results must be submitted by the 15 of the month following the end of the
quarter. In other words, sampling during the third calendar quarter can be done as early as July
and results are not due until October 15", Likewise, sampling during the fourth calendar quarter
can be done as early as October and results are not due until January 15", In any case, EPA
expects this issue to be temporary as more labs become accredited with this new analytical
method as more facilities are required to conduct this monitoring.
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Regarding the reference to the Hampton and Seabrook permits, EPA notes that those permits
were drafted and went to public notice on June 23, 2020. As this was before the NH MCLs and
AGQs became effective on July 23, 2020, those Draft Permits did not include any PFAS
monitoring requirements. EPA did not receive any comments related to PFAS during the public
comment period for either permit, so EPA did not include PFAS requirements in the Hampton
and Seabrook final permits even though they were issued after July 23, 2020. Therefore, contrary
to the comment, the exclusion of PFAS requirements in these two permits was not based on a
determination by EPA to wait before beginning to incorporate PFAS monitoring requirements.

Eighth, some commenters suggested that PFAS monitoring is not necessary for marine
dischargers as there is little risk of drinking water contamination. EPA agrees that the eligible
dischargers to marine waters have little risk of drinking water contamination but notes that this is
not the only environmental concern. As stated in the Fact Sheet at 29, “EPA is collecting
information to evaluate the potential impacts that discharges of PFAS from wastewater treatment
plants may have on downstream drinking water, recreational and aquatic life uses.”
(emphasis added) As noted, EPA is also concerned about potential impacts on recreational and
aquatic life uses. EPA has determined that the eligible dischargers to marine waters may impact
downstream recreational uses (e.g., swimming and fishing) and/or aquatic life uses (e.g.,
potential bioaccumulation of PFAS in fish tissue). Therefore, PEAS monitoring for marine
dischargers with a design flow greater than 0.1 MGD will remain in the Final General Permit.
However, EPA notes that very small dischargers with design flow below 0.1 MGD pose a very
low risk for this type of exposure and it is not necessary for them to sample for PFAS. In this
General Permit, this only includes the USCG Boston Light WWTF with a design flow of 0.0005
MGD which discharges to the Boston Harbor and the Shorecliff — Deaconess Retirement Home
WWTF with a design flow of 0.004 MGD which discharges to Massachusetts Bay (Atlantic
Ocean). Monitoring of PFAS in not required for these two WWTFs in the Final General Permit.

Ninth, some commenters suggested that EPA focus on reducing PFAS “at the source” rather than
requiring WWTFs to bear the cost. EPA agrees that the concern regarding PFAS is a much
broader issue than the scope of this NPDES permit and EPA is taking steps to address it, as
outlined in EPA’s 2019 PFAS Action Plan and the 2020 PFAS Action Plan Update'. As
suggested in the comment, much work still needs to be done beyond the scope of this permit
related to studying the impact to the environment, the impact to human health, and addressing
source control of PFAS compounds. EPA agrees that reducing the source of PFAS (much of
which has already been done) is a necessary aspect of addressing the overall environmental
impact, but not the only aspect. Given that PFAS has been in use since the 1940s and has been
used in a wide array of consumer and industrial products, mere source reduction will not fully
resolve the persistent impact of PFAS chemicals already in the environment. Therefore, in
addition to source reduction EPA must also assess the potential environmental impact where
PFAS may accumulate, such as at WWTFs.

In conclusion, EPA appreciates the significant public interest regarding PFAS and the comments
submitted on the Draft General Permit regarding EPA’s proposed approach to PFAS monitoring.
As described above, in Part II.A and Part II.A of the Final General Permit the influent, effluent

13 Available at https://www.epa.gov/pfas/epas-pfas-action-plan.
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and sludge monitoring have been reduced to twice per year (in the 3™ and 4™ calendar quarters)
and the sludge monitoring for lagoon facilities has been further reduced to once per permit term
with details regarding how to sample the lagoon sludge in a representative manner. Finally,
PFAS monitoring is not required for marine dischargers with a design flow below 0.1 MGD.
These changes are reflected in the Final General Permit.
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The State of New Hampshire
HDES Department of Environmental Services

Robert R. Scott, Commissioner

June 4, 2021

Lynn Jennings, Chief

Water Permits Branch

Water Division

EPA New England

5 Post Office Square, Suite 100 (06-1)
Boston, MA 02109-3912

Subject: Small Wastewater Treatment Facility General Permit
Certification of NPDES Permit No. NHG580000

Dear Ms. Jennings:

By letter dated April 8, 2021, the U.S. Environmental Protection Agency (EPA) requested state certification, in
accordance with Section 401 of the Clean Water Act, of the draft Small Wastewater Treatment Facility General
Permit (WWTF GP).

EPA gave public notice of the availability of the draft permit, including the fact sheet, on April 8, 2021. The public
notice provided a public comment period until May 25, 2021, and stated that the draft permit and fact sheet
could be obtained at the EPA New England website at https://www.epa.gov/npdes-permits/region-1-draft-small-
wastewater-treatment-facilities-general-permit.

After review of the draft permit, state certification is hereby granted pursuant to Section 401 of the Clean Water
Act with the condition that EPA complete a reasonable potential analysis and develop permit limits for each New
Hampshire facility that is eligible for coverage under the WWTF GP, regardless of dilution factor.

The draft permit, with the condition noted, will ensure that the requirements in Title L RSA 485-A and New
Hampshire Code of Administrative Rules Env-Wq 1700 (Surface Water Quality Standards) are met. Per EPA’s April
8, 2021 correspondence, EPA has given NHDES only 60 days to certify this permit. As such, NHDES is required to
provide this certification without the opportunity to view the responses to public comments or final permit.
Therefore, this certification is for the above-referenced draft permit provided during the public comment period
only. This certification does not pertain to any modified draft or final permit that may be created later or to any
modifications to the draft permit created in response to public comments or otherwise, including, but not limited
to, any modifications to the draft permit limits or monitoring requirements.

www.des.nh.gov
29 Hazen Drive ¢ PO Box 95 ¢ Concord, NH 03302-0095
(603) 271-3908 ¢ Fax: 271-4128 « TDD Access: Relay NH 1-800-735-2964





Sincerely,
Rene Pelletier, P.G., Assistant Director
Water Division

cc: Ellen Weitzler, EPA-Region 1
Tracy Wood, P.E., Administrator, NHDES WD-WWEB
Ted Diers, Administrator, NHDES WD-WMB
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Small Wastewater Treatment Facility General Permit 2021 Final General Permit
WWTF GP MAG580000 Page 1 of 50
WWTF GP NHG580000

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) GENERAL
PERMITS FOR SMALL WASTEWATER TREATMENT FACILITIES (WWTFs)

Note: These permits are organized as a single permit and are referred to herein as the “General
Permit” or the “WWTF GP”. The effluent limitations and specific conditions for facilities in
Massachusetts and New Hampshire are contained in Parts II and III, respectively. Parts IV through
VIII include conditions which are common to both permits.

TABLE OF CONTENTS
I.  Applicability and Coverage of the WWTEF GP ......ccccociiiiiiiiiiiiiiiccceececce 1
II.  Massachusetts General Permit, Permit No. MAGS80000........ccoooiiiiiiieeieeeeeeeeeeeeeeeeeeeeeeeeeee 4
III. New Hampshire General Permit, Permit No. NHGS580000..........cccccccevvieniininiininnienicenne. 19
IV. Additional Limitations, Conditions, and Requirements ............c.cccceeeeveerienieeneenreeneesreennenn 36
V. Obtaining Authorization to DiSCharge.........ccceeeriiriiiiiiiiiiiieicreceeceeeee e 45
VI. Monitoring, Record-Keeping, and Reporting Requirements.............cccoeeeeevieenienrieneenneennen. 47
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The following documents are separate attachments to the WWTF General Permit:

Part VIII — Standard Conditions

Attachment A — Freshwater Acute Toxicity Test Procedure and Protocol, February 2011
Attachment B — Freshwater Chronic Toxicity Test Procedure and Protocol, March 2013
Attachment C — Marine Acute Toxicity Test Procedure and Protocol, July 2012
Attachment D — Marine Chronic Toxicity Test Procedure and Protocol, November 2013
Attachment E — List of Eligible Facilities, September 2021

I. Applicability and Coverage of the WWTF GP
A. Eligible Discharges

Wastewater treatment facilities, including publicly owned treatment works and other treatment
works that treat domestic sewage (collectively “wastewater treatment facilities”, “facilities” or
“WWTFs”) are classified as either a “major” or a “minor” discharger. “Major” dischargers are
facilities with design flows equal to or greater than 1 million gallons per day (MGD) and any other
facilities designated by EPA, in its discretion, as a “major” facility (40 CFR §§ 122.2, 124.2). All
other facilities are generally classified as “minor” dischargers. Coverage under the WWTF GP is
available only to minor facilities in Massachusetts and to major and minor facilities in New
Hampshire that meet the requirements of this Part. See Attachment E for a list of eligible facilities.

B. Geographic Coverage Area

1. Massachusetts: Facilities authorized by the Massachusetts WWTF General Permit (NPDES
Permit No. MAGS580000) for discharges in the Commonwealth of Massachusetts, may
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discharge to all waters of the Commonwealth and Indian Country lands, except as provided in
Part I.C. of this permit, unless otherwise restricted by the Massachusetts Surface Water Quality
Standards, 314 CMR § 4.00 (or as revised).

2. New Hampshire: Facilities authorized by the New Hampshire General Permit (NPDES Permit
No. NHG580000) for discharges in the State of New Hampshire, may discharge to all waters
of the State of New Hampshire, except as provided in Part I.C. of this permit, unless otherwise
restricted by New Hampshire Title L, Water Management and Protection, Chapter 485-A:8
and the New Hampshire Code of Administrative Rules, Env-Wq 1700-1709 (or as revised).

C. Limitations on Coverage
The following dischargers are ineligible for coverage under this general permit:

1. Any facility that is not defined as a POTW or a treatment works treating domestic sewage,
as defined at 40 CFR § 403.3 and 40 CFR § 122.2, respectively;

2. Any facility with design flow greater than 1 MGD.

3. Any facility in Massachusetts that is categorized as a major facility.

4. Any facility that does not provide, at a minimum, secondary treatment to the discharge;
5. Any facility with one or more designated Combined Sewer Overflow (CSO) outfalls.
6. Discharges to the territorial sea, as defined at Clean Water Act (CWA) Section 502;

7. Discharges to Special Resource Waters in Massachusetts as defined in the Massachusetts
surface water quality standards at 314 CMR § 4.06(3) and (4), including Public Water
Supplies (314 CMR § 4.06(1)(d)(1), which have been designated by the state as Class A
waters, unless a variance is granted by the MassDEP, under 314 CMR § 4.04(3)(b);

8. Discharges to an Area of Critical Environmental Concern (ACEC) in Massachusetts;
9. Discharges to Massachusetts Ocean Sanctuaries, as defined at 302 CMR 5.00;

10. Discharges to Outstanding Resource Waters in Massachusetts as described in the
Massachusetts surface water quality standards at 314 CMR § 4.04(3) or in New Hampshire
as defined in the New Hampshire water quality regulations at Env-Wq 1708.04(a), unless
allowed by the NHDES under Env-Wq 1708.04(b) and (c);

11. Discharges to Class A waters in New Hampshire, in accordance with the New Hampshire
water quality regulations at Env-Wq 1708.05 and RSA 485-A:8, I;

12. Any new or increased discharge which is inconsistent with the antidegradation policy of
the State in which the discharge occurs;
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13. Discharges which are inconsistent with the State Coastal Zone Management Program;

14. Discharges which may adversely affect properties listed or eligible for listing in the
National Registry of Historic Places under the National Historic Preservation Act of 1966,
16 U.S.C. Sections 470 et seq., as amended,

15. Discharges which may adversely affect threatened or endangered species, or critical
habitats of such species, under the Endangered Species Act (ESA); and

16. Any “New Source” as defined in 40 CFR § 122.2.
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II. Massachusetts General Permit, Permit No. MAG580000

In compliance with the provisions of the Federal Clean Water Act, as amended, (33 U.S.C.
§§ 1251 et seq.; the "CWA"), owners and operators of WWTFs located in Massachusetts are
authorized to discharge to all waters, unless otherwise restricted, in accordance with effluent
limitations, monitoring requirements and other conditions set forth herein.

This permit shall become effective on the first day of the calendar month immediately following
60 days after signature.

This General Permit and the authorization to discharge supersedes the Publicly Owned Treatment
Works General Permit issued on July 6, 2011 and shall expire at midnight, five (5) years from the
last day of the month preceding the effective date.

Signed this  day of

Digitally signed

KENNETH by kennetH
MORAFF
MORAFE Dpate:2021.09.28

15:41:47 -04'00'

Ken Moraff, Director

Water Division

Environmental Protection Agency
Region 1

Boston, MA
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A. Effluent Limitations and Monitoring Requirements for Massachusetts Facilities

During the period beginning on the effective date and lasting through the expiration date, the Permittee is authorized to discharge

treated effluent from a wastewater treatment facility (WWTF) treating domestic sewage. The discharge shall be limited and monitored

as specified below at the end of all treatment processes, including disinfection or dechlorination, or at an alternative representative

location approved by EPA and the Massachusetts Department of Environmental Protection (MassDEP), that provides a representative

sample of the effluent. The receiving water and the influent shall be monitored as specified below.

Table 1. Effluent Limitations and Monitoring Requirements for Facilities in Massachusetts

Effluent Characteristic

Discharge Limitation'

Monitoring Requirement!>?

Parameter Average Average Maximum Daily Measuremen | Sample
Monthly Weekly t Frequency | Type?
Rolling - - Continuous Recorder
Effluent Flow* Annual
Average
Limit MGD
Effluent Flow* Report MGD | --- Report MGD Continuous Recorder
BOD:s 30 mg/L 45 mg/L Report mg/L 1/Week Composite
Limit® Ib/day | Limit’ Ib/day
CBOD:S 2§ mg/L 4Q mg/L Report mg/L 1/Week Composite
Limit’ Ib/day | Limit® Ib/day
BODs (or CBODs ®) Removal > 85 % - —-- —-- —--
TSS 30 mg/L 45 mg/L Report mg/L 1/Week Composite
Limit® Ib/day | Limit® Ib/day
TSS Removal > 85 % --- -—- - -—-
pH Range’ Limit Range S.U. 5/Week Grab
g‘;;il:gcv}égecrzh(g igg ;i)ionles/ - 409 colonies/100 mL | 1/Week Grab
Enterococci® 35 colonies/ . 1/Week Grab
Class SA or SB 100 mL - 104 colonies/100 mL
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Effluent Characteristic Discharge Limitation' Monitoring Requirement’?
Parameter Average Average Maximum Daily Measuremen | Sample
Monthly Weekly t Frequency | Type®
Fecal Coliform Bacteria® 14 organisms/ 3 sms/100 mL 1/Week Grab
Class SA, Shellfishing Waters 100 mL o organisms/iuu m
Fecal Coliform Bacteria® 88 organisms/ 260 organisms/100 1/Week Grab
Class SB, Shellfishing Waters 100 mL o mL
Total Residual Chlorine’ Limit mg/L — Limit mg/L 5/Week Grab
Total Recoverable Metals'® Limit mg/L — Limit mg/L 2/Month Composite
Total Phosphorus!® . 2/Month Composite
Limit mg/L - -—-
Class B waters only
Ammonia Nitrogen'° Limit mg/L - Limit mg/L 2/Month Composite
(specify season)
— .
Total Nitrogen'! Ezggitt ﬁ)l/gé{;y --- --- Varies Composite
Total Kjeldahl Nitrogen!! Report mg/L | --- - Varies'! Composite
Nitrate + Nitrite!! Report mg/L | --- --- Varies'! Composite
Perfluorohexanesulfonic acid (PFHxS)'? | --- —- Report ng/L 2/Year!'? Composite
Perfluoroheptanoic acid (PFHpA)!? —- - Report ng/L 2/Year'? Composite
Perfluorononanoic acid (PFNA)!? —- - Report ng/L 2/Year'? Composite
Perfluorooctanesulfonic acid (PFOS)!* | --- --- Report ng/L 2/Year' Composite
Perfluorooctanoic acid (PFOA)'"? --- --- Report ng/L 2/Year' Composite
Perfluorodecanoic acid (PFDA)'? — - Report ng/L 2/Year!? Composite
Other!®!13 Limit - Limit Varies Composite
Whole Effluent Toxicity (WET) Testing!4!3
Chronic (C-NOEC) >
Dilution Factor (DF) > 1 and < 20 --- - 100%/ D:n d 4/Y ear Composite
Acute (LCso) >100%
Dilution Factor > 20 and < 50 --- --- Acute (LCs0) >100% | 4/Year Composite
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Effluent Characteristic Discharge Limitation' Monitoring Requirement’?
Parameter Average Average Maximum Daily Measuremen | Sample
Monthly Weekly t Frequency | Type®
Dilution Factor > 50 and < 100 --- — Acute (LCs0) > 100% | 2/Year Composite
Dilution Factor > 100 and < 1,000 -—- - Acute (LCs0) >50% | 1/Year Composite
Dilution Factor > 1,000 --- --- --- None ---
Hardness (as CaCos) — — Report mg/L
Ammonia Nitrogen --- - Report mg/L
Total Aluminum Report mg/L
Class B waters only - o
Total Cadmium --- -—- Report mg/L Same as WET Measurement
Total Copper --- - Report mg/L Frequency and Sample Type
Total Lead -—- --- Report mg/L
Total Nickel --- --- Report mg/L
Total Zinc --- - Report mg/L
Total Organic Carbon — — Report mg/L
Total Phosphorus'® -- -- Report mg/L See Footnote | Composite
Class B waters only 19
Reporting Requirements Monitoring Requirements’*3
Ambient Characteristic'® ﬁ‘;e;flﬁ; Average Weekly Maximum Daily %{.Z?]sl:lernegent ,%;;lgle
Hardness - Class B waters only | --- --- Report mg/L Grab
Salinit
Class gA or SB waters only o o Report ppt Grab
Ammonia Nitrogen — — Report mg/L Grab
Total Aluminum
Class B waters only B B Report mg/L Same as WET | 0120
Total Cadmium - - Report mg/L Monitoring | Grab
Total Copper — — Report mg/L Frequency Grab
Total Nickel --- --- Report mg/L Grab
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Total Lead --- --- Report mg/L Grab
Total Zinc --- --- Report mg/L Grab
Total Organic Carbon — — Report mg/L Grab
Dissolved Organic Carbon'’
Class B waters only B B Report mg/L Grab
pH'® _— _— Report S.U. Grab
Temperature'® --- --- Report °C Grab
Total Phosphorus'® See Footnote
Class B waters only - - Report mg/L 19 Grab

Reporting Requirements Monitoring Requirements’->3
Influent Characteristic ledzerf:‘hglir \A‘;; eerl?lgfe Maximum Daily gf‘i?]sliler;f;ent Sample Type
BOD:s (or CBOD:s ©) Report mg/L | --- - 2/Month Composite
TSS Report mg/L | --- — 2/Month Composite
Perfluorohexanesulfonic acid (PFHxS)'? | --- —-- Report ng/L 2/Year'? Composite
Perfluoroheptanoic acid (PFHpA)!? - --- Report ng/L 2/Year'"? Composite
Perfluorononanoic acid (PFNA)'? —-- —-- Report ng/L 2/Year'? Composite
Perfluorooctanesulfonic acid (PFOS)'? - —-- Report ng/L 2/Year'? Composite
Perfluorooctanoic acid (PFOA)'"? - —-- Report ng/L 2/Year'? Composite
Perfluorodecanoic acid (PFDA)'? - —-- Report ng/L 2/Year'? Composite

Reporting Requirements Monitoring Requirements'-*3
Sludge Characteristic ﬁ/l‘:)elftahgl; \A;eeerl?lie 1]\)4;;(}17mum %/{.Z?ls;ler:f;ent Sample Type*
Perfluorohexanesulfonic acid (PFHxS)* | --- - Report ng/g Varies?’ Grab/Composite?!
Perfluoroheptanoic acid (PFHpA)* - —-- Report ng/g Varies* Grab/Composite®!
Perfluorononanoic acid (PFNA)* --- --- Report ng/g Varies® Grab/Composite?!
Perfluorooctanesulfonic acid (PFOS)*° — - Report ng/g Varies? Grab/Composite?!
Perfluorooctanoic acid (PFOA)?* —-- —-- Report ng/g Varies?’ Grab/Composite?!
Perfluorodecanoic acid (PFDA)* — - Report ng/g Varies? Grab/Composite?!
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Footnotes to Part II.A. Table 1:

1.

All samples shall be collected in a manner to yield representative data. A routine sampling
program shall be developed in which samples are taken at the same location, same time and
same days of the week each month. Occasional deviations from the routine sampling
program are allowed, but the reason for the deviation shall be documented as an electronic
attachment to the applicable discharge monitoring report. The Permittee shall report the
results to the Environmental Protection Agency Region 1 (EPA) and the State of any
additional testing above that required herein, if testing is in accordance with 40 CFR Part
136.

In accordance with 40 CFR § 122.44(i)(1)(iv), the Permittee shall monitor according to
sufficiently sensitive test procedures (i.e., methods) approved under 40 CFR Part 136 or
required under 40 CFR chapter I, subchapter N or O, for the analysis of pollutants or
pollutant parameters (except WET). A method is “sufficiently sensitive” when: 1) The
method minimum level (ML) is at or below the level of the effluent limitation established in
the permit for the measured pollutant or pollutant parameter; or 2) The method has the lowest
ML of the analytical methods approved under 40 CFR Part 136 or required under 40 CFR
chapter I, subchapter N or O for the measured pollutant or pollutant parameter. The term
“minimum level” refers to either the sample concentration equivalent to the lowest
calibration point in a method or a multiple of the method detection limit (MDL), whichever is
higher. Minimum levels may be obtained in several ways: They may be published in a
method; they may be based on the lowest acceptable calibration point used by a laboratory;
or they may be calculated by multiplying the MDL in a method, or the MDL determined by a
laboratory, by a factor.

When a parameter is not detected above the ML, the Permittee must report the data qualifier
signifying less than the ML for that parameter (e.g., < 50 pg/L, if the ML for a parameter is
50 pg/L). For reporting an average based on a mix of values detected and not detected, assign
a value of “0” to all non-detects for that reporting period and report the average of all the
results.

A “grab” sample is an individual sample collected in a period of less than 15 minutes.

A “composite” sample is a composite of at least twenty-four (24) grab samples taken during
one consecutive 24-hour period, either collected at equal intervals and combined proportional
to flow or continuously collected proportional to flow.

All references to “composite” will be changed to “grab” in the authorization to discharge for
any facilities utilizing sand filters or lagoons.

The limit is a rolling annual average, reported in million gallons per day (MGD), which will
be calculated as the arithmetic mean of the monthly average flow for the reporting month and
the monthly average flows of the previous eleven months. Also report monthly average and
maximum daily flow in MGD.
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10.

The average monthly and average weekly BODs (or CBODs) and TSS mass limitations are
specific to each discharge, and are calculated using the following equation:

Mass limitation (Ib/day) = concentration limit (mg/L) * facility’s design flow (MGD) * 8.34

The CBOD:s limitations apply in lieu of BODs limitations if already included in a facility’s
existing permit.

The pH shall be within the specified range at all times. The minimum and maximum pH
sample measurement values for the month shall be reported in standard units (S.U.).
Discharges to Class B waters shall be within 6.5 to 8.3 S.U. at all times. Discharges to Class
SA or SB waters shall be within 6.5 to 8.5 S.U. at all times.

Charlemont and Shelburne Falls shall be within 6.0 to 8.3 S.U. at all times. If these WWTFs
wish to continue this lower pH range for future permit cycles, they must conduct a pH study
and submit the results of said study to MassDEP at massdep.npdes@mass.gov within three
years of the effective date of this permit. For guidance on the study, the Permittee shall
contact MassDEP at massdep.npdes@mass.gov.

The monthly average limits for bacteria (including E. coli, fecal coliform, and enterococci)
are expressed as a geometric mean. E. coli requirements apply only to discharges to
freshwater (Class B). Enterococci requirements apply only to discharges to marine waters
(Class SA or SB). Fecal Coliform requirements apply only to discharges to marine waters
(Class SA or SB) used for shellfishing (i.e., only USCG Boston Light, Shorecliff
Maintenance Trust and Cohasset). Bacteria monitoring shall be conducted concurrently with
TRC monitoring, if TRC monitoring is required.

For samples tested using the Most Probable Number (MPN) method, the units may be
expressed as MPN. The units may also be espressed as colony forming units (cfu) when
using the Membrane Filtration method.

E. coli and Enterococci limits apply during the season indicated in Attachment E for each
eligible facility. Fecal Coliform limits apply year-round.

For total residual chlorine (TRC) limitations and other related requirements, see Part I1.B.9 of
this permit.

Limitations, if necessary, for ammonia nitrogen (seasonal in warm and/or cold weather), total
phosphorus (seasonal during the growing season only; freshwater only), and/or total metals
(year-round) will be established for each Permittee as calculated using the methodology
provided as Appendix A of the Fact Sheet and as summarized in Attachment E.

See Part IV.E below for compliance schedules applicable to some of these limits.



mailto:massdep.npdes@mass.gov

mailto:massdep.npdes@mass.gov
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11. Total Kjeldahl nitrogen and nitrate + nitrite samples shall be collected concurrently. The

12.

13.

14.

results of these analyses shall be used to calculate both the concentration and mass loadings
of total nitrogen, as follows.

Total Nitrogen (mg/L) = Total Kjeldahl Nitrogen (mg/L) + Nitrate + Nitrite (mg/L)

Total Nitrogen (Ibs/day) = [(average monthly Total Nitrogen (mg/L) * total monthly
effluent flow (Millions of Gallons (MG)) / # of days in the month] * 8.34

Monitoring shall be conducted at the following frequency:

e All lagoon facilities; quarterly monitoring
e Non-lagoon facilities with design flow < 100,000 gpd: quarterly monitoring
e Non-lagoon facilities with design flow > 100,000 gpd: monthly monitoring

For facilities in the Long Island Sound watershed, see additional requirements at Part IV.F of
this permit. Facilities in the Long Island Sound watershed are identified in Appendix B of the
Fact Sheet.

Report in nanograms per liter (ng/L). Monitoring and reporting shall be done twice per year,
once in each 3™ calendar quarter and once in each 4™ calendar quarter. This reporting
requirement for the listed PFAS parameters takes effect the first full 3™ or 4 calendar
quarter following 6 months after EPA notifies the permittee that an EPA multi-lab validated
method for wastewater is available.

This PFAS monitoring and reporting is not required for marine dischargers with a design
flow less than 0.1 MGD (i.e., USCG Boston Light and Shore Cliff — Deaconess Retirement
Home).

Any existing limits in a facility’s current NPDES permit that are more stringent than the
limitations presented in this table will be included in that facility’s authorization to discharge
under the General Permit.

The Permittee shall conduct acute toxicity tests (LC50) and, for discharges with a dilution
factor below 20, chronic toxicity tests (C-NOEC) in accordance with test procedures and
protocols specified in Attachments A and B (for freshwater discharges) or Attachments C
and D (for marine discharges) of this permit. LC50 and C-NOEC are defined in Part VIIL.E.
of this permit. The Permittee shall test the daphnid (Ceriodaphnia dubia) and the fathead
minnow (Pimephales promelas) if discharging to freshwater (Class B) or the mysid shrimp
(Mysidopsia bahia) and the inland silverside (Menidia beryllina) if discharging to marine
waters (Class SA or SB). However, for Permittees that are currently authorized for a
reduction in frequency or test species, or both, this reduction will be carried forward in the
authorization to discharge under this General Permit. For facilities required to test four times
per year, toxicity test samples shall be collected during the same weeks each time of calendar
quarters ending March 31st, June 30th, September 30th, and December 31st. For facilities
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15.

16.

17.

18.

19.

required to test twice per year, toxicity test samples shall be collected during the same weeks
each time of calendar quarters ending June 30" and September 30th. For facilities required to
test once per year, toxicity test samples shall be collected during the same weeks each time of
calendar quarter ending September 30th. The complete report for each toxicity test shall be
submitted as an attachment to the DMR submittal which includes the results for that toxicity
test.

For Part [.A.1., Whole Effluent Toxicity Testing, the Permittee shall conduct the analyses
specified in Attachments A and B (for freshwater discharges) or Attachments C and D (for
marine discharges), Part VI. CHEMICAL ANALYSIS for the effluent sample. If toxicity
test(s) using the receiving water as diluent show the receiving water to be toxic or unreliable,
the Permittee shall follow procedures outlined in Attachments A and B (for freshwater
discharges) or Attachments C and D (for marine discharges), Section V., DILUTION
WATER. Minimum levels and test methods are specified in Attachment A and B (for
freshwater discharges) or Attachments C and D (for marine discharges), Part VI.
CHEMICAL ANALYSIS.

For Part I.LA.1., Ambient Characteristic, the Permittee shall conduct the analyses specified in
Attachments A and B (for freshwater discharges) or Attachments C and D (for marine
discharges), Part VI. CHEMICAL ANALYSIS for the receiving water sample collected as
part of the WET testing requirements. Such samples shall be taken from the receiving water
at a point immediately upstream (for freshwater discharges) or outside (for marine
discharges) of the permitted discharge’s zone of influence at a reasonably accessible location,
as specified in Attachments A and B (for freshwater discharges) or Attachments C and D
(for marine discharges). Minimum levels and test methods are specified in Attachment A
and B (for freshwater discharges) or Attachments C and D (for marine discharges), Part VI.
CHEMICAL ANALYSIS.

Monitoring and reporting for dissolved organic carbon (DOC) are not requirements of the
Whole Effluent Toxicity (WET) tests but are additional requirements. The Permittee may
analyze the WET samples for DOC or may collect separate samples for DOC concurrently
with WET sampling.

A pH and temperature measurement shall be taken of each receiving water sample at the time
of collection and the results reported on the appropriate DMR. These pH and temperature
measurements are independent from any pH and temperature measurements required by the
WET testing protocols.

For Permittees discharging to freshwater with a dilution factor below 20, total phosphorus
effluent monitoring shall be conducted concurrently with any whole effluent toxicity testing
between April 1% and October 31° (i.e., 2" and 3™ calendar quarter). Additionally, such
Permittees shall develop and implement a sampling and analysis plan for biannually
collecting monthly samples at a location upstream of the facility. Samples shall be collected
once per month, from May through September, every other calendar year starting on the
calendar year following the date of permit issuance. The Permittee may enter “NODI” code 9
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20.

21.

(i.e., conditional monitoring) in the relevant discharge monitoring report during years when
monitoring is not required. Sampling shall be conducted on any calendar day that is preceded
by at least 72 hours without rainfall, following the last rainfall of 0.1 inches of rainfall or
greater. A sampling plan shall be submitted to EPA and the State at least three months prior
to the first planned sampling date as part of a Quality Assurance Project Plan for review and
State approval.

Report in nanograms per gram (ng/g).

Monitoring and reporting for PFAS in the sludge of non-lagoon facilities shall be done twice
per year, once in each 3™ calendar quarter and once in each 4" calendar quarter. This
reporting requirement for the listed PFAS parameters takes effect the first full 3™ or 4™
calendar quarter following 6 months after EPA notifies the Permittee that an EPA multi-lab
validated method for sludge is available.

Monitoring and reporting for PFAS in the sludge of lagoon facilities shall be done once per
permit term, in the first full 3™ calendar quarter following 6 months after EPA notifies the
Permittee that an EPA multi-lab validated method for sludge is available.

This PFAS monitoring and reporting is not required for marine dischargers with a design
flow less than 0.1 MGD (i.e., USCG Boston Light and Shore Cliff — Deaconess Retirement
Home).

Sludge sampling shall be as representative as possible based on guidance found at
https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-
guidance-document.pdf.




https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-guidance-document.pdf

https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-guidance-document.pdf
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B. Other Requirements for Massachusetts Facilities

1.

2.

The discharge shall not cause a violation of the water quality standards of the receiving water.

The discharge shall be free from pollutants in concentrations or combinations that, in the
receiving water, settle to form objectionable deposits; float as debris, scum or other matter to
form nuisances; produce objectionable odor, color, taste or turbidity; or produce undesirable or
nuisance species of aquatic life.

The discharge shall be free from pollutants in concentrations or combinations that adversely
affect the physical, chemical, or biological nature of the bottom.

The discharge shall not result in pollutants in concentrations or combinations in the receiving
water that are toxic to humans, aquatic life or wildlife.

The discharge shall be free from floating, suspended and settleable solids in concentrations or
combinations that would impair any use assigned to the receiving water.

If receiving water is Class SA, the discharge shall be free from oil and grease and
petrochemicals. If the receiving water is Class B or SB, the discharge shall be free from oil,
grease and petrochemicals that produce a visible film on the surface of the water, impart an
oily taste to the water or an oily or other undesirable taste to the edible portions of aquatic life,
coat the banks or bottom of the water course, or are deleterious or become toxic to aquatic life.

The Permittee must provide adequate notice to EPA-Region 1 and the State of the following:

a. Any new introduction of pollutants into the facility from an indirect discharger which
would be subject to Part 301 or Part 306 of the Clean Water Act if it were directly
discharging those pollutants or in a primary industry category (see 40 CFR Part 122
Appendix A as amended) discharging process water; and

b. Any substantial change in the volume or character of pollutants being introduced into that
facility by a source introducing pollutants into the facility at the time of issuance of the
permit.

c. For purposes of this paragraph, adequate notice shall include information on:
(1) The quantity and quality of effluent introduced into the facility; and

(2) Any anticipated impact of the change on the quantity or quality of effluent to be
discharged from the facility.

Pollutants introduced into the facility by a non-domestic source (user) shall not pass through
the POTW or facility or interfere with the operation or performance of the works.

Total Residual Chlorine (TRC) limitations and related requirements are specified below:
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a.

TRC limitations only apply to discharges which have been previously chlorinated or which
contain residual chlorine. If bacteria limits do not apply during a particular monitoring
period and, therefore, chlorine is not utilized, TRC monitoring is not necessary and the
Permittee may enter “NODI” code 9 (i.e., conditional monitoring) in the relevant discharge
monitoring report. The maximum daily and average monthly concentrations of TRC
allowed in the effluent are based on the appropriate water-quality criterion, which are listed
below:

Freshwater acute (Class B) = 19 ug/1 (0.019 mg/1); use for daily maximum
Freshwater chronic (Class B) = 11 pg/1 (0.011 mg/1); use for average monthly
Marine acute (Class SA or SB) =13 pg/1 (0.013 mg/1); use for daily maximum
Marine chronic (Class SA or SB) = 7.5 pg/1 (0.0075 mg/1); use for average monthly

Daily maximum and average monthly effluent limits are calculated using the appropriate
water quality criteria (listed above) and the dilution factor (See Attachment E) according to
the following equation:

Effluent Limit = (Dilution Factor) x (Water Quality Criteria)

If the appropriate water quality-based TRC limits are greater than 1.0 mg/1, a daily
maximum limit of 1.0 mg/L shall be applied to the discharge.

See Attachment E for a summary of any limits that become more stringent than a facility’s
existing TRC limits based on the calculations above.

The Permittee shall minimize the use of chlorine while maintaining adequate bacterial
control. Monitoring for total residual chlorine (TRC) is only required for discharges which
have been previously chlorinated or which contain residual chlorine. For any permit limits
below 20 ng/L, the compliance level for TRC is 20 pg/L.

Chlorination and dechlorination systems shall include an alarm system for indicating
system interruptions or malfunctions. Any interruption or malfunction of the chlorine
dosing system that may have resulted in levels of chlorine that were inadequate for
achieving effective disinfection, or interruptions or malfunctions of the dechlorination
system that may have resulted in excessive levels of chlorine in the final effluent shall be
reported with the monthly DMRs. The report shall include the date and time of the
interruption or malfunction, the nature of the problem, and the estimated amount of time
that the reduced levels of chlorine or dechlorination chemicals occurred.

Permittees authorized to conduct disinfection using an alternative to chlorine as the
disinfectant are subject to the TRC limitations and monitoring requirements whenever
chlorine is added to the treatment process for disinfection or for other purpose. For the





Wastewater Treatment Facility General Permit 2021 Final General Permit
WWTF GP MAG580000 Page 16 of 50
WWTF GP NHG580000

months in which chlorine is not added to the treatment process, the Permittee shall indicate
“no discharge” on DMRs using the “NODI” code C.

e. Facilities shall disinfect year-round unless authorized to disinfect seasonally. Permittees
seeking General Permit coverage for discharges into Class B waters may request
authorization to conduct disinfection of the discharge on a seasonal basis. If approved,
upon receipt of written authorization from EPA and MassDEP to conduct seasonal
disinfection, TRC limitations, monitoring, and reporting requirements apply only during
the specified disinfection period and whenever chlorine is added to the treatment process
outside of the specified disinfection period.

10. The Leicester Water Supply District shall install a gauge by the first July following 60 days of
their authorization date under this General Permit. The gauge shall be located immediately
upstream from the facility’s discharge location and immediately downstream of Dutton Pond
on Town Meadow Brook. Leicester shall monitor the instream flow of the receiving water at a
frequency of at least three (3) days per week (e.g., Monday, Wednesday, and Friday) from July
through November of each year. Occasional deviations are allowable based on holidays, staff
availability or emergencies. Sampling is not required when inclement weather precludes safe
instream flow monitoring. All data shall be submitted annually by January 15 for the previous
calendar year in spreadsheet format as an electronic attachment to each December’s Discharge
Monitoring Report (DMR).

C. Unauthorized Discharges

1. This permit authorizes discharges only from the outfall(s) listed in the authorization to
discharge from EPA in accordance with the terms and conditions of this permit. Discharges of
wastewater from any other point sources, including sanitary sewer overflows (SSOs), are not
authorized by this permit in accordance with Part VIII.D.1.e.(1) (24-hour reporting). See Part
VI below for reporting requirements.

2. The Permittee must provide notification to the public within 24 hours of becoming aware of
any unauthorized discharge, except SSOs that do not impact a surface water or the public, on a
publicly available website, and it shall remain on the website for a minimum of 12
months. Such notification shall include the location and description of the discharge; estimated
volume; the period of noncompliance, including exact dates and times, and, if the
noncompliance has not been corrected, the anticipated time it is expected to continue.

3. Notification of SSOs to MassDEP shall be made on its SSO Reporting Form (which includes
MassDEP Regional Office telephone numbers). The reporting form and instruction for its
completion may be found on-line at https://www.mass.gov/how-to/sanitary-sewer-
overflowbypassbackup-notification.

D. Notification Requirements

The Permittee shall notify all downstream community water systems (if any) of any emergency



https://www.mass.gov/how-to/sanitary-sewer-overflowbypassbackup-notification

https://www.mass.gov/how-to/sanitary-sewer-overflowbypassbackup-notification



Wastewater Treatment Facility General Permit 2021 Final General Permit
WWTF GP MAG580000 Page 17 of 50
WWTF GP NHG580000

condition, plant upset, bypass, or other system failure which has the potential to impact the quality
of the water to be withdrawn by that community for drinking water purposes. This notification
should be made as soon as possible but within four (4) hours, and in the anticipation of such an
event, if feasible, without taking away from any response time necessary to alleviate the situation.
The Permittee shall follow up with written notification within five (5) days. This notification shall
include the reason for the emergency, any sampling information, any visual data recorded, a
description of how the situation was handled, and when it would be considered to no longer be an
emergency.

E. Additional Requirements for Facilities Discharging to Marine Waters
The requirements below apply to facilities that discharge to marine waters.

1. For facilities with effluent diffusers, the Permittee shall operate the effluent diffuser according
to the best management practices below:

a. The effluent diffuser shall be maintained to ensure proper operation. Proper operation
means that the outfall pipe be intact, operating as designed, and have unobstructed flow.
Maintenance may include dredging in the vicinity of the diffuser, removal of solids/debris
in the diffuser header pipe, and repair/replacement.

b. To determine if maintenance will be required, the Permittee shall inspect and videotape the
operation of the diffuser either remotely or using a qualified diver or marine contractor.
The inspections and videotaping shall be performed every five years with the first
inspection occurring within twelve (12) months of the effective date of the permit. EPA
and MassDEP shall be contacted at least seven days prior to a dive inspection.

c. Any necessary maintenance dredging must be performed only during the marine
construction season authorized by the Massachusetts Department of Marine Fisheries and
only after receiving all necessary permits from the Massachusetts Department of
Environmental Protection, U.S. Coast Guard, U.S. Army Corps of Engineers, and other
appropriate agencies.

d. Copies of reports summarizing the results of each diffuser inspection shall be submitted to
EPA and MassDEP within 60 days of each inspection. Where it is determined that
maintenance will be necessary, the Permittee shall provide the proposed schedule for the
maintenance. The Permittee may request an extension of up to 60 additional days to submit
this report.

2. The Permittee shall verbally notify the Massachusetts Division of Marine Fisheries within 4
hours of any emergency condition, plant upset, bypass, SSO discharges or other system failure
which has the potential to violate bacteria permit limits. Within 24 hours a notification of a
permit excursion or plant failure shall be sent to the following address:
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Division of Marine Fisheries
Shellfish Management Program
30 Emerson Avenue
Gloucester, MA 01930
(978) 282-0308

3. Pursuant to 40 CFR § 125.123(d)(4), this permit shall be modified or revoked at any time if, on
the basis of any new data, the director determines that continued discharges may cause
unreasonable degradation of the marine environment.
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III. New Hampshire General Permit, Permit No. NHG580000

In compliance with the provisions of the Federal Clean Water Act, as amended (33 U.S.C. 1251 et
seq.), owners and operators of WWTFs located in New Hampshire are authorized to discharge to
all waters, unless otherwise restricted by the New Hampshire water quality standards, Title L,
Water Management and Protection, Chapter 485-A:8 and the New Hampshire Code of
Administrative Rules, Env-Wq 1700-1709, in accordance with effluent limitations, monitoring
requirements and other conditions set forth herein.

This permit shall become effective on the first day of the calendar month immediately following
60 days after signature.

This General Permit and the authorization to discharge supersedes the Publicly Owned Treatment
Works General Permit issued on July 6, 2011 and shall expire at midnight, five (5) years from the
last day of the month preceding the effective date.

Signed this day of
KENNETHz 252
MORAFF S5

Ken Moraff, Director

Water Division

Environmental Protection Agency
Region 1

Boston, MA
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A. Effluent Limitations and Monitoring Requirements for New Hampshire Facilities

During the period beginning on the effective date and lasting through the expiration date, the Permittee is authorized to discharge
treated effluent from a wastewater treatment facility (WWTF) treating domestic sewage. The discharge shall be limited and monitored
as specified below at the end of all treatment processes, including disinfection or dechlorination, or at an alternative representative
location approved by EPA and the New Hampshire Department of Environmental Services (NHDES), that provides a representative
sample of the effluent. The receiving water and the influent shall be monitored as specified below.

Table 1. Effluent Limitations and Monitoring Requirements for Facilities in New Hampshire

Effluent Characteristic Discharge Limitation'> Monitoring Requirement!-?3

Parameter Average Average Maximum Daily | Measurement | Sample
Monthly Weekly Frequency Type*
Rolling Annual

Effluent Flow® Average Limit | - - Continuous Recorder
MGD

Effluent Flow® Report MGD - Report MGD Continuous Recorder
30 mg/L 45 mg/L 50 mg/L .

BODs Limit* b/day | Limit* Ib/day | Report Ib/day | 2/ K Composite
25 mg/L 40 mg/L 45 mg/L .

7

CBOD:s Limit® Ib/day | Limit° Ib/day | Report Ib/day | 2 "W oK Composite

BOD:s (or CBODs ') Removal > 85 % - -- - -
30 mg/L 45 mg/L 50 mg/L .

TSS Limif® Ib/day | Limit° Ib/day | Report Ib/day | 2 " oK Composite

TSS Removal > 85 % --- --- --- ---

pH Range® 6.5-8.0 S.U. 1/Day Grab

. . . 9 . .

Escherichia coli 126 colonies/100 | 406 colonies/100 3/Week Grab

Class B waters mL mL

Escherichia coli ® 47 colonies/100 88 colonies/100

Class B Designated Beach Areas mL mL 3/Week Grab

Enterococci’

Tidal waters used for swimming 35/100 mL --- 104/100 mL 1/Day Grab
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Effluent Characteristic Discharge Limitation'3 Monitoring Requirement'->3
Parameter Average Average Maximum Daily | Measurement | Sample
Monthly Weekly Frequency Type*
Fecal Coliform®!°
Tidal waters used for shellfishing 14/100 mL o o 3/Week Grab
Fecal Coliform®!°
Tidal waters used for shellfishing - - <10% 3/Week Grab
(% of samples > 43/100 mL)
Total Residual Chlorine!! Limit mg/L —-- Limit mg/L See footnote 11 | Grab
Total Recoverable Metals'? Limit mg/L —-- Limit mg/L 2/Month Composite
12
2/)225};?55323)8 Limit mg/L - - 2/Month Composite
NG B
gll;nerg%r}l i}iﬁfﬁgen Limit mg/L - Limit mg/L 2/Week Composite
Total Nitrogen'? E:g gﬁ ﬁ)l/g(g:y —-- - Varies'? Composite
Total Kjeldahl Nitrogen' Report mg/L --- --- Varies'? Composite
Nitrate + Nitrite!? Report mg/L —-- —- Varies' Composite
Perfluorohexanesulfonic acid (PFHxS)'* | --- —-- Report ng/L 2/Year' Composite
Perfluorononanoic acid (PFNA)' —-- —-- Report ng/L 2/Year' Composite
Perfluorooctanesulfonic acid (PFOS)!* | --- —-- Report ng/L 2/Year' Composite
Perfluorooctanoic acid (PFOA)™ -—- -—- Report ng/L 2/Year'* Composite
Other!® Limit --- Limit Varies Composite
Whole Effluent Toxicity (WET) Testing!%!
Chronic (C-
NOEC) > (1/DF)
Dilution Factor (DF) > 1 and < 10 - - x 100% and 4/Y ear Composite
Acute (LCso) >
100%
Dilution Factor > 10 and <20 --- --- Acute (LCs0) = 4/Y ear Composite

100%
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Effluent Characteristic Discharge Limitation'3 Monitoring Requirement'->3
Parameter Average Average Maximum Daily | Measurement | Sample
Monthly Weekly Frequency Type*
Report Chronic
(C-NOEC)
Dilution Factor > 20 and < 100 . . zle(;:(l)lot/e (LCs0) > A/Y ear Composite
0
Dilution Factor > 100 and < 1,000 . . ISA;(;:(}/lte (LCs0) > /Y ear Composite
0
Dilution Factor > 1,000 - --- - None ---
Hardness (as CaCos3) — — Report mg/L
Ammonia Nitrogen --- --- Report mg/L
Total Aluminum Report mg/L
(freshwater only) o o
Total Cadmium --- --- Report mg/L Same as WET Measurement
Total Copper --- --- Report mg/L Frequency and Sample Type
Total Lead --- --- Report mg/L
Total Nickel --- -—- Report mg/L
Total Zinc --- --- Report mg/L
Total Organic Carbon — - Report mg/L
Total Phosphorus?! - - Report mg/L See Footnote Composite
(freshwater only) 21

Reporting Requirements

Monitoring Requirements’->3

Ambient Characteristic'® ﬁlzelffhgl; %yeeerl?lfre Maximum Daily gf‘i?]sliler;f;ent Sample Type
Hardness (freshwater only) -—- -—- Report mg/L Grab
Salinity (marine only) — — Report ppt Grab
Ammonia Nitrogen -—- -—- Report mg/L Grab
Total Aluminum (freshwater only) | --- — Report mg/L Grab
Total Cadmium -—- -—- Report mg/L Grab
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Total Copper --- --- Report mg/L Same as WET | Grab
Total Nickel - - Report mg/L Monitoring | Grab
Total Lead --- --- Report mg/L Frequency | Grab
Total Zinc -—- -—- Report mg/L Grab
Total Organic Carbon — — Report mg/L Grab
Dissolved Organic Carbon'’
(freshwater only) o o Report mg/L Grab
pH?° —-- —-- Report S.U. Grab
Temperature®” — — Report °C Grab
Total Phosphorus?! See Footnote
(freshwater only) B B Report mg/L 21 Grab
Reporting Requirements Monitoring Requirements’->3
‘o Average Average Measurement
Influent Characteristic g g i i 4
Monthly Weekly Maximum Daily Frequency Sample Type
BODs or CBOD:s’ Report mg/L | --- - 2/Month Composite
TSS Report mg/L | --- — 2/Month Composite
Perfluorohexanesulfonic acid (PFHxS)'* | --- —-- Report ng/L 2/Year'* Composite
Perfluorononanoic acid (PFNA)' - - Report ng/L 2/Year'* Composite
Perfluorooctanesulfonic acid (PFOS)'* | --- - Report ng/L 2/Year'* Composite
Perfluorooctanoic acid (PFOA)' - - Report ng/L 2/Year'* Composite

Reporting Requirements

Monitoring Requirements'-*?

Sludge Characteristic Iléqt)e;?hg]; ‘A;'eeerl?lie Maximum Daily %/{.Z?ls;ler:f;ent Sample Type*

Perfluorohexanesulfonic acid (PFHxS)* | --- —- Report ng/g Varies*? Grab/Composite?’
Perfluorononanoic acid (PFNA)?* —- —-- Report ng/g Varies*? Grab/Composite*?
Perfluorooctanesulfonic acid (PFOS)* | --- —-- Report ng/g Varies* Grab/Composite*?
Perfluorooctanoic acid (PFOA)* — — Report ng/g Varies?? Grab/Composite®
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Footnotes to Part III.A. Table 1:

1.

All samples shall be collected in a manner to yield representative data. A routine sampling
program shall be developed in which samples are taken at the same location, same time and
same days of the week each month. Occasional deviations from the routine sampling
program are allowed, but the reason for the deviation shall be documented as an electronic
attachment to the applicable discharge monitoring report. The Permittee shall report the
results to the Environmental Protection Agency Region 1 (EPA) and the State of any
additional testing above that required herein, if testing is in accordance with 40 CFR Part
136.

In accordance with 40 CFR § 122.44(i)(1)(iv), the Permittee shall monitor according to
sufficiently sensitive test procedures (i.e., methods) approved under 40 CFR Part 136 or
required under 40 CFR chapter I, subchapter N or O, for the analysis of pollutants or
pollutant parameters (except WET). A method is “sufficiently sensitive” when: 1) The
method minimum level (ML) is at or below the level of the effluent limitation established in
the permit for the measured pollutant or pollutant parameter; or 2) The method has the lowest
ML of the analytical methods approved under 40 CFR Part 136 or required under 40 CFR
chapter I, subchapter N or O for the measured pollutant or pollutant parameter. The term
“minimum level” refers to either the sample concentration equivalent to the lowest
calibration point in a method or a multiple of the method detection limit (MDL), whichever is
higher. Minimum levels may be obtained in several ways: They may be published in a
method; they may be based on the lowest acceptable calibration point used by a laboratory;
or they may be calculated by multiplying the MDL in a method, or the MDL determined by a
laboratory, by a factor.

When a parameter is not detected above the ML, the Permittee must report the data qualifier
signifying less than the ML for that parameter (e.g., < 50 pg/L, if the ML for a parameter is
50 pg/L). For reporting an average based on a mix of values detected and not detected, assign
a value of “0” to all non-detects for that reporting period and report the average of all the
results.

Measurement frequency and sample type presented in this table are for all facilities other
than systems utilizing sand filters or lagoons. For facilities utilizing sand filters or lagoons,
sample type for all monitoring shall be Grab instead of Composite and any differences in
sample frequency are specified in Part I11.B.10.

A “grab” sample is an individual sample collected in a period of less than 15 minutes.

A “composite” sample is a composite of at least twenty-four (24) grab samples taken during
one consecutive 24-hour period, either collected at equal intervals and combined proportional
to flow or continuously collected proportional to flow.

The limit is a rolling annual average, reported in million gallons per day (MGD), which will
be calculated as the arithmetic mean of the monthly average flow for the reporting month and
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10.

the monthly average flows of the previous eleven months. Also report monthly average and
maximum daily flow in MGD.

The average monthly and average weekly BODs (or CBODs) and TSS mass limitations are
specific to each discharge, and are calculated using the following equation:

Mass limitation (Ib/day) = [concentration limit (mg/L) * facility’s design flow (MGD) *
8.34]

The CBODs limitations apply in lieu of BODs limitations if already included in a facility’s
existing permit.

The pH shall be within the specified range at all times. The minimum and maximum pH
sample measurement values for the month shall be reported in standard units (S.U.).

The pH range may be modified if the Permittee satisfies conditions set forth in Part IIL.LE.5
below. Upon notification of an approval by NHDES, EPA will review and, if acceptable, will
submit written notice to the Permittee of the permit change. The modified pH range will not
be in effect until the Permittee receives written notice from EPA.

E. coli limits apply only to facilities discharging to freshwater, indicated as Class B in
Attachment E (i.e., all eligible NH dischargers except Newington, Newfields and
Newmarket).

Enterococci and Fecal Coliform limits apply only to facilities discharging to marine waters,
indicated as Class B (tidal) in Attachment E (i.e., only Newington, Newfields and
Newmarket). For major facilities discharging to marine waters (i.e., Newington and
Newmarket), the Enterococci measurement frequency is once per day. For minor facilities
discharging to marine waters (i.e., only Newfields), the Enterococci measurement frequency
is five per week.

Bacteria monitoring shall be conducted concurrently with TRC monitoring, if TRC
monitoring is required. The monthly average limits for bacteria are expressed as a geometric
mean.

For samples tested using the Most Probable Number (MPN) method, the units may be
expressed as MPN. The units may also be espressed as colony forming units (cfu) when
using the Membrane Filtration method.

Fecal coliform samples must be tested using the 5-tube decimal dilution test included in 40
CFR Part 136. The average monthly values for fecal coliform shall be determined by
calculating the geometric mean using daily sample results. As a daily maximum, not more
than 10 percent of collected samples (over a monthly period) shall exceed a Most Probable
Number (MPN) of 43 per 100 mL for the 5-tube decimal dilution test. Each month the
percentage of collected samples that exceeds an MPN of 43 per 100 mL for the 5-tube
decimal dilution test shall be reported at the Daily Maximum value. Furthermore, all Fecal
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1.

12.

13.

14.

Coliform data collected must be submitted with the monthly Discharge Monitoring Reports
(DMRs).

Additionally, for facilities discharging to marine waters indicated as Class B (tidal) in
Attachment E (i.e., only Newington, Newfields and Newmarket), see State Permit Condition
in Part IIILE.11 below.

For total residual chlorine (TRC) limitations and other related requirements, see Part I11.B.9
of this permit.

For dischargers to marine waters (i.e., only Newfields, Newington and Newmarket), the
measurement frequency is 2/day. For all other facilities, the measurement frequency is 1/day.

Limitations, if necessary, for ammonia nitrogen (seasonal in warm and/or cold weather), total
phosphorus (seasonal during the growing season only; freshwater only), and/or total

recoverable metals (year-round) will be established for each Permittee as calculated using the
methodology provided as Appendix A of the Fact Sheet and as summarized in Attachment E.

See Part IV.E below for compliance schedules applicable to some of these limits.

Total Kjeldahl nitrogen and nitrate + nitrite samples shall be collected concurrently. The
results of these analyses shall be used to calculate both the concentration and mass loadings
of total nitrogen, as follows.

Total Nitrogen (mg/L) = Total Kjeldahl Nitrogen (mg/L) + Nitrate + Nitrite (mg/L)

Total Nitrogen (Ib/day) = [(average monthly Total Nitrogen (mg/L) * total monthly
effluent flow (Millions of Gallons (MG)) / # of days in the month] * 8.34

Monitoring shall be conducted at the following frequency:

e All lagoon facilities; quarterly monitoring
e Non-lagoon facilities with design flow < 100,000 gpd: quarterly monitoring
e Non-lagoon facilities with design flow > 100,000 gpd: monthly monitoring

For facilities in the Long Island Sound watershed, see additional requirements in Part IV.F of
this permit. Facilities in the Long Island Sound watershed are identified in Appendix B of the
Fact Sheet.

For facilities covered by the Great Bay Total Nitrogen General Permit (permit number
NHG58A000), these monitoring requirements do not apply.

Report in nanograms per liter (ng/L). Monitoring and reporting shall be done twice per year,
once in each 3™ calendar quarter and once in each 4™ calendar quarter. This reporting
requirement for the listed PFAS parameters takes effect the first full 3™ or 4 calendar
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15.

16.

17.

18.

quarter following 6 months after EPA notifies the permittee that an EPA multi-lab validated
method for wastewater is available.

Any existing limits in a facility’s current NPDES permit that are more stringent than the
limitations presented in this table will be included in that facility’s authorization to discharge
under the General Permit.

The Permittee shall conduct acute toxicity tests (LC50) and chronic toxicity tests (C-NOEC)
in accordance with test procedures and protocols specified in Attachments A and B (for
freshwater discharges) or Attachments C and D (for marine discharges) of this permit.
LC50 and C-NOEC are defined in Part VIILE. of this permit. The Permittee shall test the
daphnid (Ceriodaphnia dubia) and the fathead minnow (Pimephales promelas) if discharging
to freshwater (Class B) or the mysid shrimp (Mysidopsia bahia) and the inland silverside
(Menidia beryllina) if discharging to marine waters (Class SA or SB). For facilities required
to test once per quarter, toxicity test samples shall be collected during the same weeks each
time of calendar quarters ending March 31st, June 30th, September 30th, and December 3 1st.
For facilities required to test twice per year, toxicity test samples shall be collected during the
same weeks each time of calendar quarters ending June 30" and September 30th. For
facilities required to test once per year, toxicity test samples shall be collected during the
same weeks each time of calendar quarter ending September 30th. The complete report for
each toxicity test shall be submitted as an attachment to the DMR submittal which includes
the results for that toxicity test.

For Part .A.1., Whole Effluent Toxicity Testing, the Permittee shall conduct the analyses
specified in Attachments A and B (for freshwater discharges) or Attachments C and D (for
marine discharges), Part VI. CHEMICAL ANALYSIS for the effluent sample. If toxicity
test(s) using the receiving water as diluent show the receiving water to be toxic or unreliable,
the Permittee shall follow procedures outlined in Attachments A and B (for freshwater
discharges) or Attachments C and D (for marine discharges), Section V., DILUTION
WATER. Minimum levels and test methods are specified in Attachment A and B (for
freshwater discharges) or Attachments C and D (for marine discharges), Part VI.
CHEMICAL ANALYSIS.

For Part [.LA.1., Ambient Characteristic, the Permittee shall conduct the analyses specified in
Attachments A and B (for freshwater discharges) or Attachments C and D (for marine
discharges), Part VI. CHEMICAL ANALYSIS for the receiving water sample collected as
part of the WET testing requirements. Such samples shall be taken from the receiving water
at a point immediately upstream (for freshwater discharges) or outside (for marine
discharges) of the permitted discharge’s zone of influence at a reasonably accessible location,
as specified in Attachments A and B (for freshwater discharges) or Attachments C and D
(for marine discharges). Minimum levels and test methods are specified in Attachment A
and B (for freshwater discharges) or Attachments C and D (for marine discharges), Part VI.
CHEMICAL ANALYSIS.
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19. Monitoring and reporting for dissolved organic carbon (DOC) are not requirements of the

20.

21.

22.

23.

Whole Effluent Toxicity (WET) tests but are additional requirements. The Permittee may
analyze the WET samples for DOC or may collect separate samples for DOC concurrently
with WET sampling.

A pH and temperature measurement (for all Permittees) and a total phosphorus measurement
(only for Permittees discharging to freshwater) shall be taken of each receiving water sample
at the time of collection and the results reported on the appropriate DMR. These pH and
temperature measurements are independent from any pH and temperature measurements
required by the WET testing protocols.

For Permittees discharging to freshwater with a dilution factor below 20, total phosphorus
effluent monitoring shall be conducted concurrently with any whole effluent toxicity testing
between April 1% and October 31%. Additionally, such Permittees shall develop and
implement a sampling and analysis plan for biannually collecting monthly samples at a
location upstream of the facility. Samples shall be collected once per month, from May
through September, every other calendar year starting on the calendar year following the date
of permit issuance. The Permittee may enter “NODI” code 9 (i.e., conditional monitoring) in
the relevant discharge monitoring report during years when monitoring is not required.
Sampling shall be conducted on any calendar day that is preceded by at least 72 hours
without rainfall, following the last rainfall of 0.1 inches of rainfall or greater. A sampling
plan shall be submitted to EPA and the State at least three months prior to the first planned
sampling date as part of a Quality Assurance Project Plan. See Part III.E.12 for more details
regarding this sampling plan.

Report in nanograms per gram (ng/g).

Monitoring and reporting for PFAS in the sludge of non-lagoon facilities shall be done twice
per year, once in each 3™ calendar quarter and once in each 4™ calendar quarter. This
reporting requirement for the listed PFAS parameters takes effect the first full 3 or 4™
calendar quarter following 6 months after EPA notifies the Permittee that an EPA multi-lab
validated method for sludge is available.

Monitoring and reporting for PFAS in the sludge of lagoon facilities shall be done once per
permit term, in the first full 3™ calendar quarter following 6 months after EPA notifies the
Permittee that an EPA multi-lab validated method for sludge is available. This sampling shall
include at least one representative composite sample per individual lagoon cell. Permittee
shall submit a sampling plan to the NHDES Residual Management Section for review and
approval at least 30 days prior to sampling.

Sludge sampling shall be as representative as possible based on guidance found at
https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-
guidance-document.pdf.




https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-guidance-document.pdf

https://www.epa.gov/sites/production/files/2018-11/documents/potw-sludge-sampling-guidance-document.pdf
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B. Other Requirements

1.

2.

The discharge shall not cause a violation of the water quality standards of the receiving water.

The discharge shall be free from substances in kind or quantity that settle to form harmful
benthic deposits; float as foam, debris, scum or other visible substances; produce odor, color,
taste or turbidity that is not naturally occurring and would render the surface water unsuitable
for its designated uses; result in the dominance of nuisance species; or interfere with
recreational activities.

Tainting substances shall not be present in the discharge in concentrations that individually or
in combination are detectable by taste and odor tests performed on the edible portions of
aquatic organisms.

The discharge shall not result in toxic substances or chemical constituents in concentrations or
combinations in the receiving water that injure or are inimical to plants, animals, humans or
aquatic life; or persist in the environment or accumulate in aquatic organisms to levels that
result in harmful concentrations in edible portions of fish, shellfish, other aquatic life, or
wildlife that might consume aquatic life.

The discharge shall not result in benthic deposits that have a detrimental impact on the benthic
community. The discharge shall not result in oil and grease, color, slicks, odors, or surface
floating solids that would impair any existing or designated uses in the receiving water.

The discharge shall not result in an exceedance of the naturally occurring turbidity in the
receiving water by more than 10 NTUs.

The Permittee must provide adequate notice to EPA-Region 1 and the State of the following:

a. Any new introduction of pollutants into the POTW or facility from an indirect discharger
which would be subject to Part 301 or Part 306 of the Clean Water Act if it were directly
discharging those pollutants or in a primary industry category (see 40 CFR Part 122
Appendix A as amended) discharging process water; and

b. Any substantial change in the volume or character of pollutants being introduced into that
POTW or facility by a source introducing pollutants into the POTW or facility at the time
of issuance of the permit.

c. For purposes of this paragraph, adequate notice shall include information on:
(1) The quantity and quality of effluent introduced into the POTW or facility; and

(2) Any anticipated impact of the change on the quantity or quality of effluent to be
discharged from the POTW or facility.
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8.

Pollutants introduced into the POTW or facility by a non-domestic source (user) shall not pass
through the POTW or facility or interfere with the operation or performance of the works.

Total Residual Chlorine (TRC) limitations and related requirements are specified below:

a.

TRC limitations only apply to discharges which have been previously chlorinated or which
contain residual chlorine. The maximum daily and average monthly concentrations of TRC
allowed in the effluent are based on the appropriate water-quality criterion, which are listed
below:

Freshwater acute = 19 pg/l (0.019 mg/1); use for daily maximum
Freshwater chronic = 11 pg/1 (0.011 mg/1); use for average monthly
Marine acute = 13 pg/1 (0. 013 mg/1); use for daily maximum
Marine chronic = 7.5 ug/1 (0. 0075 mg/1); use for average monthly

Daily maximum and average monthly effluent limits are calculated using the appropriate
water quality criteria (listed above) and the dilution factor (See Attachment E) according to
the following equation:

Effluent Limit (Freshwater Discharges) = (Dilution Factor) x (Water Quality Criteria)
Effluent Limit (Marine Discharges) = (Dilution Factor) x (Water Quality Criteria) x 0.9

If the appropriate water quality-based TRC limits are greater than 1.0 mg/1, a daily
maximum limit of 1.0 mg/L shall be applied to the discharge.

See Attachment E for a summary of any limits that become more stringent than a facility’s
existing TRC limits based on the calculations above.

The Permittee shall minimize the use of chlorine while maintaining adequate bacterial
control. Monitoring for total residual chlorine (TRC) is only required for discharges which
have been previously chlorinated or which contain residual chlorine. For any permit limits
below 20 ng/L, the compliance level for TRC is 20 pg/L.

Chlorination and dechlorination systems shall include an alarm system for indicating
system interruptions or malfunctions. Any interruption or malfunction of the chlorine
dosing system that may have resulted in levels of chlorine that were inadequate for
achieving effective disinfection, or interruptions or malfunctions of the dechlorination
system that may have resulted in excessive levels of chlorine in the final effluent shall be
reported with the monthly DMRs and in accordance with reporting requirements in Part I1
Standard Conditions. The report shall include the date and time of the interruption or
malfunction, the nature of the problem, and the estimated amount of time that the reduced
levels of chlorine or dechlorination chemicals occurred.
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d. Permittees authorized to conduct disinfection using an alternative to chlorine as the
disinfectant are subject to the TRC limitations and monitoring requirements whenever
chlorine is added to the treatment process for disinfection or for other purpose. For the
months in which chlorine is not added to the treatment process, the Permittee shall indicate
this on DMRs using the “NODI” code 9 (i.e., conditional monitoring).

10. The table below presents monitoring frequency for facilities utilizing sand filters or lagoons
where different from Table 1 in Part III.A above.

Effluent Characteristic Monitoring Frequency
Parameter Facilities with | Facilities
Sand Filters with Lagoons
BODs 2/Month 1/Week
CBOD:s 2/Month 1/Week
TSS 2/Month 1/Week
pH Range 3/Week 1/Day
Ammonia Nitrogen 1/Week 1/Week
Escherichia coli
Class B, Non-bathing beach waters 1/Week 2/Week
Escherichia coli
Class B, Bathing beach waters I/Week 2/Week

C. Unauthorized Discharges

This permit authorizes discharges only from the outfall(s) listed in the written authorization to
discharge from EPA in accordance with the terms and conditions of this permit. Discharges of
wastewater from any other point sources, including sanitary sewer overflows (SSOs), are not
authorized by this permit in accordance with Part VIIL.D.1.e.(1) (24-hour reporting). See Part VI
below for reporting requirements.

D. Additional Requirements for Facilities Discharging to Marine Waters
The requirements below apply only to facilities that discharge to marine waters'.

1. For facilities with effluent diffusers, the Permittee shall operate the effluent diffuser according
to the best management practices below:

"' EPA notes that only Newfields, Newington and Newmarket are eligible facilities that would be subject to the
provisions of Part II1.D.
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a. Effluent diffusers shall be maintained as necessary to ensure proper operation. Proper
operation means that the plumes from each port will be balanced relative to each other and
that they all have unobstructed flow. Maintenance may include dredging in the vicinity of
the diffuser, clean out of solids in the diffuser header pipe, removal of debris and
repair/replacement of riser ports and pinch valves.

b. Any necessary maintenance dredging must be performed only after receiving all necessary
permits from the NHDES Wetlands Bureau and other appropriate agencies.

c. To determine if maintenance will be required, the Permittee shall have a licensed diver or
licensed marine contractor inspect and videotape the operation of the diffuser. The
inspections and videotaping shall be performed in accordance with the following schedule:

i. Every year if no pinch valves have been installed on the riser ports; or
ii. Every 2 years if pinch valves have been installed on the riser ports.

d. The video of the diffuser inspection and a copy of a report summarizing the results of the
inspection shall be submitted to EPA and NHDES-WD on a USB drive within 60 days of
each inspection. A schedule for cleaning, repairs, or other necessary maintenance shall be
included in the report if the inspection indicates that it is necessary. Necessary cleaning,
repairs, or other maintenance should be documented with a photo or video taken after the
action is completed. The Permittee may request an extension of up to 60 additional days to
submit this report.

2. NHDES Shellfish Notification Procedures

The Permittee shall immediately notify the Shellfish Section of NHDES-WD of possible high
bacteria/virus loading events from the facility or its sewer collection system. Such events
include:

a. Any lapse or interruption of normal operation of the POTW disinfection system, or other
event that results in discharge of sewage from the POTW or sewer infrastructure (pump
stations, sewer lines, manholes, etc.) that has not undergone full disinfection as specified in
the NPDES permit;

b. Average daily flows in excess of the 0.29 MGD for Newington and 1.0 MGD for
Newmarket; and

c. Daily post-disinfection effluent samples of 43 organisms per 100 mL or greater.
Notification shall also be made for instances where NPDES-required bacteria sampling is
not completed, or where the results of such sampling are invalid. This is a state certification
requirement.

Notification shall be made using the program's cell phone number. If Shellfish Program staff
are not available to answer the phone, leave a message describing the issue or situation and
provide your contact information, including phone number. Then, call the Shellfish Program’s
pager and enter a call back number. Upon initial notification of a possible high bacteria/virus
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loading event, Shellfish Program staff will determine the most suitable interval for continued
notification and updates on an event-by-event basis.

NHDES - Shellfish Program
Cell phone: 603-568-6741
Pager: 603-771-9826

3. Pursuant to 40 CFR § 125.123(d)(4), this permit shall be modified or revoked at any time if, on
the basis of any new data, the director determines that continued discharges may cause
unreasonable degradation of the marine environment.

E. State Permit Conditions

1. The Permittee shall not at any time, either alone or in conjunction with any person or persons,
cause directly or indirectly the discharge of waste into the said receiving water unless it has
been treated in such a manner as will not lower the legislated water quality classification or
interfere with the uses assigned to said water by the New Hampshire Legislature (RSA 485-
A:12).

2. This NPDES discharge permit is issued by EPA under federal and state law. Upon final
issuance by EPA, the New Hampshire Department of Environmental Services — Water
Division (NHDES-WD) may adopt this permit, including all terms and conditions, as a state
permit pursuant to RSA 485-A:13.

3. EPA shall have the right to enforce the terms and conditions of this permit pursuant to federal
law and NHDES-WD shall have the right to enforce the permit pursuant to state law, if the
permit is adopted. Any modification, suspension, or revocation of this permit shall be effective
only with respect to the agency taking such action and shall not affect the validity or status of
the permit as issued by the other agency.

4. Pursuant to New Hampshire Statute RSA 485-A13,1(c), any person responsible for a bypass or
upset at a wastewater facility shall give immediate notice of a bypass or upset to all public or
privately owned water systems drawing water from the same receiving water and located
within 20 miles downstream of the point of discharge regardless of whether or not it is on the
same receiving water or on another surface water to which the receiving water is tributary.
Wastewater facility is defined at RSA 485-A:2XIX as the structures, equipment, and processes
required to collect, convey, and treat domestic and industrial wastes, and dispose of the
effluent and sludge. The Permittee shall maintain a list of persons, and their telephone
numbers, who are to be notified immediately by telephone. In addition, written notification,
which shall be postmarked within 3 days of the bypass or upset, shall be sent to such persons.

5. The pH range of 6.5 to 8.0 Standard Units (S.U.) must be achieved in the final effluent unless
the Permittee can demonstrate to NHDES-WD: 1) that the range should be widened due to
naturally occurring conditions in the receiving water; or 2) that the naturally occurring
receiving water pH is not significantly altered by the Permittee’s discharge. The scope of any
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demonstration project must receive prior approval from NHDES-WD. In no case, shall the
above procedure result in pH limits outside the range of 6.0 to 9.0 S.U., which is the federal
effluent limitation guideline regulation for pH for secondary treatment and is found in 40 CFR
§ 133.102(c).

6. Pursuant to New Hampshire Code of Administrative Rules, Env-Wq 703.07(a):

a. Any person proposing to construct or modify any of the following shall submit an
application for a sewer connection permit to the department:

(1) Any extension of a collector or interceptor, whether public or private, regardless of
flow;

(2) Any wastewater connection or other discharge in excess of 5,000 gpd;

(3) Any wastewater connection or other discharge to a WWTP operating in excess of 80
percent design flow capacity or design loading capacity based on actual average flow or
loading for 3 consecutive months;

(4) Any industrial wastewater connection or change in existing discharge of industrial
wastewater, regardless of quality or quantity;

(5) Any sewage pumping station greater than 50 gpm or serving more than one building; or

(6) Any proposed sewer that serves more than one building or that requires a manhole at
the connection.

7. For each new or increased discharge of industrial waste to the POTW, the Permittee shall
submit, in accordance with Env-Wq 305.10(b) an “Industrial Wastewater Discharge Request.”

8. Pursuant to Env-Wq 305.15(d) and 305.16(f), the Permittee shall not allocate or accept for
treatment more than 90 percent of the headworks loading limits of the facility.

9. Pursuant to Env-Wq 305.21, at a frequency no less than every five years, the Permittee shall
submit to NHDES:

a. A copy of its current sewer use ordinance if it has been revised without department
approval subsequent to any previous submittal to the department or a certification that no
changes have been made.

b. A current list of all significant indirect dischargers to the POTW. At a minimum, the list
shall include for each significant indirect discharger, its name and address, the name and
daytime telephone number of a contact person, products manufactured, industrial processes
used, existing pretreatment processes, and discharge permit status.

c. A list of all permitted indirect dischargers; and

d. A certification that the municipality is strictly enforcing its sewer use ordinance and all
discharge permits it has issued.
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10. When the effluent discharged for a period of three (3) consecutive months exceeds 80 percent

11.

12.

of the design flow or design loading capacity, the Permittee shall submit to the permitting
authorities a projection of flows and loadings up to the time when the design capacity of the
treatment facility will be reached, and a program for maintaining satisfactory treatment levels
consistent with approved water quality management plans. Before the design flow will be
reached, or whenever treatment necessary to achieve permit limits cannot be assured, the
Permittee may be required to submit plans for facility improvements.

Fecal Coliform — For facilities discharging to marine waters used for shellfishing, daily post-
disinfection effluent grab samples shall be collected and analyzed for fecal coliform using an
EPA-approved analytical method (published in 40 CFR Part 136) that meets the timeliness
requirements of the NHDES Shellfish Program. Results shall be reported to NHDES each
month in accordance with state reporting requirements in Part V1.7 below.

In accordance with footnote 21 of Part III.A above, a sampling plan shall be submitted to EPA
and NHDES at least three months prior to the first planned sampling date as part of a Quality
Assurance Project Plan. The sampling and analysis plan and/or supporting monitoring records
shall include at a minimum the following information or criteria:

a. Site map with location of sampling point including a description of sampling point
location, waterbody name, town/city and longitudinal/latitudinal coordinates.
b. Description of sampling methodology to include but not limited to:
(1) Sample preservation prior to laboratory analysis
(2) Sampling frequency
(3) Replicate frequency, whether analyzed in house or by a contract laboratory, to be
each sample event. Designate the replicate sample on monitoring records with

“REP.”

Individual(s) who performed the sampling

Date(s) and time(s) sampling and analyses were performed

Laboratory name

Laboratory analysis method

Total phosphorus laboratory Reporting Detection Limit (RDL) and Method Detection
Limit (MDL). The RDL shall be 5 ug/L or less.

All data and monitoring information shall be retained for 6 years from the date of the
sample event and will be made available to EPA and NHDES upon request.

i. Data for the sample shall be entered in the DMR.

(1) If applicable, attach contract laboratory results for sample and replicate, including
chain of custody, to the relevant DMR.

(2) The relative percent difference (RPD) between the sample and its corresponding
replicate sample should be <20%. A comment on the DMR identifying the RPD for
the sample event is to be included. If the analysis is conducted in house, comment is
to include result for replicate sample also.

j. Other changes or criteria as specified by the agencies

@m0 a0

=3
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Note: THE FOLLOWING PARTS (Part IV — Part IX) INCLUDE COMMON ELEMENTS

OF BOTH THE MASSACHUSETTS AND NEW HAMPSHIRE GENERAL
PERMITS

IV. Additional Limitations, Conditions, and Requirements

A. Operation and Maintenance of the Sewer System

Operation and maintenance (O&M) of the sewer system shall be in compliance with the Standard
Conditions of Part II and the following terms and conditions. The Permittee shall complete the
following activities for the collection system which it owns:

1.

Maintenance Staff

The Permittee shall provide an adequate staff to carry out the operation, maintenance, repair,
and testing functions required to ensure compliance with the terms and conditions of this
permit. Provisions to meet this requirement shall be described in the Collection System O&M
Plan required pursuant to Section C.5. below.

Preventive Maintenance Program

The Permittee shall maintain an ongoing preventive maintenance program to prevent overflows
and bypasses caused by malfunctions or failures of the sewer system infrastructure. The
program shall include an inspection program designed to identify all potential and actual
unauthorized discharges. Plans and programs to meet this requirement shall be described in the
Collection System O&M Plan required pursuant to Section C.5. below.

. Infiltration/Inflow

The Permittee shall control infiltration and inflow (I/T) into the sewer system as necessary to
prevent high flow related unauthorized discharges from their collection systems and high flow
related violations of the wastewater treatment plant’s effluent limitations. Plans and programs
to control I/ shall be described in the Collection System O&M Plan required pursuant to
Section C.5. below.

Collection System Mapping

If a Permittee has not already prepared and submitted a collection system map, within 30
months of the effective date of this permit, the Permittee shall prepare a map of the sewer
collection system it owns. If a Permittee has already prepared and submitted a collection
system map the Permittee shall continue to maintain a map of the sewer collection system it
owns. The map shall be on a street map of the community, with sufficient detail and at a scale
to allow easy interpretation. The collection system information shown on the map shall be
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based on current conditions and shall be kept up-to-date and available for review by federal,
state, or local agencies. Such map(s) shall include, but not be limited to the following:

a.

b.

All sanitary sewer lines and related manholes;
All combined sewer lines, related manholes, and catch basins;

All combined sewer regulators and any known or suspected connections between
the sanitary sewer and storm drain systems (e.g. combination manholes);

All outfalls, including the treatment plant outfall(s), CSOs, and any known or suspected
SSOs, including stormwater outfalls that are connected to combination manholes;

All pump stations and force mains;

The wastewater treatment facility(ies);

All surface waters (labeled);

Other major appurtenances such as inverted siphons and air release valves;

A numbering system which uniquely identifies manholes, catch basins, overflow points,
regulators and outfalls;

The scale and a north arrow; and

The pipe diameter, date of installation, type of material, distance between manholes, and
the direction of flow.

5. Collection System O&M Plan

If a Permittee has not already prepared and submitted a Collection System O&M Plan, the
Permittee shall develop and implement a Collection System O&M Plan in accordance with
Parts (a) and (b) below.

a. Within six (6) months of the effective date of the permit, the Permittee shall submit to
EPA and the State

(1) A description of the collection system management goals, staffing, information
management, and legal authorities;

(2) A description of the collection system and the overall condition of the collection
system including a list of all pump stations and a description of recent studies and
construction activities; and

(3) A schedule for the development and implementation of the full Collection System
O&M Plan including the elements in paragraphs b.1. through b.8. below.
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b. The full Collection System O&M Plan shall be completed, implemented and submitted
to EPA and the State within twenty-four (24) months from the effective date of this
permit. The Plan shall include:

(1) The required submittal from paragraph 5.a. above, updated to reflect current
information,;

(2) A preventive maintenance and monitoring program for the collection system;

(3) Description of sufficient staffing necessary to properly operate and maintain the
sanitary sewer collection system and how the operation and maintenance program is
staffed;

(4) Description of funding, the source(s) of funding and provisions for funding
sufficient for implementing the plan;

(5) Identification of known and suspected overflows and back-ups, including manholes.
A description of the cause of the identified overflows and back-ups, corrective
actions taken, and a plan for addressing the overflows and back-ups consistent with
the requirements of this permit;

(6) A description of the Permittee’s programs for preventing I/I related effluent
violations and all unauthorized discharges of wastewater, including overflows and
by-passes and the ongoing program to identify and remove sources of I/I. The
program shall include an inflow identification and control program that focuses on
the disconnection and redirection of illegal sump pumps and roof down spouts;

(7) An educational public outreach program for all aspects of I/I control, particularly
private inflow; and

(8) An Overflow Emergency Response Plan to protect public health from overflows and
unanticipated bypasses or upsets that exceed any effluent limitation in the permit.

If a Permittee has already prepared and submitted a Collection System O&M Plan, the
Permittee shall update and implement the Collection System O&M Plan it has previously
submitted to EPA and the State in accordance with Part (c) below. The plan shall be available
for review by federal, state, and local agencies upon request.

c. The Plan shall include:

(1) A description of the collection system management goals, staffing, information
management, and legal authorities;

(2) A description of the collection system and the overall condition of the collection
system including a list of all pump stations and a description of recent studies and
construction activities;

(3) A preventive maintenance and monitoring program for the collection system;

(4) Description of sufficient staffing necessary to properly operate and maintain the
sanitary sewer collection system and how the operation and maintenance program is
staffed;

(5) Description of funding, the source(s) of funding and provisions for funding
sufficient for implementing the plan;
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(6) Identification of known and suspected overflows and back-ups, including manholes.
A description of the cause of the identified overflows and back-ups, corrective
actions taken, and a plan for addressing the overflows and back-ups consistent with
the requirements of this permit;

(7) A description of the Permittee’s programs for preventing I/ related effluent
violations and all unauthorized discharges of wastewater, including overflows and
by-passes and the ongoing program to identify and remove sources of I/I. The
program shall include an inflow identification and control program that focuses on
the disconnection and redirection of illegal sump pumps and roof down spouts;

(8) An educational public outreach program for all aspects of I/I control, particularly
private inflow; and

(9) An Overflow Emergency Response Plan to protect public health from overflows and
unanticipated bypasses or upsets that exceed any effluent limitation in the permit.

6. Annual Reporting Requirement

The Permittee shall submit a summary report of activities related to the implementation of its
Collection System O&M Plan during the previous calendar year. The report shall be submitted
to EPA and the State annually by March 31. The first annual report is due the first March 31%
following submittal of the collection system O&M Plan required by Part I.C.5.b. of this permit.
The summary report shall, at a minimum, include:

a.

b.

A description of the staffing levels maintained during the year;

A map and a description of inspection and maintenance activities conducted and corrective
actions taken during the previous year;

Expenditures for any collection system maintenance activities and corrective actions taken
during the previous year;

A map with areas identified for investigation/action in the coming year;

A summary of unauthorized discharges during the past year and their causes and a report of
any corrective actions taken as a result of the unauthorized discharges reported pursuant to
the Unauthorized Discharges section of this permit; and

In Massachusetts, if the average annual flow in the previous calendar year exceeded 80
percent of the facility’s design flow, or there have been capacity-related overflows, the
report shall include items in (1) and (2) below. In New Hampshire, if the monthly average
flow exceeded 80 percent of the facility’s design flow for three consecutive months in the
previous calendar year, or there have been capacity related overflows, the report shall
include items in (1) and (2) below.

(1) Plans for further potential flow increases describing how the Permittee will maintain
compliance with the flow limit and all other effluent limitations and conditions; and
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(2) A calculation of the maximum daily, weekly, and monthly infiltration and the
maximum daily, weekly, and monthly inflow for the reporting year.

B. Alternate Power Source

In order to maintain compliance with the terms and conditions of this permit, the Permittee shall
provide an alternative power source(s) sufficient to operate the portion of the publicly owned
treatment works it owns and operates, as defined in Part VIIL.E.1 of this permit.

C. Industrial Users

1. The Permittee shall submit to EPA and the State the name of any Industrial User (IU) subject
to Categorical Pretreatment Standards under 40 CFR § 403.6 and 40 CFR chapter I, subchapter
N (Parts 405-415, 417-430, 432, 447, 449-451, 454, 455, 457-461, 463-469, and 471 as
amended) who commences discharge to the facility after the effective date of this permit.

This reporting requirement also applies to any other IU who is classified as a Significant
Industrial User which discharges an average of 25,000 gallons per day or more of process
wastewater into the facility (excluding sanitary, noncontact cooling and boiler blowdown
wastewater); contributes a process wastewater which makes up five (5) percent or more of the
average dry weather hydraulic or organic capacity of the facility; or is designated as such by
the Control Authority as defined in 40 CFR § 403.3(f) on the basis that the industrial user has a
reasonable potential to adversely affect the wastewater treatment facility’s operation, or for
violating any pretreatment standard or requirement (in accordance with 40 CFR § 403.8(f)(6)).

2. In the event that the Permittee receives originals of reports (baseline monitoring reports, 90-
day compliance reports, periodic reports on continued compliance, etc.) from industrial users
subject to Categorical Pretreatment Standards under 40 CFR § 403.6 and 40 CFR chapter I,
subchapter N (Parts 405-415, 417-430, 432-447, 449-451, 454, 455, 457-461, 463-469, and
471 as amended), or from a Significant Industrial User, the Permittee shall forward the
originals of these reports within ninety (90) days of their receipt to EPA, and copy the State in
accordance with Part VI.2 below.

3. Beginning the first full calendar quarter following 6 months after EPA has notified the
Permittee that a multi-lab validated method for wastewater is available, the Permittee shall
commence annual sampling of the following types of industrial discharges into the POTW:

o Commercial Car Washes

« Platers/Metal Finishers

o Paper and Packaging Manufacturers

o Tanneries and Leather/Fabric/Carpet Treaters

o Manufacturers of Parts with Polytetrafluoroethylene (PTFE) or teflon type coatings (i.e.
bearings)

o Landfill Leachate

o Centralized Waste Treaters

o Contaminated Sites
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 Fire Fighting Training Facilities
o Airports
o Any Other Known or Expected Sources of PFAS

For dischargers in Massachusetts, sampling shall be for the following PFAS chemicals:

Industrial User Effluent Maximum Monitoring Requirements
Characteristic Daily Frequency | Sample Type
Perfluorohexanesulfonic acid (PFHxS) | Report ng/L 1/year Composite
Perfluoroheptanoic acid (PFHpA) Report ng/L 1/year Composite
Perfluorononanoic acid (PFNA) Report ng/L 1/year Composite
Perfluorooctanesulfonic acid (PFOS) Report ng/L 1/year Composite
Perfluorooctanoic acid (PFOA) Report ng/L 1/year Composite
Perfluorodecanoic acid (PFDA) Report ng/L 1/year Composite

For dischargers in New Hampshire, sampling shall be for the following PFAS chemicals:

Industrial User Effluent Maximum Monitoring Requirements
Characteristic Daily Frequency | Sample Type
Perfluorohexanesulfonic acid (PFHxS) | Report ng/L 1/year Composite
Perfluorononanoic acid (PFNA) Report ng/L 1/year Composite
Perfluorooctanesulfonic acid (PFOS) Report ng/L 1/year Composite
Perfluorooctanoic acid (PFOA) Report ng/L 1/year Composite

The industrial discharges sampled and the sampling results shall be summarized and submitted
to EPA and copy the state as an electronic attachment to the March discharge monitoring
report due April 15" of the calendar year following the testing.

D. Sludge Conditions

1. The Permittee shall comply with all existing federal and state laws and regulations? that apply
to sewage sludge use and disposal practices, including EPA regulations promulgated at 40 CFR
Part 503, which prescribe “Standards for the Use or Disposal of Sewage Sludge” pursuant to §
405(d) of the CWA, 33 U.S.C. § 1345(d).

2 For Permittees in New Hampshire, compliance with the requirements of this permit or 40 CFR Part 503 shall not
eliminate or modify the need to comply with applicable requirements under RSA 485-A and Env-Wq 800, New
Hampshire Sludge Management Rules
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2. If both state and federal requirements apply to the Permittee’s sludge use and/or disposal

practices, the Permittee shall comply with the more stringent of the applicable requirements.

The requirements and technical standards of 40 CFR Part 503 apply to the following sludge
use or disposal practices:

a. Land application - the use of sewage sludge to condition or fertilize the soil
b. Surface disposal - the placement of sewage sludge in a sludge only landfill
c. Sewage sludge incineration in a sludge only incinerator

The requirements of 40 CFR Part 503 do not apply to facilities which dispose of sludge in a
municipal solid waste landfill. 40 CFR § 503.4. These requirements also do not apply to
facilities which do not use or dispose of sewage sludge during the life of the permit but rather
treat the sludge (e.g., lagoons, reed beds), or are otherwise excluded under 40 CFR § 503.6.

The 40 CFR Part 503 requirements include the following elements:

e (General requirements

e Pollutant limitations

Operational Standards (pathogen reduction requirements and vector
attraction reduction requirements)

Management practices

Record keeping

Monitoring

Reporting

Which of the 40 CFR Part 503 requirements apply to the Permittee will depend upon the use or
disposal practice followed and upon the quality of material produced by a facility. The EPA
Region 1 Guidance document, “EPA Region 1 - NPDES Permit Sludge Compliance Guidance”
(November 4, 1999), may be used by the Permittee to assist it in determining the applicable
requirements.’

The sludge shall be monitored for pollutant concentrations (all Part 503 methods) and pathogen
reduction and vector attraction reduction (land application and surface disposal) at the
following frequency. This frequency is based upon the volume of sewage sludge generated at
the facility in dry metric tons per year, as follows:

3 This guidance document is available upon request from EPA Region 1 and may also be found at:
http://www.epa.gov/regionl/npdes/permits/generic/sludgeguidance.pdf




http://www.epa.gov/region1/npdes/permits/generic/sludgeguidance.pdf
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less than 290 1/ year

290 to less than 1,500 1 /quarter

1,500 to less than 15,000 6 /year

15,000 + 1 /month

Sampling of the sewage sludge shall use the procedures detailed in 40 CFR § 503.8.

Under 40 CFR § 503.9(r), the Permittee is a “person who prepares sewage sludge” because it
“is ... the person who generates sewage sludge during the treatment of domestic sewage in a
treatment works ....” If the Permittee contracts with another “person who prepares sewage
sludge” under 40 CFR § 503.9(r) —i.e., with “a person who derives a material from sewage
sludge” — for use or disposal of the sludge, then compliance with Part 503 requirements is the
responsibility of the contractor engaged for that purpose. If the Permittee does not engage a
“person who prepares sewage sludge,” as defined in 40 CFR § 503.9(r), for use or disposal,
then the Permittee remains responsible to ensure that the applicable requirements in Part 503
are met. 40 CFR § 503.7. If the ultimate use or disposal method is land application, the
Permittee is responsible for providing the person receiving the sludge with notice and
necessary information to comply with the requirements of 40 CFR § 503 Subpart B.

E. Schedules of Compliance

EPA will indicate any applicable compliance schedule(s) on the Permittee’s authorization to
discharge based on the following:

1.

The Permittee will have a schedule of compliance of 18 months (other than the Leicester
phosphorus limit which shall be 24 months) for any newly established or more stringent water
quality-based effluent limits which EPA has determined the Permittee is not expected to be in
compliance with upon the effective date of the General Permit (other than aluminum limits
which are covered in subpart 3 below). The applicable Permittees and limits are listed below
(see also Attachment E for numeric values of these limits).

Hardwick Gilbertville lead (monthly ave) limit

Middlesex School phosphorus (monthly ave) and cadmium (monthly ave) limits
Leicester phosphorus (monthly ave) limit [24 months]

Troy ammonia (monthly ave) limits

Whitefield copper (monthly ave and daily max) limits

Antrim lead (monthly ave) limit

Greenville phosphorus (monthly ave) limit

Epping phosphorus (monthly ave) and zinc (monthly ave and daily max) limits

SRme a0 o

Within twelve (12) months of the authorization to discharge under the General Permit, the
Permittee shall submit to EPA and the State a status report relative to the process
improvements necessary to achieve the permit limit.
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3. Aluminum Compliance Schedule

a. The effluent limit for total aluminum for Hardwick Gilbertville, MCI — Concord, Douglas
WWTP, Huntington, Oxford — Rochdale, and Hillsborough shall be subject to a schedule of
compliance whereby the limit takes effect three years after the effective date of the permit.
For the period starting on the effective date of this permit and ending three (3) years after
the effective date, the Permittee shall report only the monthly average aluminum
concentration on the monthly DMR. After this initial three (3) year period, the Permittee
shall comply with the monthly average total aluminum limit. The Permittee shall submit an
annual report due by January 15" of each of the first three (3) years of the permit that will
detail its progress towards meeting the final aluminum effluent limit.

At a minimum, the Permittee shall include in the annual report (a) an evaluation of all
potentially significant sources of aluminum in the sewer system and alternatives for
minimizing these sources, and (b) an evaluation of alternative modes of operation at the
wastewater treatment facility in order to reduce the effluent levels of aluminum.

b. If during the three-year period after the effective date of the permit, the State adopts revised
aluminum criteria but EPA has not yet approved them, then the Permittees may request a
permit modification, pursuant to 40 CFR § 122.62(a)(3), for a further delay in the effective
date of the final aluminum effluent limits. If new criteria are approved by EPA before the
effective date of the final aluminum effluent limit, the Permittees may apply for a permit
modification, pursuant to 40 CFR § 122.62(a)(3), to revise the time to meet the final
aluminum effluent limit and/or for revisions to the permit based on whether there is
reasonable potential for the facility’s aluminum discharge to cause or contribute to a
violation of the newly approved aluminum criteria.*

F. Additional Requirements for Facilities Discharging to Long Island Sound Watershed

This requirement applies to Permittees discharging to the tributaries and main stems of the
Connecticut River, Thames River, and Housatonic River and have a design flow of greater than or
equal to 0.1 MGD. See Attachment E for a list of facilities, design flows and receiving waters.

1. Within one year of the effective date of the authorization to discharge under the permit, the
Permittee shall complete an evaluation of alternative methods of operating the existing
wastewater treatment facility to optimize the removal of nitrogen in order to minimize the
annual average mass discharge of total nitrogen, and submit a report to EPA and the State

“The final effluent limits for aluminum may be modified prior to the end of the three-year compliance schedule if
warranted by the new criteria and a reasonable potential analysis and consistent with anti-degradation requirements.
Such a modification would not trigger anti-backsliding prohibitions, as reflected in CWA 402 § (o) and 40 CFR §
122.44(1), provided that such modification is finalized before the final limit takes effect.
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documenting this evaluation and presenting a description of recommended operational
changes. The Permittee shall implement the recommended operational changes in order to
minimize the discharge loading of nitrogen. The methods to be evaluated include, but are not
limited to, operational changes designed to enhance nitrification (seasonal and year-round),
incorporation of anoxic zones, septage receiving policies and procedures, and side stream
management.

If the Permittee has already conducted this evaluation under their existing permit, this
requirement doesn’t apply and the Permittee shall continue to optimize the treatment facility
operations relative to total nitrogen (TN) removal through measures and/or operational changes
designed to enhance the removal of nitrogen in order to minimize the annual average mass
discharge of total nitrogen.

2. The Permittee shall submit an annual report to EPA and the State, by February 1 of each year,
that summarizes activities related to optimizing nitrogen removal efficiencies, documents the
annual nitrogen discharge load from the facility, and tracks trends relative to the previous
calendar year and the previous five (5) calendar years. If, in any year, the treatment facility
discharges of TN on an average annual basis have increased, the annual report shall include a
detailed explanation of the reasons why TN discharges have increased, including any changes
in influent flows/loads and any operational changes. The report shall include all supporting
data.

Obtaining Authorization to Discharge
A. Obtaining Coverage

To obtain coverage under the General Permit, facilities identified in Attachment E of this General
Permit may, at their election, submit a Notice of Intent (NOI) to EPA within 60 days of the
effective date of the General Permit in accordance with 40 CFR § 122.28(b)(2)(i) & (ii). The
contents of the NOI shall include at a minimum, the legal name and address of the owner or
operator, the facility name and address, type of facility or discharges, the receiving stream(s) and
be signed by the operator in accordance with the signatory requirements of 40 CFR § 122.22,
including the certification statement found at § 122.22(d), as follows:

[ certify under penalty of law that this document and all attachments were prepared under
my direction or supervision in accordance with a system designed to assure that qualified
personnel properly gather and evaluate the information submitted. Based on my inquiry of
the person or persons who manage the system, or those persons directly responsible for
gathering the information, the information submitted is, to the best of my knowledge and
belief, true, accurate, and complete. I am aware that there are significant penalties for
submitting false information, including the possibility of fine and imprisonment for
knowing violations.

All NOIs must be submitted to EPA either electronically to RINPDESReporting@epa.gov with
copy to Cobb.Michael@epa.gov (Note: electronic submittals must include electronic signature) or
physically to the following address:




mailto:R1NPDESReporting@epa.gov

mailto:Cobb.Michael@epa.gov
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United States Environmental Protection Agency
ATTN: Municipal Permits Section
5 Post Office Square — Suite 100
Mail Code — 06-1
Boston, Massachusetts 02109-3912

Alternately, the Director may notify a discharger that it is covered this General Permit,
even if the discharger has not submitted a notice of intent to be covered in accordance with
40 CFR § 122.28(b)(2)(vi). EPA has determined that the eligible dischargers listed in
Attachment E of this General Permit may be authorized to discharge under the General
Permit by this type of notification. Such authorization to discharge will be effective upon
the date indicated in written notice from EPA.

Facilities currently covered under the expired POTW GP will maintain coverage under that
administratively continued permit until receiving written notification from EPA of authorization to
discharge under the reissued WWTF GP. Such authorization will be effective upon the date
indicated in written notice from EPA.

Facilities to be covered under this General Permit for the first time will maintain coverage under
their existing individual permits until receiving written notification from EPA of authorization to
discharge under the reissued WWTF GP. Such authorization will be effective upon the date
indicated in written notice from EPA. As a precondition to obtaining authorization to discharge
under the WWTF GP, authorization to discharge pursuant to their individual permits will be
removed using appropriate procedures under Part 124. Therefore, authorization to discharge under
the WWTF GP will be subject to completion of appropriate Part 124 proceedings and will be
effective upon the date indicated in written notice from EPA.

B. When the Director May Require Application for an Individual NPDES Permit

The Director may require any operator authorized by or requesting coverage under this general
permit to apply for and obtain an individual NPDES permit. Any interested person may petition
the Director to take such action. Instances where an individual permit may be required include the
following:

1. A determination under 40 CFR § 122.28(b)(3), including:

a. A change has occurred in the availability of the demonstrated technology of practices
for the control or abatement of pollutants applicable to the point source(s);

b. Effluent limitation guidelines are promulgated for the point source(s) covered by this
permit;

c. A Water Quality Management Plan or Total Maximum Daily Load containing
requirements applicable to such point source(s) is approved and inconsistent with this
permit;

d. Circumstances have changed since the time of the request to be covered so that the
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discharger is no longer appropriately controlled under the general permit, or either a
temporary or permanent reduction or elimination of the authorized discharge is
necessary; and

e. The discharge(s) is a significant contributor of pollutants.
2. The discharger is not in compliance with the conditions of this General Permit.
3. The discharge(s) is in violation of State water quality standards for the receiving water.

4. Actual or imminent harm to aquatic organisms, including ESA or human health, is
identified.

C. When an Individual Permit May Be Requested

In accordance with 40 CFR § 122.28(b)(3)(iii), any owner or operator authorized by this
General Permit may request to be excluded from the coverage of this General Permit. The
owner or operator shall submit an application under § 122.21, with reasons supporting the request,
to the Director no later than 90 days after the publication by EPA of the General Permit. The
request shall be processed under Part 124. The request shall be granted by issuing of an individual
permit if the reasons cited by the owner or operator are adequate to support the request.

When an individual NPDES permit is issued to an operator otherwise subject to this General
Permit, the applicability of this General Permit to that owner or operator is automatically
terminated on the effective date of the individual permit.

D. EPA Determination of Coverage

Any operator may request to be covered under this General Permit but the final authority rests with
EPA. Coverage under this general permit will not be effective until receipt of notification of
inclusion from EPA. The effective date of coverage will be the date indicated in the authorization
to discharge provided by EPA in writing. Any additional State conditions will be provided in
writing.

Any operator authorized to discharge under this General Permit will receive written notification
from EPA. Failure to receive from EPA written notification of permit coverage means that the
operator is not authorized to discharge under this General Permit.

VI. Monitoring, Record-Keeping, and Reporting Requirements

Unless otherwise specified in this permit, the Permittee shall submit reports, requests, and
information and provide notices in the manner described in this section.
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1. Submittal of DMRs Using NetDMR

The Permittee shall continue to submit its monthly monitoring data in discharge monitoring
reports (DMRs) to EPA and the State no later than the 15th day of the month electronically
using NetDMR. When the Permittee submits DMRs using NetDMR, it is not required to
submit hard copies of DMRs to EPA or the State. NetDMR is accessible through EPA’s
Central Data Exchange at https://cdx.epa.gov/.

2. Submittal of Reports as NetDMR Attachments

Unless otherwise specified in this permit, the Permittee shall electronically submit all reports to
EPA (and MassDEP for dischargers in Massachusetts) as NetDMR attachments rather than as
hard copies. For dischargers in New Hampshire, this includes the NHDES Monthly Operating
Reports (MORs). See Part VI.5 for more information on State reporting. Because the due dates
for reports described in this permit may not coincide with the due date for submitting DMRs
(which is no later than the 15th day of the month), a report submitted electronically as a
NetDMR attachment shall be considered timely if it is electronically submitted to EPA using
NetDMR with the next DMR due following the report due date specified in this permit.

3. Submittal of Requests and Reports to EPA Water Division (WD)

a. The following requests, reports, and information described in this permit shall be submitted
to the NPDES Applications Coordinator in EPA Water Division (WD):

(1) Transfer of permit notice;

(2) Request for changes in sampling location;

(3) Request for reduction in testing frequencys;

(4) Request for change in WET testing requirement; and

(5) Report on unacceptable dilution water / request for alternative dilution water for WET
testing.

(6) Report of new industrial user commencing discharge

(7) Report received from existing industrial user

(8) Request for extension of compliance schedule

b. These reports, information, and requests shall be submitted to EPA WD electronically at
R1INPDESReporting@epa.gov.

4. Submittal of Reports to EPA Enforcement and Compliance Assurance Division (ECAD) in
Hard Copy form

a. The following notifications and reports shall be signed and dated originals, submitted as
hard copy, with a cover letter describing the submission:

(1) Written notifications required under Part VIIL.B.4.c, for bypasses, and Part VIIL.D.1.e,
for sanitary sewer overflows (SSOs). Starting on 21 December 2025, such notifications
must be done electronically using EPA’s NPDES Electronic Reporting Tool (“NeT”),



https://cdx.epa.gov/

mailto:R1NPDESReporting@epa.gov
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or another approved EPA system, which will be accessible through EPA’s Central Data
Exchange at https://cdx.epa.gov/.

b. This information shall be submitted to EPA ECAD at the following address:

U.S. Environmental Protection Agency
Enforcement and Compliance Assurance Division
Water Compliance Section
5 Post Oftice Square, Suite 100 (04-SMR)
Boston, MA 02109-3912

5. State Reporting

For dischargers in MA only: Duplicate signed copies of all WET test reports shall be submitted
to the Massachusetts Department of Environmental Protection, Division of Watershed
Management, at the following address:

Massachusetts Department of Environmental Protection
Bureau of Water Resources
Division of Watershed Management
8 New Bond Street
Worcester, Massachusetts 01606

For dischargers in NH only: Unless otherwise specified in this permit or by the State, duplicate
signed copies of all reports, information, requests or notifications described in this permit,
including the reports, information, requests or notifications described in Parts V1.3 and V1.4
shall also be submitted to the New Hampshire Department of Environmental Services, Water
Division (NHDES—WD) electronically to the Permittee’s assigned NPDES inspector at
NHDES-WD or as a hardcopy to the following addresses:

New Hampshire Department of Environmental Services
Water Division
Wastewater Engineering Bureau
29 Hazen Drive, P.O. Box 95
Concord, New Hampshire 03302-0095

6. Verbal Reports and Verbal Notifications

a. Any verbal reports or verbal notifications, if required in Parts I through VIII of this permit,
shall be made to both EPA and to the State. This includes verbal reports and notifications
which require reporting within 24 hours (e.g., Part VIII.B.4.c.(2), Part VIII.B.5.c.(3), and
Part VIIL.D.1.e).

b. Verbal reports and verbal notifications shall be made to:



https://cdx.epa.gov/
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EPA ECAD at 617-918-1510
and
MassDEP’s Emergency Response at 888-304-1133
or

NHDES Assigned NPDES Inspector listed below:
Central/South NH: 603-271-2985
North/West NH: 603-271-1494
NH Seacoast: 603-271-1493

VII. Administrative Requirements
A. Notice of Termination (NOT) of Discharge or Change of Owner/Operator

Permittees shall notify EPA and the appropriate State agency in writing upon the termination of
any discharge(s) authorized by the WWTF GP. The NOT shall include the name, mailing address,
phone number, and the location of the facility for which the notification is being submitted, the
NPDES permit number of the discharge identified by the notice, and an indication of whether the
discharge has been eliminated or if the owner/operator of the discharge has changed. The NOT
shall be signed in accordance with the signatory requirements of 40 CFR § 122.22. Completed and
signed NOTs shall be submitted to EPA and the appropriate State agency at the addresses provided
in Part VI above.

B. Continuation of this General Permit After Expiration

If this General Permit is not reissued prior to its expiration date, it will be administratively
continued in accordance with the Administrative Procedures Act (5 U.S.C. 558(c)) and 40 CFR §
122.6 and remain in full force and in effect for discharges covered prior to its expiration. The
permit application requirement under 40 CFR § 122.6 and Part VIII.A.7 of this permit has been
waived for this permit term.

Coverage under this permit will not be available to any facility that is not authorized to discharge
under the General Permit before the expiration date.

Any permittee whose authorization to discharge under this General Permit was administratively
continued will automatically remain covered by the continued General Permit until the earlier of:

1. Authorization to discharge under a reissued permit or a replacement of this permit; or
2. The Permittee's submittal of a Notice of Termination; or
3. Issuance of an individual permit for the Permittee's discharge; or

4. A formal permit decision by EPA not to reissue this General Permit, at which time EPA
will identify a reasonable time period for covered dischargers to seek coverage under an
alternative general permit or an individual permit. Coverage under this permit will cease at
the end of this time period.





		I. Applicability and Coverage of the WWTF GP

		A. Eligible Discharges

		B. Geographic Coverage Area

		C. Limitations on Coverage

		The following dischargers are ineligible for coverage under this general permit:

		1. Any facility that is not defined as a POTW or a treatment works treating domestic sewage, as defined at 40 CFR § 403.3 and 40 CFR § 122.2, respectively;

		2. Any facility with design flow greater than 1 MGD.0F

		3. Any facility in Massachusetts that is categorized as a major facility.

		4. Any facility that does not provide, at a minimum, secondary treatment to the discharge;

		5. Any facility with one or more designated Combined Sewer Overflow (CSO) outfalls.

		6. Discharges to the territorial sea, as defined at Clean Water Act (CWA) Section 502;

		7. Discharges to Special Resource Waters in Massachusetts as defined in the Massachusetts surface water quality standards at 314 CMR § 4.06(3) and (4), including Public Water Supplies (314 CMR § 4.06(1)(d)(1), which have been designated by the state a...

		8. Discharges to an Area of Critical Environmental Concern (ACEC) in Massachusetts;

		9. Discharges to Massachusetts Ocean Sanctuaries, as defined at 302 CMR 5.00;

		10. Discharges to Outstanding Resource Waters in Massachusetts as described in the Massachusetts surface water quality standards at 314 CMR § 4.04(3) or in New Hampshire as defined in the New Hampshire water quality regulations at Env-Wq 1708.04(a), u...

		11. Discharges to Class A waters in New Hampshire, in accordance with the New Hampshire water quality regulations at Env-Wq 1708.05 and RSA 485-A:8, I;

		12. Any new or increased discharge which is inconsistent with the antidegradation policy of the State in which the discharge occurs;

		13. Discharges which are inconsistent with the State Coastal Zone Management Program;

		14. Discharges which may adversely affect properties listed or eligible for listing in the National Registry of Historic Places under the National Historic Preservation Act of 1966, 16 U.S.C. Sections 470 et seq., as amended;

		15. Discharges which may adversely affect threatened or endangered species, or critical habitats of such species, under the Endangered Species Act (ESA); and

		16. Any “New Source” as defined in 40 CFR § 122.2.





		II. Massachusetts General Permit, Permit No. MAG580000

		A. Effluent Limitations and Monitoring Requirements for Massachusetts Facilities

		B. Other Requirements for Massachusetts Facilities

		C. Unauthorized Discharges

		D. Notification Requirements

		The Permittee shall notify all downstream community water systems (if any) of any emergency condition, plant upset, bypass, or other system failure which has the potential to impact the quality of the water to be withdrawn by that community for drinki...

		E. Additional Requirements for Facilities Discharging to Marine Waters



		III. New Hampshire General Permit, Permit No. NHG580000

		A. Effluent Limitations and Monitoring Requirements for New Hampshire Facilities

		B. Other Requirements

		C. Unauthorized Discharges

		D. Additional Requirements for Facilities Discharging to Marine Waters

		E. State Permit Conditions

		a. Any person proposing to construct or modify any of the following shall submit an application for a sewer connection permit to the department:





		IV. Additional Limitations, Conditions, and Requirements

		A. Operation and Maintenance of the Sewer System

		1. Maintenance Staff

		The Permittee shall provide an adequate staff to carry out the operation, maintenance, repair, and testing functions required to ensure compliance with the terms and conditions of this permit. Provisions to meet this requirement shall be described in ...

		2. Preventive Maintenance Program

		The Permittee shall maintain an ongoing preventive maintenance program to prevent overflows and bypasses caused by malfunctions or failures of the sewer system infrastructure. The program shall include an inspection program designed to identify all po...

		a. All sanitary sewer lines and related manholes;

		b. All combined sewer lines, related manholes, and catch basins;

		d. All outfalls, including the treatment plant outfall(s), CSOs, and any known or suspected SSOs, including stormwater outfalls that are connected to combination manholes;

		e. All pump stations and force mains;

		f. The wastewater treatment facility(ies);

		g. All surface waters (labeled);

		h. Other major appurtenances such as inverted siphons and air release valves;

		i. A numbering system which uniquely identifies manholes, catch basins, overflow points, regulators and outfalls;

		j. The scale and a north arrow; and

		k. The pipe diameter, date of installation, type of material, distance between manholes, and the direction of flow.



		5. Collection System O&M Plan

		If a Permittee has not already prepared and submitted a Collection System O&M Plan, the Permittee shall develop and implement a Collection System O&M Plan in accordance with Parts (a) and (b) below.

		a. Within six (6) months of the effective date of the permit, the Permittee shall submit to EPA and the State

		(1) A description of the collection system management goals, staffing, information management, and legal authorities;

		(2) A description of the collection system and the overall condition of the collection system including a list of all pump stations and a description of recent studies and construction activities; and

		(3) A schedule for the development and implementation of the full Collection System O&M Plan including the elements in paragraphs b.1. through b.8. below.



		b. The full Collection System O&M Plan shall be completed, implemented and submitted to EPA and the State within twenty-four (24) months from the effective date of this permit. The Plan shall include:

		(1) The required submittal from paragraph 5.a. above, updated to reflect current information;

		(2) A preventive maintenance and monitoring program for the collection system;

		(3) Description of sufficient staffing necessary to properly operate and maintain the sanitary sewer collection system and how the operation and maintenance program is staffed;

		(4) Description of funding, the source(s) of funding and provisions for funding sufficient for implementing the plan;

		(5) Identification of known and suspected overflows and back-ups, including manholes.  A description of the cause of the identified overflows and back-ups, corrective actions taken, and a plan for addressing the overflows and back-ups consistent with ...

		(6) A description of the Permittee’s programs for preventing I/I related effluent violations and all unauthorized discharges of wastewater, including overflows and by-passes and the ongoing program to identify and remove sources of I/I.  The program s...

		(7) An educational public outreach program for all aspects of I/I control, particularly private inflow; and

		(8) An Overflow Emergency Response Plan to protect public health from overflows and unanticipated bypasses or upsets that exceed any effluent limitation in the permit.

		(8) An Overflow Emergency Response Plan to protect public health from overflows and unanticipated bypasses or upsets that exceed any effluent limitation in the permit.





		If a Permittee has already prepared and submitted a Collection System O&M Plan, the Permittee shall update and implement the Collection System O&M Plan it has previously submitted to EPA and the State in accordance with Part (c) below. The plan shall ...

		c. The Plan shall include:

		(1) A description of the collection system management goals, staffing, information management, and legal authorities;



		(2) A description of the collection system and the overall condition of the collection system including a list of all pump stations and a description of recent studies and construction activities;

		(3) A preventive maintenance and monitoring program for the collection system;

		(4) Description of sufficient staffing necessary to properly operate and maintain the sanitary sewer collection system and how the operation and maintenance program is staffed;

		(5) Description of funding, the source(s) of funding and provisions for funding sufficient for implementing the plan;

		(6) Identification of known and suspected overflows and back-ups, including manholes.  A description of the cause of the identified overflows and back-ups, corrective actions taken, and a plan for addressing the overflows and back-ups consistent with ...

		(7) A description of the Permittee’s programs for preventing I/I related effluent violations and all unauthorized discharges of wastewater, including overflows and by-passes and the ongoing program to identify and remove sources of I/I.  The program s...

		(8) An educational public outreach program for all aspects of I/I control, particularly private inflow; and

		(9) An Overflow Emergency Response Plan to protect public health from overflows and unanticipated bypasses or upsets that exceed any effluent limitation in the permit.

		(9) An Overflow Emergency Response Plan to protect public health from overflows and unanticipated bypasses or upsets that exceed any effluent limitation in the permit.



		6. Annual Reporting Requirement

		The Permittee shall submit a summary report of activities related to the implementation of its Collection System O&M Plan during the previous calendar year. The report shall be submitted to EPA and the State annually by March 31. The first annual repo...

		a. A description of the staffing levels maintained during the year;

		b. A map and a description of inspection and maintenance activities conducted and corrective actions taken during the previous year;

		c. Expenditures for any collection system maintenance activities and corrective actions taken during the previous year;

		d. A map with areas identified for investigation/action in the coming year;

		e. A summary of unauthorized discharges during the past year and their causes and a report of any corrective actions taken as a result of the unauthorized discharges reported pursuant to the Unauthorized Discharges section of this permit; and

		f. In Massachusetts, if the average annual flow in the previous calendar year exceeded 80 percent of the facility’s design flow, or there have been capacity-related overflows, the report shall include items in (1) and (2) below. In New Hampshire, if t...

		(1) Plans for further potential flow increases describing how the Permittee will maintain compliance with the flow limit and all other effluent limitations and conditions; and

		(2) A calculation of the maximum daily, weekly, and monthly infiltration and the maximum daily, weekly, and monthly inflow for the reporting year.





		B. Alternate Power Source

		C. Industrial Users

		 Commercial Car Washes

		 Platers/Metal Finishers

		 Paper and Packaging Manufacturers

		 Tanneries and Leather/Fabric/Carpet Treaters

		 Manufacturers of Parts with Polytetrafluoroethylene (PTFE) or teflon type coatings (i.e. bearings)

		 Landfill Leachate

		 Centralized Waste Treaters

		 Contaminated Sites

		 Fire Fighting Training Facilities

		 Airports

		 Any Other Known or Expected Sources of PFAS

		The industrial discharges sampled and the sampling results shall be summarized and submitted to EPA and copy the state as an electronic attachment to the March discharge monitoring report due April 15th of the calendar year following the testing.

		D. Sludge Conditions

		1. The Permittee shall comply with all existing federal and state laws and regulations2F1F  that apply to sewage sludge use and disposal practices, including EPA regulations promulgated at 40 CFR Part 503, which prescribe “Standards for the Use or Dis...

		2. If both state and federal requirements apply to the Permittee’s sludge use and/or disposal practices, the Permittee shall comply with the more stringent of the applicable requirements.

		3. The requirements and technical standards of 40 CFR Part 503 apply to the following sludge use or disposal practices:

		a. Land application - the use of sewage sludge to condition or fertilize the soil

		b.   Surface disposal - the placement of sewage sludge in a sludge only landfill

		c.   Sewage sludge incineration in a sludge only incinerator



		4. The requirements of 40 CFR Part 503 do not apply to facilities which dispose of sludge in a municipal solid waste landfill. 40 CFR § 503.4. These requirements also do not apply to facilities which do not use or dispose of sewage sludge during the l...

		5. The 40 CFR Part 503 requirements include the following elements:

		Which of the 40 CFR Part 503 requirements apply to the Permittee will depend upon the use or disposal practice followed and upon the quality of material produced by a facility. The EPA Region 1 Guidance document, “EPA Region 1 - NPDES Permit Sludge Co...

		6. The sludge shall be monitored for pollutant concentrations (all Part 503 methods) and pathogen reduction and vector attraction reduction (land application and surface disposal) at the following frequency. This frequency is based upon the volume of ...

		Sampling of the sewage sludge shall use the procedures detailed in 40 CFR § 503.8.

		7. Under 40 CFR § 503.9(r), the Permittee is a “person who prepares sewage sludge” because it “is … the person who generates sewage sludge during the treatment of domestic sewage in a treatment works ….” If the Permittee contracts with another “person...

		E. Schedules of Compliance

		a. Hardwick Gilbertville lead (monthly ave) limit

		b. Middlesex School phosphorus (monthly ave) and cadmium (monthly ave) limits

		c. Leicester phosphorus (monthly ave) limit [24 months]

		d. Troy ammonia (monthly ave) limits

		e. Whitefield copper (monthly ave and daily max) limits

		f. Antrim lead (monthly ave) limit

		g. Greenville phosphorus (monthly ave) limit

		h. Epping phosphorus (monthly ave) and zinc (monthly ave and daily max) limits



		F. Additional Requirements for Facilities Discharging to Long Island Sound Watershed

		This requirement applies to Permittees discharging to the tributaries and main stems of the Connecticut River, Thames River, and Housatonic River and have a design flow of greater than or equal to 0.1 MGD. See Attachment E for a list of facilities, de...





		V.  Obtaining Authorization to Discharge

		A.  Obtaining Coverage

		B. When the Director May Require Application for an Individual NPDES Permit

		1. A determination under 40 CFR § 122.28(b)(3), including:

		a. A change has occurred in the availability of the demonstrated technology of practices for the control or abatement of pollutants applicable to the point source(s);

		b. Effluent limitation guidelines are promulgated for the point source(s) covered by this permit;

		c. A Water Quality Management Plan or Total Maximum Daily Load containing requirements applicable to such point source(s) is approved and inconsistent with this permit;

		d. Circumstances have changed since the time of the request to be covered so that the discharger is no longer appropriately controlled under the general permit, or either a temporary or permanent reduction or elimination of the authorized discharge is...

		e. The discharge(s) is a significant contributor of pollutants.



		2. The discharger is not in compliance with the conditions of this General Permit.

		3. The discharge(s) is in violation of State water quality standards for the receiving water.

		4. Actual or imminent harm to aquatic organisms, including ESA or human health, is identified.



		C. When an Individual Permit May Be Requested

		D. EPA Determination of Coverage



		VI. Monitoring, Record-Keeping, and Reporting Requirements

		VII. Administrative Requirements

		A. Notice of Termination (NOT) of Discharge or Change of Owner/Operator

		B. Continuation of this General Permit After Expiration

		1. Authorization to discharge under a reissued permit or a replacement of this permit; or

		2. The Permittee's submittal of a Notice of Termination; or

		3. Issuance of an individual permit for the Permittee's discharge; or

		4. A formal permit decision by EPA not to reissue this General Permit, at which time EPA will identify a reasonable time period for covered dischargers to seek coverage under an alternative general permit or an individual permit. Coverage under this p...
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A. Effluent Limitations and Monitoring Requirements for New Hampshire Facilities

During the period beginning on the effective date and lasting through the expiration date, the Permittee is authorized to discharge
treated effluent from a wastewater treatment facility (WWTF) treating domestic sewage. The discharge shall be limited and monitored
as specified below at the end of all treatment processes, including disinfection or dechlorination, or at an alternative representative
location approved by EPA and the New Hampshire Department of Environmental Services (NHDES), that provides a representative
sample of the effluent. The receiving water and the influent shall be monitored as specified below.

Table 1. Effluent Limitations and Monitoring Requirements for Epping WWTF

Effluent Characteristic Discharge Limitation'® Monitoring Requirement'>?
Parameter Average Average Maximum Daily Measurement | Sample
Monthly Weekly Frequency Type*
Rolling Average Effluent Flow® 0.5 MGD --- --- Continuous Recorder
Effluent Flow® Report MGD --- Report MGD Continuous Recorder
CBODs’ 5.0 mg/L 8.0 mg/L 10.0 mg/L .
June 1 — October 31 20 Ib/day 331b/day | 41 Ib/day 2/Week Composite
CBODs’ 8.0 mg/L 12.0 mg/L | 38 mg/L .
November 1 — May 31 33 Ib/day 50 Ib/day | 158 Ib/day 2/Week Composite
CBODs’ Removal >85% — — — —
TSS 3 mg/L 4 mg/L 6 mg/L .
June 1 — October 31 12 Ib/day 16 Ib/day | 25 Ib/day 2/Week Composite
TSS 5 mg/L 8 mg/L 33 mg/L .
November 1 — May 31 21 Ib/day 331b/day | 138 Ib/day 2/Week Composite
TSS Removal > 85 % --- -—- --- -—-
pH Range® 6.5-8.0 S.U. 1/Day Grab
Dissolved Oxygen > 7 mg/L
Escherichia coli ® 47 colonies/100 :
Class B Designated Beach Areas mL - 88 colonies/100 mL. | 3/Week Grab
Total Residual Chlorine!! 0.033 mg/L —-- 0.057 mg/L 1/Day Grab
Total Recoverable Zinc!? 0.195 mg/L —-- 0.195 mg/L 2/Month Composite
Total Phosphorus'? 0.26 mg/L — Report mg/L 2/Month Composite
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Effluent Characteristic Discharge Limitation'> Monitoring Requirement!->3
Parameter Average Average Maximum Daily Measurement | Sample

Monthly Weekly Frequency Type*
1.1 Ib/day

Ammonia Nitrogen'? 7.2 mg/L 10.8 mg/L .
November 1 - May 31 30 Iblday 45 Ib/day 2/Week Composite
Ammonia Nitrogen 1.4 mg/L 2.0 mg/L .
June 1 — Octobe% 31 5.8 lb;gday o 8.3 lb;gday 2/Week Composite
Perfluorohexanesulfonic acid (PFHxS)!* | --- — Report ng/L 2/Year Composite
Perfluorononanoic acid (PFNA)' — — Report ng/L 2/Year Composite
Perfluorooctanesulfonic acid (PFOS)'* | --- -—- Report ng/L 2/Year Composite
Perfluorooctanoic acid (PFOA)' -—- -—- Report ng/L 2/Year Composite
Whole Effluent Toxicity (WET) Testing!%!”

Acute (LCso)

(Test Species: Ceriodaphnia dubia and | --- - >100% 2/Year Composite
Pimiphales promelas)

Chronic (C-NOEC)

(Test Species: Ceriodaphnia dubia and | --- - >33% 2/Year Composite
Pimiphales promelas)

Hardness (as CaCos) --- - Report mg/L

Ammonia Nitrogen --- --- Report mg/L

Total Aluminum --- --- Report mg/L

¥otal Cadmium — — Report mg/L Same as WET Measurement

otal Copper --- --- Report mg/L r d Sample T

Total Lead --- --- Report mg/L fequency and sample 1ype
Total Nickel --- --- Report mg/L

Total Zinc --- --- Report mg/L

Total Organic Carbon — — Report mg/L

Total Phosphorus?®! --- --- Report mg/L See Footnote 21 | Composite

Reporting Requirements

Monitoring Requirements'->3
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Ambient Characteristic! Average Average Maximum Dail Measurement Sample
Monthly Weekly y Frequency Type*

Hardness — — Report mg/L Grab

Ammonia Nitrogen — — Report mg/L Grab

Total Aluminum --- --- Report mg/L Grab

Total Cadmium — — Report mg/L Grab

Total Copper --- --- Report mg/L Grab

Total Nickel -—- -—- Report mg/L Same as WET Grab

Total Lead — — Report mg/L Monitoring Grab

Total Zinc --- --- Report mg/L Frequency Grab

Total Organic Carbon — — Report mg/L Grab

Dissolved Organic Carbon'’ —-- —-- Report mg/L Grab

pH% — — Report S.U. Grab

Temperature?” —-- —-- Report °C Grab

Total Phosphorus?®! — — Report mg/L See Footnote 21 | Grab
Reporting Requirements Monitoring Requirements’->3

Influent Characteristic l?/l‘;elftahgl(; \A‘;; eerl?lie Maximum Daily gf‘i?]slilerlff;ent Sample Type

CBODs’ Report mg/L | --- --- 2/Month Composite

TSS Report mg/L | --- — 2/Month Composite

Perfluorohexanesulfonic acid (PFHxS)'* | --- —-- Report ng/L 2/Year Composite

Perfluorononanoic acid (PFNA)' — — Report ng/L 2/Year Composite

Perfluorooctanesulfonic acid (PFOS)' --- --- Report ng/L 2/Year Composite

Perfluorooctanoic acid (PFOA)' --- --- Report ng/L 2/Year Composite

Reporting Requirements Monitoring Requirements'-*3

Sludge Characteristic ﬁ/l‘:)elftahgl; \Aﬂyeeerl?l%fe i\)l;ﬁmum xzzsl:ler:;;ent Sample Type*

Perfluorohexanesulfonic acid (PFHxS)* | --- — Report ng/g 2/Year Grab/Composite®®

Perfluorononanoic acid (PFNA)* - —-- Report ng/g 2/Year Grab/Composite?’

Perfluorooctanesulfonic acid (PFOS)* - —-- Report ng/g 2/Year Grab/Composite®’
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‘ Perfluorooctanoic acid (PFOA)* — — Report ng/g ‘ 2/Year | Grab/Composite*® |

For Footnotes to Table 1 see Final Permit Section IIl.A.
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